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Chapter 1 | Topic & Motivation

Reducing CO 2 emissions is a global challenge. In addition to the introduction of renewable energy, CO 2 emissions can also be reduced through lower energy consumption. Improved management of energy production and energy consumption can also lead to a more effective use of existing resources and thus to a reduction in CO 2 emission. Saving costs through lower energy consumption is an additional motivation for private or industrial consumers. However, since the customer is usually confronted with his power consumption only once a year and no further information such as, for example, which device has consumed how much power, it is challenging for the consumer to change his behavior or renew devices with unnecessary high power consumption. Determining the power consumption of individual appliances requires an energy meter in front of each appliance. Since this is complicated and expensive, this is not realized in practice. With Non-Intrusive Load Monitoring (NILM) the total power consumption of a house, a flat, or an industrial building is determined only at one central location. Out of this total energy consumption, the individual consumption of each device is specified. From this original idea, applications in various areas of life can be derived which are explained in this section.

In the classical approach, multiple sensors are needed to measure the individual power consumption of devices. Because of the high installation effort and the intrusion into the grid, this approach is also described as intrusive monitoring, as shown in Fig. 1.1. This method has the disadvantage that there is a high effort at installation because the number of sensors increases with the number of devices which have to be measured. Often it is not possible to install the measurement system without disconnecting the appliances. Especially in the industrial context, a disconnection of machines is problematic. In case several appliances are measured at the same time, many meters are required. Apart from the hardware costs, additional problems like communication between the meters for time synchronization have to be solved. Synchronization is required, for example, when power peaks of running appliances should be minimized, or for comparing the sum of the individual power consumption with the total measured powerconsumption.

In 1982 G. W. Hart from the Massachusetts Institute of Technology (MIT) [START_REF]Nonintrusive appliance load monitoring[END_REF] presented the idea of Non-Intrusive Load Monitoring (NILM). In NILM only one measurement system at a central position (in Fig. 1.2 in front of the electricity meter) of the grid is used. Here, the total power consumption of all devices connected to the grid is measured. With this information, a disaggregation of the measured total power consumption, into the individual power consumption is performed, as shown in Fig. 1 Here, the effort for installation and measurement hardware is much less than in an intrusive measurement setting. This idea also avoids problems concerning the communication between the different meters, for example, time synchronization. At the start of the millennium, the interest in a detailed energy consumption analysis increased. More and more intelligent electricity meters were installed in the industry, as well as in private households. However, the higher resolution of the total power consumption leads only to a small benefit for the customer so far. The more detailed time curve of the total power consumption is usually not very meaningful and challenging to interpret for the customer. The customer would have a much higher benefit if the actual consumption could be assigned to the individual devices. This additional information can be supplied by NILM.

The reactor disaster in Fukushima, Japan in 2011, led to a rethinking of the energy policy. In Germany and other countries, the energy transition (the transition from conventional to renewable energy production) was politically initiated. Furthermore, at the United Nations Climate Change Conference in Paris, France an agreement to reduce emissions and reduce the effects of global warming below 1.5 • C was signed by 195 countries. This crucial event is essential for the increased expansion of renewables across the globe. The regulation of the grid needs to be changed from controlling a small number of conventional power plans to a significantly bigger number of small power plans. For this challenge, it is necessary to know where, at which time, and how much energy is required. Through the use of smart meters, it is already possible to inform the grid operator about the actual power consumption of individual customers. The use of NILM could provide more detailed information about the power consumption of individual types of appliances. With this information a more precise forecast of the power consumption is possible.

One way of cutting costs and resources for electricity production is to use the generated power as efficiently as possible and to reduce over-capacities. A useful supplement is the introduction of time variable electricity prices. This provides incentives to the customer to use smart devices, for example, washing machines that automatically start when the electricity price is low because more current is generated than consumed (for example at night times). NILM offers the possibility to determine the individual consumption of the devices used in the household. With this, an individual energy concept can be created for the individual household, which includes the time-optimized use of the devices. Smart devices are particularly suitable for this because they can be started automatically. However, smart devices are usually unable to determine energy consumption. Thus, NILM remains indispensable for creating the individual energy concept of a household or a company.

NILM offers various more applications, which are described in the next section.

Application Scenario

In addition to the possibilities mentioned above for cost reduction, there are other scenarios in which NILM can be used. The permanent monitoring of the power consumption allows detecting deviations in the user behavior. In the doctoral thesis of Phillip Klein [START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF], NILM was applied to the context of Ambient Assisted Living (AAL). In this work, the purpose was to monitor user behavior. On the one hand, atypical user behaviors could be identified by the use of NILM. For example, NILM can detect when people are in a situation of need due to an accident or a health issue. On the other hand, electrical consumers with potential risks are monitored by NILM. This could be the stove or oven but also large industrial machines. One application could be to detect if a stove is switched on, but not off, for a long time. Depending on the situation, either a message could be sent to the residents themselves, or a caregiver could be informed. Another application scenario for NILM is the detection of failures or misoperation. As an example, the icing of freezing equipment in private households or the industry could be recognized with a NILM system. The use of NILM here is very similar to the previously described task in the AAL context since the aim is to detect unusual situations whereby the trigger is induced 1.2. CONTRIBUTIONS by appliances and not by a human.

Human error can also be detected more efficiently by using NILM. An industrial dishwasher, for example, is already started by the kitchen staff in the morning. Consequently, high energy consumption is generated over the entire day. The dishwasher could be started a few hours later. Typically, such errors are complicated to comprehend, since the person, responsible for the reduction of energy consumption, does not know exactly which devices are relevant for power consumption and how they are used in practice. On the other hand, the persons responsible for the early switching on of the machine are not aware of the costs associated with the operation of such a machine. NILM can provide this information more transparently for non-experts.

Early detection of faults in machines is a different use-case for NILM. A typical current consumption can be detected, and corresponding actions can be taken before complete failure of the device occurs. For example, NILM can be used for fault detection and diagnosis of cooling units [7]. The results showed that some errors could be better detected by NILM. These are primarily electrical or electromechanical faults which are more difficult to detect via a thermal measuring. However, the use of additional sensors is advantageous for the detection of other errors. This article concludes that a NILM system connected with existing sensors leads to improved detection and analysis of errors. Another example where a NILM system can be advantageous is in the car. The error "exhaust gas purification" can have multiple causes, from a problem on the engine over the exhaust gas purification to the sensor. Using NILM can readily determine the case when the heating element of the sensor has a defect. This limits troubleshooting saves time and reduces costs.

NILM could also be used to optimize the efficiency of electrical storage. The idea is to use stored energy if larger loads are switched on over a more extended period. In the case of big loads, the efficiency of inverters is significantly better compared to small loads. If only small loads are connected, the power supply of these appliances are realized exclusively via the power grid and not with the inverter of the energy storage system because the energy from the battery can be used more effectively in the case of large consumers. With NILM, an improved prediction of the load states is possible, whereby the efficiency of inverters can be increased. The funding of solar energy production in Germany was reduced from 50 ct/kWh (2005) [START_REF] Gmbh | Netztransparenz > EEG > Jahresabrechnungen[END_REF], to currently 12.70 ct/kWh (2017) [START_REF] Der | Justiz und für Verbraucherschutz[END_REF]. Therefore, in the future, a large number of solar energy systems will be used together with energy storage systems. This is a very interesting application for NILM since the average electricity price of about 20 ct/kWh (in Europe, as at January 2019) makes it worthwhile for many private solar energy operators to store cost-efficient energy excess and consume the electricity themselves when required.
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Chapter 2 | Relevant Works & Overview of Stateof-the-Art Methods

In order to get an overview of the state of the art, this chapter initially presents the historical development of Non-Intrusive Load Monitoring (NILM). In the first section, an overview of the different areas of NILM is given. Following the overview, the most cited publications are presented in a summary. Sec. 2.2 describes a detailed state of the art of NILM, where the structure of NILM is presented. Subsequently, the individual tasks of NILM are described in detail.

Historical Overview

The idea of measuring the total current and voltage of a house and deducting the individual energy consumption of the appliances was published by George W. Hart, working for the Massachusetts Institute of Technology (MIT) and funded by the Electric Power Research Institute (EPRI). In 1985, Hart et al. wrote the report: "Prototype Nonintrusive Appliance Load Monitor" [START_REF] Hart | Prototype Nonintrusive Appliance Load Monitoring[END_REF]. Some further publications [START_REF]Nonintrusive appliance load monitoring[END_REF] and a patent registration (US4858141 A) [START_REF] Hart | Non-intrusive appliance monitor apparatus[END_REF] followed. Hart et al. already described the essential steps of NILM on which today's procedures are based, see Fig. 2.1.

For the implementation of the entire NILM process, the tasks shown in Fig. 2.1 have to be solved. For data generation, a measurement system is required. Since the success of all the following tasks depends on the quality of the measurements, this is a crucial part. Voltage and current are the measured quantities. The waveform or signal form is calculated out of the measured signals. Usually, the periodical voltage and current signals are transformed into nonperiodically waveform like active or reactive power. Additionally, the HARmonics (HARs) are commonly used. With this non-periodic waveform, the event detection is realized. The task of event detection is to detect if an appliance is switched on or off. With the information about the position of an event, further features can be calculated out of the existing signal forms. These features are used to differentiate the individual consumers through the classification. The task of classification itself is similar to other classification problems from other areas like image or speech recognition. The tracking aims to assign the total power consumption to the individual devices. A more detailed overview of the individual tasks of NILM is given in Sec. 2.2.

The different tasks of NILM, belong to different engineering disciplines, this increases the challenge of developing an overall functional system. First of all, a measuring system has to be developed. This falls into the field of electrical engineering or the special discipline of measurement engineering and embedded programming. Alternatively, public records that are suitable for the development of NILM procedures can be identified. For the selection or construction of a suitable waveform, knowledge about the electrical behaviors of the grid and the individual appliances is required. Additionally, experience how to handle the enormous amount of data is necessary. The event detection, feature extraction, classification, and tracking are common subtasks of machine learning. Due to the many different sub-problems, there are a large number of publications in the area of NILM.

In Fig. 2.2, the number of publications found by the terms "non-intrusive load monitoring", "NILM" and "Non-Intrusive Appliance Load Monitoring (NIALM)" are plotted over the years. In the years after the first publications of Hart et al., until 2008, the small number of publications, lead to the conclusion that there was only a small research interest on this topic. After 2008 the number of publications has risen significantly for a variety of different reasons. During the past two decades, energy awareness has changed. With an increased awareness of energy consumption, a growing interest in how much power is consumed from which device exists. Because of the high effort and costs, this problem cannot be solved with the traditional methods, which require a measuring unit for each appliance. The advantage of the idea of NILM is that only one measuring system is required for measuring the total power consumption of all appliances. Out of this total power consumption the individual power consumption of each appliance is calculated by NILM methods. There are different reasons why up to now no complete NILM system could be developed. For example, the computational power which is required for a successful disaggregation could only be provided by comparatively expensive hardware. The cost for hardware exceeds the cost benefits by optimizing the energy consumption. In the past, it was difficult to use high sampled measuring data for NILM since the computational effort to handle high sampled measurements was too large for low-cost hardware. Also, no public datasets were available. During the last decade, this has changed. The availability of powerful single-board computers allows performing the different tasks of NILM in a compact and cost-effective system. With the installation of the smart meter (electronic power meter) in the industry, as well as in private households, the interest of the NILM technology increases further. Besides, there is currently a very strong interest in artificial intelligence in general, as well as in smart home applications. NILM includes with the event detection, classification, and partly the tracking very popular topics of current research areas.

To name all relevant papers is difficult because of the large number of publications. For an overview, the most cited publications are listed in Tab. 2.1. The table is sorted by appearance and contains the information on how often the individual publications were cited. The aim is to provide an overview of the most important publications published between 1992 and 2013. More recent publications will be found in Sec. 2.2. Older publications are favored in this review because of the higher likelihood that they have been cited. Since NILM was not always evenly present in the research community, it is also problematic to use citations per year as a criterion.

In the following lines, a brief overview of the publications from Tab. 2.1 is given. Norford and Leeb presented in their paper, the difficulties that arise for a NILM system in a commercial building [START_REF] Norford | Non-intrusive electrical load monitoring in commercial buildings based on steady-state and transient loaddetection algorithms[END_REF]. As an application, they investigated how NILM can monitor the correct power-up function of multiple devices. Also, power oscillations of a poorly turned chiller could be detected. In 1999, Farinaccio and Zmeureanu described a process which determines the electricity consumption of a domestic water heater and a refrigerator from the total consumption of a domestic building. For both devices, a separate process was developed [START_REF] Farinaccio | Using a pattern recognition approach to disaggregate the total electricity consumption in a house into the major end-uses[END_REF]. The method requires submetering of the target appliances for the training to find the individual characteristics. For classification, power consumption is analyzed over several seconds. Through device analysis during training, both devices can be detected. The error for calculating the energy consumption is between -10.5 % and 15.9 %. In their work, Marceau and Zmeureanu [START_REF] Marceau | Nonintrusive load disaggregation computer program to estimate the energy consumption of major end uses in residential buildings[END_REF] described an algorithm which extracts two features of a device, in a learning phase. In a second evaluation phase, these devices are extracted from the characteristics of the overall consumption. As an example, a realization for a water heater and a baseboard heater, as well as for a refrigerator is presented. The error of the estimated energy for the three appliances is less than 10 %. Baranski and Voss described in their paper an optical measuring system which can be placed on an existing Ferraris meter 3) . Hence, recording of the active power every second can be realized with fewer effort [START_REF] Baranski | Genetic algorithm for pattern detection in NIALM systems[END_REF]. Unknown applications can be detected by using clustering in combination with genetic algorithms. The genetic algorithm is used to vary the parameters for event detection. Paatero and Lund [START_REF] Paatero | A model for generating household electricity load profiles[END_REF] describe a procedure in which a household consumption can be simulated, hourly based on statistical probabilities and external influences, for example, temperature or day of the week. The different consumption patterns between business days and weekends can be distinguished. At weekends, most people sleep longer than during the week, and most of them are away from home during the day. Also, on weekends people spend more time cooking than on weekdays. Of course, this depends very much on the residents. Nevertheless, most people show a different behavior on the weekends than during the week, which can be analyzed with power consumption. A case study with a demand side management system was applied to reduce peak consumption. A reduction of the peak consumption of 7.2 % was realized by using demand side management on cooling appliances like freezers or refrigerators. In the publication [START_REF] Lam | A novel method to construct taxonomy electrical appliances based on load signaturesof[END_REF] of 2007, Lam et al. examined the load signatures of individual appliances by recording the current and voltage signal with a high sampling frequency. The signals are displayed in voltage-current (V-I) trajectories. Due to the comparatively high sampling frequency, device-specific characteristics occurring within a period can also be taken into account with this approach. Therefore, new features for the classification have to be developed. Lam et al. show that an improvement in device detection is possible with V-I trajectories. In their work, Shaw et al. focused on the transient state changes of individual devices [START_REF] Shaw | Nonintrusive Load Monitoring and Diagnostics in Power Systems[END_REF]. In addition to cost reduction, this also includes the examination of diagnostics and the monitoring of electromechanical systems. Kim et al. described in their work a measuring system which determines the power consumption of individual devices utilizing external sensors (such as magnetic, light, and acoustic sensors) [START_REF] Kim | ViridiScope: design and implementation of a fine grained power monitoring system for homes[END_REF]. The additional sensors provided an alternative solution approach for finding the ground truth data 4) .

3) The Ferraris meter, named after Galileo Ferraris are still widespread in private households even if they are gradually replaced by smart meters. The Ferraris meter is based on the induction principle. 4) Ground truth data or reference data are necessary for the NILM context to evaluate the algorithms. Depending on the concrete task, the requiter information of the ground truth varies.

With higher sampling frequencies of the smart meters, more information about the devices and the user behavior can be obtained. A critical issue of NILM technology is the question of data protection. Currently, only low frequencies (usually one per year) information is used to calculate the costs of energy. Working with higher sampled data allows reconstructing the user behavior. The problem of data protection in NILM is investigated in [START_REF] Efthymiou | Smart grid privacy via anonymization of smart metering data[END_REF]. The proposed method contributes an additional layer for security. So the privacy protection is not realized directly on the smart meter. The active and reactive power is most frequently used in signal representation for NILM. To make use of high-frequency components other waveforms like Electro-Magnetic Interference (EMI), which arises through Switch Mode Power Supply (SMPS) 5) , can be used [START_REF] Gupta | Elec-triSense: single-point sensing using EMI for electrical event detection and classification in the home[END_REF]. Therefore, a frequency spectrum of up to 500 kHz is investigated. Particularly small loads (like mobile phone chargers or energy saving lamps) can be distinguished from each other by applying this waveform. With the use of NILM, user behavior can be analyzed; because of this, data protection has to be discussed. Theoretically, sensible information about the behavior of people living in a household can be generated from a measurement system outside the house. One way of solving the problem of data protection in NILM is to use a battery [START_REF] Kalogridis | Privacy for smart meters: Towards undetectable appliance load signatures[END_REF]. The battery is used to obscure the use of individual devices. Thus, the battery can be charged to replicate the consumption of specific devices; for example, it could simulate a TeleVision (TV) in the evening. The effort of this method primarily depends on the size of the consumption of the appliances. The power consumption of large consumers; for example, a washing machine is difficult and expensive to hide from the smart meter, since batteries with high capacity are required. The work of Molina-Markham et al. investigates the extent to which smart meters can obtain private data and user content [START_REF] Molina-Markham | Private memoirs of a smart meter[END_REF]. A sample rate of one second and measurements over two months are used. The information generated by smart meters can be used to obtain information about the behavior of people living in a house. Information about how many people live in a house, their sleeping or eating routines, is extracted. Different waveforms and features are compared in [START_REF] Liang | Load Signature Study-Part I: Basic Concept, Structure, and Methodology[END_REF], where an allocation of the load signatures in micro and macro level is investigated. In this work, waveforms with a sampling rate higher than the mains frequency are classified at the micro level. If the sampling rate is lower than the network frequency (for example, 1 sample/s), then, the features are assigned to the macro level. The advantages and disadvantages of different waveforms are discussed in [START_REF] Froehlich | Disaggregated enduse energy sensing for the smart grid[END_REF]. The paper uses the continuous voltage noise signature for the classification. A sampling rate of up to 500 kHz is used. An investigation of SMPS devices shows that there is a minimum of overlapping in the frequency spectrum because of variety during manufacturing and the power requirements of the SMPS devices. In the classical approach, training data are recorded, and the NILM system is trained with these recorded data. In practice, the training effort is very high since it is difficult to generate the reference data. Unsupervised learning or classification do not require previous information or training data. Since the training process is a difficult task, unsupervised methods, which do not require training, are advantageous. Using unsupervised disaggregation methods can provide appliance power usage information [START_REF] Kim | Unsupervised disaggregation of low frequency power measurements[END_REF]. Here, different measurements from seven homes are used. The proposed algorithm achieved an accuracy of up to 99.8 % for four devices and up to 87.4 % for up to ten devices. For a better comparability of the different NILM approaches, the Reference Energy Disaggregation Data Set (REDD) [START_REF] Kolter | REDD: A public data set for energy disaggregation research[END_REF] was created. The dataset is taken from five houses. It is measured with a sampling frequency of 15 kHz during the turn on and off positions of appliances. During the Steady State (SSt), where in general, no significant change in the signal exists, the available 5) Switch Mode Power Supply (SMPS) belongs to the group of the converter. SMPSs are used to convert an Alternating Current (AC) or Direct Current (DC) into a DC. The high efficiency and a compact method of construction are the main advantages compared to power supply transformers. sample frequency is 1 Hz. In the overview given in [START_REF] Zeifman | Nonintrusive Appliance Load Monitoring: Review and Outlook[END_REF] from the year 2011, different waveforms, features, and algorithms are considered. The authors conclude that no NILM system is available which recognizes all devices in a household. There is also no feature that can be used reliably for all devices. By combining multiple features, the recognition rate of event detection can be increased. Another public dataset is "smart" [START_REF] Barker | Smart*: An open data set and tools for enabling research in sustainable homes[END_REF], which provides a sampling frequency of 1 Hz. Additionally, data from over 400 anonymous homes with a sample rate of one minute is available. In [START_REF] Kolter | Approximate Inference in Additive Factorial HMMs with Application to Energy Disaggregation[END_REF], an extension to the Hidden Markov Model (HMM) is introduced. The used classifier works unsupervised. This results in a good classification of most devices. In [START_REF] Zoha | Non-Intrusive Load Monitoring Approaches for Disaggregated Energy Sensing: A Survey[END_REF] a review of NILM methods has been presented. One essential conclusion of this work is that no feature or disaggregation algorithm applies to all types of appliances. The problem of data protection in intelligent energy networks are discussed in the publication [START_REF] Fan | Smart Grid Communications: Overview of Research Challenges, Solutions, and Standardization Activities[END_REF]. The paper presents an overview of smart grid communication, its challenges, and opportunities. A detailed description of the state of the art of NILM is described in [6]. An overview of the increased performance due to higher sampling rates is given. Depending on the sampling rate of the smart meters, different hardware is required. A higher sampling rate leads to increasing costs of the overall system. Using sampling frequencies of up to 2 kHz can be realized cost efficiently. For higher sampling rate, a hardware update will be required.

Summary

NILM becomes more and more popular over the last years. The different papers show that the research field of NILM is widely spread. The most cited papers handle topics from data generation, measurement systems, feature extraction, classification, and data protection. On the one hand, there are publications from people with electrical background about the measurement system and the data generation. On the other hand, scientists with a computer science background, publishing in the area of event detection, feature extraction, and classification. To solve all different tasks of NILM is difficult since the individual tasks are complex and can only be solved with the necessary basic knowledge from the relevant special fields. Therefore, a specialization was made to the individual areas. However, the problem with isolated processing of the individual thematic tasks is that under certain circumstances, a priori knowledge from another area of specialization is not sufficiently used. For example, an electronics engineer who builds the measuring system knows little about the following tasks in the field of machine learning. The focus of a computer scientist who is an expert in machine learning lies mainly on the development of event detection or classification methods. Therefore, complex machine learning methods often presented in combination with low-sampled standard waveforms.

The problem of developing a suitable waveform for NILM is not finally answered. A detailed description of the current waveforms and their problems follow in Sec. 2.2.2. This section is not exhaustive but should give a first overview of the various work in the field of NILM. Now that some of the most important publications on NILM have been presented, a state of the art of the individual NILM editing steps follows.

State of the Art Methods in NILM

This section provides the state of the art of NILM, which introduces the individual tasks in detail. The mathematical modeling of the fundamental problem of NILM is described in Equ. (2.1) [START_REF] Dong | Fundamental limits of nonintrusive load monitoring[END_REF].

y(t) = D d=1 y d (t) for t = 1, ..., T (2.1) 
The sum of power consumption of several devices d at a time t, is given by y(t) ∈ R. D describes the number of devices in a building and the power consumption of the device d at time t by y d (t).

In reality, neither the number of devices nor their properties are known. From a mathematical point of view, there is a poorly set inverse problem which is described in Equ. (2.1).

The inverse problem cannot be solved directly without a-priori information. Different information or assumptions can be used in order to solve the problem. The individual devices usually are not switched on and off at the same time. The runtime and the frequency of the appliances are most of the time different. Besides, the devices have commonly different power consumptions. Depending on the device, a positive or negative phase shift occurs with capacitive or inductive consumers while the current leads in the case of capacitive and the voltage for inductive loads. Other appliances are operated with a phase-cut control. Nonlinear loads, in example transformers or fluorescent lamp generate HARs. Switching power supplies can also feedback high-frequency interferences to the mains. With these different characteristics, the operation of individual appliances from the total consumption can be determined.

The solutions in the literature very often handle only one task of NILM. For example, only the event detection or classification. Commonly, the results reach a very high accuracy. A more sophisticated analysis of the individual paper shows the current limitations. The number of devices is eminently reduced, or individual devices are excluded from the statistics because of problems of their detection or disgusting. Moreover, the number of simultaneously active appliances is often low or only one active device at a time is assumed. The particular limitations of the existing literature create difficulties in comparing the different methods. One reason for this limitation is the available datasets which will be discussed in more detail in Sec. 2.2.1. Another reason is the fact that there are multiple application scenarios (as described in Sec. 1.1) by weighting the different priorities. While for one application, the recognition of a low number of wrong detected events might be more important, another application has the focus on detecting not too many events. However, to construct a NILM system in general, several tasks from different engineering disciplines have to be solved. The whole linear process chain is visualized in Fig. 2.1. The disaggregation process can be described as a linear process chain which consists of the following six phases: In the literature of NILM, the linear structure of the individual tasks is used, almost exclusively. Usually, the information flow is described as a unidirectional process of different tasks. The information goes from the event detection to the feature extraction but not vice versa. The linear structure is well suited to present the different tasks and categorization of the current topic. Nevertheless, on closer examination, it turns out that this structure is not quite right in the sense of the information flow. A more detailed illustration of the information flow is presented in Fig. 2.3.

Current and voltage are the measured quantities provided by the measurement system 1 . Waveforms or signal forms 2 are calculated out of the voltage and current signal. Usually, these waveforms are non-periodically like active and reactive power, see Equ. (2.1) or other waveforms like V-I trajectories [START_REF] Baets | VI-Based Appliance Classification Using Aggregated Power Consumption Data[END_REF] where current and voltage is used directly. Transforming the signal into the frequency domain is also a common method. The S-Transform can be used in order, to contain the time information [START_REF] Ould-Abdeslam | Stockwell-transform for Electrical Defaults Localization[END_REF]. In the literature, the terms waveform, signal form, and feature are used ambiguously. Therefore, in this work, the signal which is calculated from current and/or voltage, without further information, such as the position of an event, is defined as a waveform.

The event detection 3 is used to identify on and off times of the individual appliances [START_REF] Wild | A new unsupervised event detector for non-intrusive load monitoring[END_REF]. Therefore, one or more waveforms are used. The information of the event is used for the feature extraction 4 . With the position of the event, new features can be calculated out of the waveform, for the subsequent classification.

The term feature extraction is used in literature for both the signal representation directly after the measurement and for the extraction of information after the event detection. Nevertheless, from now on the acquisition of information after the event detection is described as feature extraction which is generating one or more "features". The directly used or calculated signal after the measurement and before the event detection is described as "signal form" or "waveform".

The classification is one of the most important tasks in NILM since here the identification of the individual devices are realized 5 . Classification aims to allocate the occurring events to the specific appliances. Therefore, unsupervised and supervised approaches have to be distinguished. For supervised learning training data are available in order to train the classifier with the training features provided by the feature extraction. Unsupervised learning does not require training data. The features are assigned according to their similarity. Ideally, this results in a cluster 6) for each device. Depending on the application, the classification is the last task in NILM. This applies for all applications with the focus on extracting information of running appliances and user behavior like in the Ambient Assisted Living (AAL) context. Finally, energy tracking 6 is carried out and the actual energy demand of the individual device is determined.

Depending on the concrete application of a NILM system, different goals have to be achieved. Fig. 2.4 describes the different ways how in NILM the error can be calculated. In the classical use of NILM, the aim is to allocate the power consumption of each device out of the total power consumption Y (t). The individual errors of the power consumption of the devices are calculated by e D (t) = Y D (t) -ŶD (t), where D = 1, 2, ...d. The sum of the absolute values of e D (t) results in the sum error e sum (t) of all appliances. In addition, the sum of all detected consumptions Ŷ is often compared to the original total consumption Y (t). This results in the error e tot (t). Often the customer of a NILM is interested in the active power consumption. In this case, Y is set equal to the active power consumption. In the industry additionally, costs can arise for reactive power. Therefore, active and reactive power can be calculated individually, or the apparent power can be used.

There are different ways to indicate the accuracy of the classification. In applications where the aim is to identify the individual devices, the error is calculated by comparing the classified devices with the reference data. Another method to calculate the accuracy, for this scenario, is 6) A cluster consists of objects that have similar properties, and that differ from objects that are not in the same cluster. sometimes realized with the correct assignment of the power consumption. The problem with this rating criterion is that devices with high power consumption are weighted more heavily than devices with low power consumption. With the goal of getting the operation information about the appliances the power consumption, usually plays a subordinate role and should not be used for the evaluation.

In the following sections, the state of the art of the individual tasks of NILM is presented.

Measuring Systems and Datasets

To develop and test algorithms for NILM different datasets have been created. Therefore, suitable measuring equipment is required. There are different approaches. Some follow the approach to embedding the NILM algorithms in the measurement system. Others merely measure with the embedded system and realize the appropriate calculations relevant to NILM in the cloud, as there is significantly more computing power available. Here, the advantage is that the algorithms can continually be adapted or improved. The data available in the cloud can also be used to improve other NILM systems. Since this is difficult at higher sampling rates, because of the amount of data, this procedure is usually used only at lower sampling rates (from 1 second up to a few minutes). Also, the protection of private data is more challenging for cloud-based systems.

To realize an investigation of different waveforms, the initially measured voltage and current are required. With a higher sampling frequency, more details about the specific power consumption of the individual measured appliances can be generated. More detailed information is advantageous for subsequent event detection and classification. The necessary sampling rate depends on the application and the appliances which have to be disaggregated by NILM. During this work, predominantly sampling rates between 1 kHz and 12 kHz are used. A realization of comparatively inexpensive embedded systems is currently possible with these sampling rates. On the other hand, the sampling frequency is high enough to calculate different waveforms and features like HARs.

In the next section, an investigation of existing measurement systems for NILM is presented, followed by an investigation of various publicly available data sets for NILM.

Measuring Systems

Commercially available measuring systems often work internally with a very high sampling rate. However, only the processed waveforms are stored and provided to the user. The "Fluke 1738 Advanced Power Energy Logger", for example, uses a sampling frequency of 10.24 kHz. The high sampling frequency is used for the calculation of HARs. The minimal interval of the logger, where the different waveforms like active, reactive, apparent power or HARs are stored, is one second [START_REF] Fluke | Continuing frequency deviation in the Continental European Power System originating in Serbia/Kosovo: Political solution urgently needed in addition to technical[END_REF]. Unfortunately, the data logger does not provide the possibility to log the current and voltage directly. Also, there is usually no way to export these high-frequency data. Typically, these power meters or analyzer allow only to extract specific signal forms like active or reactive power or the different HARs.

To measure the original current and voltage signal with a higher sampling rate, of several kHz, new measuring systems are developed [START_REF] Meziane | Modeling and estimation of transient current signals[END_REF][START_REF] Patel | At the flick of a switch: Detecting and classifying unique electrical events on the residential power line[END_REF][START_REF] Bier | Smart Meter Systems Measurements for the Verification of the Detection & Classification Algorithms[END_REF]. These measurement systems use an analog part were commonly a level adjustment, filtering, and galvanic insulation are realized. While the filters ensure that no aliasing occurs, the galvanic isolation is used for safety reasons. The conversation from analog into digital values is realized with Analog-to-Digital Converters (ADCs). For example, a commercially available ADC card can be used. Also, audio input devices are commonly used. The high-pass filter, which is used in this measuring equipment causes that there are no DC components in the signal. Therefore, for example, the waveform of a half-wave rectifier is not displayed correctly. The documentation of non-commercial measuring systems often does not provide all information about the measuring system. Sometimes, there is no information available whether the measuring system can measure current and voltage synchronously. The design of the analog part and especially the filtering is often not documented. Nevertheless, datasets generated out of such measurement systems are used for the development of NILM algorithms. These uncertainties must be taken into account in order not to draw false conclusions. For example, a low-pass filter which was designed in such a way that already high frequencies are strongly suppressed leads to the fact that high-frequency signal components are filtered out of the signal. If this is not known because of a lack of documentation of the measuring system, the impression could arise that the consideration of high-frequency signal components for NILM does not cause any improvement. There is also a risk that aliasing can occur due to an incorrectly designed low-pass filter. In this case, the results of the different NILM can be worse than without aliasing. For this reason, the generation of data needs to be considered.

Another problem of measurement systems existing of several subcomponents is the difficulty to use these measuring systems in real-world environments, outside a laboratory. As a rule, the measuring system must be accommodated in the control cabinet. If additionally, a computer or a laptop is needed for the operation of the measuring equipment (ADC card or audio card) there is often not enough space in the control cabinet. For a clean installation, a compact measurement system is required.

During this work, a compact measuring system including a data logger for high frequencies of up to 10 kHz on three phases was developed from the Institute for Smart Systems (ISS) working group. The measuring system can measure three phases voltage and current simultaneously. Algorithms developed during this work are implemented on the measuring hardware with the goal to develop a real-time NILM system.

For this work, public datasets will be investigated on their suitability for different tasks. These public data sets will be added with own measurements, which will be measured with the measurement created by Thomas Bier during his doctoral thesis [START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF]. Depending on the available measurement system, different sampling frequencies are available in public datasets.

Datasets

For the development of NILM algorithms, different public datasets are available. As can be seen in the following list, there are datasets from real-world scenarios as well as laboratory measurements available. The two types of datasets are suitable for different NILM applications.

• Real-world scenario -REDD (1 Hz/15 kHz) [START_REF] Kolter | REDD: A public data set for energy disaggregation research[END_REF] -BLUED (12 kHz) [4] -UK-DALE (16 kHz) [START_REF] Kelly | The UK-DALE dataset, domestic appliance-level electricity demand and whole-house demand from five UK homes[END_REF] -ECO (1 Hz) [START_REF] Beckel | The ECO data set and the performance of nonintrusive load monitoring algorithms[END_REF] • Laboratory measurements -PLAID (30 kHz) [START_REF] Gao | PLAID: a public dataset of high-resoultion electrical appliance measurements for load identification research: demo abstract[END_REF] -WHITED (44 kHz) [START_REF] Kahl | WHITED-A Worldwide Household and Industry Transient Energy Data Set[END_REF] -COOLL (100 kHz) [START_REF] Picon | COOLL: Controlled On/Off Loads Library, a Public Dataset of High-Sampled Electrical Signals for Appliance Identification[END_REF] Datasets measured in real-world scenarios have the advantage that they contain statistical information of the user behavior. Usually, the measurement is done continuously over several days, months, or even years. This creates enormous amounts of data. For example the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) dataset, in which two phases are measured with 12 kHz over one week, has a size of 230 GB (converted in NETwork Common Data Format (NetCDF) 7) ). This amount of data needs to be handled during the development of NILM algorithms.

Existing laboratory datasets store only the measurement during a switching event. Compared to real-world measurements, the amount of data is much lower. The position of the event in the ground truth data is in laboratory datasets much more exact. Usually, there are no errors in the ground truth data of laboratory datasets. This is because, under laboratory conditions, all appliances are entirely under control. Therefore, the exact time when an appliance is switched on or off is also known.

Real-world datasets have problems with unlabeled devices. These devices lead to False Positive (FP) in the evaluation of the event detection algorithm, which is problematic since the algorithm detects the event of the unlabeled appliances correctly. With datasets which contain unlabeled appliances, it is theoretically possible that a poor event detection method leads to better results compared to a correctly working event detection.

The development of an event detection requires a continuous measurement, to ensure that the algorithm does not produce too many FP, during the steady states. Therefore, real-world measurements should be preferred for testing event detection algorithms. Additionally, they have the advantage that the appliances are used in the correct probability. The event detection requires, only the position of an event in the dataset from the ground truth data. This is necessary for both supervised (methods which require training and reference data) and unsupervised (methods which learn without reference data) methods since even an unsupervised event detection need the references during the test to decide if an event was calculated correctly or not, or if an event was not recognized.

For classification, the ground truth data require additional information like the ID of the appliances. Also, the information if the current event is a switching on or off event is useful. In case of training a classifier (supervised classification) several training features of each appliance are necessary. Real-world measurements have the problem that several appliances are used very rarely. Hence, training and testing a classifier is difficult with real-world measurements since there is not enough statistical information about all individual appliances for training. Also, for the testing, a low number of switching events of some appliances is problematic. If, for example, the refrigerator has by far most events, as it constantly turns on and off all day long and the classifier detects only the refrigerator correctly, the total achieved performance could be very good. The refrigerator has in some datasets much more on and off events than all other appliances together [4]. This needs to be considered when using real-world datasets for event detection and/or classification.

Further problems of the real data sets are problems in the reference data. For the calculation of the features for classification, the exact position of the events is required. Apart from the BLUED dataset in which the events are precisely labeled, there is usually an inaccuracy of several seconds in the reference data. The calculation, of required features for the classification, is 7) NETwork Common Data Format (NetCDF) is a file format for the exchange of scientific data. There are interfaces for the common programming languages. More information can be found at the University Corporation for Atmospheric Research (UCAR) homepage, where also the project homepage is hosted [2] problematic since the events are not or only partly available as a reference. The reference data needs to be extracted from the usually available information of the continuous power measurement of each appliance. For the REDD and United Kingdom Domestic Appliance-Level Electricity dataset (UK-DALE) datasets, the sampling frequency of these reference data are two and six seconds [START_REF] Kolter | REDD: A public data set for energy disaggregation research[END_REF][START_REF] Kelly | The UK-DALE dataset, domestic appliance-level electricity demand and whole-house demand from five UK homes[END_REF]. Additionally, the reference data of each device and the total power consumption available with a high resolution need to be synchronized. Since some appliances have more than one SSt or a dynamic power consumption errors can occur during the calculation of their events for the reference data.

For classification, laboratory datasets are commonly used. For these kinds of datasets, it is easier to ensure that the number of events for all devices is more or less the same. Furthermore, the handling of the data is more comfortable since the ground truth data are more precise, and the amount of data is smaller.

Up to now, there are mainly laboratory datasets which include continuous measurements. Also, the existing laboratory measurements do not contain simultaneously active devices. Since the simultaneous operation of appliances is very often the case in practice, a NILM system, for practical use, has to handle this.

The generation of data records for NILM is complex since an intrusive measurement environment with all its disadvantages is required for generating reference data. A data logger recording the current and voltage is needed. Depending on the used sampling frequency, this must be developed since most commercially available measurement systems are not able to lock current and voltage with a high frequency. Storage is often not possible with standard systems or only for a few hours. In addition to the total consumption, individual devices have to be monitored or measured, too. This is necessary to generate reference data. These reference data are required for the evaluation of the different stages of NILM (event detection, classification, and tracking). The event detection requires only the information of the position of an event. For classification additionally, the information about the device and ideally whether it was switched on or off is required. The tracking requires at least the sum of the power consumption during each active state of a device. However, for the evaluation of the tracking, it would be optimal to determine the power consumption over the total time of each device.

Tab. 2.2 provides an overview of the currently available datasets. The basis of this was the compilation of [START_REF] Bonfigli | Unsupervised algorithms for non-intrusive load monitoring: An up-to-date overview[END_REF] which was supplemented with current datasets. Most records work with a low sampling frequency. There are a number of professional measuring devices that support data logging with this resolution. For high-frequency resolutions, custom data loggers have been used. Tab. 2.2 present six data sets including high resolution data of several kHz (REDD [START_REF] Kolter | REDD: A public data set for energy disaggregation research[END_REF], BLUED [4], UK-DALE [START_REF] Kelly | The UK-DALE dataset, domestic appliance-level electricity demand and whole-house demand from five UK homes[END_REF], PLAID [START_REF] Gao | PLAID: a public dataset of high-resoultion electrical appliance measurements for load identification research: demo abstract[END_REF], WHITED [START_REF] Kahl | WHITED-A Worldwide Household and Industry Transient Energy Data Set[END_REF], and COOLL [START_REF] Gao | PLAID: a public dataset of high-resoultion electrical appliance measurements for load identification research: demo abstract[END_REF]). For this work, exclusive data sets with a sampling rate of at least 1 kHz are of importance, and only these are described in more detail. Datasets with a lower sampling rate do not provide the initially measured voltage and current signal. Therefore, only the waveform which is provided by these datasets can be used for all further tasks of NILM.

The REDD dataset is sampled with 15 kHz but only at the transients (when a device has been turned on or off). The other area of the signal is sampled with one second. For event detectors which make use of high-resolution signals, the use of this dataset is unfavorable. The reference data were recorded as a power signal with a sampling rate of two seconds. This is especially useful for later tracking since the actual power requirement of each device is available here. This is particularly advantageous for devices which have a dynamic consumption. However, for event detection, the on/off points must first be calculated for each device. For events which occur with a short time distance, this is partially fault-prone.

The structure of the UK-DALE dataset is similar to the REDD dataset with the difference that a sampling rate of 16 kHz over the whole time and not only during the events is used. Similar as in the REDD dataset, the reference data are generated by measuring the individual appliances. These measurements have a sample rate of six seconds. The low sampling rate of reference data produces the same problems as described already for the REDD dataset.

The BLUED dataset uses a sample rate of 12 kHz. The turn on or off events of the different appliances is marked with indices. This data set is very suitable for the development or testing of event detection algorithms. A weakness of this dataset is the limited measuring time of only eight days. Classification with this data set is problematic since individual devices are switched only rarely. Some devices like the "Kitchen Hallway light" are switched on and off only a few times. Other devices like a sub-woofer or an Apple TV in the basement have not switched on or off at all. Hence, the dataset is not ideal for classification. Other problems occur since only appliances with a power consumption higher than 30 W are labeled in the reference data. In the high-frequency measurement, the devices with low power consumption are still available. These cause events without corresponding ground truth data and occurs mainly in the second phase of the data set.

PLAID, WHITED, and COOLL are laboratory datasets with a sampling frequency up to 100 kHz. They contain individual measurements of each device but no measurements where multiple numbers of appliances are active at the same time.

In addition to these datasets, our working group has created own datasets in recent years. They were recorded with our measuring system, which allows a maximum resolution of 4 kHz. However, they were down-sampled to 50 Hz. The measurement system and also some of the datasets are created during the doctoral theses of Thomas Bier [START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF] and Philipp Klein [START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF]. The measurements consist of individual records of different household appliances which have been switched on and off automatically, as well as a multi-device measurement in which several household appliances were switched on and off randomly. In contrast to the publicly available data sets, the advantage here is that the ground truth data have higher accuracy. This is not always given for the publicly available measurements and leads to considerable problems during the training and evaluation.

Depending on the individual NILM task, different kind of dataset have to be selected. After a suitable dataset is chosen, the measured voltage and current signal need to be represented in a suitable waveform. Therefore the state of the art of waveforms used in NILM is described in Sec. 2.2.2. 

Waveform

In this work, the terms waveform and signal form are used with the same meaning. They describe the result of the transformation from the measured current and/or voltage signal into a new waveform which has, compared to the originally measured waveforms, advantages. For example, out of two measured signals (voltage and current), one waveform is generated, which contains the information of both signals at the same time. This reduces the complexity of the subsequent event detection since only one signal needs to be considered.

The measured voltage and current signal of the grid are periodic signals. For simplification of the further stages of NILM, the signals are converted into a non-periodic waveform such as active, reactive, or apparent power. The advantage of these type of waveform is that during a SSt where no device is switched on or off the amplitude of the waveform is relatively constant. To see multiple events in a figure, observation time of usually several seconds or minutes is necessary. Because of the grid frequency of 50 Hz, the single periods are not visualized in detail, as illustrated in Fig. 2.5. The further tasks of NILM, for example, the event detection, or the feature extraction, can handle a non-periodic signal with less effort.

Another advantage of non-periodic waveforms is the lower sampling rate which can be used for standard power signal forms, like for example (active power P , reactive power Q, and apparent power S). On the other hand, not all information from the initially measured current and voltage signal is included in the calculated power signal forms which will be described in detail in Sec. 2.2.2. 5) PLAID and WHITED are laboratory datasets. They include measurements of the transients of single devices. For selecting a suitable waveform, the available sampling rate must be taken into account. At the beginning of NILM in 1992, a low sampling frequency was used [START_REF]Nonintrusive appliance load monitoring[END_REF]. In newer literature much higher frequencies, up to several kHz, but also methods which require a low sampling rate, are used. The advantage of higher sample rates is that additional waveforms can be used for the NILM process. Standard waveforms, which can represent the information of high sampling rates are, for example, HARs in the frequency spectrum. In [START_REF] Lee | Estimation of Variable-Speed-Drive Power Consumption From Harmonic Content[END_REF], for example, this higher HARs are used to detect the power consumption of variable-speed drives used in the industrial field.

The necessary sampling rate depends on the number of appliances, the kind of appliances, and their respective differences. Generating a general statement about the number of devices that can be distinguished at a particular sampling rate is difficult, as it depends on many factors such as the distinctiveness of each device or its operation. Nevertheless, there are rough guidelines from the literature [6]. The goal of the enumeration is not to give an accurate statement about how many devices can be distinguished with a sampling frequency. Furthermore, it shows that with more details that can be detected at a higher sampling rate, a more accurate distinction is possible. The exact number of appliances which can be classified with a specific sampling rate depends very much on the combination and the appliances types. For example, appliances with similar power consumption are harder to distinguish for a classifier, which uses only the active and reactive power, than appliances with a clear difference in consumption. Therefore other or additional waveforms containing high-frequency information can be useful. The higher the sampling rate, the more details in the signal can be recognized, which is helpful for the classification of appliances since there is a higher chance of differentiation between appliances with a similar consumption.

However, this requires a corresponding waveform and feature extraction, such as HARs in the frequency space [START_REF] Lee | Estimation of Variable-Speed-Drive Power Consumption From Harmonic Content[END_REF] which make use of the additional information. Nevertheless, the high-frequency signal components are only suitable in combination with other features. They include comparatively little information which can be used for device recognition if they are used exclusively as shown in [START_REF] Teshome | A Distinctive Load Feature Extraction Based on Fryze's Time-domain Power Theory[END_REF].

The commonly used NILM waveforms need to be combined to minimize the loss of information. This combination of different waveforms was already shown in different publications [START_REF] Zeifman | Nonintrusive Appliance Load Monitoring: Review and Outlook[END_REF][START_REF] Iksan | Appliances Identification Method of Non-Intrusive Load Monitoring based on Load Signature of V-I Trajectory[END_REF]. A problem of combining different waveforms is that for each device setting, other kinds of waveforms are required, and also the weight of different waveforms depends on the device setting.

Another positive aspect of a high sampling rate is that a more significant number of features can be created. For example, the use of transient states as a feature requires a sample rate much higher than 1 Hz because the maximum length of a transient state is only up to three seconds for a few devices. Most appliances used in a private household do have a transient state shorter than one second.

For the NILM process, known waveforms such as active power, reactive power, and HARs are commonly used because of different reasons. Commercially available energy meters can store this type of waveforms [1]. Usually, a reduction of the sampling rate to 1 Hz is realized. This allows easy entry to the topic of NILM since no development for specific measuring systems is necessary and first results can be achieved easily. Due to the reduced sampling rate, the computational effort is comparatively low, and the data handling is simple. In general, these realizations have different limitations. Usually, they are only able to detect a limited number of devices. Similar devices are summarized into groups. A distinction of the individual appliances in a group is not realized. The performance of the classification is often judged according to the correctly assigned power consumption. This already suggests good results if only the appliances with the largest consumption were recognized correctly.

The available literature of NILM deals much more with new event detections, classifications, or tracking methods and only a limited number of working groups deals with the development of waveforms for NILM. The use of V-I trajectory as waveform for NILM process, achieve good results [START_REF] Hassan | An empirical investigation of VI trajectory based load signatures for non-intrusive load monitoring[END_REF][START_REF] Iksan | Appliances Identification Method of Non-Intrusive Load Monitoring based on Load Signature of V-I Trajectory[END_REF][START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF]. [START_REF] Iksan | Appliances Identification Method of Non-Intrusive Load Monitoring based on Load Signature of V-I Trajectory[END_REF] uses trajectories combined with traditional features, [START_REF] Hassan | An empirical investigation of VI trajectory based load signatures for non-intrusive load monitoring[END_REF] and [START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF] only use trajectory as input waveforms. The use of trajectories as in [START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF] provides the advantage that no transformation from the time domain to the frequency domain is necessary. Furthermore, no additional waveforms are needed. All these advantages reduce the calculation effort. However, compared to traditional features, the disadvantage of trajectories is the complex analysis of the signal. The graphical signature has to be extracted as described in [START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF]. The use of trajectories is described in more detail, subsequently in this section.

Since the measured voltage and current signal are of particular importance for the calculation of waveforms, they are presented in detail in the following section.

Originally Measured Waveforms

The voltage and current signals are the measured quantities, thus, all available information is contained in both signals. Further signals are derived from these variables. In Equ. (2.2) and (2.3), the current i(t) and the voltage v(t) are described. I(t) and V (t) represent general non-linear signals. The nonlinear signals lead to higher HARs of the mains frequency. The timedependent frequency is denoted by f (t) and the phase angle between v(t) and i(t) is given by ϕ(t) [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF]. Both signals (v(t) and i(t)) include noise which can be decried by n v (t) for the voltage and n i (t) for the current. Since the phase shift can only be calculated between two signals, the phase shift of the voltage is assumed to be zero.

v(t) = V (t) • cos 2πf (t) • t + φ(t) + n v (t) (2.2) i(t) = I(t) • cos 2πf (t) • t + ϕ(t) + φ(t) + n i (t) (2.
3)

The frequency f , as described in Equ. (2.2) and Equ. (2.3), is not constant. The frequency is subject to two main factors of influence. The variation from the 50 Hz is relatively low, (<0.2 Hz) in the European interconnection network [START_REF] Entsoe | P5 -Policy 5: Emergency Operations[END_REF]. Additionally, the measurement system has a variation of the sampling rate. Drifts of the oscillator usually cause these variations. In addition to a constant error, temperature changes can lead to variations, too. Therefore an error φ(t) occurs.

As mentioned, non-periodic waveforms have advantages compared to periodic waveforms. Therefore, different waveforms which are commonly used in the NILM context are presented in the following sections.

Active and Reactive Power

The most common waveforms in NILM are active P (t) and reactive power Q(t). The power signals can be calculated out of the Root Mean Square (RMS) values of the current and voltage signal. For time-continuous signals, the RMS for current and voltage are:

i rms (t) = 1 t 1 -t 0 • t 1 t 0 i(t) 2 dt (2.4) v rms (t) = 1 t 1 -t 0 • t 1 t 0 v(t) 2 dt (2.5)
where t 1 -t 0 is the time over one or multiple periods. Equ. (2.6) describes the phase shift between voltage and current.

∆ϕ(t) = ϕ v (t) -ϕ i (t) (2.6) 
Active power (P ) and reactive power (Q) can be calculated using the RMS values i rms (t) and v rms (t).

P (t) = v rms (t) • i rms (t) • cos ∆ϕ(t)
(2.7)

Q(t) = v rms (t) • i rms (t) • sin ∆ϕ(t) (2.8) 
Through the averaging by the integral in Equ. (2.4) and (2.5) high-frequency signal components are lost. Even if averaged over only one period, the information is low-pass filtered and highly compressed. The information, of the shape of the waveform, within one period of the current signal, is not contained in these power signals. This is unfavorable since this information can help to distinguish the different appliances during the classification process.

The calculation of the phase is especially for non-sinusoidal signals, not a trivial task. The direct calculation of the phase can be avoided by calculating the apparent power S and the active power P . The reactive power Q can be calculated by Equ. (2.11).

S = 1 T t 1 t 0 u 2 (t)dt • t 1 t 0 i 2 (t)dt (2.9) P = 1 T t 1 t 0 u(t) • i(t) (2.10) Q = S 2 -P 2 (2.11)
High-frequency signal components are not considered. Nevertheless, the power waveforms are the most common waveforms in the NILM context. Active and reactive power have already been used by Hart [START_REF] Hart | Residential energy monitoring and computerized surveillance via utility power flows[END_REF][START_REF]Nonintrusive appliance load monitoring[END_REF] where a normalization method of the power metrics (2.12) is presented.

P norm = P • 120 v 2 (2.12)
v is the measured voltage of one phase to neutral, and 120 is the nominal voltage, typical in America. The advantage of this normalization is that voltage alterations, present on the power network, have less effect on the subsequent event detection. An additional benefit of this waveform is the availability of numerous professional data loggers like the Fluke 1730 (a three-phase energy logger) on the market. This measuring system allows recording directly into active and reactive power. These data loggers are usually only capable of recording data in the range of seconds, even if the initial measurement has a significantly higher sampling frequency. Since positive results can be obtained with these waveforms, they are used very frequently [START_REF] Basu | A comparative study of low sampling non intrusive load disaggregation[END_REF][START_REF] Dinesh | Individual power profile estimation of residential appliances using low frequency smart meter data[END_REF][START_REF] Su | Non-intrusive load monitoring of air conditioning using low-resolution smart meter data[END_REF][START_REF]Residential appliance monitoring based on low frequency smart meter measurements[END_REF][START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF][START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF].

One of the most common, additional to P and Q used waveforms, are the HARs. Commercially available measurement systems, which use internal a high sampling rate, are usually not able to log the measured voltage and current directly but often can log further calculated signal forms like the HARs. The Fluke 1730 energy logger, for example, can log active power, reactive power, and the HARs with a maximum logging frequency of 1 Hz.

Harmonics

In addition to active and reactive power the HARmonics (HARs) are popular waveforms in the NILM context [START_REF] Semwal | Identification Residential Appliance Using NIALM[END_REF][START_REF] Jung | Tracking Appliance Usage Information Using Harmonic Signature Sensing[END_REF][START_REF] Sanchez-Gomez | Fuzzy c-means clustering for steady state events classification of electrical signals[END_REF]. Modern appliances have a nonlinear power consumption. These appliances use a switching power supply which creates HAR frequencies [START_REF] Singh | Energy loss due to harmonics in residential campus A case study[END_REF]. These frequencies are multiples of the fundamental frequency (which is equal to the grid frequency) of 50 Hz or 60 Hz [9]. The signal of an ideal oscillator is given by

v(t) = v sin 2πf t + ∆ϕ(t) (2.13)
with the amplitude v, the frequency f and the phase-shift ∆ϕ(t).

In practice, there are variations of the amplitude and the phase. The oscillation of a real oscillator is presented in [START_REF] Wolf | Application Note 1epan 16d[END_REF] by

v(t) = V + (t) sin 2πf t + ∆ϕ(t) + φ(t) .
(2.14) (t) represents the variation of the amplitude and φ(t) is the variation of the phase also called phase noise.

The power grid itself causes the phase noise. The frequency of the power grid cannot be regulated exactly constant because the frequency depends on appliances, as well as energy suppliers. Besides, an error arises due to the measurement hardware. As a rule, a constant sampling rate is assumed. However, due to different influences, such as the temperature, small variations of the sampling frequency can occur.

The HARs can be calculated using the Fourier Transform (FT) [START_REF] Meyer | Signalverarbeitung: analoge und digitale Signale, Systeme und Filter[END_REF]. The complex FT is presented by

X(f ) = ∞ -∞ x(t) • e -j2πf t dt.
(2.15)

The Discrete Fourier Transform (DFT) is described as

X[k] = N -1 n=0 x[n]e -j 2πnk N k = 0, 1, 2, ..., N -1 (2.16) 
(2.17) Since e jϕ = cos ϕ + j sin ϕ can be written as e -jϕ = cos ϕ -j sin ϕ applies

X[k] = N -1 k=0 x[n] cos 2πnk N -j sin 2πnk N (2.18)
For the transformation from the time domain into the frequency domain, different effective algorithms like the Fast Fourier Transform (FFT) [START_REF] Meyer | Signalverarbeitung: analoge und digitale Signale, Systeme und Filter[END_REF][START_REF] Hoffmann | Signalanalyse und -erkennung: eine Einführung für Informationstechniker[END_REF][START_REF] Smith | The scientist and engineer's guide to digital signal processing[END_REF] or the Goertzel-Algorithm [127, p. 480-481] can be used to improve the performance. For the calculation of the HARs, the Goertzel-Algorithm may advantage because of the reduced calculation effort. In compression to the FFT algorithm, the Goertzel algorithm is faster when the number of spectral components which have to be calculated is below 5/6 log 2 (N ), where N is the number of sampling points [127, p.481].

In NILM, HARs occur if an appliance has a nonlinear power consumption. Periodic waveforms can be described as the sum of several sinusoidal sequences, where the individual sinusoidal oscillations are multiples of the fundamental frequency. Symmetrical waveforms, in which positive and negative characteristics are identical, produce odd HARs. For regulatory reasons, most appliances are burdening the power line symmetrically. However, there are also some appliances which utilize a half-wave rectifier and, therefore, cause additionally odd HARs as these appliances only draw current in half of the period [START_REF] Bouhouras | Load signatures enhancement via odd-order harmonic currents[END_REF]. Unbalanced waveforms cause even and odd HARs.

In order to obtain a rough overview of the permissible device behavior in the power grid, some legal limits are shown. To ensure network quality, the government has established some rules that device manufacturers must comply with. Tab. 2.3 shows the allowed HARmonic Voltages (HARV) according to EN 50160: 2005 [START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF].

"Under normal operating conditions, during each period of one week, 95 % of the 10 minute mean RMS values of each individual HAR voltage shall be less than or equal to the value given in Tab. 2.3. Resonances may cause higher voltages for an individual HAR." [START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF] The maximum allowed Total Harmonic Distortion (THD) of the supply voltage, calculated from all HARs up to 40th order, is 8 % [START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF]. Tab. 2.3 indicates that deviations from the sinusoidal shape are permissible under certain conditions. For this reason, the use of these signal forms for event detection or classification in the context of NILM seams to be advantageous. Under the law provisions, appliances which produce HAR can be sold and applied. For this reason, different works have investigated the use of HAR in NILM [START_REF] Bouhouras | Load signatures enhancement via odd-order harmonic currents[END_REF][START_REF] Chan | Power harmonics pattern recognition by solving fuzzy equations[END_REF][START_REF] Chan | Harmonics load signature recognition by wavelets transforms[END_REF][START_REF] Chang | Power-Spectrum-Based Wavelet Transform for Nonintrusive Demand Monitoring and Load Identification[END_REF][START_REF] Cole | Nonintrusive identification of electrical loads in a three-phase environment based on harmonic content[END_REF][START_REF] Li | Power decomposition based on SVM regression[END_REF][START_REF] Teshome | A Distinctive Load Feature Extraction Based on Fryze's Time-domain Power Theory[END_REF].

In the context of NILM, different assumptions are made when using HARs. Equ. (2.19) describes, how an arbitrary periodic signal, can be generated from sinusoidal oscillations, of a multiple of the fundamental frequency. The restriction of a steady state waveform, where both negative and positive half-waves are point symmetric, is made [9].

i[k] = ∞ n=1 x[n] • cos 2πnk N (2.19)
Where i(k) is the discrete time domain function, n is the HAR number, xn the amplitude of the n th HAR component and the window length N . Due to the limitation that no even HARs are considered, the simplification to Equ. (2.19) should only be used in case of appliances which have the same power consumption on the negative and positive half-waves.

In [START_REF] Feng | Tracing of energy consumption by using harmonic current[END_REF] a simple test set-up was realized that shows the detection of different devices on the HARs. In addition to classification, the HARs can be used also for event detection [START_REF] Jiang | Automatic power load event detection and appliance classification based on power harmonic features in nonintrusive appliance load monitoring[END_REF].

In [118] an algorithm is presented which detects the speed-related slot HARs in NILM using a notch filter, a trigger detector and a speed estimator. Therefore, this approach allows examining particular complex machines with motors using different speeds drives.

The transformation from time into the frequency space requires a certain window-length, including multiple samples of the current signal. On the one hand, the order of HARs which can be used depends on the sampling frequency. On the other hand, it depends on the window length, which is used for calculation. The sampling frequency is limited due to the measurement hardware. The window length depends on the switching distance of the different appliances because the signal within one window length should not contain switching processes. A detailed explanation of the feature extraction will be presented in Sec. 2.2.4. Usually, the minimum distance between the switching events of the appliances is not known. Hence, the window length should be taken as short as possible to avoid the problem of detecting multiple states. Therefore, the number of samples, for the calculation of the frequency spectrum, is limited. This limitation causes the problem that the frequency spectrum is blurred because of the small window-length. From Tab. 2.3, it can be assumed that the energy of higher HARs is smaller, because of regulatory reasons. Thus, the quality of the higher HARs is worse. The order of HARs which can be used for classification is limited with the consequence of losing information.

HARs can only be calculated for analyzing steady states since, during a transient state, the signal is not necessarily of a periodical form. Therefore, the use of HAR is limited to the use of SSts.

Current Waveform (CW)

The CW extracts the current signal over one period [START_REF] Lan | A Non-Intrusive Load Identification Method Based on Convolutional Neuronal Network[END_REF][START_REF] Huang | A New Power Signature for Nonintrusive Appliance Load Monitoring[END_REF]. Since only the current signal is required for this waveform, the hardware complexity is reduced. This reduces the costs of the measurement system since the measurement and signal processing costs for the mains voltage is eliminated. When using a galvanic insulated current sensor, like sensors relying on the hall effect or Rogowski coils, no direct contact with the grid voltage is needed. Therefore, the installation costs are significantly lower because no change or additions like additional fuses are required. The use of CW requires a measurement system with a sample rate of several kHz to ensure that sufficient sampling points per period are available. However, a significant disadvantage is the loss of the phase information between current and voltage. In the literature, the CWs are often used in combination with other features [START_REF] Huang | A New Power Signature for Nonintrusive Appliance Load Monitoring[END_REF][START_REF] Prasad | A simplified new procedure for identification of appliances in smart meter applications[END_REF].

Trajectories

An additional waveform, getting more and more popular in the NILM context, is the use of trajectories [START_REF] Kholeif | Impact of supply voltage variation on V-I trajectory identification method[END_REF][START_REF] Baets | Automated classification of appliances using elliptical fourier descriptors[END_REF][START_REF] Baets | VI-Based Appliance Classification Using Aggregated Power Consumption Data[END_REF]. The trajectories are generated directly from the current and voltage signal. After voltage and current have been measured over a period, a two dimensional fingerprint of each appliances can be created [START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF][START_REF] Baets | Automated classification of appliances using elliptical fourier descriptors[END_REF][START_REF] Baets | VI-Based Appliance Classification Using Aggregated Power Consumption Data[END_REF]. New features can be calculated out of the two-dimensional signal form [START_REF] Hassan | An empirical investigation of VI trajectory based load signatures for non-intrusive load monitoring[END_REF]. The performance depends mainly on feature extraction methods. Compared with other waveforms, feature extraction is more complicated. For illustration, four trajectories of a radio, a vacuum cleaner, a refrigerator, and a kettle are presented in Fig. 2.6 to 2.9. Trajectories of two appliances of the HELD1 [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] dataset Different features can interpret V-I trajectories. For example, different parts of the trajectories are analyzed [START_REF] Lam | A novel method to construct taxonomy electrical appliances based on load signaturesof[END_REF]. The device properties are extracted from a graphical representation. For the classification of features generated out of trajectories, commonly classification methods from image processing are used. Whether V-I trajectories can be successfully used for classification depends, among other criteria, on further feature extraction. The feature extraction of trajectories is comparatively complex, as well as the methods for the analysis of the features. The complexity of trajectories, compared to CW, is adverse. However, the additional use of voltage compared to CW allows using the phase information between current and voltage.

The additional use of the voltage, not only convert more information into the waveform, but it also adds noise. The amplitude of the effective value of the voltage is not constant. Variations of up to ±10 % are possible. A more detailed discussion of the use of voltage information for NILM is provided in Sec. 5.2.

Further Time Domain Waveforms

Additionally, to the already described waveforms, more waveforms in the time domain exist. These, in NILM used, waveforms are instantaneous power waveforms (IPWs) and Instantaneous Admittance Waveforms (IAWs) [START_REF] Teshome | A Distinctive Load Feature Extraction Based on Fryze's Time-domain Power Theory[END_REF]. The time domain waveforms, commonly used in NILM, can be described as

CW (t) = i(t), (2.20) 
IP W (t) = i(t) • v(t), and (2.21)

IAW (t) = i(t) v(t) . (2.22) 
Where i(t) is the instantaneous current and v(t) the instantaneous voltage. While CW(t) and IPW(t) are commonly used in the NILM context, the use of IAW(t) is problematic because of the division by zero, which causes numerical instability. The current waveform is superior to the HARs; thus, the distinction of individual devices can be improved, which leads to better results [START_REF] Teshome | A Distinctive Load Feature Extraction Based on Fryze's Time-domain Power Theory[END_REF]. There exist some other waveforms which are not very frequently used in NILM context. A more common method is the combination of different waveforms.

Combination of Signal Forms

In the context of NILM, no waveform containing all information and allows a simple feature extraction. For different appliances, different waveforms are superior. Therefore, several combinations of signal forms have been used in NILM to improve the results of the classification [START_REF] Du | Nonintrusive, Self-Organizing, and Probabilistic Classification and Identification of Plugged-In Electric Loads[END_REF][START_REF] Liang | Load Signature Study-Part I: Basic Concept, Structure, and Methodology[END_REF]102]. In [START_REF] Iksan | Appliances Identification Method of Non-Intrusive Load Monitoring based on Load Signature of V-I Trajectory[END_REF], the use of multiple features, created from the trajectories, P , and Q, leads to better results in classification than individual features. Choosing the right combination of waveforms and the resulting features is difficult as the selection depends on numerous factors, such as the individual device types and the sampling rate. Furthermore, with changing appliances, the optimal combination of the selected waveform is subject to changes. Additionally, the weighting factors of the different used waveforms can vary. Due to the circumstance that several combinations exist, the optimization problem is quite complex. Furthermore, the computational effort needs to be considered when multiple waveforms have to be calculated in parallel.

The combination of different signal forms or the resulting features can hardly be realized in a low-cost embedded system as the computation power for the calculation of different waveforms is too low. For event detection, the total current and/or voltage signal needs to be analyzed. Using multiple waveforms may improve the results of specific event detection task, but the computational effort is very high. Important to note is that there is no feature combination which is suitable for all measurement scenarios. The achieved improvements via feature selection are commonly for one specific measurement scenario.

Summery

The investigating of the literature about waveforms in NILM show that many publications [START_REF] Azaza | Supervised household's loads pattern recognition[END_REF][START_REF] Basu | A comparative study of low sampling non intrusive load disaggregation[END_REF][START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF][START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF][START_REF] Koutitas | Low Cost Disaggregation of Smart Meter Sensor Data[END_REF]109,[START_REF] Rahimi | Nonintrusive load monitoring of electrical devices in health smart homes[END_REF][START_REF] Streubel | Identification of electrical appliances via analysis of power consumption[END_REF][START_REF] Zhang | Training-free non-intrusive load monitoring of electric vehicle charging with low sampling rate[END_REF] use a similar approach, as the original idea from Hart et al. [START_REF]Nonintrusive appliance load monitoring[END_REF]. Due to their advantages primarily the signal forms of active and reactive power were used. These can be calculated internally in the measuring system and stored with a low resolution, for example, 1 Hz. Furthermore, the use of power waveforms simplifies the computational effort for the subsequent processing steps of event detection, feature extraction, and classification. Due to the technical progress in the last 30 years, significantly higher-frequency signals can now be processed on more efficient hardware. Many studies use approaches to map the high-frequency signal components, that are not considered when relying on power, by adding for example HARs [START_REF] Bouhouras | Load signatures enhancement via odd-order harmonic currents[END_REF][START_REF] Feng | Tracing of energy consumption by using harmonic current[END_REF][START_REF] Jiang | Automatic power load event detection and appliance classification based on power harmonic features in nonintrusive appliance load monitoring[END_REF][START_REF] Jonetzko | High frequency non-intrusive electric device detection and diagnosis[END_REF][START_REF] Jung | Tracking Appliance Usage Information Using Harmonic Signature Sensing[END_REF]118,[START_REF] Sanchez-Gomez | Fuzzy c-means clustering for steady state events classification of electrical signals[END_REF][START_REF] Semwal | Identification Residential Appliance Using NIALM[END_REF][START_REF] Singh | Energy loss due to harmonics in residential campus A case study[END_REF].

Since the use of active and reactive power, even in combination with the HARs, did not always lead to more satisfactory results, further signal forms were investigated. Different signal forms, like HAR, CW, IAW, and IPW, have been investigated in the NILM context [START_REF] Liang | Load Signature Study-Part I: Basic Concept, Structure, and Methodology[END_REF]102].

The selection of the signal shape is of particular importance for the following NILM process but especially for the feature extraction and classification. The aim is to keep as much as possible of the relevant information contained in the original current and voltage signal. At the same time, the information should be compressed so that correlated information and noise are minimized. Having a non-periodic signal is worthwhile for further processing.

The use of multiple waveforms has become more widespread in recent years. However, this leads to disadvantages since different combinations of appliances require different signal forms or variable weights. The feature selection depends on the specific device setting. The calculation effort due to combined waveforms is high; thus, more expensive hardware will be required. Therefore, the focus of this work is to develop a suitable waveform for NILM.

Event Detection

The purpose of event detection is to determine the switching on and off positions of devices in the signal. In general, this corresponds to a state detection where the different SSts are distinguished. A common definition of events in the context of NILM is: "An event is a transition from one steady state to another steady state which definitely differs from the previous one." [START_REF] Wild | A new unsupervised event detector for non-intrusive load monitoring[END_REF] Most common are the power signal forms P (t), Q(t), and S(t). In most publications, only one of the waveforms is used. There are different motivations for using event detection in NILM. The event detection reduces the computation effort for the feature extraction and classification. It is sufficient to determine these only at a few specific positions of the signal instead of calculating features over the entire signal. Thus, a classification has to be performed only for these features. Without event detection features have to be calculated over the entire signal. The classification has, in addition to the classes which are assigned to the individual devices, a class, representing features without the activity change of devices.

The waveform calculated from the current and voltage signal can be divided into different states. A Steady State (SSt) is a signal part without significant change of the amplitude. In these signal sections, devices are neither turned on or off. The Transient State (TSt) denotes the section of a signal in which a device has switched on or off. In general, the amplitude of the waveform varies during a TSt. The different states are illustrated in Fig. 2.10a), using exemplary active power as a waveform. For real-world measurements, a distinction is sometimes more difficult. Fig. 2.10b) is showing a real measured signal of a hair straightener. The power consumption of this device represents, exceptionally well, a widespread behavior of various devices. After switching on, the power consumption increases to a maximum. Subsequently, the power consumption decreases exponentially. The position of the start of the first TSt can be identified relative exactly. The end position of the TSt, which is also the start of the second SSt, is not clear. The TSt of the switching of the process is for most appliances very short. This is the typical behavior of many appliances and particularly pronounced in the case of the hair straightener.

The goal of event detection is to determine all existing or occurring events. In the case of NILM, disturbances are caused by the mains, the measuring instruments, or the measuring system itself. The noise causes non-existent events to be detected. Therefore, the thresholds are increased, which leads to the fact, that under certain circumstances, appliances with a small consumption are no longer detected. On the other hand, not too much events have to be detected. Since limiting the number of unrecognized events and the number of too many recognized events are two opposing optimization goals, a trade-off must be found. In this case, four existing events are presented. The first marked event is a FP. The algorithm detected this event, for example, because of the occurring noise in the signal. The second detected event is a TP. Here, an existing event is correctly recognized. The next event is a special case of a FP; the existing event is recognized multiple times. The following two events are not recognized by the event detector, which leads to two FNs. The last event is detected correctly and is a TP.

In order to provide better comparability, the following performance metrics

recall = T P T P + F N (2.23) precision = T P T P + F P , (2.24) 
which depend on TP, FN and FP, are used. Many event detection methods are based on low sampled signal forms [START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF][START_REF] Kong | Non-Intrusive Load Monitoring and Identification Based on Maximum Likelihood Method[END_REF][START_REF] Luo | Monitoring HVAC Equipment Electrical Loads from a Centralized Locationo Methods and Field Test Results[END_REF][START_REF] Thokala | On load disaggregation using discrete events[END_REF]. For example, an adaptive event detection method called Steady State Approximation (SSA), analyses the waveform in order to find the different SSts [START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF]. Consequently, between the different SSts, TSts or events must exist. This approach has the aim of reducing the number of FPs. Since this algorithm is used in AAL context where a high number of FPs is not acceptable. In the SSA approach, active power is used as a waveform. An automatic adaption of the applied window length of the waveform is implemented. The advantage of this approach is that no training data is required and a real-time implementation is possible. Compared to other algorithms, the SSA produces much less FPs while the decrease of TPs is hardly significant. This approach uses active and reactive power at a sampling frequency of 50 Hz for event detection. The algorithm achieved high accuracy for appliances with high power consumption. The number of FP increases significantly when small appliances should be detected too.

A further event detection method is based on a General Likelihood Ratio (GLR) algorithm [START_REF] Luo | Monitoring HVAC Equipment Electrical Loads from a Centralized Locationo Methods and Field Test Results[END_REF]. In this statistical approach, higher accuracy is attempted by calculating different probabilities. High-frequency sampling rates (of several kHz) reduces the error probability since events, which are close to each other, can be distinguished using a higher sampling rate. Nevertheless, the sampling rate of maximum 8 Hz is comparatively low, and no other waveforms were examined.

The main advantage of event detection methods, which work with low sampling rates, is the low computational effort. For example, in embedded hardware, this is an important advantage. However, the performance of such systems has been increased in recent years. The three-phase 24 bit ADC from Analog devices, for example, "ADE7878AACPZ" has a sampling rate of 8 kHz and is available for 6. 18 $ 8) . Depending on the resolution and the sampling rate, there are several ADC on the market.

There is a higher chance to miss events by using a waveform with a lower sampling rate because of the reduced information in the signal. For example, two events which are close together can be mistakenly recognized as two events. Appliances with small power consumption, use often switching power supplies. This creates a non-sinusoidal power consumption. These devices use only a small part of the period for their power supply. A 50 Hz or less sampled waveform is averaged over the entire period. This adversely affects the detection. For this reason, event detection methods rely on the high sampled current [START_REF] Wild | A new unsupervised event detector for non-intrusive load monitoring[END_REF]. To compare the performance to other methods, the BLUED dataset [4] is used. The detection method is based on kernel Fisher discriminant analysis of the current HARs features. For the BLUED dataset, an accuracy of 98.16 % recall and 97.94 % precision for phase A, and 70.41 % recall and 87.29 % precision for phase B could be achieved [4].

The use of different datasets, for event detection in the context of NILM, causes difficulties when comparing the individual results. Results based on a low sampled datasets, cannot be compared with methods using higher sampling rates. Using limited signal sections of a dataset or defining different restrictions, for example, a certain power level of the devices also causes difficulties when comparing algorithms. Furthermore, the implementation of existing event detection methods is complicated since different parameters will affect the performance. The event detection needs to handle the complete waveform. Therefore, the computational effort of the event detection should be as low as possible, especially when targeting the implementation in a low-cost embedded system. Due to the linear structure of the different NILM tasks, the errors made in the individual processing steps will accumulate. Therefore, a high recognition rate of event detection is favorable. In order to investigate, if a new waveform containing more information compared to existing waveforms is advantageous for the event detection, the task of event detection was investigated in detail during this work, Chap. 7.

Features & Feature Extraction

The information provided for classification is denoted as a feature. In literature, common expressions are fingerprints or signatures instead of feature [START_REF] Bonfigli | Unsupervised algorithms for non-intrusive load monitoring: An up-to-date overview[END_REF]. The feature extraction can be implemented by Steady State (SSt) and Transient State (TSt) signal components. Thus, features can be distinguished in Steady State Feature (SSF) and Transient State Feature (TSF) [START_REF]Nonintrusive appliance load monitoring[END_REF]. SSFs 8) 14.01.2019 Analog Devices:

ADE7878AACPZ https://www.analog.com/en/products/ade7878a.html# product-discussions are more commonly used in NILM since good results, especially with a limited number of devices and even at a low sampling rate, can be achieved. Compared to TSF, SSF leads to less variation. TSF requires a higher sampling rate of several kHz because the time of the TSt of most applications is only a few seconds.

In practice, several devices are running at the same time. Therefore, the difference of the waveform, before and after the event, is calculated. By using the difference of the waveform, one feature for each device is calculated. Without using the difference, a feature for every combination of devices running at the same time exist. The number of possible combination can be calculated as

N = n k=1 n k , (2.25) 
where n is the number of applications and N is the number of possible combinations of devices which are used simultaneously. For the example, n = 4 devices, there are N = 15 possible combinations of devices running at the same time.

N = 4 k=1 4 k (2.26) N = 4! 1! • 3! + 4! 2! • 2! + 4! 3! • 1! + 4! 4! • 0! (2.27) N = 4 + 6 + 4 + 1 = 15 (2.28)
In a household, usually more than 20 devices have to be distinguished. Hence, 1,048,575 possible combinations of devices running at the same time need to be considered. The probability of overlapping for such a high number of clusters in the feature space is very likely. Therefore, it is better to subtract the offset, which exists due to already active devices, by calculating the difference of the signal from before and after an occurring event. Thus, only one cluster for each appliance exists in the feature space; therefore, the probability of overlapping is less. In Tab. 2.4, an overview of different features for the use in NILM is given. A first approach of SSF in NILM was published by Hart [START_REF]Nonintrusive appliance load monitoring[END_REF][START_REF] Hart | Residential energy monitoring and computerized surveillance via utility power flows[END_REF]. A rectangular approximation of the SSF power consumption was presented to calculate the power consumption of the individual devices. For classification, the difference of active and reactive power of two SSts was used at a sample rate of 1 Hz. In 1995, Leeb at al. [START_REF] Leeb | Transient event detection in spectral envelope estimates for nonintrusive load monitoring[END_REF] used the TSF for event detection and to classify these switching events in NILM. One year later, Norford and Leeb published an algorithm which uses a combination of SSF and TSF for the detection of Heating, Ventilation and Air Conditioning (HVAC) equipment [START_REF] Norford | Non-intrusive electrical load monitoring in commercial buildings based on steady-state and transient loaddetection algorithms[END_REF].

First feasible procedures were described by Pahiala [START_REF] Pihala | Non-intrusive appliance load monitoring system based on a modern kWh-meter[END_REF] and Marceau [START_REF] Marceau | Nonintrusive load disaggregation computer program to estimate the energy consumption of major end uses in residential buildings[END_REF]. A steady-state approach for device recognition was presented, allowing the classification of a water heater, an electric room heater, and a refrigerator. In [START_REF] Cole | Data extraction for effective non-intrusive identification of residential power loads[END_REF], a method is presented for the recognition of complex loads like heat pumps, dishwashers, or refrigerators. The turn-on process is more difficult to analyze than the turn off event. Turn off events have usually a fast decrease in power; thus, the distinction between SSt and TSt is less error-prone compared to on events. In [START_REF] Chang | Load identification in nonintrusive load monitoring using steady-state and turn-on transient energy algorithms[END_REF], a combination of SSF and TSF is proposed.

With an increasing number of devices, the likelihood that active and reactive power will be unsatisfactory, due to the similar power consumption of some devices, increases. In order to be able to distinguish a larger number of devices, the HARs can be included for the classification [START_REF] Cole | Nonintrusive identification of electrical loads in a three-phase environment based on harmonic content[END_REF] and [START_REF] Laughman | Power signature analysis[END_REF]. For this purpose, a sampling rate of 1.8 kHz and 8 kHz is used.

A further significant increase in the sampling rate was investigated by Gupta [START_REF] Gupta | Elec-triSense: single-point sensing using EMI for electrical event detection and classification in the home[END_REF], where a sample rate of 1 MHz is used. Many modern loads have a switching power supply to achieve high efficiency. As these devices generate EMI during operation, these inferences are used for device recognition. For evaluation, the frequency band between 36 kHz and 500 kHz was used. During the investigations, a correlation between the different phases could be recognized. Guzel and Ustunel also used EMI for the classification of 14 different devices [START_REF] Guzel | Principal components null space analysis based non-intrusive load monitoring[END_REF]. A principal null space analysis was used for classification, which achieved an accuracy of 79.9 %. However, the very high effort due to the sampling rate in the MHz range is the reason for the use of much lower frequencies (of several kHz) in succeeding publications.

In [START_REF] Jonetzko | High frequency non-intrusive electric device detection and diagnosis[END_REF], Jonetzko et al. presented a measurement system for NILM which uses a sample frequency of 4 kHz. The work examined whether the voltage measurement is necessary or if the information of the current is sufficient for NILM. However, due to the missing phase information, the results of the measurements without voltage are worse. Another method is presented by Du et al. [START_REF] Du | Electric Load Classification by Binary Voltage-Current Trajectory Mapping[END_REF]. Here, features are extracted from trajectories which are mapped to a binary cell grid. Whether the individual devices of the data set are used exclusively individually or also operated simultaneously is not described.

Summary

In the context of NILM, the generated features are an essential part of a successful classification. During the years several features have been investigated; most commonly used features are the SSF. The principle of the generation of these SSF has not changed over the years. The difference before and after an event of a non-periodic waveform is determined. By calculating the mean value over several samples before and after the event, a noise reduction is realized.

The commonly used features determined out of active power, reactive power, and HARs do not appropriately represent all information. Therefore, different waveforms like trajectories have been used to include the information of the signal form into the feature. By using features calculated from trajectories, different difficulties may occur during the classification. The use of trajectories is problematic when several devices are running at the same time since larger devices can influence the grid voltage.

Currently, there is no feature or even a combination of features which are superior concerning the others. For each dataset or new combination of appliances, another feature or combination of features needs to be calculated to achieve the best results. Most features are calculated directly out of the used waveforms. The calculation effort of calculating several different waveforms is high. In case the waveform is only required for the feature extraction and not for the event detection, the effort could be reduced since the waveform needs only be calculated before and after an event. Nevertheless, the calculation effort is increasing with each feature, requiring an additional waveform.

A classification procedure needs to handle different features. Here, the same problems as in the case of the different waveforms occur. A feature selection is only possible for a known collection of devices. Additional, influences like variations of the mains frequency can influence the best feature selection. For these reasons a new signal representation is needed, which contains as much as possible information for classification in NILM. New features have to be developed from the new signal form. An investigation of these features can be realized by applying them to different classification methods and by comparison with existing features.

Classification

Supervised classification uses training data with reference data to train the classifier. For using supervised classification, several training data are required for each device. On the one hand, the class structures made available in training should be learned as precisely as possible. On the other hand "learning by heart" needs to be avoided since the classification method needs to learn the general structure of the classification problem and not merely the individual training examples, which is also called overfitting. In this case, the classifier can assign the training examples correctly, but no further data. The classification method needs to generalize from the training examples to unseen test data. There are several ways to ensure good generalization ability. Depending on the classification method used, different methods exist to improve the generalization. Another option that has been used in this work is the splitting of training data into training and validation data. After learning the classifier with the training data, the validation data are used to verify whether the classifier has learned the pattern or over-fits the individual training examples. One advantage of supervised classification is the possibility to distinguishing between similar devices since the different classification methods have the chance to learn the differences of similar data. A disadvantage of supervised classification is the difficulty of generating training data. In the NILM context the training data needs to be labeled with the event position, the information about switching on or off the event, and the device name or device ID. Especially in real-world applications, with several appliances, this is a difficult task. Industrial machines often cannot be turned on and off, as desired for the training of the classifier. To reduce the problem of generating training data, Florian Liebgott and Bin Young presented a method to reduce the number of necessary training data without significant loss of performance. The results depend on the selected data for training. By clustering the unlabeled data and selecting the sample close to the centroid, good results could be achieved [START_REF] Liebgott | Active learning with cross-dataset validation in event-based nonintrusive load monitoring[END_REF]. Another approach is to use sub-meter to generate training data [109]. The advantage of this supervised method is that only low-frequency reference data are required (1/3 Hz of the REDD dataset [START_REF] Kolter | REDD: A public data set for energy disaggregation research[END_REF]). Additionally, variable loads are supported. However, the synchronization of the different training measurements is difficult. Because of the lower sampling rate of the reference measurement, the position of an occurring event is not defined precisely. Thus, an allocation to the individual appliances is difficult, if multiple appliances are switching close to each other. For applications where only a limited number of devices needs to be detected, supervised learning can be used. In [START_REF] Gillis | Non-Intrusive Load Monitoring Using Semi-Supervised Machine Learning and Wavelet Design[END_REF], a method to detect a refrigerator out of the total power consumption is presented. Furthermore, Thomas Bier presented in his doctoral thesis a method to classify a refrigerator [START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF]. In [START_REF] Azaza | Supervised household's loads pattern recognition[END_REF], up to nine devices are classified by a supervised method. The presented results show that automatically running appliances like refrigerators, freezer, and dishwasher can be classified with higher accuracy compared to manually switched devices, for example, lamps, TVs, or stereos. Since supervised learning algorithms usually need a large set of labeled training data, Florian Liebgott and Bin Yang use active learning for a supervised classification method to compensate this disadvantages [START_REF] Liebgott | Active learning with cross-dataset validation in event-based nonintrusive load monitoring[END_REF]. A reduction of up to 90 % of necessary training data could be achieved.

Unsupervised Classification

The unsupervised classification does not use training information about individual devices. By clustering, the features are analyzed to find similarities in order to cluster the features. Fully unsupervised methods have the aim to find a cluster for each appliance or type of appliances [START_REF] Liu | An unsupervised electrical appliance modeling framework for non-intrusive load monitoring[END_REF]. An assignment to the devices or their corresponding names is not required necessarily. In some approaches, appliances of the same type are clustered together. In [START_REF] Mengistu | A Cloud-based On-line Disaggregation Algorithm for Home Appliance Loads[END_REF], a cloud-based disaggregation procedure is presented. The method does not attempt to generalize information of device classes of other databases. For device types with high variability, this is a difficult task. However, depending on the specific application, devices of the same type should be distinguished or grouped. In some application, not all devices need to be clustered. In [START_REF] Munshi | Unsupervised Non-Intrusive Extraction of Electrical Vehicle Charging Load Patterns[END_REF], for example, an unsupervised method to extract the charging loads of electric vehicles is presented.

Semi-Supervised Classification

Semi-supervised classification can be seen as a method between supervised and unsupervised learning. To generate training sequences of each device is commonly difficult. Finding the correct device, for each cluster, like in the case of unsupervised learning, is also difficult. Several training sequences for several appliances exist. The problem of unlabeled appliances is also considered. Thereby a higher accuracy, compared to only supervised methods, can be achieved [START_REF] Gillis | Non-Intrusive Load Monitoring Using Semi-Supervised Machine Learning and Wavelet Design[END_REF]. Another advantage of semi-supervised classification is the reduction of labeled data that are required for the training [START_REF] Barsim | Toward a semisupervised non-intrusive load monitoring system for event-based energy disaggregation[END_REF]. Semi-supervised classification can be used, to learn with a generalized set of appliances types in order to adapt, for example, device types of an unknown household [START_REF] Iwayemi | SARAA: Semi-Supervised Learning for Automated Residential Appliance Annotation[END_REF]. The advantage of this is that the complex training is not necessary for each household. However, results obtained by semi-supervised classification are worse than the results of a classification process in which all devices are trained explicitly. In [START_REF] Li | Disaggregating household loads via semi-supervised multilabel classification[END_REF], an Expectation Maximization (EM)-based semi-supervised classifier is presented and compared to a multi-label algorithm [START_REF] Zhang | ML-KNN: A lazy learning approach to multi-label learning[END_REF].

Summary

The classification problem in NILM does not differ from other common classification problems. Depending on the application of NILM, a supervised, unsupervised, or a semi-supervised classification is required. Regardless of the classification methods, additional reference data about the device is required in the data records of the classification. This is necessary for supervised, unsupervised, or a semi-supervised classification since even a completely unsupervised classifier needs to be tested and evaluated. Because of the different applications, a comparison of different classification methods is often challenging. The individual classification methods, used during this work, are described in Chap. 9.

Chapter 3 | Objectives and Hypotheses

The questions investigated in this thesis are based on the state of the art and are listed in this chapter. For each question, a hypothesis is set which is examined during this work.

In Non-Intrusive Load Monitoring (NILM) commonly standard waveforms (P, Q, and HARmonics (HARs)) are used. A variety of methods in the field of event detection, classification, and tracking were applied to these signal forms or their combination. The signal representation is an essential part of NILM since all other processing steps are based on it. So far, no signal representation exclusively suitable for NILM has been developed. Rather popular is the combination of different signal forms or their features. This work aims to generate a signal representation from the current and voltage signal, which is especially suitable for NILM. Since the signal representation has influences on all tasks of NILM, it has to be applied to the whole NILM process to examine the advantages and disadvantages of such a signal representation.

1. Is it possible to develop a specific waveform for NILM that combines the relevant information of the current and voltage signal?

Hypotheses 1: Transforming the current signal according to the phase shift between current and voltage produces a NILM specific waveform that contains the relevant information of the current and voltage signal.

Is the new signal representation advantageous compared to existing signal forms?

Hypotheses 2: The new signal representation contains more information than the previously used signal forms and achieves better results in event detection.

What influence does the sampling rate have on event recognition?

Hypotheses 3: Waveforms with higher resolution contain more information, because of this, they can produce better results using a suitable event detection technique.

Is it possible to generate specific features for the new signal representation?

Hypotheses 4: The new signal representation which is developed primarily for NILM allows generating features with simple procedures.

Can the new signal representation provide better classification results than standard waveforms or combinations of different waveforms/features?

Hypotheses 5: The new signal representation achieves better classification rates compared to standard waveforms.

Chapter 4 | Home Equipment Laboratory Dataset

For the development and research of Non-Intrusive Load Monitoring (NILM) algorithms, datasets are required for training and testing. In Sec. 2.2.1 different existing public datasets, presenting the state of the art, have been presented. During this work, it turned out that the existing data records were not sufficient; therefore, a new dataset was recorded. Parts of this chapter have been published in [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF]. This chapter is structured as follows: first, an introduction into the topic of datasets is given followed by Sec. 4.2 which describes the measurement system developed by Thomas Bier [START_REF] Bier | Smart Meter Systems Measurements for the Verification of the Detection & Classification Algorithms[END_REF]. The different measurement scenarios are described in Sec. 4.3 and the power distribution of the different appliances are described in Sec. 4.4.

Introduction

Existing datasets can be separated into two categories: real-world datasets and laboratory datasets. Real-world datasets have the disadvantage of different, frequently encountering problems concerning the reference or ground truth data. Laboratory datasets only provide the measurement during the switching on or off process, but the reference data is usually very reliable. On the other hand, there are no public laboratory measurements which include simultaneously active appliances.

The individual tasks of NILM lay down different demands on the data sets. Compared to the event detection, where only the information is required when or at which position an event occurs, the classification additionally requires the information which appliances were switched on or off. Furthermore, each device requires a minimum number of switching on and off cycles. This requirement becomes especially important when using supervised procedures. The proposed dataset is divided into training, validation, and test data. Compared to other classification problems like image processing or recognition of handwriting, where several thousands of training and test data are available, the available number of training or test data is much lower for NILM.

In real-world measurement scenarios with a power meter installed for a certain time, the problem occurs that some devices, like a refrigerator, have many switching cycles, whereas a vacuum cleaner is used very rarely. For datasets only recorded over a few days, this represents a major problem. In the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) dataset [4], for example, some appliances were not used at all during the entire measurement campaign. The UK-Dale dataset solves this problem since its measurements last for more than four years. The problem of this dataset is the considerable amount of generated data. The dataset is generated using a sampling frequency of 16 kHz and a resolution of 24 bit. Thus, about 8.3 GB per day will be created and accordingly 3.03 TB in one year. Handling this amount of data is difficult and time-consuming. Besides, the reference data has a low sampling frequency, so the exact position of an event remains unknown. Because of this, feature extraction and subsequent classification with this dataset are difficult.

Laboratory measurements of individual devices have the advantage that significantly more events can be generated in a shorter time. Additionally, the reference data are usually more reliable, since error sources can be excluded more easily. Since only one device can be active at the same time, laboratory measurements depict reality only to a minimal extent. For this reason, the Home Equipment Laboratory Dataset 1 (HELD1) [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] was created during this work. The measurement box [START_REF] Bier | Smart Meter Systems Measurements for the Verification of the Detection & Classification Algorithms[END_REF] created by Thomas Bier during his PhD [START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF] was used. Compared to the old measurement campaign where only the active and reactive power has been stored, in the new measurement campaign, the measured current and voltage have been stored directly with the complete sample rate of 4 kHz.

The goal was to create a dataset primarily for the classification task of NILM. Particular attention is paid to the reference data. In order to ensure that every event is appropriately marked, only simple devices with one state were used. To generate measurements, reflecting problems of real scenarios, up to six devices were operated in parallel during a single measurement. The HELD1 dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] is the first public available laboratory dataset containing individual measurements of devices for training, as well as measurements including several active devices at the same time.

Measurement System

The measuring system of Thomas Bier [START_REF] Bier | Disaggregation of Electrical Appliances using Non-Intrusive Load Monitoring[END_REF] was used to create the dataset. The used measuring system shown in Fig. 4.1 is described in detail in [START_REF] Bier | Smart Meter Systems Measurements for the Verification of the Detection & Classification Algorithms[END_REF]. The sampling rate for current and voltage was increased from 1 kHz to 4 kHz. To avoid aliasing, a low-pass filter with a cutoff frequency of 1.3 kHz was applied before sampling. The analog-digital converter operates with 16 bits which corresponds to a theoretical resolution of √ 2 • 63 A/2 16 = 0.961 mA being equal to 0.61 W. Actually, current and voltage measurements have a noise of ≈ 16 mA and ≈ ±2 V for short-circuited inputs. This corresponds to ±8 mA • 230 V = ±1.84 W. In the HELD1 dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF], 18 different appliances are used. Their power consumptions are shown in Tab. 4.1. The selected appliances are simple appliances without any major internal load switching. Appliances which did not work reliably during the measurement campaign have been excluded from the dataset. For example, a toaster broke during the measurements. As a result, all measurements in which the toaster was involved, were not used for the published version. Thus, it was ensured that the same devices could be used for the different scenarios and the numbering of the device ID in Tab. 4.1 is not continuous. Fig. 4.2 shows a selection of the different appliances used for the dataset. 

Measurement Scenarios

Different complex measurements have been performed by variating the number of simultaneously active devices. The dataset is divided into four consecutive measurements [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF]:

• Training data (consisting of individual measurements, 100 on/off events per device)

• Test measurement one (one device being active at the same time)

• Test measurement two (up to four active devices being active at the same time)

• Test measurement three (up to six devices being active at the same time)

In order to facilitate the training process of unsupervised learning, 100 on and 100 off operations from each device have been recorded. Overall, the dataset provides 3,530 training events and 13,200 test events. During test measurements, the devices were randomly switched on and off under consideration of the corresponding scenario. For all scenarios, the minimum time distance between two events is three seconds.

Power Distribution of the Appliances

Fig. 4.3 shows the different power distributions of the used appliances. A few individual consumers (for example, a refrigerator or an electric kettle) have two different clusters of power distribution. There are different reasons for this behavior. Considering the electric kettle, one reason is the difference in power consumption between the switching on and the switching off steady state. This is caused by the influence of the water temperature, which has a slight impact on the power consumption of the electric kettle. Therefore, the power consumption immediately after starting the electric kettle and when the water is cold is higher compared to the power consumption when the water is hot.

In the case of the refrigerator, sometimes only the pump turned on but not the whole cooling unit. This also results in the formation of two clusters at different positions. Fig. 4.4 shows the clusters of appliances with lower power consumption in more detail. While it is difficult to distinguishing appliances with a small consumption in Fig. 4.3, they can be separated very well from each other in the detailed analysis shown in Fig. 4.4. Only the clusters of the radio and the LED lamp, as well as, the hair straightener and the multifunctional tool, are very close together.

Compared to the other appliances, the hair straightener exhibits the most significant drift of the individual training features. The Transient State (TSt) of the switching on-process of the hair straightener was already presented in Fig. 2.10b), since it has an extremely long transient during the switching on-process. Because of the exponential signal, the position in the signal where the TSt ends and the Steady State (SSt) starts is not clearly defined. As a result, the calculated active and reactive power of the hair straightener will vary considerably more than those of other appliances. In this scenario, only one device is active at the same time. If several devices are active simultaneously, the overall noise level is increased. This, however, results in larger clusters of the individual appliances, leading to a higher probability of overlapping. The test datasets two and three used up to four and up to six appliances running simultaneously. Most appliances can already be separated by P and Q (see Fig. 4.3 and Fig. 4.4). However, some clusters show overlapping data, for example, the clusters of the hair straightener, the multifunction tool ( Dremel R ), radio, LED lamp, or the two refrigerators. The idea is that the distinctiveness of these devices can be improved by adding the HARmonics (HARs) to the feature space of P and Q.

Tab. 4.2 shows a shows some data records recorded for NILM. The focus was on data sets with a sampling frequency of at least 1 Hz. In addition to different sampling frequencies of voltage and current, ground truth data are recorded with different resolutions. Likewise, a significant difference in the measurement duration can be observed. [4] 12kHz event based 8 days -/yes/no PLAID [START_REF] Gao | PLAID: a public dataset of high-resoultion electrical appliance measurements for load identification research: demo abstract[END_REF] 30kHz -5sec yes/no/yes WHITED [START_REF] Kahl | WHITED-A Worldwide Household and Industry Transient Energy Data Set[END_REF] 44kHz -5sec yes/no/yes COOLL [START_REF] Picon | COOLL: Controlled On/Off Loads Library, a Public Dataset of High-Sampled Electrical Signals for Appliance Identification[END_REF] 100kHz -6sec yes/no/yes UK-DALE [START_REF] Kelly | The UK-DALE dataset, domestic appliance-level electricity demand and whole-house demand from five UK homes[END_REF] 16kHz 6sec 3-17 months -/yes/no ECO [START_REF] Beckel | The ECO data set and the performance of nonintrusive load monitoring algorithms[END_REF] 1sec 1sec 8 months -/yes/no SustData [START_REF] Pereira | SustData: A Public Dataset for ICT4s Electric Energy Research[END_REF] 50Hz 50Hz 5 years -/yes/no HELD1 [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] 4kHz event based scenario yes/yes/yes

Conclusion

The HELD1 9) is the first public available laboratory dataset for NILM which contains continuous measurements with simultaneously active devices. For more comfortable handling, separate training sequences for each device have been created. For each appliance, there are 100 on and off events available for training. The clearly defined training scenario enables an improved comparison of the specific methods applied to the dataset. First classification results have been published in order to provide reference data [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF]. A sampling rate of 4 kHz is used for the voltage and current measurement. The reference data is provided similar to the BLUED dataset. The index of the individual event is provided in the reference data, including the information of the device ID and the type of the event (switching on or off). 9) Home Equipment Laboratory Dataset 1 (HELD1) dataset online available at http://141.28.27.61/.

Chapter 5 | Waveform

A waveform is calculated from the originally measured current and voltage signal. These waveforms are easier to handle for the following Non-Intrusive Load Monitoring (NILM) tasks. In general, these waveforms are non-periodic. Additionally, the converted waveform contains information from voltage and current in only one signal; therefore, further processing is more straightforward. The aim is to develop a waveform for the requirements of NILM. The new waveform should contain as many as possible information that is relevant for the event detection and the classification. Since the calculation effort of the waveform is high, both tasks (event detection and classification respectively feature extraction) should be manageable with one waveform.

This chapter describes the NILM part of generating a waveform from the original sampled and recorded current and voltage signals. After an introduction, an investigation of the influence of voltage fluctuations of the grid follows. The focus of this chapter is a new signal representation which is tailored primarily for NILM. Different sampling frequencies have been investigated on the new waveform. The chapter concludes with the results and a discussion. Parts of this chapter have already been published during this work [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF][START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF][START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF].

Introduction

One of the most critical tasks, of the NILM process chain, is to convert the measured current and voltage signal into a non-periodic waveform. Non-periodic waveforms are commonly used since they are easier to handle for event detection. A first segmentation can already be achieved by applying a threshold. The underlying waveform is crucial for feature extraction and the following classification. The most common features in NILM are the Steady State Features (SSFs). The feature is calculated by subtracting the difference of the waveform, before and after an event. In the case of multiple active appliances at the same time, the noise level in the signal is increased as the power consumption of the individual appliances varies. When using a nonperiodic waveform, white noise can be reduced by calculating the mean value over a specified window length of the waveform. Furthermore, the computational effort should be kept low such that the conversion can be realized with low-cost and low-performance hardware.

Most waveforms used up to now carried out a substantial compression of the information. For example, for the calculation of active and reactive power, which is described in Sec. 2.2.2, the Root Mean Square (RMS) of the values (see Equ. (2.4) and Equ. (2.5)), an averaging over at least one period are carried out. Therefore, white noise is suppressed, which is advantageous. After calculating the mean value, downsampling is usually carried out, which reduces the computational effort for all subsequent tasks because of the reduction of sampling points. The disadvantage of this averaging and downsampling is that some information is lost. To circumvent the possible information loss, additional waveforms are used. The requirement for the waveform is to contain as much information as relevant for successfully applying NILM.

Existing waveforms presented in Sec. 2.2.2, have not been designed with the explicit goal of event detection or classification for NILM. Nevertheless, in the NILM context, these waveforms are predominantly used. In order to improve the results of classification, different waveforms are combined. The use of multiple features, created out of various waveform, leads to better results compared with the use of one single waveform. This fact shows the limits of the currently used waveforms.

The logical processing chain of NILM differs from the flow of information. Fig. 5.1 presents the flow of information in NILM. Compared to Fig. 2.1, where the single NILM tasks are ordered as a series of operations, the extracted waveforms are used for each further NILM task, in parallel. The generated waveform is used for the event detection, the feature extraction, and the tracking. Since the waveform is used to calculate the features for the classification, the waveform is of particular importance for the classification. A combination of waveforms, as described in Chap. 2, requires high computational effort since usually for each feature a different waveform needs to be calculated. In principle, an individual waveform 1 to 3 can be generated for each subsequent task. Additionally, the disadvantage is the resulting calculation effort. The measured voltage and current are sampled usually with a high sampling rate to measure also the frequency content of an appliance. The task of converting waveforms is usually computationally expensive. Therefore, a waveform that can be used for succeeding tasks is highly preferable.

The initial current and voltage signal includes all available information. The trajectory waveform (described in Sec. 2.2.2) utilize already all the given information. Because of the two dimensional structure, the waveform is compared to other waveforms more complicated when trying to extract the features [START_REF] Teshome | A Distinctive Load Feature Extraction Based on Fryze's Time-domain Power Theory[END_REF]. Additionally, the variation of the voltage amplitude causes problems with the reproducibility. On the one hand, the calculated waveform must contain as much information as possible; on the other hand, the relevant information must be suited for further processing. Unneeded information and noise should be suppressed as much as possible to minimize the required succeeding processing power. The primary information is contained in the current signal as the voltage signal allows mainly the calculation of the phase shift between current and voltage. The influence of the amplitude of the voltage signal is discussed in the next section.

Influence of the Amplitude of the Voltage Signal in NILM

The amplitude of the grid voltage, as well as the tolerances, vary from country to country. In Europe, the voltage of the power grid varies between 207 V and 253 V (230 V ± 23 V) according to EN 50160:2005 [START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF]. Depending on the load, these voltage fluctuations in the grid affect the power or current consumption of the individual appliances. Therefore, a closer look at the influence of the voltage, respectively, the voltage variations seems to be required.

Hart [START_REF]Nonintrusive appliance load monitoring[END_REF] has already mentioned the voltage fluctuations in the power grid as a problem for NILM. The problem was solved by normalizing the power (see Equ. (2.12)). In the case of passive loads, including resistive, inductive, or capacitive components, the variance of the normalized power in a device is significantly lower. The situation is different for devices that contain a switching power supply. Without taking the slightly modified efficiency of these power supplies into account, the voltage variation does not lead to a change in the power consumption as a higher current consumption is the result; thus, the power remains the same.

Today, the use of switching power supplies is much more popular than a few decades ago due to the need for higher efficiency and better semiconductor components such as Metal-Oxide-Semiconductor Field-Effect Transistors (MOSFETs). The main advantages of switching power supplies compared to conventional Alternating Current (AC)/Direct Current (DC) converters are, a higher efficiency especially for appliances with smaller power consumption, lower size and weight because of smaller transformers, a lower standby consumption, and lower costs. Devices with a switching power supply replaced devices using a conventional AC/DC converters. For example, light bulbs are replaced by Light-Emitting Diodess (LEDs) with a switching power supply. Other appliances like Personal Computers (PCs), laptops, or mobile devices of all types are added due to the technical progress. Today, switching power supplies are installed in many devices, and these should also be considered for NILM. The differences, between a conventional power supply and a switching power supply, are analyzed in detail in the following subsections.

Conventional Power Supplies

The relationships between load, voltage, and current for passive appliances or appliances using a conventional power supply can be described as in Equ. (5.1) and (5.2). Therefore, a sinusoidal waveform of voltage and current is assumed. P (t) is the active power, v rms (t) and i rms (t) are the RMS values of v(t) Equ. (2.2) and i(t) Equ. (2.3) and Z is the impedance of the appliance.

P (t) = i rms (t) • v rms (t) • cos(ϕ) (5.1) i rms (t) = v rms (t) Z (5.2) 
The power consumption depends on the actual voltage v rms (t). Z is constant, thus, P (t) and i rms (t) are proportional to the voltage v rms (t).

P (t) = v 2 rms (t) Z • cos(ϕ) (5.3)

Switching Power Supplies

Equ. (5.4) describes the relationship between voltage, current, and time-variable load for switching appliances. The equation for the power consumption is equivalent to Equ. (5.1). The difference compared to passive appliances is that P (t) is independent of voltage variations. This is realized by adjusting the load. Z(t) is the complex time-dependent impedance of the switching device.

i rms (t) = v rms (t) Z(t) (5.4)
Excluding the power losses, the power consumption of the switching load is independent of the voltage tolerances since the switching power supply compensates voltage changes; thus, the current consumption increase or decrease. As a result, the power consumption of such devices is constant over time (independent from the voltage). The current consumption of switching loads is inversely proportional to the voltage changes. This is realized by the complex time-dependent resistance Z(t) as given in Equ. (5.4).

In Tab. 5.1, the theoretical influence of the voltage change of active and passive devices is given. Both types of devices have the same nominal power consumption P nen = 230 W. In the first case, the grid voltage is precisely 230 V. Thus, devices types have the same power and current consumption. In the second case, a voltage increases of 10 % of the nominal voltage. Thereby, the current and power consumption of the device with the conventional power supply increase, while the power consumption of the device with the switching power supply is constant and thus, have a lower current consumption. For lower voltages as described in the third case, the behavior is reversed. 

1 230 V 1 A 230 W 1 A 230 W 2 253 V 1.1 A 278.3 W 0.9091 A 230 W 3 207 V 0.9 A 186.3 W 1.1111 A 230 W
Because of this different behavior, a simple normalization of the power consumption is not constructive, since this is usually done for either simple resistive load or active load, but not for both at the same time. In the following formulas, Equ. (5.5) to (5.8), a standardization is shown for both appliances types individually.

Standardization of Passive Appliances

Voltage changes lead to the varying power consumption of passive devices. This is unfavorable as it can cause problems when detecting devices. The aim is to normalize P (t) and i(t) so that they are independent of voltage changes. The normalized power P norm (t) and current i norm (t) can be written as

P norm (t) = P (t) • V nen v rms (t) 2 (5.5) i norm (t) = i rms (t) • V nen v rms (t) , (5.6) 
where V nen denote the nominal voltage which is in Europe 230 V. Thus, P norm (t) and i norm (t) are independent from voltage variations.

Standardization of Switching Appliances

The normalized power and current, in case of active appliances, are described by

P norm (t) = P nen = v rms (t) • i rms (t) (5.7) i norm (t) = i rms (t) • v rms (t) V nen . (5.8)
Since P is independent of the voltage P norm can be calculated by multiplication of current and voltage. The factor for calculating i norm in is inversely to Equ. (5.6). The comparison of the power consumption of both types of appliances shows that normalization is only required for passive appliances. Nevertheless, to receive a voltage-independent normalized current, a normalization is required for both types of appliances, as shown in Equ. (5.8) and (5.6).

In order to take advantage of the normalization, the information is required whether the device has a conventional or a switching power supply since the normalization of the current signal is inverse for both types of appliances. In scenarios where only passive or active appliances are running, the normalization concerning voltage level can be advantageous. In general, it is difficult to decide in advance to the classification of whether a device is an active or passive appliance. A wrong decision leads to a higher deviation of the standardized values. Therefore, without the information about whether a device is an active or passive appliance, the normalization cannot be applied. Moreover, the same devices may work with a combination of both power supplies, for example, complex devices. Due to this, the normalization to a constant voltage amplitude was not investigated further.

The result of this investigation is that the amplitude of the voltage contains relevant information for NILM. Up to now, no method exists which allow the efficient use of this information since there is no method to analyze the characteristics of the power supply before the classification is applied. Without this information, the voltage mainly provides information about the phase shift between current and voltage. This knowledge has been considered in the development of a new waveform for NILM, which is presented in the following section.

Frequency Invariant Transformation of Periodic Signals

The amplitude of the voltage cannot easily be used to improve NILM. Voltage changes, caused by events of appliances are commonly very low. The primary information, including the voltage signal, is the phase shift between current and voltage. The phase shift between voltage and current is an important information and should remain in the waveform.

In this thesis, a new waveform was developed that was specifically designed for event detection [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF][START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF] and classification [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF][START_REF] Weißhaar | Device Classification for NILM using FIT-PS compared with Standard Signal Forms[END_REF] for NILM. The new waveform is generated directly by utilizing i(t) and v(t) with the goal of containing as much relevant information as possible. Therefore, the initially measured signal forms i(t) and v(t) are examined more closely. The measured signals are periodical. Only the current signal can lose its periodic characteristic when all devices are disconnected, or an event occurs. Furthermore, a constant sampling frequency of i(t) and v(t) is assumed. Since succeeding processing of a periodic signal is difficult, the periodicity is removed from the signal. For this purpose, both current and voltage are decomposed into their periods. Therefore, only the voltage signal is used as a reference for determining the starting or ending point of a period. Since, the voltage signal has fewer variations, while the current signal varies depending on the number and type of loads. The start and end points of a voltage period are used as reference points for the current signal. Since the mains frequency is not constant, the current signal between the start and the end position of a period is interpolated with the number of sampling points resulting from the sampling rate and the mains frequency. As a result, a re-sampled current signal is available for each period of the voltage. Moreover, these sampling points are always placed in the same position with respect to the period of the voltage.

The interpolation is necessary since the mains frequency is subject to negligible fluctuations. Although the fluctuation is relatively low, commonly <0.2 Hz, in the European interconnection network. For a very short time (10 s), deviations of up to 0.8 Hz are possible without load shedding. Lower frequencies 49.0 Hz, 48.8 Hz, 48.6 Hz, and 48.4 Hz lead to load shedding of approximately 12.5 % for each frequency threshold [START_REF] Entsoe | P5 -Policy 5: Emergency Operations[END_REF]. However, even small frequency variations lead to considerable deviations due to the comparatively long measuring time if these deviations are not taken into account.

The interrelation between mains frequency, grid load, and grid feed should be considered. The mains frequency decreases if insufficient energy is produced in the mains. If too much energy is in the grid, the frequency will rise. The fact that the grid frequency is subject to fluctuations was also apparent to regular electricity customers at the beginning of 2018. The mains frequency is averaged over a long time span of hours and day assumed to be 50 Hz. This allows operating low-cost clocks with the mains frequency. Permanent deviation of the mains frequency affects the time of various devices connected to the grid using the mains frequency for tracking the time.

The European Network of Transmission System Operators for Electricity (ENTSO-E) published a press release [START_REF] Fluke | Continuing frequency deviation in the Continental European Power System originating in Serbia/Kosovo: Political solution urgently needed in addition to technical[END_REF] where the cause of the frequency deviation is attributed to the countries of Kosovo and Serbia. Because of political problems between Kosovo and Serbia, to less energy was supplied by these countries into the European grid. Finally, this had only a small effect on the actual mains frequency. However, this continued for a more extended period of months and results in a network time delay of more than five minutes, in the whole European grid. As mentioned, the mains frequency can only be regulated to 50 Hz over a long period of time. Accordingly, deviations of 50 Hz occur over shorter time periods of seconds or minutes. For this reason, the frequency tolerances of the grid should be taken into account for a waveform for NILM, to judge how much this will affect the repeatability.

The new signal has the same number of sampling points over each period. Moreover, the position of the individual sampling points is not changing (compared to the voltage signal) over the periods. Hence, each of these sampling points can be regarded as a separate dimension. High-frequency and low-frequency signal components are taken into account in the proposed waveform. Since the voltage is used as a reference to identify the start and end point of a period, all phase-related information is retained in the interpolated current signal. The voltage waveform is not used in the further steps of NILM; thus, the number of data is reduced by half.

The individual steps of this signal transformation have been represented graphically in Fig. 5.5, for better illustration.

a) The voltage signal is used to calculate the start and end of a period by identifying, the zero crossing from the negative to the positive half-wave. The position of the zero crossing is determined by identifying the sampling point before and after the zero crossing. Using the information of these two points, the zero crossing is calculated by linear approximation

f (x) = m • x + b (5.9) f (x) = f 1 -f 0 x 1 • x + f 0 m = f 1 -f 0 x 1 -x 0 , x 0 := 0 (5.10) x z = (-f 0 ) • x 1 f 1 -f 0 f (x) = 0 , f 0 = f 1 (5.11)
f (x) = 0 representing the vertical position of the zero crossing. x z is the horizontal position of the zero crossing. x 0 , f 0 respectively x 1 and f 1 are the sample points before and after the zero crossing. The sine function, in the considered window, is monotonically increasing, so f 0 = f 1 can be assumed. This assumption can be made since the grid voltage is very similar to a sinusoidal function and the mains frequency f g is much lower compared to the sampling frequency f s . The result x z contains the calculated distance from x 1 to the zero crossing.

Since the linear approximation of the sine function is error-prone, this is considered more closely. Considering the sine from a minimum to the following maximum, the signal is point-symmetrical to the zero crossing. This causes a low error by the linear approximation. In case the sampling points before and after the zero crossing are point-symmetrical to the zero crossing, the error made by the linear approximation is zero. Moreover, in case that x 0 or x 1 are equal to the zero crossing of the signal form, no error occurs by using the linear approximation. The corresponding error caused by the linear approximation is visualized red. For f s = 200 Hz, the nonlinear behavior of the sine can be seen between -T s and T s . The error is plotted in the center of the two sampling positions x 0 or x 1 between -Ts 2 and Ts 2 . For example, in case x 0 = -T s and x 0 = 0, the error is zero. Compared to the higher sampling rates, the error at lower sampling rates is higher since the distance between x 0 and x 1 is bigger. The deviation resulting from the linear approximation of the sine is higher and thus the error too. Of particular note is that the error axes are scaled differently since the error differs in increments of power of ten. The method has the advantage that the turning point of the sinusoid is identical to the zero crossing. Since the derivation at this position is very small, compared to the rest of the signal, the zero crossing is more appropriate for defining the beginning and the end of a period. The maximum error resulting from the linear interpolation of f s = 10 kHz is less than 10 -9 V.

b) The new horizontal position for the re-sampled current values, is calculated according to

I m,n = I m,0 -I m+1,0 n k • n n = 0...n k -1, (5.12) 
where I m,n is the index of the m-th period at the n-th index and n k is the number of sample points for each period.

The number of sample points is calculated by n k = fs fg , where f g is the mains frequency.

c) The current signal is interpolated on the calculated indices by using a linear interpolation.

In addition to the low computational complexity, the non-sinusoidal form of the current is the reason to use a linear interpolation. A detailed discussion of different interpolation methods is presented in Chap. 6. The interpolation, results with a current signal, including an identical number of sampling points, for each period. Furthermore, the position of a sampling point within a period is identical for all periods, related to the zero crossing of the voltage signal.

d) The one-dimensional signal is converted into a multi-dimensional signal. The result is that there are as many dimensions as sampling points in a period. In this example, each period exists of 21 sampling points. The two presented periods are shown in l direction. The result is a n l × n k dimensional signal where L is the number of periods and K is the number of sampling points of each period.

The transformation from FIT-PS into i(t) can be written as

N, N → R l, k → i (l -1) • T g period + T s • k inside one period , (5.13) 
where l describes the numbers of the periods and k is the sampling number within one period of the FIT-PS signal. In Fig. 5.6, a section of the signal from the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) dataset [4] is shown in FIT-PS signal representation. There are 600 periods with a sample rate of 1.2 kHz and a grid frequency of 60 Hz, resulting in 20 samples per period. The amplitude of the current is shown on the vertical axis, as well as with colors. Fig. 5.6 shows a Steady State (SSt) of a refrigerator.

Since a 3D representation is sometimes difficult to interpret, the amplitude of the current can be visualized with colors. Fig. 5.7 shows the top view of Fig. 5.6, wherein a 3D representation was reduced to a 2D representation. A significant advantage of the new signal representation is that the periodicity of the signal is omitted without the need for averaging. Therefore, no essential information is lost, since only an adjustment of the sampling times is carried out. Fig. 5.8 shows a SSt signal converted with FIT-PS. The k dimensions are plotted individually over the periods l. Since FIT-PS ensures that the position of each sampling point during a period of the voltage is at the same position, the current value for each period is nearly constant during a SSt. The FIT-PS waveform converts two periodic signals into a non-periodic waveform which simplifies the subsequent tasks without loosing relevant information. Fig. 5.8 visualizes that most of the k dimensions have a low absolute amplitude value. At maximum or minimum of the current amplitudes (between 2 A to 3 A respectively -2 A to -3 A) there is only one sampling point per period. The reason for this is not obvious, as for an equidistant sampled sinusoidal signal, a concentration of sample points to the maximum, as well as to the minimum is expected, because of lower signal change at these range in the signal. Fig. 5.9 illustrates a simulated sinusoidal signal. On the left, a period of sine is plotted with 200 sampling points and an amplitude of one ampere. On the right, the histogram of this signal is shown. The samples are sorted into 50 equally spaced columns. The most sampling points are in the area of the maximum and the minimum.

The reason why this is not the case in Fig. 5.8 is that the current is not sinusoidal. This is more obvious in Fig. 5.7. The temporally short peak in the period leads to only one measuring point in the area of the maximum and the minimum. To get a more detailed waveform in the area of occurring current peaks, a higher sampling rate is required. Especially in case of lower sampling rates, it must be ensured that the Nyquist sampling theorem is fulfilled. Since the signal form of the current depends on the active devices, a sinusoidal waveform cannot be assumed. High-frequency signal components need to be sufficiently low-pass filtered. Decisive for this are the sampling frequency f s and the resolution of the Analog-to-Digital Converter (ADC). The system, developed during this work, uses an ADC with f s = 10 kHz and a resolution of 16 bit. To ensure that no aliasing occurs, the low-pass filter before the ADC must be designed accordingly. The signal components with a frequency higher than half of the sampling frequency have to be filtered in such a way that higher frequency components do not affect the Least Significant Bit (LSB). Therefore, a low pass filter is required, reaching at least 20 • log(2 -16 ) = -96.33 dB at the half sampling frequency.

The information content of the signal representation is shown in Fig. 5.10, where a Transient State (TSt) of a refrigerator, as well as the SSt, are illustrated. At the l = 300 the refrigerator is turned on. The switch-on process can be seen in the TSt. During the transient, an apparent The original sampling frequency of the BLUED dataset is 12 kHz. As mentioned in the state of the art, higher sampling rates can significantly improve the results of the event detection and classification. Therefore, in the subsequent chapter, the FIT-PS waveform is applied on a 12 kHz signal.

Figure 5.10: FIT-PS waveform with 20 samples per period SSt z i ; TSt: switching on procedure of a additional device (refrigerator); SSt z i+1 : devices from SSt z i and the refrigerator.

FIT-PS with Higher Sampling Frequency

The FIT-PS signal representation was applied successfully on signal forms in a range below 4 kHz. In this section, FIT-PS is applied on measurement signals with up to 12 kHz. Parts of this section have already been published [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF]. Fig. 5.11 presents the FIT-PS converted waveform, calculated from an originally current and voltage measurement which contains a sampling rate of 12 kHz. Thus, the resolution in the k direction is ten times higher compared to Fig. 5.10 where a sample frequency of 1.2 kHz, at a mains frequency of 60 Hz, is used. Due to the high sample frequency, additional characteristics in the signal are visible. For example, the waveform differs obviously from a sinusoid function.

In the first and second SSt at k = 158, a small peak can be observed. The peak only occurs in the negative half-wave. For most devices, this is uncommon as these devices have a point-symmetric signal form of positive and negative half-wave. Additionally, a different noise level on the single dimensions k along l is visible. This information can be used for the following NILM tasks. Fig. 5.11 illustrates the magnified TSt of Fig. 5.12. This specific part shows the startup process of the refrigerator in detail. The length, phase shift, and shape of the transient can be used for event detection or classification. The exact position within a period, where the device turns on, can be identified. In case a device is switched on always at the same position within a period, this information can be used for the classification. For purposes of illustration the amplitude of Fig. 5.11 and 5.12 are truncated above respective below ±5 A. 

Reduction of the Sampling Frequency

FIT-PS applied on SSt signal forms enables the reducing of the sampling frequency with almost no loss of information. This is possible because the frequency f d of switching devices on or off, of each appliance d is much lower than the grid frequency f g f d << f g .

(5.14)

A SSt is defined as a signal region without significant change in the signal. At the same time, a SSt can prevail for a very long time. For example, during the night, only a few devices are switched on and off automatically. Therefore, the amount of useful information, compared to the amount of data is low. This is shown during the SSts of Fig. 5.10 and Fig. 5.11. The different periods are very similar during the SSt; thus, they contain the same information.

The mains frequency f g is usually much faster than the switching frequency of the appliances f d . Assuming that Equ. (5.14) is valid, FIT-PS allows reducing the amount of data because the sampling frequency can be reduced without losing information during a SSt. During the SSt, the individual periods from the FIT-PS converted signal contain the same information. Therefore, one measuring point i[k, l] per period l can be used. With each additional period, the measuring point is shifted by k + 1 as illustrated in Fig. 5.13, whereby l ∈ 1, ..., L and k ∈ 1, ..., K = fs fg . For better visualization, a sampling frequency of 1.2 kHz, at a mains frequency of 60 Hz, is used. Only one sampling position per period is used, independent of the resolution, respectively, the sampling frequency of the conventional method. Therefore, a data reduction of a factor equal to the number of samples per period is achieved. The amount of data, which can be reduced with this method, increases proportionally with the sampling frequency since the grid frequency is usually fixed. However, the time required to represent a complete period changes with the utilized resolution since for each sampling point another period is used.

With this method, less powerful hardware is needed for processing; thus, the measurement system needs less memory space. For a practical realization of this method, a zero detection of the voltage signal, an accurate timer for triggering the ADC and compensation of mains frequency fluctuations are required.

In Fig. 5.14, the variance of the downsampled signal with respect to the FIT-PS representation is presented. The downsampled signal is shown in red color. The variance of the FIT-PS waveform over 20 periods is shown in gray. There is only a small variation between the downsampled signal and the original FIT-PS representation. Fig. 5.15 presents the variation of a signal, measured with 12 kHz. Additionally the resulting downsampled signal measured over 200 periods is presented. Since the sampling frequency of the downsampled signal depends mainly on the grid frequency f g , a data reduction of more than factor 200 is possible in this case. The number of periods over which the information is collected is extended with the number of sampling points. For the illustration of one period, 200 periods are required. The higher sampling rate leads to more variations of the different periods during the SSt. Fig. 5.15 illustrates this at k = 153 and k = 155, where the original measured signal in gray differs from the constructed period in red. The difference can be explained by the longer time required to display an entire period. Additionally, the higher resolution of the FIT-PS waveform contains more device-specific variations on individual dimensions. Nevertheless, the reconstructed signal represents the original signal very well.

The distance between the events of the appliances needs to be larger than the periods required for the reconstruction of the signal. To ensure that devices are switching on or off with a minimal distance is typically complicated. An event detection, based on this waveform, will produce a slightly higher error in case of short event intervals. Nevertheless, this approach offers different possibilities for investigating the SSt. The signal shape can be represented by a sampling rate less than the mains frequency. In Chap. 7, this method was applied for the event detection. A summary of the results can be found in Tab. 7.1 and 7.2. 

Dimension Reduction in k-Dimension

The number of dimensions corresponds directly with the sampling frequency of the measured voltage and current. In general, the question about the required sampling frequency for the event detection and subsequent classification in NILM cannot be answered. As mentioned in the Chap. 2, this depends strongly on the measuring scenario and individual appliances. The aspect of the sampling frequency needed for the FIT-PS waveform is analyzed in more detail for the BLUED dataset. At the beginning 50 % of the dimensions are used, followed by 25 % and 12.5 %. The percentage reduction of dimensions is equal to the reduction of the sampling frequency. A visual illustration of the use of different sampling frequencies and correspondingly changing number of samples per period is presented in Fig. Multiple combinations are possible for the selection of the individual k dimensions. The optimal selection of dimensions could lead to improved results of specific applications since noise affected dimensions and correlated information can be removed in advance. Furthermore, an optimization by weighting or reducing dimensions is possible. However, this results in optimization for a specific question, which needs to be recalculated by slight changes in the framework conditions, for example, when a new device is added. At this stage of the work, only scenarios are considered, which are resulting from a reduced sampling rate.

Results

For final performance evaluation of the new waveform, an application on the event detection and the classification is necessary. The results of the event detection are presented in Sec. 7.4. The results of the classification are given in Sec. 9.7. Since event detection and classification have not been introduced so far, the new signal representation can be only evaluated manually based on visualization. In Fig. 5.16, different sample rates of the measurement signal are shown. The FIT-PS waveform, calculated from a higher sampled current and voltage signal, contains more details. However, the noise increases too since a stronger averaging; thus, low-pass filtering is applied with a lower sampling. The device illustrated in Fig. 5.16 is an energy saving lamp.

The switching power supply operates only in a limited area of the period, which is represented precisely with the FIT-PS signal representation. FIT-PS allows evaluating the change of each k dimension. This is an advantage compared to commonly used power waveforms calculating a RMS value over the whole period. In particular, a subsequent classification can benefit from the information within a period. The prerequisite for this is suitable feature extraction and the use of suitable classification methods. 

Discussion

The waveforms used so far, in the NILM context, have not been developed explicitly to fulfill the needs of NILM. The fact that a combination of the existing waveforms leads to the best result summarizes the key problem that no individual waveform includes enough information or does not represent the information suitable for the used classification method. The combination of waveforms leads to the higher computational effort. Furthermore, the weighting of the waveforms must be determined to the specific application scenario. The waveform should contain, as much as possible information, which is relevant for NILM and prepares the signals in such a way that they can be handled successfully in the subsequent tasks. FIT-PS represents the current signal with regards to the zero crossing of the voltage signal; thus, the phase information remains. The FIT-PS waveform allows analyzing each sampling point of a period individually. These k dimensions are non-periodic, which simplifies the further processing steps.

The primary information from the voltage signal, which can be used for NILM, is the phase shift of the current compared to the voltage signal, described in Sec. 5.2. More relevant information of the voltage amplitude can be used by distinguishing between an appliance with a switching or a conventional power supply. With the use of an additional classification task, this problem could be solved. However, there are also devices which are not clearly assigned to the one or other category. Not considering the voltage also reduces the data amount by 50 %. In case the voltage signal should be used as well, it needs to be interpolated too. This could also be necessary for applications, where the exact power consumption should be calculated.

The reduced noise is the main effect by relying on real or reactive power. The non-periodic waveform of real and reactive power is an additional reason why these waveforms are commonly used in NILM. They allow a good graphical overview of the measurement. Switching events can be visualized more accurate with non-periodic signal compared to periodical signals like the current i(t).

With the FIT-PS approach, the individual dimensions are also non-periodic. An averaging in k direction is possible to reduce noise. However, this has negative effects since the highfrequency information within the waveform is lost. The individual k dimensions of FIT-PS are non-periodically; thus, the mean value over the l periods can be calculated without losing the information of the waveform. As for active or reactive power, the result is a reduced noise level of the FIT-PS waveform. The advantage compared to other waveforms is that the current signal form is still available in the individual k dimensions of FIT-PS.

With the help of a hardware zero-crossing detector and a Phase-Locked Loop (PLL), the measured signal can be measured directly in the FIT-PS waveform. A measurement instrument capable of adapting the sampling rate and equipped with a zero-crossing detector directly in the hardware could nearly reduce the total calculation effort to generate FIT-PS.

The use of FIT-PS increases the requirements for the event detection and classification, as they have to deal with higher dimensional input signals or features. A more detailed signal also contains more noise; thus, an adaption of the event detection and classification algorithm to the corresponding waveform is necessary. Compared to a one or two-dimensional 50 Hz sampled signal, the complexity of a FIT-PS converted waveform is higher. Common datasets such as the the BLUED dataset [4] uses a sample rate of 12 kHz or more at a mains frequency of 60 Hz. Using FIT-PS on this dataset results in a 200-dimensional signal, illustrated in Fig. 5.12. A reduction of the number of dimensions can be realized by reducing the number of re-sampled positions (during the interpolation), see Fig. 5.5 b). A reduction of the sample rate during the interpolation of FIT-PS, has a similar effect on the resulting waveform, like a lower sampling frequency of the measured current and voltage signal. To avoid aliasing and the loss of highfrequency information, the sampling frequency after the interpolation should not be below, the sampling frequency of the measuring system or appropriate filtering needs to be provided. Fig. 5.17 presents a measurement of the Home Equipment Laboratory Dataset 1 (HELD1) dataset. The top diagram of Fig. 5.17 shows the active power. On the bottom, the FIT-PS signal interpretation is presented whereas events are marked with a red 'x'. For the FIT-PS representation, each dimension is plotted independently, representing the current over the periods. The dataset has a sampling frequency of 4 kHz at a mains frequency of 50 Hz; thus, 80 sampling positions per period exist. This results in 80 lines which are colored in Fig. 5.17. Events from appliances with large power consumption are visualized with both waveforms. In order to compare the waveform of switching events of small appliances, a more detailed visualization is presented in Fig. 5.18. The event next to the period 6,200, is shown in more detail and marked with a red 'x'. The active power drops at the position where the event occurs. The FIT-PS signals have only in some dimensions a significant change. Furthermore, the noise of the different dimensions differs. In the case of the event detection, this can be advantageous since only dimensions with a low noise level can be used. Additionally, an adaption of the threshold to the noise level of the specific dimensions could be implemented. Since several dimensions are available, a 'majority voting' could also be used.

A derivation is commonly used, for a first analysis of the waveform, for event detection. This is advantageous for the presentation of FIT-PS since the offset of the individual dimensions is eliminated. Fig. 5.19 shows the derivation of active power and FIT-PS. The event is well visualized for both waveforms. Since FIT-PS presents dimensions from the positive and negative half-wave at the same time, the derivation of the dimensions can be positive or negative. Furthermore, dimensions with a low noise level could be preferred. 

Conclusion

The FIT-PS waveform represents the information, relevant for NILM, from the initially measured voltage and current signal in one waveform. As the information is relevant for NILM, the amplitude characteristic of the current, as well as the phase shift between current and voltage, are presented. Whether FIT-PS contains for NILM relevant information and represents this information adequately, cannot be answered presently. Therefore, hypothesis 1 from Chap. 3: "Transforming the current signal according to the phase shift between current and voltage produces a NILM specific waveform that contains the relevant information of the current and voltage signal.", cannot be answered presently. Further investigations of the subsequent event detection and classification with the new waveform are necessary, in order to compare the results with other waveforms.

Chapter 6 | Different FIT-PS Methods

In this chapter, the different methods for Frequency Invariant Transformation of Periodic Signals (FIT-PS) are described in detail. In chapter 5.1, the question arose about the optimal method concerning the accuracy and calculation effort of the FIT-PS procedure.

Three different approaches are discussed in the following. Sec. 6.1 presents the pseudo-code of the FIT-PS method presented in Sec. 5.1. In this method, the zero crossing is determined by linear approximation between the value before and after the zero crossing. With the knowledge about the exact zero crossing, the current signal can be interpolated and re-sampled. In the case of general low-cost embedded systems, interpolating and re-sampling requires processing power such as the calculation of floating points. Sec. 6.2 presents the FIT-PS method without resembling and interpolating the current signal. The current signal is split into the individual periods, where the zero crossing, from negative to positive half-wave of the voltage signal, defines the start and end of a period. As a result, the computational effort can be minimized since no interpolation is required for this method. The third Sec. 6.3 investigates if a more complex interpolation can improve the resulting waveform. Therefore the zero crossing of the voltage is calculated by using a fitting.

The effects to the succeeding interpolation, are discussed in Sec. 6.4 and evaluated by a classification method. Especially the classification task relies on the best possible input signals since noise on the inputs will increase the size of the different clusters. Thus, the probability of overlapping clusters increases significantly. Due to this circumstance, the classification is used to evaluate the accuracy of the different FIT-PS methods. The used classification method is described in Chap. 9 in detail. However, the classification method does not have to be understood in detail for the interpretation of the results of this chapter.

FIT-PS with Interpolation

In order to be able to compare the three different possibilities of implementing FIT-PS, the method is described as pseudo code. The following pseudo-code (Alg. 1 to Alg. 4) describe the FIT-PS method with linear interpolation. This algorithm was already published in [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF][START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF].

"The FIT-PS method divides the sampled signal with respect to its fundamental frequency, thus, the line frequency. Therefore, the first step is the detection of the zero crossings:

Algorithm 1: Finding zero crossings nn = 1 for n = 1 : N -1 do if (v (n) < 0) AND (v (n + 1) > 0) then IDXZero(nn++) = n
The variable 'IDXZero' has as many entries as the signal has zero crossings. The pseudo code neglects additional checks to eliminate multiple detections of zerocrossings for one period due to simplicity.

Based on the absolute position of the zero crossing for the given data, Alg. 2 describes the linear approximation of the zero crossing.

Algorithm 2: Calculation of the exact position of zero crossings

for l = 1 : length(IDXZero) -1 do n = IDXZero(l) IDXZeroShift(l) = -v(n) • 1 v(n+1)-v(n)
'IDXZeroShift' is, for a given zero crossing, the estimated shift of the crossing itself. 'IDXZeroShift' ranges from zero to one; thus, the maximum deviation is less than one sample. Due to a possible variation of the amplitude, the maximum steepness and almost constant derivative of the sinusoidal signal, the zero crossing is chosen to define the length of a period.

After the zero crossings have been found, the indices can be assigned to the individual periods. So far, this has been done by linear interpolation as described in Alg. 3.

Algorithm 3: Periodical allocation by interpolation

X l,k = 0 for l = 1 : length(IDXZeroShift) -1 do Len = (IDXZero(l + 1) + IDXZeroShift(l + 1)) -(IDXZero(l) + IDXZeroShift(l)) Dis = Len #SampPerPeriod for k = 2 : #SampPerPeriod do k1 = IDXZero(l) + IDXZeroShift(l) + Dis • (k -1) k2 = floor(k1) k3 = ceil(k1) X l,k = intp(IDXZeroShift(l), current(k2), current (k3)) 
X l,k depicts the resulting matrix as having the dimension of n l × n k where n l is the number of periods and n k is the number of sampling points of each period. The number of sampling points per period is given in k direction whereas the number of periods is given in l direction. The following parameters have been selected for the application of the HELD1 data set: n k = f s f g = 4 kHz 50 Hz = 80 and n l = 75 periods. The minimum distance between the events is 3 seconds. While calculating the steady state, 1.5 seconds before and after the event are ignored to exclude the transient state.

The interpolation function ('intp') performs a linear interpolation.

Algorithm 4: Function of the linear interpolation float intp( interval, f 1, f 2)

return f 1 + (f 2 -f 1) • interval
The argument 'interval' has a range of zero to one, whereas f 1 and f 2 are two values. 'intp' returns the calculated value at position 'interval'; thus, interpolates the value between f 1 and f 2 at position 'interval'. Due to the linear interpolation, a slight deviation from the original signal may occur. To keep this as low as possible, the aliasing filter of the measurement system must be designed correctly." Published in [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF].

FIT-PS without Interpolation

One possibility to minimize the calculation effort is to skip the interpolation. Instead of calculating the zero crossing, the position of the closest sampling position of the voltage waveform is selected as zero crossing. The position of the zero crossing defines the start of the period, whereas the previous sampling position of the following period defines the end of the period.

A disadvantage of the excluded interpolation is the occurring error, caused by the distance of the selected sampling position to the correct zero crossing. As the sampling frequency is in general, not synchronized to the mains frequency, the number of sampled points per period can vary. Additionally, the variance over the periods of all dimensions increases because instead of the linear interpolation, the index which is the closest to the zero crossing is used for dimension one. Furthermore, the error can increase with every index of a period, if the sampling frequency is not exactly a multiple of the grid frequency. Nevertheless, this implementation method was investigated to examine if these errors have a significant influence on the results regarding Non-Intrusive Load Monitoring (NILM). The following lines describe the pseudo-algorithm of this implementation. First, the position of the zero crossings is determined. This is equivalent to the description in Alg. 1. Since the interpolation is ignored, in contrast to Alg. 2, the sampling point with the smallest distance to the actual zero crossing is used. 

IDXZeroShift(l) = IDXZero(l) for v(IDXZero(l) + 1) -v(IDXZero(l)) ≥ 0 IDXZero(l) + 1 for v(IDXZero(l) + 1) -v(IDXZero(l)) ≤ 0
In Alg. 6, the sampling points of each period are allocated. Instead of the linear interpolation, the indices of a period are used without further calculations. However, this leads to the possibility of different amount of sampling points for each period. The dimension of X1 l,k does not have to be identical with X l,k as the number of samples per period are not fixed as long as the sampling rate is not synchronized to the mains frequency. Additionally, the mains frequency is allowed to vary to some extend [START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF].

Additional Curve Fitting for FIT-PS

In order to improve the robustness with respect to the noise, the question arises if the determination of the zero-crossing can be improved. The approach presented in Sec. 6.1 used only two values; before and after the detected zero crossing. In case the two samples before and after the zero-crossing are superposed with noise, the estimation of the zero-crossing is error-prone. A more reliable result can be achieved by considering additional sampling points. One possibility is, for example, the use of curve fitting with multiple samples. The assumption for this approach is that the voltage signal is a sine wave with a constant frequency for the length of one period. The determination of the shift is implemented as a function 'lsqSinusShift', thus, Alg. 2 is replaced by Alg. 7.

Algorithm 7: Find zero crossing by applying curve fitting

IDXZeroShift(l) = lsqSinusShift(current(IDXZero(l) : IDXZero(l + 1)))

The function takes as argument the number of lines of X l,k . Each line can be interpreted as vector and for each line, the shift is estimated and returned. The problem of estimating the shift is in general a nonlinear problem as

y(t) = A • sin(f t + ϕ). (6.1)
The frequency can be assumed as constant whereas the phase ϕ and amplitude A are unknown. Nevertheless, the function

y(t) = A • sin(f t + ϕ) (6.2)
can be written as

y(t) = A • sin(f t) • cos(ϕ) + A • cos(f t) • sin(ϕ) (6.3)
by applying the angle addition formulas express [START_REF] Weisstein | Trigonometric Addition Formulas -from Wolfram MathWorld[END_REF]. Thus, the nonlinear problem of estimating the phase can be converted into a linear problem

y(t) = β 1 • sin(f t) + β 2 • cos(f t) (6.4)
by introducing β 1 = A • cos(ϕ) and β 2 = A • sin(ϕ). The determination of β 1 and β 2 can be performed easily when the metric minimizing the quadratic error.

A nonlinear problem would require a nonlinear solver whereas a standard microcontroller is not suited for such a task. Besides, a constant runtime cannot be guaranteed for nonlinear problems in general. Furthermore, the convergence is guaranteed for a nonlinear problem. Alg. 8 describes the function of sine approximation. As shown in Alg. 8, the over-determined linear equation system can be solved by calculating the pseudoinverse 'pinv(X)'. The multiplication with the pseudoinverse minimizes the quadratic error as the problem can be written in the form A • β = b. As A is not a quadratic matrix, the underdetermined system can be solved by calculation pinv(A) • b = β. For detailed information and calculations, please refer to [START_REF] Kuhnert | Pseudoinverse Matrizen und die Methode der Regularisierung[END_REF]. The signal inpS, for which the zero crossing needs to be calculated, as well as the number of sampling points per period 'NoSpP' are passed to the function lsqSinusShift. Nevertheless, ϕ cannot be calculated directly; instead β is determined. Therefore, the phase shift is determined using four-quadrant inverse tangent, abbreviated with 'atan2'.

Algorithm 8: function of the curve fitting float lsqSinusShift(inpS,

NoSpP) timeInt = 0 : 1/f s : (NoSpP -1) • 1/f s X = ones(NoSpP, 2) X(:, 1) = sin (2 • π) • f g • timeInt X(:, 2) = cos ((2 • π) • f g • timeInt) β = pinv(X) • inpS return atan2 β(2),β(1) 2•π • NoSpP
Computationally, the pseudoinverse can extracted out of the 'for loop' in Alg. 1 if f g is assumed as constant. Thus, the pseudoinverse can be precalculated. The benefit is that no effort is required for this task during run-time. The return value of 'lsqSinusShift' is in the range of zero to one, similar to 'intp', Alg. 4.

The assumption of a constant frequency can be loosened by estimating the net grid frequency. The simplification might be harder to be implemented but the pseudoinverse can be pre-calculated for different net grid frequencies in advance. Otherwise, the pseudoinverse might be even calculated in real-time but might require, at least some, additional computational power.

Results

To compare the results of the three FIT-PS methods first, a visual comparison is presented in Fig. 6.1. The plot shows the three different FIT-PS approaches in the time domain. While there are no apparent discrepancies between FIT-PS with interpolation and FIT-PS with fitting, there are recurring distortions in FIT-PS without interpolation which are marked with arrows in the figure. Additionally, the frequency spectrum of the different FIT-PS methods and the original signal are analyzed in Fig. 6.2. The energy of the spectrum is indicated with P (f ). Please note that P (f ) = P (t). Therefore, the multidimensional FIT-PS waveform is reshaped into a onedimensional waveform like the original current signal i(t). In contrast to the originally measured current signal, the sampling rate of the signal converted with FIT-PS always corresponds to a constant integer multiple of the mains frequency.

In Fig. 6.2, the odd-numbered of HARmonics (HARs) can be identified obviously. The level of HARs of FIT-PS without interpolation is similar than those from the original signal, whereas the level of HARs with FIT-PS and interpolation respectively fitting is significantly higher. Therefore, the waveform which was converted by FIT-PS is for further processing more suitable.

The differences of the signal forms, respectively the implementation methods, can be seen in more detail, at a smaller section of the frequency spectrum. As an example, a section of the fifth HAR at 250 Hz was chosen. The result is given in Fig. 6.3.

Both FIT-PS methods with interpolation and fitting show a significantly improved spectrum. The energy in the frequency domain is concentrated on the frequency of the spectral line of the HAR. This is the result due to adjusting the varying mains frequency with FIT-PS, including an interpolation. Therefore, an easier extraction of relevant information, like the HAR is possible. Particularly unfavorable is the FIT-PS method without interpolation. Here, no improvements can be seen compared to the original signal. Furthermore, peaks which occur at a minimal distance to the HARs can be seen in Fig. 6.3 (only for the FIT-PS signal with interpolation and fitting). The reason for this can be traced back to the measurement. The measurement, which was transferred into the frequency domain, is the training scenario of 'Dev001' of the HELD1 [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] dataset, see Fig. 6.4. In this training scenario, only one device was switched on and off. Because the on and off time was always the same, this can be interpreted as a convolution with a rectangular function.

The active time of the appliance was five seconds, and the non-active time ten seconds. The distance between the peaks in the frequency spectrum is approximately 0.0665 Hz. This corresponds to one period in the time domain 1 0.0665 Hz = 15.0340 s. By calculating the Fast Fourier Transform (FFT) over a correspondingly large window, the switching on and off processes can have a significant influence on the frequency spectrum. For appliances which have a periodic on and off behavior like a refrigerator, this can be used as additional information for off-line classification. In case of using a smaller window length for the FFT, which is necessary for classifying shortly after an occurring event, this effect does not appear.

Furthermore, the use of FIT-PS can also have a positive effect on classical signal forms such as the HARs, since the energy is more precisely distributed to the individual frequencies. Therefore, Sec. 6.5 examines whether FIT-PS also has a positive effect on the classic power signals.

Classification Results of the Different FIT-PS Methods

In order to confirm the previously made visual evaluation in the time and frequency domain, the results of classification with the different FIT-PS methods are presented in this section. The classification is described in detail in Chap. 9. The results of the classification can be understood widely regardless of the Chap. 9 because the results depend on the implementation of the signal form. Since the different waveforms are still very similar, the method of classification is affecting the accuracy of all waveforms in the same way. The individual results of each implementation method can be seen in Fig. 6.5 a) to Fig. 6.6 b). The different FIT-PS methods are evaluated with the HELD1 dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF]. The supervised classifier is trained with the training data of the dataset. For classification, a FeedForward Neural Network (FFNN) has been applied. The results of the neural net depend on the initial values because of the local minimum in the objective function. Therefore, each neural net was trained 100 times. More details about the classifier and the neural net are described later in this work and can be found in Sec. 9.5. Fig. 6.5 to 6.6 show the accuracy of the three different FIT-PS methods. FIT-PS with interpolation is shown in green; FIT-PS with interpolation and fitting is shown in blue; FIT-PS without interpolation is shown in reed. Each figure show a set of measurements for a specific measurement scenario. In Fig. 6.5 a), only one appliance is switched on at the same time. In Fig. 6.5 b) and Fig. 6.6 a), up to four respectively up to six appliances are active at the same time. Fig. 6.6 b) visualize the over all results of the different scenarios. Different results are achieved by different randomly chosen initial parameters of the FFNN. Therefore, the accuracy varies, which is presented with the bar beside the achieved accuracy. The accuracy is defined as the number of correctly classified events divided by the total number of existing events Equ. (9.1). The mean accuracy is marked in all rectangles with a black horizontal bar. The 100 different training initializations lead to different results. For each measurement scenario, the range of the achieved result is presented by a bar.

The figures show that the accuracy deteriorates in case of FIT-PS without interpolation (red bar). The achieved minimum, maximum, and the mean accuracy of FIT-PS without (red) in- Results of the different FIT-PS approaches for up to six active appliances and an overview of the three different scenarios. green: FIT-PS with simple zero detection (one value before and one after the zero crossing); blue: FIT-PS with curve fitting for zero detection; red: FIT-PS without interpolation terpolation is worse than interpolation (green and blue). Comparing the FIT-PS method with interpolation and with fitting and interpolation the, results are much more similar. The minimal accuracy of the fitted signal form is, in most cases worse than the signal form using linear interpolation for the zero detection. One reason for this might be that the shape of the voltage signal is not a perfect sinusoidal. This causes problems for the calculation of the zero crossing using the fitting under the assumption that the voltage is sinusoidal. Fig. 6.6 b) presents the different scenarios of the dataset with a different number of simultaneously active appliances. In case the number of active appliances rises at the same time, the noise in the signal usually increases, too. The comparison of the FIT-PS method with interpolation (green) with the fitting and interpolation (blue) shows that with an increasing number of active devices, the implementation with fitting performs slightly better.

Discussion

Each method implementing FIT-PS offers various advantages and disadvantages. While the second implementation (Sec. 6.2) is designed to reduce the computing effort, the third variant (Sec. 6.2) is designed to achieve high accuracy. The first implementation in Sec. 6.1 is a combination of the second and the third implementation. The effort to calculate the zero crossing is low since the calculation depends on only two sampling positions. The sub-sequential resampling of all current positions needs more computational power since each sampling point is affected. However, the use of a linear interpolation limits the effort.

The second method of Sec. 6.2, is developed to minimize the calculation effort. In this approach, no re-sampling is required, which reduces the computational effort. On the other hand, little variations in the signal can occur over time. The reason is that the sampling frequency is not forced to be integer multiple of the mains frequency. This method does not take care of this circumstance since no interpolation is realized compared to the first method. With a higher sampling frequency, the signal variations are getting smaller. Nevertheless, these variations in the signal are problematic for event detection, where events can be falsely detected but also for the classification since a lower accuracy is achieved with this method compared to the others.

The aim of the third implementation of Sec. 6.3 is to archive a higher accuracy and higher robustness of the transformed signal. Therefore, the zero crossing was calculated by using fitting methods for the voltage signal. Here the advantage is that the resulting zero-crossing position does not only depend on the two sampling positions before and after the zero crossing. The effort of the fitting could be minimized by calculating the necessary parameters off-line such to save computational power. However, the main problem remains as the voltage signal is not a perfect sinusoidal curve. Because of this, an additional error during the calculation of the zero crossing occurs. Therefore, no obvious improvement of the waveform was achieved with this method. In general, this depends on the sampling frequency. Measurement methods with a lower sampling rate could benefit from the curve fitting method (Sec. 6.3) because the error of the linear approximation of the zero crossing is higher as shown in Fig. 5.2 to 5.4. Furthermore, in the case of more variations in the measurement, the third implementation using the fitting for zero detection can be advantageous. The noise level rises with the number of simultaneously active appliances. In this context, the zero detection method with fitting benefits slight compared to the first implementation without fitting, see Fig. 6.6.

Improving Conventional Power Signal Forms using FIT-PS

FIT-PS can improve the conventional power signals like active power and reactive power, which are very commonly used in NILM context.

Usually, a constant window length is used to calculate active and reactive power. Since the grid frequency is not constantly at 50Hz or 60Hz, additional noise is generated. This effect could be reduced by adapting the sampling rate to a multiple of the mains frequency, realized by the help of FIT-PS. Additionally, to the interpolated current signal, the voltage signal needs to be interpolated too. Apparent power S, real power P , and reactive power Q can be calculated from a FIT-PS converted waveform.

S[l] = 1 K K k=1 i 2 [l, k] • K k=1 v 2 [l, k] (6.5 
)

P [l] = 1 K K k=1 i[l, k] • v[l, k] (6.6) Q[l] = S[l] 2 -P [l] 2 (6.7) (6.8)
The k samples over a period l of length K are used to calculate the power signals S and P .

In case the voltage, after the FIT-PS transformation, is not available, the voltage signal can be estimated. The voltage signal has only small variations from a sinusoidal curve, in contrast to the current signal. The first dimension v[l, k] | k = 1 is the zero crossing of the voltage. The mainly disadvantage is that the exact amplitude of the voltage is no longer given since the voltage of the grid is varying, for example in Europe up to ±10 %. Therefore, at least the Root Mean Square (RMS) voltage V rms [l] must be measured in order to be able to calculate an accurate power calculation. This allows recalculating the voltage for each dimension k of every period l.

v[l, k] = V [l] • sin(2π • k/K) ∀ k ∈ 1, 2, 3 . . . , K , l ∈ 1, 2, 3, . . . , L (6.9) 
Without the information regarding the voltage, the RMS voltage can be estimated; in general the RMS voltage is 230 V. However, the calculated power would then be error-prone because voltage variations cannot be taken into account.

Whether the power is required depends on the respective application. In the Ambient Assisted Living (AAL) context, for example, the goal of NILM is to detect the status of the appliances to determine whether the concerned person is in a needy situation. For this application, the exact power consumption of individual appliances is not the main focus. In the classical approach of NILM which has the aim to disaggregate the total power consumption into the individual power consumption in order to save energy, the power consumption of the individual appliances is of significant interest. The focus of most other applications is on the information if an appliance is in a specific state. Therefore, the information on the power consumption is not necessary.

Conclusion

The implementation of FIT-PS significantly influences the achieved result. With a sampling rate of 4 kHz and a mains frequency of 50 Hz, only a minimal error occurs when the linear interpolation of the zero-crossing is applied. Fitting with the assumption of a sinusoidal function cannot significantly improve the results of the in Chap. 9 discussed classification method. Nevertheless, the result of the investigation is that interpolation is necessary since the achieved classification results without the interpolation are significantly worse. The advantage of the interpolation has been confirmed by the analysis of the frequency spectrum, where the energy could be concentrated on the corresponding HAR.

Chapter 7 | Event Detection

In this chapter, an event detection method for Non-Intrusive Load Monitoring (NILM) is presented. After an introduction, a description of an event detection method, which is optimized for the use of Frequency Invariant Transformation of Periodic Signals (FIT-PS), is presented. Simulated annealing and global pattern search are applied for automatic parameter selection of the event detection method. The results regarding the event detection of the proposed FIT-PS waveform are compared with results from the literature. Some parts of this chapter have been presented at various conferences [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF][START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF]. For evaluation of the event detection, the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) and the Home Equipment Laboratory Dataset 1 (HELD1) dataset are used.

Introduction

The event detection for NILM is used after the preprocessing and before the feature extraction. Event detection aims to determine the device's change of state, for example when an appliance is switched on or off, see Sec. 2.2.3. The detected changes of state, the events, provide the timing for the feature extraction. The position of an event is required for the calculation of Steady State Feature (SSF) as well as for Transient State Feature (TSF).

When knowing the events, the computational cost is less since only features are forwarded to the classification algorithm, whereby not the whole data stream needs to be analyzed. The overall computational cost for the NILM process is reduced by the event detection as the decision of whether or not an event has occurred is usually of lower complexity than the classification.

In the amount of data that is recorded over several days, there are usually only a few hundreds switching activities of different devices. For example, in the BLUED dataset, which was measured over one week in a private household, 2,418 events occur. This results in about 345 events per day and only 14.4 events per hour. The distribution of the events is not uniform over the time, for example, at night a decreasing number of events is recognized while during the day, when the residents are at home, more events occur. The total BLUED dataset being stored in the NETwork Common Data Format (NetCDF), has a size of about 230 GB. In one hour, more than one gigabyte of data has to be processed. Applying an event detector, only the positions in the signal are analyzed which are relevant for the subsequent classification. This is advantageous because the calculation effort is reduced since the data-amount, which has to be analyzed by the classification is decreased drastically.

Appropriate event detection is of particular importance due to the linear structure of NILM, which leads to error propagation. A higher recognition rate during the event detection improves directly the results of the whole NILM process. Most of the event detection methods used in the NILM context, described in Sec. 2.2.3, use one or a limited number of waveforms. As a result, the complexity of the event detection method and the computational effort is kept low. However, the used waveforms usually do not contain all the information of the original signal, see Chap. 5. Subsequently, an event detection method is presented, which is based on the FIT-PS signal representation being described in Chap. 5.3. The use of FIT-PS has the advantage that all information which is relevant for event detection remains in the signal. 

Event Detection Using FIT-PS

The event detector is based on the FIT-PS signal representation, see Chap. 5.3. Fig. 7.1 visualize the current signal which has been converted into FIT-PS signal representation. The individual dimensions k over the periods l, of the FIT-PS converted signal, are non-periodical as illustrated in the sixth dimension.

Depending on the available sampling frequency, the visualization of the FIT-PS signal presents many details. This affects the development of the event detection algorithm. Depending on whether these details of the signal are present or not, the event detection algorithm must be adjusted. An event detection method for a sampling frequency of 1.2 kHz is presented in the following section.

Event Detection Based on a Sampling Frequency of 1.2 kHz

The utilized BLUED dataset has a sampling frequency of 12 kHz whereas the mains frequency is 60 Hz. In previous publications, often a lower sampling frequency was used due to the limitation of a low-cost embedded system. To achieve better comparability with existing methods, the development of a FIT-PS based event detection method relies on a low frequency as well. With a sampling frequency of 1.2 kHz at a mains frequency of 60 Hz, 20 sampling points per period exist. An example of a resulting FIT-PS signal representation is given in Fig. 7.1.

The event detection method presented consists of two stages. In the first stage, the signal is examined for irregularities. Conspicuous signal sections are further investigated; thus, in a second stage, the decision is made. For this purpose, the supposed start and end point of the Transient State (TSt) have to be determined. Thus, the signal can be distinguished in Steady State (SSt) and TSt. Here, two methods are presented to determine the individual state.

First Stage

The original measured current and voltage signals are converted into FIT-PS signal representation. To reduce the influence of disturbances, a low-pass filter, Equ. (7.1), is applied in each dimension k ∈ {1, . . . , K} over each period l ∈ {1, . . . , L} of the signal i[l, k]. K and L denote the maximal number of dimensions of the signal in FIT-PS representation. The low-pass filter is used for calculating i LP , see Equ. (7.2), where M LP is the order of the filter and b g are the filter coefficients. 

h LP [l] = M LP g=1 b g δ[l -g] = b g if 1 ≤ g ≤ M LP 0 else (7.1) i LP [l, k] = h LP * i[•, k] ∀ k ∈ 1, . . . , K , l ∈ 1, . . . , L (7.2) 
The aim is to reduce the noise of the current signal converted to FIT-PS, where h LP is defined as a rectangular window of length M LP . The event detector is based on a two-step process, to reduce the computational effort and to decrease the complexity. In the first stage, each possible event is detected with a simple threshold which is applied to the derivate of the signal. The derivative is used to eliminate the offset caused by other appliances which are already switched on before an event occurs. Fig. 7.2, visualizes one dimension of the current signal over time in periods, as well as its derivative. The red dotted line represents the threshold T r 1 of the first stage. This threshold is adjusted in order to detect all True Positive (TP) events. This leads to higher numbers of False Positive (FP) events which will be handled in the second stage of the event detection. Therefore, a more sophisticated method can be applied for the second stage since only a selection of the total signal, of the possible signal ranges, needs to be analyzed. The parameter setting of the threshold value was initially carried out manually. Later an automated parameter selection followed which is described in Sec. 7.3.

The discrete derivative of the low pass filtered signal i LP is denoted with ∆i LP 10) . The forward difference quotient is

∆i LP [l, k] = i LP [l + ∆l, k] -i LP [l, k] ∆l (7.3) = i LP [l + 1, k] -i LP [l, k] ∀ k ∈ 1, . . . , K , l ∈ 1, . . . , L .
The partial derivative is calculated of the signal i LP with respect to l for all k dimensions. Since ∆l = 1, i LP is calculated by the difference of i LP (l + 1, k) and i LP [l, k]. For simplification, the derived signal is represented by ∆i LP .

The maximum of ∆i LP is determined for each period l

∆i max [l] = max k∈{1,...,K} ∆i LP [l, k] . (7.4) 
Equ. (7.4) yields a vector in l direction and contains the the maximum value for each individual column k. The advantage of using the maximum compared to the average is that devices using a phase-fired controller can be detected more efficiently. Those devices often use only a part of the period. By using the maximum of the current i[l, k] a dimension reduction is performed, which does not consider dimensions without relevant information. The signal quality is improved since noise from signal contents without relevant information is not considered. Another property of building the derivative is the elimination of the offset. Therefore, a more straightforward definition of the threshold, for the recognition of the event, can be defined. The aim is to find all indices of ∆i max [l] over a fixed threshold T r 1 where the total number of indices over the threshold is N . #x symbolizes the number of the set x.

∆i max [l] > T r 1 ∀ l ∈ 1, . . . , L (7.5 
)

N = # l ∆i max [l] > T r 1 (7.6)
The index vector Φ temp is determined by the constraints from Equ. (7.5).

Φ temp [n] = l ∆i max [l] > T r 1 . (7.7) 
Φ temp describes the location of a possible event after the first stage of the event detection. The position l is stored in Φ temp [n], where n starts with n = 1 and is incremented by one, with each new entry.

1 < n ≤ N (7.8)
The boundary condition in Equ. (7.5) describes that a potential event is detected when ∆i max is above the threshold T r 1 . All indices of possible events are listed in Φ temp . The information with respect to the maximum value is described in D

[n]. D[n] = argmax k∈{1,...,K} ∆i LP Φ temp [n], k ∀ n ∈ 1, . . . , N (7.9) 
The problem in event detection is the suppression of multiple detections of the same event while maintaining the ability to differentiate between events which are located very close to each other. To avoid multiple detections of the same event, an 'event-region' is defined. Only the first event in the event region is used. An example of such an event-region is presented in Fig. 7.2. The derivative of the indices is calculated. As presented in Equ. (7.3), ∆ represents here the partial derivative.

∆Φ temp [n] = Φ temp [n + ∆n] -Φ temp [n] ∆n (7.10) = Φ temp [n + 1] -Φ temp [n] ∀ n ∈ 1, . . . , N
Since ∆n = [n + 1] -n = 1, Equ. (7.10) follows. ∆Φ temp is a vector which contains the distances between all two consecutive indices of Φ temp . In case the distance of the ∆Φ temp indices is lower than the event-region, the index is not used further. Therefore, two different indices n and m are used.

Φ 1 [m] = [ ] if ∆Φ temp [n] < event-region Φ temp [n] else ∀ n ∈ 1, . . . , N (7.11) 
Φ 1 contains all indices of probable events Φ temp with a greater distance than the event-region. Due to the removal of samples, the number of indices for Φ 1 is smaller or equal to the length of Φ temp . This event detection method excludes the detection of multiple events, close to each other. Depending on the parameter setting of event-region, events which are close to each other can be detected. The window length of event-region is usually only a few microseconds. Events which occur within a shorter distance than event-region are missed. However, turning on different appliances within such a short time window is very unlikely.

Second Stage

The second stage of the event detection investigates the signal sections with a potential event calculated in the first stage. Since not the whole signal needs to be analyzed, a more complex method, compared to the first stage, can be applied. In the second stage, the difference between the stationary level before and after the event is calculated and compared with a second threshold. Therefore, the start and end position of the TSt is required to avoid using a window with a fixed length. An adaptive window-length is advantageous because the length of the TSt depends on individual appliances. To recognize events which occur close behind each other, the window-length should be as short as possible. Nevertheless, the window-length must be as long as the current TSt of an appliance; otherwise, multiple events are likely to be detected.

For the final decision, the signal is analyzed over a more comprehensive window range compared to the first stage. A trade-off between multiple detections of the same event, on the one hand, and the detection of adjacent events, on the other hand, has to be found. A considerable window length has the disadvantage that events close to each other may be detected falsely as one event. Therefore, a variable window length where no additional event is detected is introduced. In order to minimize the risk of losing events, the start and end point of a window is the same as the start and end point of a transient state. For this purpose, the signal is decomposed into stationary and transient sections. State Selection V1 and State Selection V2 describe two different methods to find the transition between SSt and TSt and vice-versa.

State Selection V1

The start Φ 1,s [n] and end index Φ 1,e [n] of the transient states are calculated, thus, the resulting window is shorter than the maximum window length G 2 . This case is illustrated in Fig. 7.3. For simplicity, n is now on the index and N the total number of recognized event from the first stage. The distances

Φ 1 [n] -Φ 1,s [n] and Φ 1,e [l] -Φ 1 [l]
, respectively, depend on the specific devices. The vectors w s and w e contain the range of the samples in which the start and end sample of the transient state is expected to be found.

w s [n] = Φ 1 [n] -G 2 + 1, . . . , Φ 1 [n]
∀ n ∈ 1, . . . , N (7.12)

w e [n] = Φ 1 [n], . . . , Φ 1 [n] + G 2 -1 ∀ n ∈ 1, . . . , N (7.13) 
The start and end point of the n-th potential event is determined based on the window w s [n] or w e [n] of the FIT-PS converted and low pass filtered current signal i LP . Thereby only the k dimension which is maximal at the derivative ∆i max (7.9) is used. The moving mean value µ 1,s is used to calculate the moving variance σ 2 1,s with the window length N σ . Equ. (7.14) and (7.15) describe the calculation providing the first sample of the transient, while Equ. (7.16) and (7.17 

µ 1,s [l, n] = 1 N σ Nσ-1 ν=0 i LP l -ν, D[n] ∀ l ∈ w s [n], n ∈ 1, . . . , N (7.14) σ 2 1,s [l, n] = 1 N σ Nσ-1 ν=0 i LP l -ν, D[n] -µ 1,s [l, n] 2 ∀ l ∈ w s [n], n ∈ 1, . . . , N (7.15) µ 1,e [l, n] = 1 N σ Nσ-1 ν=0 i LP l -ν, D[n] ∀ l ∈ w e [n]
, n ∈ 1, . . . , N (7.16)

σ 2 1,e [l, n] = 1 N σ Nσ-1 ν=0 i LP l -ν, D[n] -µ 1,e [l, n] 2 ∀ l ∈ w e [n]
, n ∈ 1, . . . , N (7.17)

As start and end positions, the samples with the smallest variances are selected. Again, for each possible event n ∈ {1, . . . , N }, the smallest variance is determined.

Φ 1,s [n] = argmin l∈ws[n] σ 2 1,s [l, n] ∀ n ∈ 1, . . . , N (7.18) Φ 1,e [n] = argmin l∈we[n] σ 2 1,e [l, n] ∀ n ∈ 1, . . . , N (7.19 
) This method is described in detail in [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF] and [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF]. However, the disadvantage of this procedure is the possibility that the transients are too long, due to the noise sensitivity of the scheme. Therefore, the transient range is slightly larger than necessary. To circumvent the limitation, a second method has been developed.

Φ1[n] l [periods] G2 G2 σ ^ 2 σ ^ 2

State Selection V2

To minimize the length of the transient area, a thesis [START_REF] Weißhaar | Untersuchung und Parameteroptimierung eines neuen Eventdetektionsverfahrens für Non-Intrusive Load Monitoring[END_REF] was advertised and supervised for carrying out various simulations in this context. An improved detection method for detecting the transition between SSt and TSt is presented. This approach replaces Equ. (7.14) to (7.19). The result of the first stage, as shown in Equ. (7.11), are the indices Φ 1 of the assumed events. For the final decision, the area around these events will be examined further. For this purpose, w g [n] for each possible event n ∈ {1, . . . , N }, contains the samples around the assumed event.

w g [n] = Φ 1 [n] -G 2 , . . . , Φ 1 [n] + G 2 ∀ n ∈ 1, . . . , N (7.20)
The variance using a sliding window of the length N in l direction is calculated for all k dimensions, where K is the total number of dimensions. Different variances are calculated for each dimension k ∈ K. For each dimension k, the window of length N is slided over each sample contained in w g [n].

µ[l, k, n] = 1 N v Nσ-1 ν=0 i LP [l -ν, k] ∀ k ∈ 1, . . . , K , l ∈ w g [n], (7.21) n ∈ 1, . . . , N σ 2 [l, k, n] = Nσ-1 ν=0 i LP [l -ν, k] -µ[l, k, n] 2 ∀ k ∈ 1, . . . , K , l ∈ w g [n], (7.22) 
n ∈ 1, . . . , N

For each possible event n ∈ {1, . . . , N }, the kth dimension is selected that holds the maximum variance.

σ2 [l, n] = max k∈{1,...,K} σ 2 [l, k, n] ∀ l ∈ w g [n], n ∈ 1, . . . , N (7.23) 
Different active appliances cause a different noise level, thus, a fixed threshold does not lead to good results. Hence, a dynamic threshold T r T St [n] is proposed. Due to determining the dynamic threshold, the maximum and the mean of σ2 over the periods l of the window w g [n] is calculated. The threshold value T r T St [n] is calculated as

σ2 [n] = max l∈{1,...,L} σ2 [l, n] ∀ n ∈ 1, . . . , N (7.24 
)

μ[n] = 1 L L l=1 σ2 [l, n] ∀ n ∈ 1, . . . , N (7.25) T r T St [n] = μ[n] + ζ • μ[n] - σ2 [n] ∀ n ∈ 1, . . . , N . (7.26)
ζ has been determined as 0.63 by performing various simulations. The derived adaptive threshold takes into account the samples before an event and updates the threshold based on the mean and variance of the signal. With the threshold ζ, the start and end index of the transients is calculated. As illustrated in Fig. 7.5, the start index of the TSt Φ 2,s [l] is the first index, before the index

Φ 1 [l] -n 1 , where all values from Φ 1 [l] -n 1 -G 1 to Φ 1 [l] -n 1 of σ2 are smaller than the threshold T r T St [n].
For simplicity, the indices of the window-length G1 are combined in the vector w s .

w s [n] = Φ 1 [n] -G 1 + 1, . . . , Φ 1 [n] ∀ n ∈ 1, . . . , N (7.27) 
In Equ. (7.28), the window w s is shifted by -n 1 until the constraint is satisfied and all entries in the window are below the threshold T r T St [n]. When the condition is fulfilled, the corresponding index is calculated for Φ 2,s [n], for all n possible events.

Φ 2,s [n] = Φ 1 [n] -n 1 if max l∈ws[n] σ2 [l -n 1 ] < T r T St [n] (7.28) ∀ n 1 ∈ 0, .. , G 2 -G 1 -1 , n ∈ 1, . . . , N
The end of the transient state Φ 2,e [l] is determined equivalent to the calculation of the start of the transient Φ 2,s [l]. 

w e [n] = Φ 1 [n], . . . , Φ 1 [n] + G 1 -1 (7.29) Φ 2,e [n] = Φ 1 [n] + n 2 if max l∈we[n] σ2 [l + n 2 ] < T r T St [n] (7.30) ∀ n 2 ∈ 0, .. , G 2 -G 1 -1 , n ∈ 1, . . . , N
TrTSt Φ1[n] G1 l [periods] G2 G2 G1 n1 = 0 n2 = 0 σ ^ 2 σ ^ 2
Φ s [n] = Φ 2,s [n] ∀ n ∈ 1, . . . , N (7.31) Φ e [n] = Φ 2,e [n] ∀ n ∈ 1, . . . , N (7.32)

Final Decision

Since the exact position of the transient sections are known, the difference τ from the SSt before and after the event can be calculated for all k dimensions, see Equ. (7.33). In order to calculate the difference, the mean value of the signal i LP ν, k in the range of Φ s -M to Φ s is calculated, first. The use of the mean value prevents that peaks caused by noise, influence the result significantly. The number of, FP which was comparatively high after the first stage, is now reduced by using more values of the signal, in order to make the final decision.

τ [n, k] = 1 M   Φs[n] ν=Φs[n]-(M -1) i LP ν, k - Φe[n]+(M -1) ν=Φe[n] i LP ν, k   (7.33) ∀ n ∈ 1, . . . , N , k ∈ 1, . . . , K
The threshold of stage two is given by a red dotted line in Fig. Φs-M Φe+M the difference calculated in Equ. (7.33), the event detection is finalized by comparing τ to a second threshold T 2 . Therefore, the maximum value resulting from the absolute value of the k dimension from τ is used. The absolute value needs to be calculated to cope with dimensions containing a negative amplitude. Equ. (7.34) denotes the final result of the indices of the events E.

E[m] = Φ 1 [n] if max k∈{1,...,K} τ [n, k] ≥ T r 2 ∀ n ∈ 1, . . . , N (7.34) 
The event detection method described in this section was applied to the BLUED dataset by using a sampling frequency of 1.2 kHz. At higher frequencies, an adjustment of the event detection is necessary, which is described in the following subsection.

Sampling Frequency of 12 kHz

The event detection method developed for 1.2 kHz causes significant deterioration when applied to data having 12 kHz sampling rate. Thus, the number of FPs increases when using a higher sampling frequency. The deteriorations are caused by small current peaks specific to some appliances. These peaks always occur in the same position of a period but not continuously. When viewing the FIT-PS converted current signal, these current peaks occur only in individual dimensions of the highsampled signal marked with arrows in Fig. 7.7. Fig. 7.8 is showing the three dimensional plot of Fig. 7.7 where the peaks are presented.

For signals which are recorded at a lower frequency, for example, 1.2 kHz, these peaks cannot be seen because of the low-pass characteristics. Compared to the FIT-PS representation with a higher sampling rate, an averaging over several dimensions was realized. In comparison to the low-pass filter from Equ. (7.1), which is applied in l direction of the FIT-PS signal, the low-pass characteristic, caused by a lower sampling rate, works in k direction. Hence, also the number of k dimensions is smaller with a lower sampling frequency. However, the event detection method based on FIT-PS needs to be modified, if applied to signals with higher sampling rates. Other signal forms like for example active power P do not have this problem because they calculate a mean value over at least one period. The occurring peaks, which are not corresponding to switching on or off events, can be reduced by a low-pass filter. The problem can also be solved by finding dimensions which are affected to a higher noise level; therefore, these are then not taken into account during the event detection process. Since the number of dimensions of the FIT-PS converted signal increases with the sampling rate, a suitable method is required for dimension reduction. Hence, the Principal Component Analysis (PCA) was considered more closely.

Principal Component Analysis for Dimension Reduction

The PCA, also known as Karhunen-Loeve transform, is a technique for dimension reduction, lossy data compression or feature extraction. There are two common definitions of the PCA, the maximum variance formulation and the minimum-error formulation [23, p.561].

"PCA can be defined as the orthogonal projection of the data onto a lower dimensional linear space, known as the principal subspace, such that the variance of the projected data is maximized (Hotelling, 1933). Equivalently, it can be defined as the linear projection that minimizes the average projection cost, defined as the mean square distance between the data points and their projections (Pearson 1901)." [23, p.561] The PCA itself is well described in the literature, for example in [23, p.561-589]. In the proposed method, the PCA is used to reduce the number of dimensions of a signal in FIT-PS representation, which has a high sampling frequency. The PCA gives the k-dimensional projection matrix i P CA [l, k] where k << l. Most NILM applications do not require real-time capabilities. Therefore, a high number of periods l can be measured before calculating the PCA, such that k << l is satisfied. The transformation from the low-pass filtered signal i LP to the new uncorrelated signal i P CA is realized by the multiplication with the weights W .

i P CA = i LP • W (7.35)
W is a k by k matrix whose columns are the eigenvectors of i LP • i LP .

For most appliances, there are correlations between the individual dimensions of i LP . Nevertheless, the results achieved by the PCA lead to a higher recognition rate. Because not all k dimensions of i LP contain independent information, the required number of dimensions of i P CA is below the number of dimensions from i LP . Reduction of dimensions is achieved as the PCA weights the dimensions by their variance and only the first κ principal components are used. By relying only on the κ principal components i P CAκ , a dimension reduction is achieved. i P CAκ contain the uncorrelated information.

i P CAκ = i LP • W κ (7.36)
The signal range, which is used for the calculation of the PCA, must contain events. Otherwise not the dimensions, which contain the information of the event, will be weighted highly but the dimensions containing the noise. Hence, a high number of measuring positions is required to ensure that at least one event is included in the measured data block. Fig. 7.9 presents an event of a real measurement. Here, the second stage of the event detection method is visualized. The different components calculated by the PCA are used for the decision if an event should be recognized. The first component of the PCA is shown in Fig. 7.9.

The event detection method, which is applied on the 12 kHz data, uses the PCA for dimension reduction. Hence, Equ. (7.3), (7.4), and (7.9) of the first stage of the event detection method have to be modified as given in Equ. (7.37) to (7.42). The difference before and after the suspected event is calculated. Modified from [START_REF] Weißhaar | Untersuchung und Parameteroptimierung eines neuen Eventdetektionsverfahrens für Non-Intrusive Load Monitoring[END_REF].

∆i P CAκ [l, k] = i P CAκ [l + ∆l, k] -i P CAκ [l, k] ∆l (7.37) = i P CAκ [l + 1, k] -i P CAκ [l, k] ∀ k ∈ 1, . . . , κ , l ∈ 1, . . . , L ∆i max [l] = max k∈{1,...,κ} ∆i P CAκ [l, k] ∀ l ∈ 1, . . . ,
µ[l, k, n] = 1 N v Nσ-1 ν=0 i P CAκ [l -ν, k] ∀ k ∈ 1, . . . , κ , l ∈ w g [n], ( 7 
σ 2 [l, k, n] = Nσ-1 ν=0 i P CAκ [l -ν, k] -µ[l, k] 2 ∀ k ∈ 1, . . . , κ , l ∈ w g [n], (7.41) 
n ∈ 1, . . . , N

The final decision of the event detection in Equ. (7.33) is replaced by

τ [n] = 1 M   Φs[n] ν=Φs[n]-(M -1) i P CAκ ν, D[n] - Φe[n]+(M -1) ν=Φe[n] i P CAκ ν, D[n]   (7.42) ∀ n ∈ 1, . . . , N .
Since the signal for calculating the PCA must contain events, a large part of the signal needs to be investigated. The dimensions that are relevant for event detection are weighted higher. In case the signal does not include events, the PCA weighted the dimensions, including the most noise. Because of these limitations, an alternative method using the envelope of the FIT-PS waveform is investigated.

Envelope for Dimension Reduction

Another way of reducing the dimensions is to use the envelope of the FIT-PS waveform. This is illustrated in Fig. 7.10, where the individual dimensions k are plotted for each period l. The envelope of the radio, which has one of the smallest power consumption of the appliances in the HELD1 dataset, is colored red in Fig. 7.10 b). For the calculation of the envelope, the maximum 

i env [l, 1] = max k∈{1,...,K} i LP [l, k] ∀l ∈ 1, . . . , L (7.43) i env [l, 2] = min k∈{1,...,K} i LP [l, k] ∀l ∈ 1, . . . , L (7.44) 
For the event detection, the absolute difference of i env [l, 1] and i env [l, 2] is used

i envD [l, 1] = i env [l, 2] -i env [l, 1] ∀l ∈ 1, . . . , L . (7.45)
The result of the envelope i envD can be used in the same way as the result of the PCA, since a dimension reduction is also carried out here. The result of the enveloped is a one-dimensional vector, as illustrated in Fig. 7.11.

A significant advantage of this method is the reduced noise. Fig. 7.12 present the minimum, maximum, and the resulting difference from the TSt of a fluorescent lamp. During the TSt, several noise peaks can be seen on the waveforms, especially on the maximum and minimum of the envelope. Calculating the difference of the envelope can reduce the noise. The noise which affects both waveforms in the same direction is compensated.

Different parameters need to be adjusted for a satisfying result of the presented event detection method. Threshold values and window lengths have to be adapted individually for each scenario. Since these parameters depend on each other, a multidimensional optimization problem needs to be solved.

Parameter Optimization

The presented event detection method has different parameters which need to be adjusted at the same time. Since those parameters depend on each other, the number of possible combinations is too high to test each combination to find the optimum 11) . Also, a manual parameter selection is difficult and time-consuming. A thesis [START_REF] Weißhaar | Untersuchung und Parameteroptimierung eines neuen Eventdetektionsverfahrens für Non-Intrusive Load Monitoring[END_REF] was advertised and supervised for carrying out various simulations and investigated possibilities for an automatically parameter adaption in this context. Parts of this section have been published in [START_REF] Held | Parameter Optimized Event Detection for NILM using Frequency Invariant Transformation of Periodic Signals (FIT-PS)[END_REF]. Parameter selection in the NILM context and especially for the event detection was hardly studied in the past. In most publications, the determination of parameters is not discussed at all. However, the performance is heavy affected by a good choice of parameters.

Algorithms with a low number of parameters have the advantage of being able to adapt to other applications quickly and without complex adjustments. In general, most methods that perform a dynamic or adaptive adjustment of parameters cannot operate without parameters. For example, the dynamic detection of the start and end position of the transient was determined in Equ. (7.26). The threshold value is adjusted according to the current noise in the signal. However, an adaptation with a parameter was achieved indirectly by using ζ. Therefore, an automatic parameter selection for event detection in NILM is presented. In computer science, approximation algorithms are used to solve complex optimization problems. Two standard approximation algorithms have been applied to solve the optimization problem for event detection. Fig. 7.13 and 7.14 show the resulting precision and recall of the two parameters; windowlength M and threshold value of the first stage T r 1 . The second parameter T r 1 has a higher influence on the precision, as well as the recall.

11) also referred to as "brute-force search" in the literature For event detection in the NILM context, there is not only one target value to optimize. The number of False Negative (FN), as well as the number of FP, should tend to zero. Unfortunately, optimizing one target value usually causes the others to increase. For example, in the case of increasing the threshold T r1, the number of FP decreases, but at the same time, the number of FN increases. This is illustrated in Fig. 7.13 and 7.14. As a reminder, the relationship between precision, recall, TP, FP, and FN is as follows recall = T P T P + F N (7.46) precision = T P T P + F P . (7.47) For simplification, the number of FP and FN are equally weighted. Therefore, the result of the detection can be specified with the total error E tot . E tot can be used as a cost function which should be minimized.

E tot = F P + F N (7.48)
Thus, the aim is to find a parameter setting which minimized the sum of F P and F N .

After defining the target value, which is to be optimized, the parameters are considered in more detail. The following parameters will be optimized:

• event-region: only one event is accepted in this region (see Fig. 7.2)

• T r 1 : threshold of the first stage (see Fig. 7.2)

• transient-region G 2 : surrounding region at the potential event for searching the start and end of the event (see Fig. 7.4)

• T r T St : threshold to find the start and end position of the transient (see Fig. 7.5)

• T r 2 : threshold of the second stage (see Fig. 7.9)

• M : window-length for the comparison of the two SSt (see Fig. 7.9) Simulated Annealing (SA) and Generalized Pattern Search (GPS) have been chosen for solving the optimization problem. The cost functions are not analytically known precisely. Therefore, fast gradient-based methods may have problems in case of multiple local maximum and minimum. SA can deal with arbitrary cost functions and statistically guarantees to find an optimal solution. Also, GPS does not require a gradient and can be used for optimization problems with multiple extrema.

A short description of both methods is presented in the following two subsections.

Simulated Annealing

SA is an approximation technique to solve complex problems where brute-force-methods are not manageable and therefore cannot be applied. Simulated annealing has been introduced in 1983 by S. Kirkpatrick et al. [START_REF] Kirkpatrick | Optimization by Simulated Annealing[END_REF]. The imitation of a cooling process, such as annealing in metallurgy is the fundamental idea of SA. The slow cooling of the heated liquid metal ensures that the atoms have enough time to align and form stable crystals. As a result, a low energy state near the optimum is achieved. Applied to the optimization process, this means that, with a certain probability, even worse results are accepted. The temperature curve of this method corresponds to the probability of accepting worse results. Accepting worse results by some probability enables the algorithm to escape local minimums [START_REF] Kirkpatrick | Optimization by Simulated Annealing[END_REF].

The start position of the algorithm is selected randomly. Then, a new position is chosen randomly. In case the new position leads to a better result, the algorithm jumps to this position. If the new parameter setting is worse than the old one, the former setting is chosen, according to the probability of the acceptance P A ∆D defines the difference from the new to the old objective and T temp the current temperature.

As the temperature value T temp is a monotonously decreasing function, the probability of accepting a decline decreases over time. The advantage of SA is that not every parameter combination; thus, the total parameter space, has to be tested and still the optimum can be found. This is possible since SA can escape local minimums and thus finds the global optimum.

Generalized Pattern Search

GPS is a method for solving optimization problems without any information about the gradient of the target function. GPS is also known as direct, derivative-free, or black-box search. The idea of GPS is to search around the currently given parameter for a new parameter setting that gives a better result for the defined target function. Therefore, GPS can be applied, for example to functions which are non-continuous and/or non-differentiable. Furthermore, when the gradient can hardly be calculated due to numeric problems, GPS can be used. The advantages of GPS are flexibility, robustness, and simplicity.

The main idea of pattern search is to compute the objective function at the mesh points with a certain distance to the current position. The first position, which leads to a better result than the current position, is selected. In case the algorithm can find a better solution, the distance of the mesh is multiplied by two. If the new parameters do not lead to a better solution, the current position is retained. The distance of the meshed will be multiplied by 0.5. There are different ways to place the mesh, for example, the so-called poll method which is the standard method and has been applied for the proposed method. For each parameter dimension, the mesh is aligned in the positive and negative direction [START_REF] Hooke | Direct Search" Solution of Numerical and Statistical Problems[END_REF][START_REF] Torczon | On the Convergence of Pattern Search Algorithms[END_REF].

Results of optimization problems, including many local minimums, can be improved by calculating all-new mesh points around the current position, even if a better result has already been found. Therefore, not the first better position, rather the best position around the current location is selected. The algorithm used in this work has the following termination conditions:

• The mesh size becomes too small.

• The maximum number of iterations has been reached.

• A timeout has been exceeded.

• After a successful iteration, if the distance of the two previously found points and the mesh size are smaller than a predetermined tolerance.

• After a successful iteration, if the change of the result of the two previous iterations, is below a predetermined tolerance.

More details about the different GPS algorithms and implementations can be found in the literature [8,[START_REF] Bogani | Generalized Pattern Search methods for a class of nonsmooth optimization problems with structure[END_REF][START_REF] Hooke | Direct Search" Solution of Numerical and Statistical Problems[END_REF]110,[START_REF] Torczon | On the Convergence of Pattern Search Algorithms[END_REF][START_REF] Wen | Free Pattern Search for global optimization[END_REF][START_REF] Nie | Adaptive rood pattern search for fast block-matching motion estimation[END_REF].

Results

In this section, the results of the different investigations are presented. Therefore, the BLUED dataset [4] was especially used since this dataset is suitable for event detection. The data set fulfills various requirements, such as precisely labeled reference data and a consistently high sampling rate (not only in the region of events). The measurement is performed in a real environment and not under laboratory conditions. Thus, the statistical distribution of the events in the dataset corresponds to a real scenario. Additionally, the dataset has been used many times in the literature. This allows comparing the proposed method with existing methods. At last, results of the event detection method using the HELD1 dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] are presented.

Investigation of Different Numbers of Components Resulting from the PCA

High sampling rates of the measurement system lead to a huge number of dimensions in FIT-PS signal representation. The BLUED dataset provides a sampling frequencies of 12 kHz which leads, at a mains frequency of 60 Hz, to 200 dimensions. Thus, the PCA is used for dimension reduction in the context of event detection. The influence of the number of components which is used for the event detention is investigated. Simulations are made using different numbers of components.

In Fig. 7.15, recall, and precision are shown by using different numbers of principal components of the PCA. The number of errors in phase A, of the BLUED dataset, is quite small. The results of phase A do not differ very much. However, the best result can be achieved with three components.

The recall of phase B increases from one to two used dimensions. More dimensions do not improve the results for the recall significantly. The precision of phase B is slightly decreasing from using one to two dimensions. Additional dimensions cause deterioration until the fourth component. This indicates that the additional principal components contribute more noise than useful information for the event detection algorithm. Using more than four components, the results for the precision stabilize at a comparatively low level. The best results in case of phase B are achieved when using two components. 

Comparing Different Sampling Rates and Waveforms

In this section, the results achieved with an event detection based on FIT-PS are compared to results achieved with a state of the art method based on waveforms. In order to generalize the result of the comparison, the event detector using the FIT-PS approach is applied to signals with different sampling frequencies. The compared method uses active power P and a modified generalized likelihood ratio for event detection [5]. At first, the parameters of the proposed event detection method based on FIT-PS signal representation, are adjusted manually. The results of this approach were published in [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF] and [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF].

In [START_REF] Held | Frequency invariant transformation of periodic signals (FIT-PS) for signal representation in NILM[END_REF], a sample frequency of 1.2 kHz was used compared to 12 kHz in [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for high frequency Signal Representation in NILM[END_REF]. In Tab. 7.1 and 7.2, the event detection results, based on FIT-PS (sample frequency of 12 kHz, 1.2 kHz and 57 Hz), are presented and compared to the method proposed in literature [5] while the results, achieved with the BLUED dataset, are presented in [4]. The performance of all event detectors depends highly on the considered phase. Phase B event detection is more complicated due to the device types since some individual appliances have a very low consumption.

Furthermore, non-labeled events caused from complex appliances lead to a higher number of FP. The results of FIT-PS with 12 kHz at phase A are superior compared to the method presented in [4] in regards to recall. Precision reaches a similar result as in [4]. The results of FIT-PS with 1.2 kHz are only slightly worse than the results of [4] and FIT-PS with 12 kHz. FIT-PS with 57 Hz, as described in Sec. 5.3.2, produced a higher error rate. The sampling rate is much lower compared to the other methods. The reason for the higher error rate is due to the occurring peaks in l direction, which can be seen in Fig. 7.7 and 7.8. In the high sampled signal, the mean value over a certain window length is taken to reduce the influence of these peaks. With the low sample rate, either the number of measurement points in the window is less, or the length of the window must be increased. Both are disadvantageous for the event detention and leads to a higher number of FP and FN.

In phase B, the recall of FIT-PS outperforms the compared event detector [4] significantly even with the lower sampling rate. The precision of FIT-PS is slightly inferior compared to [4]. By comparison of both FIT-PS event detectors, a reduction in recall and precision is shown for FIT-PS at 1.2 kHz. The reason for this is the highly reduced amount of data and the resulting difficulty of the noise filtering. In general, the results of phase A are significantly better than the results of phase B because phase B has smaller electronic appliances which run at the same time and have switching events close to each other [4].

A comparison of the total results of the BLUED dataset, including phase A and B are presented in Tab. 7.3. Additionally, the table includes results from the previous doctoral thesis [START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF] for comparison. A sampling rate of only 50 Hz was used in this work. Additionally, the method was primarily developed for high power household appliances. The smallest device which was selected for this event detection method has a power consumption of 530 W. For this types of appliances 100 %, of both recall and precision could be achieved. The significantly worse results for the precision can partly be explained by the fact that the parameters were not optimized separately for both phases. This work has focused on identifying potentially dangerous devices, so that the parameters have been optimized for the detection of these devices. The parameters of the proposed event detection method have been selected manually.

Results of Parameter Optimization

The different parameters of the event detection method relying on FIT-PS have to be adjusted. For a different appliance setup, the parameters need to be adjusted again. This task is demanding since the parameter depend on each other and have several local minima. As described in Sec. 7.3, there are too many possible parameter settings to try every combination. Instead, two standard optimization techniques are used. The optimal result, which can be achieved with this event detection method, is unknown. Therefore, a comparison with the results of the two optimization algorithms and the manually selected parameters is realized. Tab. 7.4 and 7.5 present the results of the event detection for the different parameter selection techniques. Since, recall and precision are close to 100 %, the absolute number of FPs and FNs is presented additionally, for a better comparison. The sum of FPs and FNs is denoted as E tot . The BLUED dataset has 906 events on phase A, 1,578 on phase B and in total 2,484 events. The results are achieved with the following parameter setting in Tab. 7.6 and 7.7. As presented, the results of the two optimization methods differ not very much. Furthermore, the proposed parameters of both methods are close to each other as shown in Tab. 7.6 and 7.7. 

Results of the HELD1 Dataset

The HELD1 is a public dataset which was created especially for the classification task of NILM. Nevertheless, the dataset can be used for event detection. In contrast to the BLUED dataset, the HELD1 dataset is a laboratory dataset, where many events are near to each other to avoid high measuring time and a high amount of data. Therefore, a reduced possibility of FP exists in the dataset because there is a high chance that a randomly selected index is close enough to an occurring event. The results of the event detection of the HELD1 dataset are presented in Tab. 7.8. As a show case, Tab. 7.8 illustrates the results of three measurement scenarios of the HELD1 dataset. Due to a lack of reference results from the literature for this data set, own reference results were calculated, given in Tab. 7.9. Comparing the results from Tab. 7.8 and 7.9, the event detection using the FIT-PS signal representation achieves better results with respect to precision. On all three measurement scenarios, the number of FPs is clearly lower by using the FIT-PS converted signal. The training scenarios of the HELD1 dataset are used for the parameter optimization with SA and GPS. The HELD1 dataset has a total number of 3,530 training events. Tab. 7.10 presents the results achieved by optimizing the parameters of the event detection applied to the signal in FIT-PS representation. The parameters used to achieve those results are presented in Tab. 7.11. The parameter selection was realized by using SA and GPS in combination with the training measurements of the HELD1 dataset. There are three different test scenarios which differ in the maximal number of simultaneously active appliances (one, up to four, and up to six). In total, there are 13,200 events in the test scenarios available. Fig. 7.16 a) presents the results of the test measurement achieved with the training parameters, optimized with SA. In order to test the robustness of the optimization methods, the optimization was applied ten times with different randomly selected start parameters. Fig. 7.16 b) illustrates the results of the test scenarios with the calculated training parameters optimized for 100 iterations using the GPS. The range of the recall is presented in green, while the precision is colored in blue. The dotted lines present the result of the best training parameter (with the lowest number of E tot ). The continuous lines present the median of all test results. Both optimization methods achieve a similar result. While the recall slightly gets worse with an increasing number of simultaneously active devices, the precision behaves converse. The parameter settings often cannot accommodate recall and precision at the same time. While for recall, the best training result (shown with the dotted line) is always above the median and is close to the best parameter setting, this cannot be achieved for precision. Here, the results of the selected training parameters are always just below the median. The comparison between SA and GPS shows that SA produces more stable results. By calculating several iterations, this can be compensated by GPS. The results of the test measurement are significantly below the results, achieved with a direct optimization of the measurement. The results of parameters generated, with SA and GPS, is very similar, but the variation of the results achieved with SA is lower than those from GPS.

Runtime of SA and GPS

Comparing the runtime of SA and GPS, a significant difference is visible. SA needed 2 h and 48 min compared to GPS which required about 17 min, for solving the optimization problem for the BLUED dataset on phase A. Tab. 7.12 presents the runtime of the two optimization methods. The mean time for the two different approaches to accomplish 100 iterations of training is presented. On phase B of the BLUED dataset, both optimization methods require more time to converge. With 1,578 events, phase B has significantly more events than phase A which has 906 events. The training scenarios of the HELD1 dataset includes 3,530 events. Nevertheless, the time required for both optimization methods is similar to the time of the BLUED dataset in phase A. The events of the HELD1 dataset are closer to each other; thus, the amount of data which needs to be processed is lower compared to the BLUED dataset. On all datasets, GPS is about ten times faster compared with SA.

The optimization has been run on the following system: i7-6800K CPU @ 3.40 GHz, 64 GB RAM, 64-Bit Windows 10 and Matlab 2018a.

Discussion

The presented event detection method uses the FIT-PS waveform introduced in Chap. 5. The non-periodic form of the signal simplifies the event detection process since signal changes can be detected more easily. In comparison to the dependence of active and reactive power, which is typically calculated for each period of the mains frequency, the sampling rate in the signal converted with FIT-PS is significantly higher. A higher sampling rate leads to more sampling points per period and thus, to a higher number of dimensions in the FIT-PS signal representation. The higher number of dimensions allows a more detailed signal representation. However, this does not automatically lead to an improvement of the event detection. On the contrary, if the event detection algorithm is not adapted accordingly, the higher sampling rate can lead to even worse results since the higher resolution can contain internal switching processes of the appliances. Internal switching operations of the individual devices can be detected as an event which might be interpreted as a FP. This specific information is not available when using lower sampling frequencies or waveforms which form an averaging. However, especially events generated by smaller appliances can be better recognized by a higher sampling rate. Many low power devices have a switching power supply, which only affects a small part of the period. Using active P or reactive power Q, the signal is averaged over at least one period. As a result, the change in the signal is likely neglected. In contrary, the FIT-PS waveform allows the analysis of the change of each sampling point of a period. Each dimension is analyzed independently which is advantageous for appliances using a switching power supply. Dimensions without signal change do not influence the evaluation of event detection.

The event detector can analyze the high dimensional signal directly. Therefore, the event detection proposed in Sec. 7.2 uses the dimension with the highest amplitude deviation over the periods. Additionally, in case of a higher sampling frequency, the PCA is used to reduce the dimensions. The results which are achieved, with the PCA and FIT-PS, are superior compared to methods presented in [4,[START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF]. Nevertheless, the use of the PCA for dimension reduction has disadvantages. The PCA is based on the variance of the individual dimensions. In case there is no event in the area over which the coefficients of the PCA are calculated, the noise in the signal is increased. Hence, a large window-length for calculating the PCA is used. This ensures that there are events in the part of the signal which are used for the calculation.

The parameter optimization methods improved the results compared to the manually selected parameters. The main advantage of this parameter optimization is that the parameter can be optimized for individual appliances settings. Especially the GPS converge fast to a satisfactory parameter setting. For the BLUED dataset, which contains measurements for one week, only 16 minutes are required for the parameter selection. The use of an optimization method for parameter selection allows adapting the parameters to different measurement scenarios without great effort. However, the requirement is that suitable reference data is available. In many measurement scenarios, the reference data is not or not fully available or is not reliable and precise enough. Therefore, an event detection method is advantageous, which can be trained without the reference data.

For the HELD1 dataset, high accuracy of recall and precision can be achieved by using the FIT-PS waveform. The envelope based on FIT-PS outperforms results based on active, reactive, and apparent power. Parameters are optimized, relying on the training data and applied to the test data. Precision and recall of the test data cannot reach the values of the training data. This indicates that the parameter setting depends strongly on the individual measurement scenarios. Further investigations are required in order to develop methods with greater robustness or adaptively adjusting the parameter. Nevertheless, the results achieved with separate training and test data of the HELD1 dataset can be used for further improvements. In the case of poorly chosen parameters, the first stage of the event detection algorithm may find an unusually high number of possible events. Since every possible detected event is investigated with a more complex second algorithm, the runtime of the detection is likely to increase significantly. Therefore, an abort criterion was introduced during the parameter optimization. The termination criterion is met if the number of FPs exceeds the number of TPs. Thereby, the time for parameter search is reduced significantly.

The results of the HELD1 dataset illustrate that the results of precision and recall strongly depends on the number of simultaneously active appliances. Therefore, investigations of parameter adjustment, depending on the number of simultaneously active appliances, may improve event detection. A feedback structure which utilizes the results from classification and tracking can be used for adaptive parameter selection. However, the implementation of a feedback structure is difficult as after the classifier, only FPs but no FNs can be detected. The FNs need to be identified by the tracking. Therefore, the use of a feedback structure requires an implementation of the whole NILM process, including the tracking.

Distinguishing between switching on and off events may increase precision and recall. For most appliances, the TSt of switching on is larger compared to the TSt of switching off events. For a better assignment of the state, distinguishing between on and off events is beneficial. However, this would result in an additional number of parameters, which are also subject to optimization.

Conclusion

During this work, an event detection method, which uses a two-step decision procedure, was successfully applied with different sampling frequencies from 1.2 kHz up to 12 kHz. An event detection was performed with the proposed FIT-PS waveform and with active power waveforms. The investigation concerning different sampling frequency leads to the outcome that higher sampling frequencies achieve better results. Different variants of the event detection method have been evaluated. The PCA was investigated to reduce the number of dimensions of the FIT-PS waveform. Additionally, an envelope of the FIT-PS waveform was used in the second stage of the event detection. Using FIT-PS to under-sample the signal down to 57 Hz cannot reach the performance of the higher sampling rate. Compared to the literature, where 50 Hz waveforms have been used for event detection, a significant improvement is achieved by using FIT-PS.

Hypotheses 2: "The new signal representation contains more information than the previously used signal forms and achieves better results in event detection."; Hypotheses 3: "Waveforms with higher resolution contain more information, therefore, they can produce better results using a suitable event detection technique." from Chap. 3, can be confirmed since better results can be generated with the new waveform.

By introducing optimization methods for the event detection, on the one hand, significantly better results can be achieved, on the other hand, the parameters of the event detection methods can be optimized more efficiently for new measurements. Furthermore, the comparability of different event detection methods or waveforms for event detection can be increased, since the optimized parameters for each method can be calculated more efficiently and more independent.

Chapter 8 | Feature Extraction for Appliance Classification

This chapter describes the feature extraction in the context of Non-Intrusive Load Monitoring (NILM) with focus on the proposed Frequency Invariant Transformation of Periodic Signals (FIT-PS) waveform. There are many ways to generate features from different waveforms. For example, a complete signal section between switching a device on and off can be used as a feature.

Features using a sampling interval that is slower than one sample per period of the grid voltage can be described as a macro-level feature. Features based on a faster sampling frequency than the grid frequency can be described as micro level features [START_REF] Liang | Load Signature Study-Part I: Basic Concept, Structure, and Methodology[END_REF]. The focus of this thesis is on the micro level features since micro level features are more universally applicable compared to macro level features. For better comparability, the commonly used Steady State Feature (SSF) and Transient State Feature (TSF) are applied to FIT-PS, and to active power, reactive power in combination with and without HARmonics (HARs).

The power and Root Mean Square (RMS) values of the current are used to describe the SSF and TSF. A graphical representation of the features for different devices from the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) and Home Equipment Laboratory Dataset 1 (HELD1) datasets is shown. The evaluation of the different features is presented in Chap. 9, by the results from the classification.

Introduction

There are different reasons to use a feature extraction before the classification task in NILM. Depending on the sampling frequency and the used waveform a large amount of data is acquired. In order to reduce the complexity of the classification algorithm, feature extraction, or fingerprint is carried out beforehand. The advantage of another preprocessing technique is the increasing robustness of the classification since most classification algorithms are lacking the ability to handle the complexity of the whole signal.

In the case of multiple active appliances, the feature extraction is used to eliminate the offset of other active devices. This is necessary because otherwise, a very high number of combinatoric possibilities needs to be handled during the classification. More information about this combinatorial problem can be found in Sec. 2.2.4.

For example Fig. 8.1 illustrates, using the active power waveform, switching on and off process, which can be seen as representative event for many devices. Between the events, there are no significant changes in the signal. Therefore this area in the waveform is defined as a Steady State (SSt). Switching on the device results in a peak. Height and length of this peak depend on the device. For most devices the Transient State (TSt) of the switching on process can be detected between a few milliseconds and a few seconds. Compared to the switching on-process the switching off-process is significantly shorter for most devices. A more detailed consideration of the Transient State Feature (TSF) and SSF follows. In particular, the SSF can be calculated by many signal shapes. The following explanation is based first on the example of one-dimensional active power. 

Steady State Features

The SSFs are the most commonly used features for NILM in literature. One reason for this is their applicability, even with a low sampling rate. Another reason is that many household appliances have a constant consumption, which changes hardly over time. Therefore, features that are formed from the difference between a SSt before and after an event can easily be reproduced. An exemplary representation, of how SSFs are calculated, is shown utilizing the active power in Fig. 8.2. Two devices are switched on and off during the depicted time. The SSF is determined by calculating the difference from before and after the transient area. Calculating the mean value of the SSt before and after the TSt reduces noise in the resulting SSF. A further advantage of SSFs is the possibility to use them with all common signal representations. A prerequisite for the simple differentiation is that the used signal representation does not have any periodicity. For each waveform, one SSFs per event is calculated. Therefore, the resulting information is highly compressed. Hence the classifier can be trained with a small number of data, calculated of different waveforms, only at the relevant positions in the signal when events occur.

Steady State Feature Extraction with FIT-PS

In this section, a steady state feature extraction method for FIT-PS is described. For the FIT-PS waveform the SSFs are calculated for each dimension k . Since the waveform of the individual dimensions is not periodic, the standard feature extraction method from literature can be used. The resulting SSF vector is used for the classification process. Fig. 8.3 presents the FIT-PS waveform containing k = 80 dimensions from a section of the HELD1 dataset. The different dimensions are colored differently. Off events are marked with a red and on events are marked with a green line. Between the events, no significant changes occur in the signals. The hairdryer, which is switched on first, uses a half-wave rectifier. Therefore, the dimensions of the negative halve-wave have a higher amplitude compared to dimensions of the positive halve-wave. The heat gun on the first level is the second appliance switched on and reinforced the described effect. The third device switched on is the router, followed by turning off the Light-Emitting Diodes (LED) lamp and turning on the multifunction tool. A significant change in the signal can be seen when the hairdryer and the heat gun are turned off, respectively (at period 2750 and 3050). The SSF is calculated by the difference of each dimension k from before and after an event. The result is a vector with the length equal to the number of k dimensions. The resulting SSF for the HELD1 dataset are presented in Fig. 8.4, where 99 training features of each appliance are plotted. Each SSF is plotted with a transparency of 20 %. In case of multiple overlaid SSF, the lines are darker. The feature can be interpreted as the current over one period concerning the zero crossing of the voltage signal. Therefore, the feature includes the phase-shift between current and voltage. This can be seen, for example, in the case of the radio, the router, or the fluorescent lamp.

For most devices, the SSF only has a small variance. Only the two refrigerators and the hair straightener have a small number of significantly different SSF. In case of the hair straightener, the first SSF has a higher current consumption because the device was cold. The refrigerators have a compressor and a pump, which can be activated independently. The LED lamp's variations are caused by the noise induced by its very low power consumption.

In case of a half-wave rectifier such as the heat gun (setting 1) or the hair dryer (setting 1) only one half-wave is used. Since the measurement system has a high-pass filter, the measured signal is not correct. However, this does not affect the classification as long as the measurement system is not changed.

Depending on the country, half-wave rectifier must be considered special, since the user may change the phase with the neutral when plugging in. In France, a CEE 7/5 socket is commonly used. This socket does not allow a change of the neutral or phase when connecting the appliances to the same plug. In Germany, the CEE 7/3 socket is used which allows changing the neutral with the phase by rotating the plug 180 • . Hence, the SSF must consider this, especially for hand equipment which is plugged and unplugged frequently. Therefore, a rotation of the plug was simulated for all appliances. This ensures that appliances with an unsymmetrical power consumption can be classified indepen- dently of the position of the plug. As an example, this simulated rotation is presented in Fig. 8.5 for the fan. The original measured signal is presented on the left, while the simulated change of neutral and phase is shown on the right. FIT-PS allows the simulation of a 180 • change of the plug very efficiently. For example, a signal with K = 80 dimensions is shifted by half a period, resulting in the first halve-wave becomes the second and vice versa. Finally, the new signal is multiplied by minus one.

i 180 (l, •) = i l, K 2 + 1 . . . K , i l, 1 . . . K 2 • (-1) ∀ l ∈ 1 . . . L (8.1) 
i 180 (l, •) = i[l, 41 . . . 80], i[l, 1 . . . 40] • (-1) K = 80 ∀ l ∈ 1 . . . L (8.2) 
Fig. 8.6 presents the variance of the appliances of the HELD1 dataset. For each device the variance is calculated over ten periods of the SSt. Compared to the current signal over one period, the variance of the SSt includes much more noise. Nevertheless, for some applications, the variance contains useful information. In this scenario, only single active appliances are used. In the case of multiple active appliances, the noise of each active appliances is added to the measured variance of all devices. Therefore, the variance is not used as a feature for the classification.

Additionally, the resulting SSF of selected appliances of the BLUED dataset [4] are presented in the appendix in 

Mathematical Description of SSF

The features used in the further course of the work are calculated with the waveforms P , Q, the HARs of the current HAR i , and the FIT-PS waveform i[l, k]. Additionally, the event E[m], the window length w 1 , and w 2 are used for calculation. w 1 is the distance from the recognized event E[m] to the start or the end of the transient while w 2 is the length of the SSt which is used to calculate the mean value.

P SSt [m] = 1 w 2 w 2 n=1 P E[m] + w 1 + n (8.3) - 1 w 2 w 2 n=1 P E[m] -w 1 -n Q SSt [m] = 1 w 2 w 2 n=1 Q E[m] + w 1 + n (8.4) - 1 w 2 w 2 n=1 Q E[m] -w 1 -n HAR SSt [m, h] = 1 w 2 w 2 n=1 HAR i E[m] + w 1 + n, h (8.5) 
- 1 w 2 w 2 n=1 HAR i E[m] -w 1 + n, h ∀ h ∈ 1, . . . , H FIT-PS SSt [m, k] = 1 w 2 w 2 n=1 i E[m] + w 1 + n, k (8.6) 
- 1 w 2 w 2 n=1 i E[m] -w 1 -n, k ∀ k ∈ 1, . . . , K
P SSt and Q SSt result in a vector with the length of the number of events. The HARs and the FIT-PS features have a feature vector for each event, thus, they form a two-dimensional matrix, where H describes the number of HARs and K the number of sampling positions per period.

Transient State Feature

TSFs use the waveform of the transient area during switching on-or off-event. The prerequisite for this is that the signal form is suitable for the transient range. HAR of the current, for example, cannot be used because the transient region is not periodic. Fig. 8.7 presents the first 70 periods of i rms , exemplary for four appliances. The vacuum cleaner has a high peak after turning on, while the refrigerator has only a very short TSt. The end of the transient in case of the vacuum cleaner and the fan is not clear. The current consumption of the vacuum cleaner decreases exponentially. Also, the current consumption of the fan decreases slightly. The fluorescent lamp shows unusual behavior. The current consumption increases after a delay of about 20 periods, then the current consumption remains at a relatively constant level before it drops slightly to the next constant level.

In the case of multiple active appliances, the signal level of the SSt has to be subtracted to eliminate the offset. Therefore, the SSF have to be calculated, too. This is usually unproblematic and also possible with FIT-PS. The following sub-chapter describes the use of FIT-PS for the TSt.

Transient State Feature Extraction with FIT-PS

FIT-PS has the advantage that the transient region of the FIT-PS signal, received from the converted current signal i[l, k], can be used directly. In the case of multiple active appliances, the SSt of the FIT-PS converted signal needs to be subtracted. To get a better idea of the TSt of FIT-PS Fig. 8.8 shows the first ten periods of each appliance of the HELD1 dataset. The limitation of ten periods is only for visualization reasons. For the classification, 70 periods after the switching event are used. Several appliances show a peak during the switching on-process. Hence, the following lower amplitudes of the signal cannot be displayed appropriately. This is the case for the radio, router, desk lamp, light bulb box, multifunction tool, and the LED lamp. For illustration reasons, each appliance has an individually adapted color scale for the current. Otherwise, small consumptions cannot be illustrated. Nevertheless, the amplitude of the current is an important criterion for the distinction of the different appliances.

FIT-PS allows determining the position where an appliance is switched on or off. Therefore, appliances which have an electronic to control the start process can be classified better. The phase-shift during the TSt as well as during the SSt, can be used. The different length of the TSt is also a distinctive feature. As described for the SSt, appliances with non-symmetrical power consumption, like the heat gun and the fan (setting 1), have to be considered. This is done for the TSt the same as for the SSt, in Equ. (8.2). This is a significant benefit of FIT-PS since it avoids further training with turned plug.

The TSF of the FIT-PS waveform can be described as

FIT-PS T St [m, k, •] =i E[m] -w 1 , . . . , E[m] + w 1 + w 2 , k (8.7) - 1 w 2 w 2 n=1 i E[m] -w 1 -n, k ∀ k ∈ 1, . . . , K,
using the same nomenclature as in Sec. 8.2 for the SSF. The use of several periods leads to the fact that the FIT-PS feature is shown here as a three-dimensional matrix. 

Discussion

The feature extraction with FIT-PS can be solved by using the FIT-PS waveform directly. This is the case for SSFs, as well as for TSFs. Hence, no information is lost, while on the other hand, unnecessary information is still in the signal. Therefore, the following classifier must be able to differentiate between necessary and unnecessary information. This more complex classification and training problem procedure is a challenge. Especially in case of the use of TSFs, a larger number of information is transferred to the classifier. For example, the HELD1 dataset the TSFs with FIT-PS represents a matrix with 70 periods × 80 dimensions. The SSF with FIT-PS is a vector of length 80. FIT-PS allows analyzing the SSt in more detail since the signal can be analyzed at each position or dimension of the period over time. This is shown exemplary in Fig. 8.6, where the variance of the different dimensions for all appliances is calculated. This approach can enable the generation of additional information for the classification process. When calculating the variance of each dimension continuously, and not only when an event occurs, the event detection could use the information about the noise in each dimension. By weighting or omitting dimensions, an improvement of classification results could be achieved.

The switching off TSt of most appliances differs significantly from the switching on TSt. Because of this, on and off TSts have to be handled separately. For the SSF it might be possible to use them independently to decide if a device was turned on or off. Indeed the SSt often reveals a small drift. Especially heating equipment like the electric kettle has a decreasing power consumption during the time because the resistance of the heating coils increases over time. Therefore, also the SSFs are distinguished in on and off features. Unfortunately, this results in a double number of clusters and subsequently in a higher chance of misclassifications. Since on and off events can be distinguished easily, this distinction is executed before the classification. Thus, two different classifications are required, but the number of clusters for each classifier remains the same as the number of devices.

The problem of feature extraction with a limited number of features is that this provides optimal results for only one scenario. With one additional appliance, different features can lead to better results. Thus, for each scenario, new feature extraction is necessary. With the use of FIT-PS, all relevant information from the waveform remains in the feature. However, the problem addressed is not eliminated, since the following classification algorithm must be re-learned in the case of changing scenarios. This is also necessary if traditional features are used.

More examples of TSFs with FIT-PS are visualized in the appendix from Fig. A.4 to Fig. A.9. To be able to compare the suitability of different features, they have to be tested on a classification procedure. For this reason, the results of the different features, applied on various classifiers, are presented in the following Chap. 9.

Conclusion

SSF and TSF can be calculated from the FIT-PS waveform without a significantly higher effort compared to other waveforms. The dimensions of FIT-PS are higher compared to the power signal with and without HARs, but no additional calculation effort, for example for the calculation of the HARs, is required. Because FIT-PS can distinguish between symmetric and unsymmetrical power consumption, a point reflection of the features is realized. In addition to the commonly used SSF, FIT-PS allows the extraction of additional features like the variance of a SSt. Additionally, FIT-PS allows using the transient directly. This is an advantage compared to the HARs, for example, which cannot be used since the current signal during the transient is not periodically. Hypotheses 4 from Chap. 3 "The new signal representation which is developed primarily for NILM allows generating features with simple procedures." can be confirmed.

Chapter 9 | Classification

The aim of classification in Non-Intrusive Load Monitoring (NILM) is the identification of the individual appliances. The information for the classification is generated by different previous steps of the NILM chain. The event detection recognizes signal changes caused by switching on or off operations of individual appliances. This information is used by the feature extraction, which collects relevant information from the signal range where an event occurs. Subsequently, the calculated features are used for the classification. The introduction presents an overview of the classification in the context of NILM. To verify the suitability of the proposed Frequency Invariant Transformation of Periodic Signals (FIT-PS) waveform for NILM, the features extracted from FIT-PS are applied to various classification methods and compared to commonly used power features combined with HARmonics (HARs). Different features are applied on standard classifiers, for example k-Nearest Neighbor (kNN), naive Bayes classifiers, Support Vector Machine (SVM), FeedForward Neural Network (FFNN) and Long Short-Term Memory (LSTM) neural network. The classifiers are trained with the single measurements based on the Home Equipment Laboratory Dataset 1 (HELD1) dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF], where each device is switched on and off 100 times. Measurement 0003, 0116, and 0201 are used for validation since they contain most of the appliances used in the HELD1 dataset. Validation data are needed to test the parameter settings of the different classification methods. After a short explanation of the specific classification procedures, the presentation of the results obtained by using different parameters of the validation and test data follows in Sec. 9.7.

Introduction

The classification in the context of NILM is realized by using different kinds of features. Depending on the specific application, different requirements are made on the classification. On the one hand, there are applications, where the result of the classification is time critical. One example of this kind of classification problems is the calculation of the individual power consumption of devices. Here the results are required weekly or monthly. On the other hand, there are applications where a fast evaluation is required. Applications which need the result of classification immediately after the switching on or off are for example the use of NILM in the Ambient Assisted Living (AAL) context. If the stove is not switched off, this must be detected without using the corresponding switch-off event for classification. For predicting energy consumption, the devices must also be identified immediately after they have been switched on or off. Therefore, classification methods can be distinguished between classification methods which have a certain real-time capability and those which use features, calculated over a longer time. Classification procedures that use features generated over a short time can perform a classification close to the event.

In the case that features can be used over a long time, the classification can theoretically achieve a higher accuracy due to more time-dependent information within the features. The use of interleaved logical relationships between on and off operations is possible. When a device is turned off, there must exist a turn on-event too. Thus, the classification method can make a better decision since both on and off characteristics are taken into account for the classification. Furthermore, the time between on and off events, as well as the complete waveform between on and off can be considered. In this thesis, classification procedures that are real-time capable are investigated, so a classification result is available soon after the detected event. The accuracy in context of classification is calculated as follows accuracy = number of correctly classified events total number of events . (9.1)

The focus of this chapter is to investigate the suitability of the FIT-PS feature in comparison with standard power features combined with HARs, concerning the classification in the context of NILM. Therefore, supervised classification methods have been investigated. Since on or off events can be distinguished easily, two different classifiers, one for on and one for off events, are used. To distinguish between on and off events, the Root Mean Square (RMS) value of the current is calculated from the FIT-PS converted signal before and after the event

diff event_temp = 1 K K k=1 i[l a , k] 2 - 1 K K k=1 i[l b , k] 2 (9.2)
where l b is the period before and l a the period after the Transient State (TSt) of the event. For computational reasons, the equation can be simplified to

diff event = K k=1 i[l a , k] 2 - K k=1 i[l b , k] 2 (9.3) 
For off events, D on/off = 0 and for on events, D on/off = 1.

D on/off = 0 if diff event < 0 1 if diff event ≥ 0 (9.4)
The classifiers have to distinguish between 18 different appliances of the HELD1 dataset [START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF], presented in Tab. 4.1.

k-Nearest Neighbor Classifier

In the kNN classification, the assignment to a class is performed by considering the k nearest neighbors. k defines how many neighbors are included in the decision. The majority of the classes of the k neighbors decide to which class an unknown point in the feature area belongs. Different distance metrics, such as the Euclidean distance or the Manhattan metric can be used.

In the simplest case k = 1, the classification is solved based on the nearest neighbor. The result of the classification mainly depends on the parameter k. However, the right choice depends on the particular dataset and classification problem. If k is chosen too small, this can lead to misclassification due to the prevalent noise. In the case of a k that is too large, neighbors with a long distance can have too much influence on the decision.

The training of the classification method is achieved by simple storing the training samples. This is also referred to as lazy learning while the modeling takes place during the classification process. Fig. 9.1 illustrates the kNN classifier on a two-dimensional feature-space including two classes. The new measuring point needs to be classified. With k = 1, the sampling point is classified to the blue cluster. For k = 4, the unknown position is classified to the green cluster since three neighbors belong to the green and only one to the blue cluster. The blue neighbor might be an outlier, so at this point, the assignment to the green cluster seems more appropriate. The advantage of this classification method is that there is almost no training effort. On the other hand, all training samples need to be stored. For classification problems with a high number of training samples, possibly in high dimensional spaces, this may lead to memory problems. Also, the computational effort during the classification process can become problematic.

Naive Bayes Classifier

The Bayes classifier uses statistical characteristics for the classification. Each point in the feature space can be assigned to a class. The assignment of an object to a class is based on the highest probability. In general, the probability that a point in feature space belongs to a class is highest in the center of a class. In case the point is at the edge of the class, the probability is comparatively low. For the calculation of the probability, the probability density function of the existing classes is required. In order to avoid confusion with the active power P , the probability is denoted by the character P. Usually, an explicit specification of the density function is difficult. For the following explanation, a normally distributed density function is assumed. P(x|c) does not take into account that some classes may occur more often than other classes. Therefore, the problem description is augmented with the a-priori class likelihood P(c). In practice, the a priori probability from the learning sample may be difficult to estimate if, for example, only a fixed number of training features per device is available. This subsection summarizes the Bayesian classifier written in [START_REF] Hoffmann | Signalanalyse und -erkennung: eine Einführung für Informationstechniker[END_REF][306][307][308][309][310][311].

The decision is based on the knowledge of the feature vector x. Without this knowledge, the decision could only be made based on P(c), which is therefore called a-priori probability. With the knowledge of the feature vector x (a-posteriori), the class which maximizes P(c|x) will be chosen. According to the decision rule D Bay , described in Equ. The Bayes classifier is based on Bayes's theorem which describes conditional probabilities. For two events A and B, the probability of A provided that B has already occurred can be calculated by the probability of B on the condition that A has occurred, where P(B) > 0 must apply.

P(A|B) = P(B|A) • P(A) P(B) (9.6)
The conditional probability is P(A|B) of the event A under the condition that B has occurred. The conditional probability is P(B|A) of the event B under the condition that A has occurred, the a-priori probability P(A) of the event A and the a-priori probability P(B) of event B.

Applying this to the classification problem results in

P(c|x) = P(x|c) • P(c) P(x) . (9.7) 
The denominator can be replaced by

P(x) = C c=1 P(x|c) • P(c), (9.8) 
which enables a calculation from the training patterns. The denominator is irrelevant for maximizing the discriminator function since the denominator is class independent. Therefore, the decision rule can be reduced to quantities that can be determined on the basis of training data.

D Bay = argmax c=1,...,C d i (x) (9.9) d i (x) = P(x|c) • P(c) (9.10) 
P(c) is the a-priori class probability and corresponds to the probability of how often an individual devices is switched on or off. P(x|c) is the conditional probability of the feature vector x. In case P(c) is unknown, the class probability must be assumed to be the same.

D Bay = argmax c=1,...,C P(x|c) (9.11) 
There are several options for selecting a suitable density function. The most widespread density function is the Gaussian or normal distribution. Therefore, an example of a probability density of the feature vectors x, represented by a simple normal distribution, is presented. Equ. (9.12) specifies the multidimensional probability density of a normal distribution,

P(x|c) = 1 (2π) N/2 ||K c || 1/2 • exp - 1 2 • (x -µ c ) T • K -1 c • (x -µ c ) , (9.12) 
whereas µ c is the mean value of class c and K c is the covariance matrix of class c.

For simplification the transformation

d c (x) = ln d c (x)(2π) N/2 (9.13)
is used. Applying Equ. (9.12) to Equ. (9.9) and using the simplification d c (x), results in the distinction function

d * c (x) = ln P(m) - 1 2 ln ||K c || - 1 2 • (x -µ c ) T • K -1 c • (x -µ c ). (9.14) 
The simplification of Equ. (9.12) to (9.14) is not only for simplifying the mathematical notation and reducing the computational effort. The fact that the exponential function does not has to be calculated explicitly increases the numerical stability. The density function can be assigned with higher accuracy to the most critical clusters. Compared to distance classifiers, the Bayes classifier considers the respective density function of the classes. An optimal classification by the Bayes classifier can be carried out if the density function is known. Therefore, the Bayes classifier is used in combination with simulated classification problems with known distribution. Here, the Bayes classifier achieves an optimal result; thus, other classification methods can be compared. More details about the Bayes classifier can be found in the literature [START_REF] Duda | Pattern Classification[END_REF] and [71, p. 306-311].

Support Vector Machine

The idea of the SVM was developed in 1992 by Vapnik et al. [START_REF] Boser | A training algorithm for optimal margin classifiers[END_REF]. In order to deal with nonlinear classification problems, the data is transferred to a higher dimensional space that theoretically reaches infinite order. The aim is to place a separation plane between two classes. An example is illustrated in Fig. 9.2 where two clusters in the two-dimensional space are separated from each other. The thin lines represent the hyperplane closest to the clusters. The boundary margin is the distance from the two outer hyperplanes to the separation plane, where two separation planes are illustrated. The dotted blue line is not optimal since its margin is not maximal. The continuous black lines present the optimal hyperplane, maximizing the distance between the two clusters. optimal hyperplane maximum margin 

where x is the training vector, w is a vector of the length n and b ∈ R is a bias parameter. In the case of a two-class problem, the hyperplane can be defined as

w T x i + b ≥ 1, for y i = 1 ≤ -1, for y i = -1. (9.16) 
Equ. (9.16) can be expressed as follows

y i (w T x i + b) ≥ 1 for i = 1, ..., n (9.17) 
y i D(x i ) w ≥ M, (9.18) 
where M ∈ R is the margin. From Equ. (9.18) follows that in order to maximize the margin M , the minimum for w must be found. The optimal hyperplane can be obtained by minimizing

Q(w) = 1 2 w 2 , (9.19) 
with respect to the constraint given in Equ. (9.17). The calculation of the hyperplane does only require those training data for which y i D(x i )/ w = M . They are called support vectors and are marked orange in Fig. 9.2.

Previously, it was assumed that the data could be separated linearly. The area between the two clusters without data points is called hard-margin. In case that an error-free separation of the data is not possible, a slip variable ξ can be introduced. The idea is to allow a certain error of the training data.

y i (w T x i + b) ≥ 1 -ξ i for i = 1, ..., n (9.20) 
Unlike a hard-margin, a soft-margin, allows a small number of training values to be within the margin or on the other cluster. To solve nonlinear problems, a kernel is used for the SVM. The data are transformed into a higher-dimensional feature space. The computational effort increases with the number of dimensions. When choosing the number of dimensions, over-fitting should be avoided, since this unnecessarily increases the computational effort without any positive impact on the results. The goal is to transform a non-linear problem into a linear problem. This is presented in Fig. 9.4, wherein a) a nonlinear problem of two classes in a one-dimensional space is illustrated. Fig. 9.4 b) presents the featurespace transformed in a higher dimension by a quadratic kernel. Thus, a linear separation of both classes is possible. The following kernel functions are used commonly:

• polynomial kernel: K Φ p (x, x ) = (x T x + 1) p (9.21)
where p describes the order of the polynomial

• Gaussian kernel:

K Φ σ (x, x ) = e x-x 2 
2σ 2 (9.22) with σ as the standard deviation

• sigmoid kernel:

K Φ k,Θ (x, x ) = tanh(k(x T x ) + Θ) (9.23)
k determines the gain and θ the offset.

The advantage of the kernel function K Φ lies in the low computation effort. The decision function is as follows 

D(x) = i∈S α i y i K Φ (x i , x) + b, (9.24 
= y i - i∈S α i y i K Φ (x i , x j ). (9.25) 
SVMs have been developed to solve two-class problems. However, there are ways to apply the SVM to multi-class problems. In the one-against-all method, shown in Fig. 9.5 a), the problem is split into c -1 two-class problems, where c indicates the number of classes. The orange area marks the area in the feature space which is not assignable. A slightly more elegant method is the one-against-one method, shown in Fig. 9 The SVM is advantageous when dealing with high-dimensional spaces. Compared to the kNN, not all training data have to be stored. For the following classification, the stored parameters of the different hyperplanes can be used. The calculation effort during the classification is low compared to other investigated classification methods. However, more time is needed for the training than for the kNN, which does not lead to a problem in case of supervised learning. Nevertheless, finding a suitable kernel can be difficult and computationally intensive. For more detailed information about SVM, the literature [START_REF] Kroschel | Statistische Informationstechnik: Signal-und Mustererkennung, Parameter-und Signalschätzung[END_REF]3] is recommended.

FeedForward Neural Network

In recent years, the use of neural networks has become more and more important for various scientific questions. Therefore, this thesis examines the suitability of different neural network structures for NILM classification. First of all, an investigation of a FeedForward Neural Network (FFNN) is realized, which is a comparatively simple structure.

The FFNN exists of multiple artificial neurons illustrated in Fig. 9.6.
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x (2) x(n) The inputs x(1), x(2), . . . , x(n) can be supplied by other neurons or by a signal input. The input signals x are multiplied with the individual weights w(1), w(2), . . . , w(n) and summed up. If this result is higher than the activation threshold, also denoted as bias b, a signal is given in the direction of the output. The intermediate result u is mapped via a nonlinear element with the function f and returns the value for y at the output which may be used as input for other neurons. Mathematically, this can be described as follows.

u = N n=1 w(n) • x(n) -b (9.26) y = f (u) (9.27)
Different activation functions are for example the linear functions, or different sigmoid functions like the hyperbolic tangent, or the logistic functions. A detailed explanation of these activation functions can be found in the literature [37, p.13-18]. An Artificial Neural Network (ANN) consists of at least two layers (input and output layers). These layers can be supplemented by so-called hidden layers, as shown in Fig. 9.7. A multiplelayer neuronal net consists of one or more hidden layers. In the feed-forward structure, the information moves without loops or feedback from the input to the output. The advantage of FFNNs is that no explicit knowledge about the problem to be solved is required. As a result, complex problems can be solved better than with conventional approaches. Due to the simple structure, the required computational effort of a FFNN is lower compared to other network structures. Nevertheless, the training of neurons compared to the previously presented classification methods is very computationally-intensive. Furthermore, an ANN requires many training examples. More details about FFNNs can be found for example in [23, p.227-232] or in [START_REF] Da Silva | Artificial Neural Networks[END_REF].

Long Short-Term Memory Network

The LSTM network is able to store information about previous signals. Three types of gates are used for this purpose: input-gate, memory-gate, forget-gate, and output-gate. The memory of the LSTM network allows classifying based on time series data. Since the network structure has a memory, these changes can take the waveform over time into account. The structure of a single LSTM cell is shown in Fig. 9.8. Like any other conventional cell, the LSTM cell, has an input x and an output y. The input is periodically loaded whereby x[l] ∈ {1 . . . K}, with l periods, and K is the number of sampling positions per period. In addition, the cell has more inputs and outputs on its sides to control adjacent cells. h[l] can be interpreted as a short-term memory and c[l] as a long-term memory.

forget gate × × x[l] h[l-1] c[l-1] + + × × FC FC FC FC × × f[l] g[l] j[l] o[l] input gate output gate LSTM cell y[l] c[l] h[l]
Inside the LSTM net, four Fully Connected (FC) layers are shown. These receive the input signal x and the short-term memory h[l -1]. The blue marked cell which outputs g(l) differs from the other cells, since the input value x and the short-term memory h[l -1] are analyzed and processed further within the LSTM network. The three other layers are gate controllers, processing input, and memory values. In contrast to the layer marked in blue, they only pass on a logical signal (represented by the gray arrows). The gates controlled by these logical outputs are closed at 0 and opened at 1. ⊗ describes the element-by-element multiplication and ⊕ the addition of the signals.

The forget-gate is controlled by f [l] and determines which parts of the long-term memory should be deleted. The input-gate is driven by j[l] and decides whether g[l] should be passed to the output and memory. The output-gate o[l] decides whether the sum of c[l -1] and g[l] should finally be passed to the output y[l] and short-term memory h[l].

LSTM networks can distinguish between important and unimportant inputs. Due to their memory, LSTM networks are suitable for analyzing time series, for example, in pattern recognition, audio signals, and texts. In NILM, the memory of the LSTM network allows to use the TSt for classification. LSTM networks are very powerful methods to solve time series problems. Compared with the other classification methods, they allow analyzing the TSt. On the other side, the training effort is much higher, compared to the methods presented here. Further details on the function and structure of LSTM networks are described in [START_REF] Géron | Praxiseinstieg Machine Learning mit Scikit-Learn und Ten-sorFlow : Konzepte, Tools und Techniken für intelligente Systeme[END_REF][406][407][408][409][410][411][412][413][414][415][416].

Long Short-Term Memory Network Applied on NILM

This section was published by the author [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF].

"In order to use additional information from the Transient State Feature (TSF) for classification, FIT-PS was extended to a LSTM network, Fig. 9.9. The used LSTM network consists of n l = 100 units. Thus, five periods before and 95 periods during and after the event can be used for classification. The complete structure of the applied LSTM Layer 

Results of Validation and Test Data

This section presents the validation and test results of the different classification methods using different features. The simulations are based on test measurements of the HELD1 dataset. In order to define an appropriate setting or structure for the different classification methods, the different basic approaches were applied to the validation data. The approach to achieving the best result during validation is selected for the test. Nevertheless, all approaches are applied to the test data in order to confirm the most suitable classification setting, determined by applying validation data. For testing the complete test measurements of the HELD1 dataset, 13,200 on and off events are used. The classifier is trained using the examples provided by the training data. The validation data are used for an initial evaluation to verify the suitability of the parameter settings. Thereby, the validation data have to be used in order to avoid overfitting. The parameter setting of the 9.7. RESULTS OF VALIDATION AND TEST DATA 123 classifier, which achieves the best results based on the validation data, will subsequently be used for the classification of the test data. In order to verify whether suitable parameters have been selected in combination with the validation data, the test data are verified with the different parameter settings. 

Validation Results of the k-Nearest Neighbor

The kNN classifier has the number of k neighbors as degree of freedom. To find a suitable k, the training data is divided into training data and validation data. The choice of k also depends on the used feature. Therefore, different features (from the waveform P and Q; P , Q, and HARs; and FIT-PS) have been applied to the kNN with a changing value for k. When using the power signal in combination with the HARs, an appropriate number of HARs must be selected additionally. Therefore, with the validation data, as shown in Fig. 9.12, all possible combinations of k = 1 to k = 40 combined with HARs from 1 to 39 are calculated. Using five to ten HARs result in the best performance. A further increase of HARs leads to deterioration of the results. Additionally, the used HARs do not contain additional new information that is useful for the classifier. Due to the additional noise, the results deteriorate.

Compared to the number of applied HARs, the number of utilized k neighbors is less relevant for the result. For 3 < k < 8, good results can be achieved. Using more k neighbors (7 < k < 20) leads to a deterioration of the results. However, a further increase of k also leads to increased accuracy. The best number of k neighbors depend on the structure of the individual clusters, as well as, on the postilion and distance to each other. Therefore, the selection of parameters depends on the available appliances. The best values for the validation data can be achieved with k = 6 and five HARs.

The different features, investigated during this work, have been applied to the kNN with different values for k, illustrated in Fig. 9.13. The number of HARs is chosen from the previously calculated best results (HAR= 5). The best result can be achieved with the FIT-PS waveform relying on the feature calculated from this waveform. The FIT-PS feature outperforms the power without additional HARs, as well as with different numbers of additionally HARs. FIT-PS achieves the best result with k = 8, 12, 13, 14 with 96.66 %. The power waveform and the HARs perform best with k = 6, 7 where the accuracy of 93.32 % is achieved. By exclusively using the active and reactive power waveform, a maximum accuracy of 78.61 % can be achieved in The steep increase of the accuracy from k = 4 and a similar steep decrease at k = 15 for the FIT-PS feature can be explained by the comparatively low amount of validation data. The same applies to the fluctuations of the accuracy of power features in combination with HARs. For validation, 1,200 events of the HELD1 dataset are used. However, these data have to be split to 18 different appliances, resulting in about 66 events per device. As a result, even slight changes in the parameters may have a significant impact on accuracy. However, when selecting a small number for k, the results will be worse, as the classifier is overfitted. The classifier does not learn to identify the appliances, but only the specific training examples. In case that k is chosen too large, the results will also deteriorate since the general-ization is now very pronounced. Thus, detailed appliance-specific characteristics are no longer considered.

Test Results of the k-Nearest Neighbor

The test results of the kNN with different number of HARs and k-neighbors are illustrated in Fig. 9.14. The best result using the kNN on the power waveform combined with HARs achieves k, between four and fourteen, are above 91 %, these results can be achieved with the selected parameters from the validation data. Compared to the validation data, the difference of the results achieved with FIT-PS and the power waveform with HARs is higher. A reason for this is that HARs have difficulties with multiple active appliances at the same time. The exclusive use of the active P and reactive power Q leads to significantly worse results.

Validation Results of the Bayes Classifier

During the analysis of the validation data, the optimal number of HARs for the use of the Bayes classifier was examined and is illustrated in Fig. 9.16. At first, a normal distribution is assumed.

The assumption of a normal distribution leads to detection rates of 55.07 % with [START_REF] Batra | It's Different: Insights into home energy consumption in India[END_REF] HARs. The use of a Gaussian kernel as kernel density estimation did not improve either. Here, the best result is achieved with five HARs with 49.3 %. The use of Bayesian optimization for the parameters of the kernel density estimation could improve the results for active and reactive power in combination with HARs. The best result with 85.38 % for the validation data could be achieved with ten HARs. The addition of individual HARs leads to significant variations in the accuracy. Often, deterioration can be seen when an even HARs are added. Most appliances have the same power consumption for positive and negative half wave. Therefore, the investigation of even HARs does not contain any further information. A further improvement of the results can be achieved if suitable HARs are explicitly selected. However, since all possible combinations must be simulated, this increases the computing effort enormously. .17 presents the results of different features with different assumptions for the Bayes classifier. The use of active and reactive power only is surpassed by the other two features. For Gaussian kernel and a normal distribution, FIT-PS reaches with 73.76 % and 82.03 % the best result. The results of FIT-PS decrease when using optimized hyper-parameters. Here, the active and reactive power in combination with ten HARs lead to the best result with an accuracy of 85.38 %. The high-dimensional FIT-PS feature cannot be mapped optimally in the hyperspace. Due to the phase shift, a normalization of the individual dimensions of the FIT-PS signal shape is problematic. This has a negative effect on solving an optimization problem since the size of the amplitude in the different dimensions is very different. 

Test Results of the Bayes Classifier

The results of the test data, achieved with the Bayes classifier for the different number of HARs, is presented in Fig. 9.18. The best result is achieved with the Bayes classifier using an optimized calculation of the hyper-parameters. Therefore, the training data are divided into training and validation data in order to avoid over-fitting. The best result with 61.93 % is achieved with 15 HARs. The best result during the validation was achieved with ten HARs resulting in an accuracy of 60.38 % for the test data. A comparison of the different parameter settings of the Bayes classier is illustrated in Fig. 9.19. The use of a Gaussian kernel results in poor accuracy, especially for the feature combination with HARs, which is below 30 %. Assuming a normal distribution, FIT-PS achieves the best result with an accuracy of 68 %. By using the optimization, significantly better results of 47.29 % or 61.93 % are achieved for the power feature alone and in combination with the HARs, respectively. However, the results are slightly worse when using the optimization on the FIT-PS feature. The choice of a suitable density distribution turns out to be difficult because the features consist of a very large number of dimensions. Therefore, a suitable density distribution for each dimension must be estimated. An additional dimension reduction could reduce the effort. Since the classifier is tested on a laboratory data set, the probability of switching on or off is for all appliances more or less equal. Therefore, Bayesian classifier cannot take advantage of different appearance probabilities for different devices.

Validation Results of the Support Vector Machine

As with the previous classification methods, the validation data is used to examine the optimal number of HARs for the different SVMs, illustrated in Fig. 9.20.

All validated kernels achieve the best result with three HARs. The addition of HARs of higher order leads to a deterioration of the results. Only for individual positions, a relative improvement can be seen when increasing the number of HARs to the next higher number. This effect is visible exemplary in case of the change from four to five HARs when a Gaussian or the polynomial kernels is applied. In most cases, only the additional use of an odd number of the HARs lead to an improvement. This indicates that they contain information relevant for the classifier. On the other hand, the deterioration observed in the addition of even numbers of HARs indicates that they contribute more noise than information to the classification.

For the validation of the HARs with the SVM, the best result is achieved by the linear kernel with 94.74 %, followed by the Gaussian kernel with 92.14 %, the polynomial kernel of third order with 87.63 % and fourth order with 82.05 %.

The parameters of the different kernels are not optimized for the specific number of HARs. A parameter optimization needs to be applied for the different kernels to improve the results further. However, the focus of this chapter is on the comparison of FIT-PS and P , Q with or without HARs.

The four different kernels have been applied on all investigated features, see Fig. 9.21. For the exclusively use of active P and reactive power Q, the polynomial kernel of fourth order leads to the best accuracy with 81.19 %. The variation of accuracy, when other kernels are used, is small. If the HARs are used additionally, the highest accuracy is reached with the linear kernel, 9.20. Using FIT-PS as feature, the Gaussian kernel leads with 96.66 % to the best result closely followed by the polynomial kernel of third order with 96.57 %.

Test Results of the Support Vector Machine

The test results achieved with SVM for different number of HARs are visualized in Fig. 9.22. The best result with 72.57 % can be achieved with a linear kernel using five HARs. During the validation, three HARs lead to the best result. This selection would result in an accuracy of 69.09 %. With the use of more complex kernel functions, the results of the power feature in combination with the HARs is getting worse. Fig. 9.23 presents the results achieved using the different kernel and feature combinations. 

Validation Results of the Neuronal Network

The analysis of different numbers of HAR on the FFNN promises that 15 HARs lead to the best result for this classification method on the HELD1 dataset. This section is part of a paper published by the author [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF].

"The structure of the feedforward net being applied is shown in Fig. 9.24. Depending on the waveform, a 17 (P , Q and 15 HARs) or 80 (FIT-PS with 80 samples per period) dimensional input vector is prevalent. Since the tests with a higher number of hidden layers could not improve the accuracy of the classifier, only one hidden layer is used. The dimension of the output layer depends on the number of appliances to be distinguished. Since it is easy to distinguish between on or off events, two different classifiers, one for on events and one for off events, are used.

In order to find the optimal number of neurons, the validation data were applied to the network structures with one neuron up to 500 neurons. Therefore, the data 0003, 0116, and 0201 of the HELD1 dataset have been used as validation data. These measurements of the dataset have been selected for validation because they include all used devices. The results are shown in Fig. 9.25 and 9.26 with blue dots. Depending on the initialization values of the neural net, random numbers in general, different results can be achieved. Due to this, 100 iterations with different initialization settings and different numbers of neurons have been simulated. The lower (red line), upper (green line) and average (black line) limits of accuracy were calculated in Fig. 9.25 and 9.26.

The maximum accuracy of both features can be achieved with approximately 200 neurons. A higher number of neurons does not affect accuracy significantly. The accuracy achieved with FIT-PS is higher than the accuracy obtained with the standard signal forms P, Q, and HARs, regardless of how many neurons are used. Furthermore, the variance of the results, caused by different initializations is significantly lower with FIT-PS as input-signal." [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] w The accuracy is calculated by 100 iterations with different initialization settings and different number of neurons. [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] reached an accuracy of 96.41 %. Compared to the results of FIT-PS on the FFNN, the variation of the accuracy is significantly higher for this setting. Therefore, it can be assumed that the training method is not adapted optimally. Nevertheless, as very good results can be achieved, the classifier is used for comparison with other classification methods and features.

Test Results of the Neuronal Network

In this subsection, the test results of the FFNN, as well as the results achieved with the LSTM net, are presented. In contrast to the classification methods presented so far, multiple iterations are carried out during the training of the neural networks. The author has presented the results of the neural networks in [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] "Fig. 9.28 shows the accuracy of the validation data ('•') and the accuracy of the test results ('×') for various initialization settings. The figure shows the relationship between the accuracy of the validation data and the test data for each initialization. This relationship is most clearly demonstrated for FIT-PS with the LSTM network (orange): the better the initialization parameters were chosen, the higher the accuracy of the test results became, based on the results of the validation data. The results of the test data of P and Q (green) are widely spread. This means that the best initialization setting determined with the validation data does not necessarily represent a proper initialization setting for the test data. Consequently, it is difficult to find the optimal initialization setting for P and Q. Although the additional use of the HARs (blue) leads to a reduction in the variance of the test results, the increase remains low. This is also the reason why in Fig. 9.29 the selected initialization (dotted line) is only slightly better than the median (solid line) of all initialization settings.

Thus, even with the additional use of HARs, it remains challenging to determine the optimal initialization setting through the validation data. The same applies to the results with FIT-PS, wherein FIT-PS achieves the lowest variance. However, for all combinations of scenarios and features the use of the best initialization setting based on validation leads to an accuracy similar or most often even superior to the median accuracy. Therefore, the use of the validation data to identify the optimal initialization, especially for the LSTM network, proves to be advantageous." [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] In general a higher accuracy of validation also leads to a higher accuracy of the test results. [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] The author has published a detailed investigation of the results in [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF].

"Table 9.1 and 9.2 show the results of measurement 0194 of the dataset using standard signal forms and the proposed signal form. The IDs of the devices in the measurement were listed horizontally and vertically. The devices with the ID 13, 15, 21, 23 did not appear in the measurement but were falsely detected. The tables show the number of correctly classified devices in the diagonal (marked in green). For example, in Tab. 9.1 for the device ID 5, this means that it has been recognized correctly 36 times. However, it was incorrectly identified once as device ID 14 and three times as device ID 13.

The results of this measurement are not representative of the whole dataset because the average recognition rate for the dataset is higher. This measurement was selected to explain the following problem: Device ID 13 and ID 14 are refrigerators, which have a very similar power consumption behavior. Therefore, misclassification of both devices occurs frequently for standard and FIT-PS features. Using a FFNN net with P , Q, and HARs for this part of the dataset, an accuracy of 66 % could be reached whereas FIT-PS reaches an accuracy of 75 %.

Results of all different features are shown in Fig. 9.29. They are divided into measurements in which one, up to four and up to six appliances are active. The features and classifiers utilized are visualized in different colors. In order to test whether the initialization parameters selected during the validation also lead to good results for the test data, all 100 initialization parameters were used for the test data. The When one appliance is active at one time, the FIT-PS feature with a FFNN net reaches the highest accuracy with 90 %. FIT-PS outperforms P , Q, and the HARs clearly in all scenarios. The differences become particularly evident if several devices are switched on at the same time. Here, the results remain most stable when using the LSTM network." [START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 

Comparison of the Different Classification Methods and Features

This section provides an overview of the results achieved with the different classification methods. Therefore, the best result of each feature and classification method is illustrated in Fig. 9.30.

For each feature, different classification methods or parameter settings lead to the best result. Nevertheless, the kNN achieves the best result with the FIT-PS feature, as well as with P , Q, and HARs. Also, when using P and Q without HARs, its result is close to the best, which is obtained by applying the SVM. The accuracy of the SVM and the neural network (FFNN) is very similar for every feature. The use of the TSt increases the accuracy of the neural net but is still below the result of the kNN. The results achieved by the Bayes classifier cannot reach the accuracy of the compared classifiers. Since the number of iterations for the training may differ, the presented training time takes only into account the time required for one iteration. In the case of the neural network, where several iterations are calculated, the time needs to be multiplied by the corresponding number of iterations. To find the best number of HARs or k-nearest neighbors, additional training iterations are required.

For the different classification and feature combinations, the parameter setting with the highest accuracy during the validation is selected. Therefore, less complex power features may require significantly longer training compared to the higher-dimensional FIT-PS feature, as the Bayes classifier illustrates. While FIT-PS with a normal distribution achieves the best result of the Bayes classifier, P and Q with and without HARs, obtain the best results when an optimization procedure sets different parameters. The duration of the optimization process increases the required time significantly. Tab. 9. by the FFNN. While the impact of the dimension of features in the neural networks shows only negligible impact, it affects the runtime of the kNN significantly. Bayes classifier, SVM, and LSTM network have a comparably long run time for the classification of the test data. The calculation effort of the SVM during classification increases with the number of classes. This explains the comparatively long test period. However, the runtime results are subject to a certain degree of uncertainty since the simulations were performed on a computer where unforeseen influences from the operating system can influence the runtime. Also, the individual implementation of the methods has a significant influence on the runtime. Thus, a very efficient implementation of the kNN leads to a low runtime during testing compared to other methods.

Interpretation of the Harmonic Results

The classification results show that FIT-PS compared to the combination of P , Q, and HARs achieve higher accuracy, especially for scenarios where multiple appliances are active at the same time. The reason for the unfortunate result of the HARs when multiple devices are active at the same time is not apparent at first glance. In order to investigate this behavior more closely, a mathematical investigation is carried out. A nonlinear load can be described as a nonlinear two-port [104, p.42-44]. The current i g (t) can be represented as a power series of the grid voltage v g (t) as described in 

i g (t) = ∞ n=1 a n • v n g (t) = a 1 • v g (t) + a 2 • v 2 g (t) + a 3 • v 3 g (t) + ... , ( 
i g (t) = 1 2 • a 2 • V 2 1 + V 2 2
DC component (9.30) Here, the series is aborted after the 3rd order. Equ. (9.30) visualizes that the signal can be divided in Direct Current (DC) component, HARs with a multiple of the fundamental frequency and so-called intermodulation products in sums and differences of the fundamental frequencies and HARs. Fig. 9.33 visualizes the occurring frequencies which follow the educational law of Pascal's triangle. Provided that v g consists of only one sinusoidal (or V 1 = 0 or V 2 = 0 ), there is no intermodulation product. Without DC component, the signal can be described by the HARs. In practice, the shape of the mains voltage differs from the shape of a sine wave. The supply voltage consists of different sinusoidal oscillations with different frequencies. However, assuming that the waveform is constantly repeated after each period of the mains voltage (v g ), the frequency components can only be multiples of the mains frequency.

+ a 1 • V 1 + 3 4 • a 3 • V 3 1 + 3 2 • a 3 • V 1 V 2 2 • sin(ω 1 • t) Fundamental + a 1 • V 2 + 3 4 • a 3 • V 3 2 + 3 2 • a 3 • V 2 1 V 2 • sin(ω 2 • t) - 1 2 • a 2 • V 2 1 • cos (2 • ω 1 • t) 2nd HAR - 1 2 • a 2 • V 2 2 • cos (2 • ω 2 • t) + a 2 • V 1 • V 2 • cos ((ω 2 -ω 1 ) • t) Intermodulation products -a 2 • V 1 • V 2 • cos ((ω 2 + ω 1 ) • t) 2nd order - 1 4 • a 3 • V 3 1 • sin (3 • ω 1 • t) 3rd HAR - 1 4 • a 3 • V 3 2 • sin (3 • ω 2 • t) + 3 4 a 3 • V 2 1 • V 2 • sin ((2 • ω 1 -ω 2 ) • t) Intermodulation products - 3 4 a 3 • V 2 1 • V 2 • sin ((2 • ω 1 + ω 2 ) • t) 3rd order + 3 4 a 3 • V 1 • V 2 2 • sin ((2 • ω 2 -ω 1 ) • t) - 3 4 a 3 • V 2 1 • V 2 2 • sin ((2 • ω 2 + ω 1 ) • t) ...
n • f = f n (9.31)
Consequently, in the steady state only frequencies with integer numbers of multiples of the mains frequency can occur. Additionally, this is the case for appliances with a nonlinear power consumption too. In this case, the intermodulation products in Equ. (9.30) and Fig. 9.33 have the same frequency as the HARs. This leads to two main results. On the one hand, all information on the voltage or current signal in the stationary state can be represented with HARs. On the other hand, the occurring multiples of the mains frequency do not only depend on the properties of the appliance but also the shape of the voltage signal of the grid. This means that for example, HARs can be measured even if only ohmic loads are operated in a household. The reason for this is the mains voltage being not an ideal sinus. This is visualized in Fig. 9.34 where the structure of the power grid is shown. The focus of NILM applications is on households and small businesses. These are connected to the same transformer. When HARs are transmitted from one household or company to the mains voltage, they affect all other households and companies. The main focus of applications for NILM are households and small businesses since several households and small businesses are connected to the same transformer, HARs which affect the supply voltage of other appliances by nonlinear loads. Depending on the distance of the different households or businesses to the transformer, this effect is more or less pronounced. The closer a device, which influences the form of the voltage signal, is placed to the measured household, the higher is the impact of the HARs. In the worst case, this device is located in the same household. Since the line resistance to the transformer [START_REF]Welt der Physik: Struktur des deutschen Stromnetzes[END_REF] cannot be neglected, these adverse effects are more significant if the measured household is connected to the transformer via a long power line. For these reasons, the classification results are degraded when using HARs as features in case of multiple appliances that are operated simultaneously. An additional disadvantage of HARs as a feature for the classification in NILM is the dependence of the results shown to the utilized number of HARs. To find the optimum, the training effort is multiplied by the number of HARs, which is in the investigated case 39. In the case of changing appliances, setting the optimal number of HARs may change, leading to a higher computational training effort. For the compared FIT-PS waveform, all dimensions have been used. A specific selection of dimensions could improve the results but also needs to be adapted, like the number of HARs, to each measurement scenario.

Discussion

In this work, different classification methods have been applied using FIT-PS as a feature, and the power features P and Q, with and without HARs. The decision for a classification method is, in addition to the feature which is used, also crucially influenced by other boundary conditions. In NILM, usually, a limited set of training data is available. Compared to other NILM data sets, the HELD1 data set includes 100 switch-on and switch-off events a high number of training data. Nevertheless, compared to other classification problems like handwriting recognition, where usually more than 10,000 training samples of each class are available, the number of training samples used for this application is still low.

The Bayes classifier assumes that the individual features respectively their dimensions are independent. Especially with the FIT-PS feature, for most classes, a comparatively high correlation of the individual dimensions can be assumed. The assumption of a normal distribution seems to be incorrect for the power features since other distribution functions calculated during an optimization process lead to better results. To define a correct distribution function is difficult because of the low number of training examples. Under all features, the Bayes classifier leads to the worst results.

The SVM is known to be able to deliver excellent results with high-dimensional data. By far, the best result is achieved with FIT-PS. However, the use of additional HARs for P and Q leads to an improvement, but the number of HARs needs to be determined. Use of all available HARs degrades the classification result. Another advantage of SVM is the fast classification. However, this advantage is reduced by the number of devices that needs to be distinguished, whereby the SVM requires a comparatively long test time. To improve and therefore shorten the testing time, the one-against-one method instead of the one-against-all method could be used. The advantage is that instead of comparing one cluster with every other cluster individually, the comparison is performed with all other clusters at the same time. However, in general, this leads to worse results because the non-classified area is extended. Especially for the highdimensional FIT-PS waveform, the training time is comparatively high. Another difficulty is to find a suitable kernel since this depends on the individual appliances. Adding additional appliances may require searching for a new kernel.

The best results for P , Q, and HARs, as well as for FIT-PS is achieved with the kNN. Since the kNN does not require any training, the training samples only need to be stored in the memory. The problem of most other classification methods for a low number of training samples is advantageous for the kNN. Because of the memory storage and the required classification effort, high numbers of training data are problematical for kNN. Therefore, in addition to the best results, the least computational effort for training and testing is required when using the kNN. While the number of dimensions of the features is negligible during the training, significantly more time is required when testing with the FIT-PS feature. Furthermore, it must be mentioned that several iterations of the training are required to find a good value for k.

The classification with the FFNN does also lead to good results. However, compared to the other classification methods, high training time is required. To achieve the presented results, 100 iterations of the training, with randomly chosen start parameters, had been run. Since the test time is comparatively short, the FFNN is advantageous for supervised classification where no or only a limited number of new appliances are added to the measurement environment. For a changed measuring environment, the classifier must be relearned. This could be realized more easily in the cloud.

The advantage of the LSTM network is that transient state information can be used for classification. The TSt has a higher variation, compared to the SSt, since it may depend if an appliance is switched on at the zero crossing of the voltage or at the positive or negative peak of the power or in between. Therefore, more training samples are required for this classifier and feature. The results achieved with 100 training samples are slightly better compared to the FFNN, which only uses the SSt. In addition to the problem of finding a suitable network structure, the problem of very high computational effort for the LSTM network during training is disadvantageous.

The search for suitable datasets for the classification in the context of NILM is challenging. The features investigated during this work are based on the initially measured current and voltage signal, sampled with a frequency of at least 1 kHz. Correct reference data are required to generate training and test features. Since the reference data often have a much lower sampling rate of several seconds, the correct generation of features is challenging. Additionally, a certain number of switching events is required in order to generate training and test data. The Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) dataset [4], for example, has only three appliances with more than 100 switching events. Therefore, the presented classification method was only applied to the HELD1 dataset. Since this dataset has, in contrast to other laboratory datasets, also simultaneously active appliances, the difference to real-world measurements is mainly due to the probability of occurring events.

Conclusion

An investigation of different supervised classification methods and different features is carried out. Therefore, the HELD1 dataset contains 18 different appliances. Several iterations of training are required to find the best parameter setting of the particular classification method. The best result is achieved by the FIT-PS feature independent of the classification method. Especially when multiple appliances are active at the same time, FIT-PS is advantageous compared to the use of HARs. The kNN leads to the best classification results of all compared classifiers. Furthermore, the training and test time of the kNN is shorter compared to the other classification methods. Hypothesis 5 in Chap. 3 "The new signal representation achieves better classification rates compared to standard waveforms." can be confirmed. Therefore, hypothesis 1 "Transforming the current signal according to the phase shift between current and voltage produces a NILM specific waveform that contains the relevant information of the current and voltage signal." can be confirmed too, since the results achieved with FIT-PS for event detection, as well as, for classification are better compared to standard waveforms or features.

Chapter 10 | Summary & Perspectives 10.1 Summary

The present work provides new and innovative approaches for the analysis of electrical energy consumption in order to detect electrical appliances robustly and reliably. The separation of the measured total current (including the voltage) at the energy meter into individual partial currents, which are assigned to individual devices, is called disaggregation and is known as Non-Intrusive Load Monitoring (NILM). The basic approach of disaggregation is to build a linear processing chain consisting of signal representation, event recognition, feature extraction, classification, and tracking.

Numerous solutions for NILM are discussed in the literature. On closer inspection, however, it becomes apparent that the existing methods have different limitations. Typical limitations of the methods are a minimum energy consumption of the devices for event detection or the number of devices that can be distinguished in the classification. The problem of simultaneously active devices is rarely considered, although this is of crucial importance for the robustness of the methods.

As part of this work, an analysis of the existing approaches was carried out in order to gain a basic understanding. The main result was the strong orientation of most of the approaches towards the first published NILM solution by Hart et al. Essential differentiation features are mainly found in the methods of classification.

The signal types used have not usually been explicitly developed for the NILM problem. This leads to reduced information content, lack of adaptation to the physical conditions of the electrical network, and unfavorable representation of the signal characteristics. A combination of several signal types is used to reduce these disadvantages. However, this, in turn, leads to the problem of the appropriate weighting of the different signal forms. Besides, there are explicit dependencies on the equipment used, which in turn leads to necessary optimizations of the weighting. In addition to this suboptimal signal representation, many of the proposed signal forms, such as HARmonic (HAR) waves, have a noticeable complexity that leads to high computing power. Considering that disaggregation is a concept that should be integrated into a smart meter, high complexity is not an advantage.

For these reasons, a new signal representation was developed in this work, which is advantageous for the individual work steps of NILM. It is low in complexity, adapted to the problem of disaggregation, has no loss of information and nevertheless allows a clear representation of the signal.

The concept of Frequency Invariant Transformation of Periodic Signals (FIT-PS) is based on the idea to convert the current signal into a multidimensional signal in phase correct relation to the voltage. The new signal is invariant to any fluctuations of the mains frequency or the jittering of the sampling frequency of the measuring electronics. The multi-dimensionality of the FIT-PS signal allows a more transparent, robust, and cost-reduced evaluation of the subsequent event detection, feature extraction, and classification.

This work focuses on the evaluation of FIT-PS for the stages of event detection, feature extraction, and classification. This is due to the fact that in many cases the information which device is switched on or off at a particular time is of central importance. In the first step, the signal transformation from current and voltage signal to FIT-PS signal was investigated. Three approaches for the realization of the invariance of the frequency fluctuations were considered. Different optimizations regarding the accuracy and the computational effort were carried out.

For the evaluation of FIT-PS in the stages of event detection and classification, it was necessary to generate a new data set Home Equipment Laboratory Dataset 1 (HELD1) that was published. The necessity resulted from the fact that in the publicly accessible data sets the reference data and the number of events per device did not meet the requirements. Using FIT-PS, accuracies of more than 98 % were achieved in event detection, so that the slightest inaccuracies in the reference data were clearly reflected in the accuracy. The HELD1 data set was recorded under laboratory conditions so that the reference data of the 18 different devices are entirely and correctly available. This is the first laboratory dataset for NILM that simultaneously contains several active appliances. There are 100 individual training events available for each device. The data set contains a total of 13,200 test events.

A new two-stage event detection method based on FIT-PS was developed and compared with other signal forms. This was necessary because previous event detection methods were usually based on a one-dimensional signal. For comparability with literature results, the Building-Level fUlly-labeled dataset for Electricity Disaggregation (BLUED) data set was used in addition to the HELD1 data set. The optimization of the parameters of the newly developed event detection method was carried out and compared with the two optimization methods Simulated Annealing (SA) and Generalized Pattern Search (GPS). These optimization methods provide an easy way to adapt the parameters to other data sets.

Following the event detection, the feature extraction was examined with the signal representation FIT-PS. FIT-PS provides a simple and computationally efficient feature extraction in Steady State (SSt) and Transient State (TSt). In addition to the FIT-PS features, the features of the active and reactive power, as well as the HARs were generated for evaluation purposes.

Several standard classifiers such as k-Nearest Neighbor (kNN), Support Vector Machine (SVM), Bayes, and neuronal networks were considered for the final assessment and investigation of the suitability of FIT-PS. The classification methods are based on the comparison of FIT-PS with existing methods from the literature. The highest accuracy of all classification methods was achieved with FIT-PS. In addition to the Steady State Feature (SSF), the Transient State Feature (TSF) calculated by FIT-PS was also used for classification on an Long Short-Term Memory (LSTM) neural network. Especially for simultaneously active appliances, FIT-PS can achieve significantly better classification results than with the previously available features.

Within the scope of this work, a new signal representation FIT-PS and a new, very robust event detection method were developed. It could be shown that FIT-PS is a suitable and advantageous signal representation in the context of disaggregation since much better results could be achieved in both event detection and classification than with the standard methods.

Perspectives

NILM is a complex subject area with many different tasks. Therefore, it is not possible to work on all questions simultaneously. In this work, the focus was on the development of suitable signal representation and its implementation in the area of event detection and classification. This section outlines areas for further research.

The here presented FIT-PS waveform is implemented on a low-cost embedded system. A further task is to implement the event detention as well as the classification on the micro-controller. Since the measurements of the current and voltage depend significantly from the measuring instrument which is used. The properties of the measurement hardware are essential for the signal form. For example, if a low-pass filter is used, unbalanced loads are presented differently than without low-pass filters. Therefore, it is necessary to generate new measurements. It would also be desirable to have a conversion method that allows measurements from different measurement systems to be standardized.

The FIT-PS features improve the results of a supervised classification in NILM. First approaches with unsupervised methods are promising. A further task is to apply FIT-PS on suitable unsupervised classification methods and compare them with other waveforms. Additionally, methods need to be investigated which allow identifying complex appliances.

The tracking is a necessary part of the classical NILM approach. The extent to which tracking is required, or whether it is sufficient to classify the appliances depends on the specific problem which needs to be solved.

An additional advantage of the FIT-PS signal representation is that individual current signals can be added since the position of the samples within a period is independent of frequency variations of the grid. This allows generating simulated datasets out of individual measurements. Even the transient state of the different appliances can be considered directly. One advantage of simulated data is that different scenarios can be simulated with one set of individual measurements. The reference data are ideally located to the events, and the error rate is meager. Furthermore, scenarios which are difficult to build in practice can be simulated efficiently. The simultaneous switching on or off of devices poses problems for the classification. A real measuring environment which turns on and off more appliances at the same time or with small intervals is expensive to implement. Besides, some consumers do not turn on immediately after they are powered up. With simulated FIT-PS waveforms, the generation of simultaneously events or events which are close behind each other can be realized quickly. For further research, a simulation environment which allows creating different scenarios would be advantageous. 

Appendix A | Exemplary Representation of FIT-PS Waveform
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 210211 Figure 2.10: The different signal states (SSt and TSt) of NILM are shown on an active power signal
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 41 Figure 4.1: Block diagram of the measurement system; Analog-to-Digital Converter (ADC), appliance (Ap.), phase 1 (L1), neutral line (N), Personal Computer (PC)[START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] 
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 4243 Figure 4.2: Illustration of random selected individual appliances with corresponding device ID[START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] 
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 44 Figure 4.4: Detailed illustration of the lower power range from Fig. 4.3[START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] 
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 4 Fig. 4.3 and Fig. 4.4 show the results of the training data record.In this scenario, only one device is active at the same time. If several devices are active simultaneously, the overall noise level is increased. This, however, results in larger clusters of the individual appliances, leading to a higher probability of overlapping. The test datasets two and three used up to four and up to six appliances running simultaneously. Most appliances can already be separated by P and Q (see Fig.4.3 and Fig.4.4). However, some clusters show overlapping data, for example, the clusters of the hair straightener, the multifunction tool ( Dremel R ), radio, LED lamp, or the two refrigerators. The idea is that the distinctiveness of these devices can be improved by adding the HARmonics (HARs) to the feature space of P and Q.
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 51 Figure 5.1: In comparison to the usual linear presentation of the processing chain of the NILM tasks, see Fig. 2.1, the information flow is not ordered linearly.
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 5 Fig. 5.2, 5.3, and 5.4 show the error of the linear approximation with sampling frequencies of 100 Hz,1 kHz and10 kHz. The segment of the sinusoidal signal is shown from -T s = -1 fs to T s = 1 fs .The corresponding error caused by the linear approximation is visualized red. For f s = 200 Hz, the nonlinear behavior of the sine can be seen between -T s and T s . The error is plotted in the center of the two sampling positions x 0 or x 1 between -Ts

Figure 5 . 2 :Figure 5 . 3 :Figure 5 . 4 :

 525354 Figure 5.2: f s = 200 Hz
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 5558 Figure 5.5: Graphical representation of FIT-PS [68]. a) finding zero crossings, b) calculating new sampling positions, c) re-sampling and interpolation of the current signal based on the new sampling positions, d) periodical signal representation
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 59 Figure 5.9: On the left a sine with 200 equidistantly samples and on the right a histogram of the samples from the sinusoidal signal is visualized.
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 5 Figure 5.11: FIT-PS waveform with 200 sample points per period; SSt z i : device one; TSt z i+1 : switching on procedure of a refrigerator; SSt z i+2 : device one and two. Published in [66].
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 5 Figure 5.12: FIT-PS waveform with 200 sample points per period illustrating a turn on TSt of a refrigerator.
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 513 Figure 5.13: Representation of a downsampling without losing the signal shape, during a SSt. 60 Hz periodic signal (continuous lines) under sampled at 57 Hz sample frequency (black circle).
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 514 Figure 5.14: Comparison between the variance of the signal (gray), sampled with 1.2 kHz and the downsampled signal (red).
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 515 Figure 5.15: Comparison between the variance of the signal (gray), sampled with 12 kHz and the downsampled signal (red).
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 516 Further examples of FIT-PS waveform, applied on different appliances of the BLUED dataset with different frequencies, can be found in the appendix, Fig. A.4 to A.9.
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 516 Figure 5.16: Different sampling rates of a turning on (left side) and off (right side) process of an energy saving lamp, from BLUED dataset [4], presented with FIT-PS. Sampling rates from 12 kHz to 1.2 kHz are illustrated. Thereby the numbers of dimensions k are variating from 200 to 25 while the number of 200 periods in l direction is constant. The amplitude of the current is represented colored.
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 517 Figure 5.17: Comparison of the active power waveform P (top) with the FIT-PS representation (bottom). The waveform is selected from the HELD1 dataset (measurement 0242); events are marked with red 'x'.
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 518 Figure 5.18: Detailed comparison of the active power waveform P (top) with the FIT-PS presentation (bottom). Signal section of the HELD1 dataset (measurement 0242).
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 519 Figure 5.19: Detailed comparison of the derivative of the apparent power waveform P with the derivative of the FIT-PS presentation. Signal section of the HELD1 dataset (measurement 0242).
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 61 Figure 6.1: Comparison of the three FIT-PS methods in the time domain. The waveforms represent a switching on and off cycle of the heat gun (setting2) from the HELD1 dataset.
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 626364 Figure 6.2: Frequency spectrum of the original current signal compared with the different FIT-PS methods (vertical axis clipped at 0.035)

  a) Test scenario one: one device active at the same time.b) Test scenario two: up to four device active at the same time.
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 65 Figure 6.5: Results of the different FIT-PS approaches for one and up to four active appliances. green: FIT-PS with simple zero detection (one value before and one after the zero crossing); blue: FIT-PS with curve fitting for zero detection; red: FIT-PS without interpolation
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 66 Figure 6.6: Results of the different FIT-PS approaches for up to six active appliances and an overview of the three different scenarios. green: FIT-PS with simple zero detection (one value before and one after the zero crossing); blue: FIT-PS with curve fitting for zero detection; red: FIT-PS without interpolation
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 71 Figure 7.1: Event detection applied on FIT-PS
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 72 Figure 7.2: First stage of the event detection. The derivative is calculated from each dimension k of the FIT-PS concerted current signal over the periods l.

  ) show the calculation of the end position of the transient. The variance is calculated for each sample l ∈ w s [n] respectively l ∈ w e [n]. The procedure is repeated for each possible event n ∈ {1, . . . , N }.
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 73 Figure 7.3: State selection V1: Visualizing the calculation of the start and end sample of a transient. The proposed event from stage one is marked blue whereas the calculated start and end positions are marked in green.
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 7 Fig. 7.4 and 7.5 describe the method graphically. The threshold T r T St [n] is represented by a red line. The area of the windows w s [n] and w e [n] are boxed in yellow. Fig. 7.4 present the start of the method.Here, the constraint is not fulfilled since several values of σ2 in both windows are above the threshold. Fig.7.5 illustrates the situation that the constraint of Equ.(7.28) 
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 74275 Figure 7.4: State selection V2: Exemplary representation of σ2 , visualizing a transition between a SSts and a TSts. The yellow windows w s and w e with the length G 1 start at Φ 1 .
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 76 Figure 7.6: Second stage of the event detection. The difference before and after the suspected event is calculated.
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 7778 Figure 7.7: Current peaks at a SSt measured with high sampling rate and converted into FIT-PS signal representation. [66]
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 79 Figure 7.9: Second stage of the event detection. The difference before and after the suspected event is calculated. Modified from [143].

  Figure 7.10: FIT-PS signal representation of a radio (ID003) of the HELD1 dataset
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 711 Figure 7.11: Difference of the envelope of Fig. 7.10
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 712 Figure 7.12: Envelope of a fluorescent lamp; maximum of the envelope i env [l, 1] (orange), minimum of the envelope i env [l, 2] (red), absolute difference i envD (blue).
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 713714 Figure 7.13: Representation of the precision dependency of two parameters of the event detection using the PCA. The results are based on phase A of the BLUED dataset. Modified from [70].
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 715 Figure 7.15: Comparison of the results of the event detection with different numbers of dimensions after PCA.
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 716 Figure 7.16: Results of the test measurements of the HELD1 dataset achieved with the parameters from 100 training iterations of the GPS or ten training parameters of SA. Recall: green, precision: blue; corresponding result to the best training iteration are marked pink respectively yellow with a dotted line; the median is marked with a solid line.

Figure 8 . 1 :

 81 Figure 8.1: SSt and TSt illustrated on a active power waveform.
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 82 Figure 8.2: Illustration of the calculation of SSF from a power waveform.
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 83 Figure 8.3: Different SSts of the FIT-PS waveform. The off events are marked red while on events are marked with green line.

Figure 8 . 4 :

 84 Figure 8.4: FIT-PS SSFs of 18 appliances of the HELD1 dataset. 100 features of each device are plotted behind each other.
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 85 Figure 8.5: Simulation of a 180 • change of the plug, of the fan.

Fig. A. 1 .

 1 Fig.8.6 presents the variance of the appliances of the HELD1 dataset. For each device the variance is calculated over ten periods of the SSt. Compared to the current signal over one period, the variance of the SSt includes much more noise. Nevertheless, for some applications, the variance contains useful information. In this scenario, only single active appliances are used. In the case of multiple active appliances, the noise of each active appliances is added to the measured variance of all devices. Therefore, the variance is not used as a feature for the classification.Additionally, the resulting SSF of selected appliances of the BLUED dataset[4] are presented in the appendix in Fig. A.1. The variance of the individual SSt are illustrated in Fig. A.2 and the median in Fig. A.3.
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 86 Figure 8.6: Variance of the SSts of the FIT-PS waveform from 18 appliances of the HELD1 dataset.

FanFigure 8 . 7 :

 87 Figure 8.7: TSts of the four appliances of the HELD1 dataset illustrated with i RM S .
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 88 Figure 8.8: Illustration of the TSts with FIT-PS signal representation, for all appliances of the HELD1 dataset.
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 91 Figure 9.1: Exemplary representation of a kNN with k = 1 and k = 4 neighbors applied on a two-dimensional classification problem with two classes.

  (9.5), a classification should be made with the number of classes C.
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 92 Figure 9.2: Linear separation of two clusters in two dimensions
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 993 Figure 9.3: Linear separation of two clusters with a slip variable
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 94 Figure 9.4: Illustration of the kernel trick for SVM classification
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 95 Figure 9.5: Linear separation of four classes in the two dimensional space.
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 96 Figure 9.6: Model of an artificial neuron
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 97 Figure 9.7: Structure of a FFNN with one hidden layer
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 98 Figure 9.8: Structure of a LSTM cell
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 99 Figure9.9: LSTM layer[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 
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 910 Figure 9.10: Complete strcture of the LSTM net. [68]
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 9911 Figure 9.11: Segmentation of the data for classification
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 912913 Figure 9.12: Validation results of P , Q, and HARs achieved by kNN for different number of k and HARs
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 914915 Figure 9.14: Test results of the kNN for varying k and number of HARs
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 9169 Figure 9.16: Validation results of the Bayes classifier for the feature combination P , Q, and HARs for varying number of HARs
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 917 Figure 9.17: Validation results of the Bayes classifier using different features
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 918 Figure 9.18: Test results of the Bayes classifier for the feature combination P , Q, and HARs for varying number of HARs
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 919 Figure 9.19: Test results of the Bayes classifier using different features
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 920921 Figure 9.20: Validation results of the SVM for the feature combination P , Q, and HARs and a varying number of HARs
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 922 Figure 9.22: Test results of the SVM classifier for the feature combination P , Q, and HARs for varying number of HARs
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 923 Figure 9.23: Test results of the SVM using different features
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 9249925926927 Figure9.24: Structure of the feed forward neural net. The number of input dimensions depends on whether P, Q, and HARs are used as feature or FIT-PS[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 
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 928 Figure 9.28: Comparison of validation results and test results on different initialization settings. The initialization settings are sorted according to increasing accuracy of the validation data. In general a higher accuracy of validation also leads to a higher accuracy of the test results.[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 
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 92 Conversion matrix of the classification results of measurement "0194" using FIT-PS in a FFNN[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] lead to different results. These vary according to the feature utilized, classifiers and the number of simultaneously active devices. The LSTM net has the most significant spread. During the validation, the classifier with the nearly optimal initialization seed can be selected. The dotted lines in the bars show the results reached with the best initial values from the validation. The solid lines in the bars show the median of all different test initial values of the classifier.
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 929930 Figure 9.29: Accuracy of a FFNN using P and Q (green); P , Q, and HARs (blue); FIT-PS (red); LSTM net using FIT-PS (orange). The dotted lines represent the accuracy using the best initialization setting derived from the validation data. The solid lines represent the median of the accuracy of the test data.[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 
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 931 Figure 9.31: Training time of the kNN for different numbers of HAR and neighbors
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 932 Figure 9.32: Time for classification using the kNN for different numbers of HARs and neighbors

  3 and 9.4 present the time for training and testing, required to achieve the best validation result with each classification/feature combination. The fastest training time can be achieved if the kNN is used. The training time increases with an increasing number of feature dimensions. This is not surprising since the training examples only need to be saved. Additionally, the implementation of the kNN in MATLAB is very efficient. The naive Bayes classifier without optimizing parameters during the training allows time-efficient training too. The training time of the SVM depends on the complexity of the kernel and the
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 933 Figure 9.33: Pascal's triangle to form the combination frequencies. Modified from[104, p.44] 
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 13 Figure A.1: Using the current amplitude transformed by FIT-PS as SSF of different devices of the BLUED dataset.
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Table 2 . 1 :

 21 List of the most frequently cited publications from NILM (01.02.2017)

	author	year references cites	publication
	Hart	1992	[61]	1204 Proceedings of the IEEE
	Norford and Leeb	1996	[117]	239 Energy and Buildings
	Farinaccio and Zmeureanu 1999	[50]	190 Energy and Buildings
	Marceau and Zmeureanu	2000	[108]	146 Energy Conversion and Management
	Baranski and Voss	2004	[12]	124 IEEE
	Paatero and Lund	2006	[121]	356 International Journal of Energy Research
	Lam et al.	2007	[94]	186 IEEE Transactions on Consumer Electronics
	Shaw et al.	2008	[134]	167 IEEE Transactions on Instrumentation and
				Measurement
	Kim	2009	[85]	244 Proceedings of the 11th international con-
				ference on Ubiquitous computing
	Efthymiou and Kalogridis	2010	[46]	408 IEEE International Conference on Smart
				Grid Communications (SmartGridComm)
	Gupta et al.	2010	[58]	297 Proceedings of the 12th ACM international
				conference on Ubiquitous computing
	Kalogridis et al.	2010	[81]	260 First IEEE International Conference on
				Smart Grid Communications
	Molina-Markham et al.	2010	[114]	252 Proceedings of the 2nd ACM workshop
				on embedded sensing systems for energy-
				efficiency in building
	Liang et al.	2010	[101]	253 IEEE Transactions on Power Delivery
	Froehlich et al.	2011	[53]	201 IEEE Pervasive Computing
	Kim et al.	2011	[84]	256 Proceedings of the 2011 SIAM Interna-
				tional Conference on Data Mining
	Kolter and Johnson	2011	[89]	460 Workshop on Data Mining Applications in
				Sustainability (SIGKDD), San Diego, CA
	Zeifman and Roth	2011	[151]	428 IEEE transactions on Consumer Electronics
	Barker et al.	2012	[13]	166 SustKDD
	Kolter and Jaakkola	2012	[88]	217 AISTATS
	Zoha et al.	2012	[155]	239 Sensors
	Fan et al.	2013	[49]	309 IEEE Communications Surveys and Tutori-
				als
	Carrie Armel et al.	2013	[6]	194 Energy Policy

Table 2 .

 2 2: Comparison of NILM datasets

	d a t a s e t	l o c a t i o n	r e f e r e n c e y e a r	s a m p l e r a t e a g g r e g a t e m e a s u r e m e n t	s a m p l e r a t e g r o u n d t r u t h	d u r a t i o n	b e r n u m o f h o u s e s
	REDD	USA [89] 2011 1 sec / 15 kHz	2 sec	3 to 19 days	5
	BLUED	USA [4]	2012 12 kHz	events are la-	8 days	1
							beled
	UMass	USA [13] 2012 1 sec	1 sec	3 months	3
	Smart						
	Tracebase DE	[129] 2012 N/A	1-10 sec	N/A	15
	Pecan	USA [72] 2012 1 min	1 min	7 days	10
	Street						
	Sample						
	HES	UK	[154] 2012 2 min	2 min	1 to 12 months	251
						or 10min	or 10 min
	AMPds	CDN [107] 2013 1 min	1 min	1 year	1
	iAWE	IND [16] 2013 1sec	1 or 6 sec	73 days	1
	BERDS	USA [106] 2013 20 sec	20 sec	1 year	N/A
	UK-DALE UK	[82] 2014 16 kHz	6 sec	3-17 months	4
	GreenD	AT/IT [115] 2014 1 sec	1 sec	1 year	9
	COMBED IND [17] 2014 30 sec	30 sec	18 months	8
	ECO	CH	[20] 2014 1 sec	1 sec	8 months	6
	SustData	PT	[123] 2014 50 Hz	50 Hz	5 years	50
	PLAID	USA [54] 2014 30 kHz	transients 5)	5 s (per device)	56
	WHITED	GER [80] 2016 44 kHz	transients 5)	5 s (per device)	N/A
	COOLL	USA [54] 2016 100 kHz	single devices	N/A	N/A

Table 2 .

 2 3: Values of individual HARs according to EN 50160: 2005[START_REF]EN 50160 Voltage characteristics of electricity supplied by public distribution systems[END_REF] 

odd HARs even HARs no multiples of 3 multiples of 3 order HAR HARV in % order HAR HARV in % order HAR HARV in %

  

	5	6.0	3	5.0	2	2.0
	7	5.0	9	1.5	4	1.0
	11	3.5	15	0.5	6...24	0.5
	13	3.0	21	0.5		
	17	2.0				
	19	1.5				
	23	1.5				
	25	1.5				

Table 2 .

 2 4: Comparison of NILM feature extraction approaches, modified from[START_REF] Klein | Non-Intrusive Information Sources for Activity Analysis in Ambient Assisted Living Scenarios[END_REF] 

	author	year references sample rate appliances	feature & remarks
	Hart	1989	[62]	1 Hz		steady state (P , Q)
	Leeb	1995	[98]			transient time series
	Norford	1996	[117]		single	steady state (P , Q, HARs);
						only HVAC
	Pihala	1998	[125]	1 Hz		steady state (P , Q)
	Marceau	2000	[108]	16 s	3	steady state (P )
	Cole	2000	[35]	≥ 1.8 kHz	10	steady state (current) HARs
	Laughman	2003	[96]	≥ 8 kHz	single	steady state (P , Q, current
						HARs)
	Wichakool	2007	[147]	≥ 1.5 kHz	3	steady state (HARs); only
						VSDs
	Chang	2008	[33, 34]	≈ 15 kHz	3	transient energy
	Gupta	2010	[58]	≥ 1 MHz	94	steady state features (EMI )
	Guzel and Ustunel 2015	[59]	2 MHz	14	steady state features (EMI)
	Jonetzko et al.	2015	[78]	4 kHz	9	steady state features (volt-
						age,current)
	Du et al.	2016	[43]	30.72 kHz	75	steady state features (V-I tra-
						jectories)

Table 4 .

 4 1: Device list of the HELD1 dataset[START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] 

	ID	Name	P(W)
	001 Toaster	998
	002 Hairdryer (setting 2)	1155
	003 Radio	6.2
	005 Vacuum Cleaner (red)	424
	007 Hair Straightener	56
	009 Heat Gun (setting 1)	820
	010 Router	9.2
	011 Desk Lamp	20
	013 Refrigerator (white)	170
	014 Refrigerator (blue)	190
	015 Fluorescent Lamp	40
	016 Light Bulb Box	20
	017 Kettle	2100
	019 Hairdryer (setting 1)	500
	020 Heat Gun (setting 2)	1603
	021 Fan	22
	022 Multifunction Tool (Dremel R ) 30
	023 LED Lamp	1

Table 4 . 2 :

 42 Comparison of the HELD1 dataset[START_REF] Held | HELD1: Home Equipment Laboratory Dataset for Non-Intrusive Load Monitoring[END_REF] with commonly used NILM datasets

	dataset	samplerate aggre-	samplerate ground	duration	single / multiple devices
		gate measurement	truth		/ laboratory data set
	REDD [89]	1sec / 15kHz	3sec	3 to 19 days	-/yes/no
	BLUED				

Table 5 . 1 :

 51 Comparison of the influence of voltage fluctuations of resistive and active load.

Table 7 .

 7 

		1: Detection performance BLUED phase A	
	BLUED (A) FIT-PS 12 kHz FIT-PS 1.2 kHz FIT-PS 57 Hz [4] 12 kHz
	recall	99.45 %	99.31 %	94.80 %	98.16 %
	precision	98.15 %	97.51 %	91.63 %	97.94 %
		Table 7.2: Detection performance BLUED phase B	
	BLUED (B) FIT-PS 12 kHz FIT-PS 1.2 kHz FIT-PS 57 Hz [4] 12 kHz
	recall	93.98 %	87.37 %	78.41 %	70.41 %
	precision	83.50 %	82.08 %	78.62 %	87.29 %

Table 7 .

 7 3: Detection performance BLUED phase A and B

	BLUED (A&B) FIT-PS 12 kHz [69] FIT-PS 1.2 kHz FIT-PS 57 Hz [4] 12 kHz [87, p. 77] 60 Hz
	recall	95.97 %	91.65 %	84.28 %	80.39 %	81.40 %
	precision	88.49 %	87.45 %	83.39 %	91.67 %	20.85 %

Table 7 .

 7 

	4: Detection performance BLUED Phase A, with optimized parameters
	BLUED (A)	SA	GPS	manually
	recall	99.78 % 99.12 %	99.45 %
	precision	99.45 % 99.78 %	98.15 %
	F N	2	8	5
	F P	5	2	17
	E tot	7	10	22

Table 7 .

 7 

	5: Detection performance BLUED Phase B, with optimized parameters
	BLUED (B)	SA	GPS	manually
	recall	95.44 % 94.99 %	93.98 %
	precision	94.42 % 94.87 %	83.50 %
	F N	72	79	95
	F P	89	81	293
	E tot	161	160	388

Table 7 .

 7 

	6: Parameter setting of the differ-
	ent methods for phase A	
	BLUED (A)	SA	GPS
	event-region	367	369
	T r 1	0.070 0.072
	G 2	84	79
	T r 2	2.75	3.24
	M	65	56

Table 7 .

 7 

	7: Parameter setting of the differ-
	ent methods for phase B	
	BLUED (B)	SA	GPS
	event-region	443	443
	T r 1	0.053 0.057
	G 2	78	80
	T r 2	3.27	3.36
	M	119	119

Table 7 .

 7 

	8: Detection performance HELD1 dataset using FIT-PS waveform
	HELD1 scenarios:	0003	0116	0201
	recall	100 %	100 %	100 %
	precision	99.5 % 97.3 % 99.8 %
	F N	0	0	0
	F P	2	11	1
	E tot	2	11	1

Table 7 .

 7 9: Detection performance HELD1 dataset using P ,Q, and S

	HELD1 scenarios:	0003	0116	0201
	recall	100 %	100 % 98 %
	precision	96.6 % 93.2 % 94 %
	F N	0	0	8
	F P	14	29	25
	E tot	14	29	33

Table 7 .

 7 10: Optimization results of the HELD1 training scenarios using FIT-PS (envelope Sec. 7.2.6)

	HELD1 training:	SA	GPS
	recall	99.6 % 99.8 %
	precision	99.2 % 99.2 %
	F N	14	6
	F P	29	28
	E tot	43	34

Table 7 .

 7 

	11: Parameter corresponding to the
	results in Tab. 7.10		
	HELD1 parameter:	SA	GPS
	event-region	178	180
	T r 1	0.0404 0.0284
	G 2	127	38
	T r 2	0.0472 0.0486
	M	6	6

Table 7 .

 7 12: Parameter setting of the different methods for phase B

	Dataset	runtime SA [min] runtime GPS[min]
	BLUED phase A	168.11	16.93
	BLUED phase B	314.44	31.05
	HELD1	177.15	13.37

Table 9 .

 9 1: Conversion matrix of the classification results of measurement "0194" using P , Q, and HARs in a FFNN[START_REF] Held | Frequency Invariant Transformation of Periodic Signals (FIT-PS) for Classification in NILM[END_REF] 

	Dev. ID								
	set	actual	3	5	7	9	10	11 14 16	17	19 13 15 21 23

Table 9 .

 9 3: Training time of the different classification methods and features in seconds of the feature. The used neural networks require the longest training time since they need to run for several iterations (100 iterations for the results presented here). Especially the LSTM net with FIT-PS requires a comparatively long training time.Tab. 9.4 presents the corresponding test time of the complete test measurements of the HELD1 dataset containing 13,200 features. The kNN has the fastest testing runtime, followed

		Bayes	SVM	kNN	FFNN	LSTM
	P , Q	0.301 2.360 0.0206 28.37	-
	P , Q, and HARs	0.275 2.214 0.0241 58.81	-
	FIT-PS	0.6337 119.8 0.0380 206.78 482.29
	number of dimensions				

Table 9 .

 9 4: Test time of the test measurements of the HELD1 dataset in seconds

		Bayes	SVM	kNN	FFNN LSTM
	P , Q	0.7978 6.655 0.2243 0.4288	-
	P , Q, and HARs 0.8418 5.665 0.2566 0.4538	-
	FIT-PS	4.1615 25.83 1.0271 0.4886 5.897

  9.28) where a n are the coefficients. During a Steady State (SSt), the voltage signal can be assumed as a periodical signal. With the limitation that voltage v g (t) is a periodic signal, v g (t) can be described as a sum of sinusoidal signals with different frequencies and amplitudes. Due to nonlinear loads connected to the power grid, v g (t) deviates from an ideal sinusoidal shape. Thus v g (t) can be described by multiple sinusoidal curves. The following example based on[104, p.42-43], v g (t) consists of two sinusoidal signals with the amplitudes V 1 and V 2 and the frequencies ω 1 = 2πf 1 andω 2 = 2πf 2 v g (t) = V 1 • sin(ω 1 • t) + V 2 • sin(ω 2 • t) (9.29)Substituting Equ. (9.29) in. (9.28) and applying the addition theorems, one obtains:

  Figure 9.34: Structure of the power grid. Modified from
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[START_REF] Azaza | Supervised household's loads pattern recognition[END_REF] not to be confused with the Laplace operator
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