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énergie des systèmes de micro-cogénération basés sur des énergies renouvelables dans le contexte des smart grids

"One, remember to look up at the stars and not down at your feet. Two, never give up work.

Work gives you meaning and purpose and life is empty without it. Three, if you are lucky enough to find love, remember it is there and don't throw it away."

-Stephen Hawking iii
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ABSTRACT

Increasing energy demand and the ambitious primary energy and CO 2 reduction targets of the European Union have increased interest in renewable energy-based micro-cogeneration systems that produce heat and power simultaneously from a single fuel source for on-site use of buildings. Although these systems operate at high energy efficiency, deeper efficiency analysis is required to reveal hidden inefficiencies. The exergy analysis combines the first and second law of thermodynamics and is used to define, in addition to the quantity, the quality of energy supply. The exergy analysis has been mainly applied in industrial processes that are significantly different in nature compared to building energy systems. However, this thesis aims to apply the exergy method to the micro-cogeneration and hybrid renewable energy systems on the building microgrids by performing energy, exergy and exergo-economic analysis, and exergy based design optimization. The aim is also to investigate the impact of different meteorological conditions on the results of the exergy analysis and to find out if the results differ from the energy analysis. Additionally, different energy management methods for the hybrid renewable energy system are studied by realizing an experimental set-up of a residential solar microgrid.

The experimental set-up aims to collect the weather and PV production data to study different machine learning-based forecasting methods to be used in the advanced control methods.

To apply the exergy method, the simulation platforms for the solar and biomass-based micro-cogeneration systems and the hybrid renewable energy system were built into Matlab/Simulink for a dynamic simulation purpose. First, a single photovoltaic-thermal (PVT)

collector was modelled to conduct energy and exergy analysis under different climate conditions and to perform exergy-based design optimization of the collector. Next, the model was used for exergy optimization of a multi-stage PVT collector. The second simulation model was built for a biomass-fueled micro-cogeneration system to conduct the energy and exergy analysis. Finally, these models were coupled to form a novel hybrid renewable energy system (HRES) for a residential building and studied in terms of energy, exergy and exergo-economics. Again, different weather conditions were considered. At the application level, the energy management strategies were investigated by the experimental set-up and linear programming optimization model in Matlab. The different PV production forecasting models were built into Matlab as well.

xix

The exergy analysis applied to the PVT collectors brought new information on the efficiency and design variables compared to the energy approach. The thermal exergy efficiency was maximized by decreasing the mass flow rate and by increasing the inlet temperature that are both opposite if compared to maximizing the thermal energy efficiency, which led to high mass flow rate and low inlet temperature. The exergy method was also applied to the biomass-fueled ÖkoFEN Stirling engine micro-CHP unit. The results revealed high thermal inefficiency of the system, although the thermal energy efficiency was 98%. However, the micro-CHP was an improvement in terms of the primary energy saving and relative avoided irreversibility if compared to the reference system. The exergo-economic analysis applied to the novel HRES indicated a high variation in the specific costs of the energy products over a year. The different weather conditions had an impact on the value of the heat products due to varying ambient temperatures. The HRES reduced strongly primary energy use and costly irreversibility. The system was economically viable in each investigated location, although the average yearly electricity costs were higher than the current electricity price from the grid. However, the grid prices are expected to increase in the future, which can make the system more viable from the energy autonomy point of view. Finally, the experimental data from the solar microgrid was used to train machine learning-based PV power prediction models for the advanced energy management methods that require future information. The results showed that the artificial neural network model with the data from the micro-inverters led to the most accurate future forecast of PV production.

As a conclusion, this research provides deeper knowledge of the energy efficiency in renewable energy-based micro-cogeneration systems in the domestic microgrids. It highlights the importance of moving from the energy quantity-based evaluation of the building energy systems to the quality-based evaluation. The research results show that maximizing the exergy efficiency leads to different operational conditions than maximizing the energy efficiency. To understand the real monetary value of the energy products of the HRES in a residential microgrid, the significance of the exergo-economic costing method is demonstrated for the HRES under different climate conditions. This research also provides operational data of a solar microgrid which is essential for further studies of energy management and PV modelling in this thesis. La méthode exergétique est utilisée pour révéler les inefficacités cachées des composants du système énergétique. Les indicateurs d'exergie sont présentés avec la méthode de l'analyse exergétique. De plus, l'exergie des différents types de technologies dans les micro-réseaux est présentée et discutée. Enfin, une méthode combinant l'exergie et la valeur monétaire, appelée exergo-économie, est présentée afin de disposer d'une méthode de calcul des coûts plus rationnelle pour évaluer les systèmes hybrides d'énergie renouvelable dans les micro-réseaux.

Introduction

Micro-cogénération et systèmes hybrides d'énergie renouvelable

Les systèmes de micro-cogénération produisent simultanément de la chaleur et de l'électricité à partir d'une seule source de combustible, avec un rendement élevé d'environ 85 à 95 %. Ces systèmes sont définis comme ayant une puissance électrique inférieure à 15kW. Les avantages de la micro-cogénération par rapport à la production d'énergie séparée par convection sont présentés dans la figure 1-1. Les systèmes de micro-cogénération alimentés par des combustibles suivants sont disponibles sur le marché :

Pile à combustible : Ces systèmes ont un rendement électrique élevé, de faibles émissions et un fonctionnement silencieux. Ils fonctionnent selon un processus non combustible pour produire de la chaleur et de l'électricité à partir d'hydrogène, de gaz naturel ou de biogaz. Le processus de conversion énergétique de la pile à combustible ne produit que de la chaleur et de l'eau comme sous-produit, ce qui en fait le moteur le plus propre en termes de conversion énergétique. Le désavantage de la pile à combustible reste un coût d'investissement très élevé, une courte durée de vie et la difficulté de produire le combustible avec une énergie sans émissions de CO 2 .

Moteur à combustion interne : Ces systèmes sont les plus développés et les plus éprouvés des technologies de moteurs à combustion. Cependant, ils ne peuvent pas utiliser directement les combustibles solides, tels que la biomasse, mais la gazéification peut être utilisée pour produire un gaz de synthèse approprié à partir de la biomasse. En général, ces moteurs sont alimentés par du gaz naturel et présentent le meilleur rendement parmi les technologies de moteurs.

Moteur Stirling : Cette technologie de moteur principal est basée sur la source de chaleur extérieure permettant d'utiliser une large gamme de combustibles renouvelables, tels que la biomasse, le biogaz et le solaire. Les moteurs Stirling offrent le potentiel de fonctionnement le plus silencieux par rapport aux autres moteurs, un ratio puissance/chaleur adapté aux applications de bâtiment et de faibles besoins de maintenance. L'unité disponible sur le marché de la société ÖkoFEN est étudiée dans cette thèse. 

Cycle

Méthode d'exergétique

Les systèmes de micro-cogénération et les systèmes hybrides d'énergie renouvelable peuvent être évalués par la méthode d'exergétique qui est basée sur deuxième loi de la thermodynamique et combinée avec l'analyse énergétique. La première loi de la thermodynamique (analyse de l'énergie) quantifie la quantité d'énergie qui peut changer de forme mais dont la quantité totale reste constante dans le système. Selon la deuxième loi de la thermodynamique, la qualité de l'énergie existe également. La qualité de l'énergie est détruite dans tout processus de conversion énergétique. La quantité de qualité détruite peut être utilisée comme une deuxième mesure de l'efficacité des processus de conversion de l'énergie.

En termes de systèmes de cogénération, l'électricité est considérée comme une exergie pure car elle peut être transférée directement en travail. Cependant, l'exergie de l'énergie thermique dépend de la différence de température entre la chaleur et son environnement, qui est utilisée pour extraire du travail. La figure 1- initiaux élevés des composants du système, en particulier l'unité de micro-cogénération.

L'analyse comparative

Les À la fin du chapitre, l'algorithme de management de l'énergie basé sur l'optimisation est implémenté dans Matlab et son fonctionnement est comparé aux résultats expérimentaux du système de management de l'énergie basé sur des règles.

Matériaux et méthodes

La typologie de l'installation du dispositif expérimental est présentée dans la figure 7 Par rapport à la stratégie basée sur des règles, le contrôle optimal permet de charger la batterie pendant la période creuse, juste avant le début de la période de pointe à 7 heures. Dans le même temps, la charge locale est satisfaite par l'électricité du réseau. Pendant la période de pointe, la batterie est déchargée et le prix élevé de l'électricité est évité. Cela est possible parce que le MPC utilise les informations futures de la période de prix élevés à venir de 7h00 à 10h00.

Le coût de fonctionnement du système sous la stratégie MPC est de 0.32 € dans la figure innovative 3-year cross-border project that aims to develop regional sustainability in the TMR.

Conclusions générales et perspectives

The research focus of the project has been on advanced control algorithms and decentralized multi-energy systems in a built environment. Its main objective has been to optimize the decentralized hybrid energy systems in terms of cross-border operation, energy efficiency and design. For this purpose, the five distributed energy systems of the research consortium have been interconnected to form a smart grid and local energy market to demonstrate the crossborder cooperation in the TMR. The operation of each distributed energy system is managed by model predictive control strategies, and these are linked with the optimization-based energy market mechanisms to optimize the cross-border operation of the smart grid.

The distributed hybrid renewable energy systems (HRES) in the built environment form onsite micro-grids and building owners become prosumers who can produce, store and sell their energy. This increases energy self-sufficiency of the prosumer, stability of the main power grid, better matching between energy production and demand, and reduces primary energy use and CO 2 emissions. Generally, the HRES consist of renewable energy sources with or without a conventional energy source, and energy storage. These systems produce heat and electricity by the decentralized micro-scale components to satisfy a specific building energy demand. Different HRES configurations can be formed to fulfil buildings' energy demand which accounts for 43% of the final energy consumption in the European Union (EU) [START_REF] Rousselot | Energy efficiency trends in buildings in the EU[END_REF]. Using micro combined heat and power (micro-CHP) components is a promising solution to fulfil the primary energy and emission reduction targets of the TMR and European Union. These components are defined to have electrical power below 15 kW and the key feature is the capability to produce simultaneously heat and electricity from a single fuel source at high overall efficiency. The micro-CHP components can be fueled by renewable energies, such as solar and biomass.

Currently, the analysis, optimization, costing and control methods of the HRES and different system components are based on the energy flows and the first law of thermodynamics.

The primary energy approach is commonly used to reduce fossil fuels and increase the share of renewable energies to satisfy given energy demand. Finally, the aim is to balance the energy quantities between energy supply and demand. However, the quantity-based approach does not give any information about the quality of the energy source or the quality requirements of the demand side. As example, an electric heater can deliver heat at an energy efficiency of 100% or a condensing boiler at 98%. However, the covered heat demand has much lower quality than electricity or wood pellets, and it is not the most efficient and rational way to cover the space heating demand. More attention should be given to matching quality than quantity between energy supply and demand.

Combining the first and second laws of thermodynamics in the system analysis, the quality of energy can be defined. This combined analysis is called "Exergy analysis". A quantity of energy is seen as pure exergy if it can be totally transformed into work. However, often only a part of the energy can be considered as exergy. In each energy conversion process, in contrast to energy, exergy is destroyed due to the irreversibility of the process. Due to this, the high-quality potential of the electricity or wood pellets is lost if these fuels are used directly to cover lowquality space heating demand. Although the energy efficiency could be as high as 98%, the exergy efficiency can drop close to 10%. Due to this, the different components of the domestic HRES should be evaluated carefully using the exergy analysis to reveal quality matching between energy supply and demand. The exergy analysis is common and widely applied in industrial power plants since the 1970s to increase the overall efficiency and the output of the plant. The exergy analysis has also found its way to analyze building energy systems, as example the Annex 49 Final Report [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF]. However, in this case, the target can be to increase the efficiency and output of the energy system but also to reduce the quality of the input energy to maintain still the output which satisfies the energy requirements of the building, such as thermal comfortability. The other significant difference between the power plant and building energy system is the operational temperature level which is really close to the ambient temperature in the micro-sized systems. This highlights the importance of defining the reference temperature, which is used to calculate exergy.

Thermoeconomics are used to combine energy and economics to evaluate the economic viability of the energy systems, and define specific costs of the energy products. The conventional energy-economic analysis is well-established evaluation method, but its weakness is that energy does not tell any information about its value (exergy), and the monetary value should be assigned with the value of a commodity [4]. For example, the same quantities of heat and electricity have different exergy, and we value them differently because they can do different things for us [4]. Due to this, it is more rational to assign the monetary value with quality measure and not quantity measure of energy. The exergo-economic analysis is used to create a relation between the costs and exergy flows of the energy system. In terms of the domestic HRES and micro-grid operation, the exergo-economic costing method can be used to define more rationally and sustainably the specific costs of energy products, such as space heating, domestic hot water and electricity. This is important information when evaluating the economic viability and sustainability of the prosumer's energy self-sufficiency created by the HRES compared to the reference systems, such as the electric grid.

To reduce primary energy use, exergy destruction and CO 2 emissions, the optimal control of the HRES and micro-grid operation is required. The advanced control algorithms can be used to control the operation of complex hybrid energy systems including a high share of fluctuating renewable energies. The main benefit of the advanced control algorithms is that they can directly optimize the control decisions according to the different future forecasts, such as solar availability and energy demand. Compared with conventional rule-based control methods, the predictive control enables more efficient use of fluctuating renewable energies, storage systems and matching between energy supply and demand by shifting energy demands to a more favorable moment. The Model Predictive Control (MPC) method utilizes an accurate physical model of the system and different forecasts related to the system operation to compute optimal control signals for a specific time horizon, such as 24 hours. The MPC requires a formulation of an optimal control problem to be solved at each time step with the selected optimization method.

The successful results of the MPC depend strongly on the accuracy of the physical model but also on the accuracy of the forecasting methods of renewable energies. Deterministic methods can be used to predict solar energy generation but also the model-free artificial intelligencebased machine learning methods offer an alternative way to perform complex prediction tasks by learning from the historical data. Multiple linear regression (MLR) and artificial neural network (ANN) are the machine learning methods that can form a relationship between input and output without any further knowledge of the system.

In this thesis, the decentralized hybrid renewable energy systems based on the microcogeneration components are investigated in the context of smart grids and ACA-MODES project. The exergy method is used to analyze and optimize the system components, such as photovoltaic-thermal collectors and biomass-fueled micro-CHP systems. Finally, the energy, exergy and exergo-economic analysis are performed to analyze the dynamic operation of the domestic HRES and define the specific costs of the energy products. Together with applying the exergy method, an experimental application of photovoltaic panels has been realized during this thesis to support the MPC control of the micro-grid with a PV power prediction model based on the measured data.

Research motivation

The 1970s oil crisis accelerated the utilization of the exergy analysis in the industrial sector to have a more efficient process and energy production. Today, the ambitious primary energy and CO 2 reduction targets of the TMR and the EU are encouraging us to reveal hidden inefficiencies with the exergy analysis in the building energy systems. By combining the first and second laws of thermodynamics, the focus on energy quantities and primary energy reductions can be extended to consider the quality aspect of the energy supply in buildings.

Compared to the industrial sector, the building sector has constantly high-and low-quality requirements for the energy demand, such as electricity and space heating, respectively. The exergy analysis can be used to develop and design more efficient hybrid renewable energy systems but also to find a system which minimizes the quality difference between the supply and demand. In this case, renewable energy-based micro-cogeneration systems, which produce simultaneously low-quality heat and electricity, are highly interesting solutions to be applied to the building sector. Due to this, it is reasonable to further study the micro-cogeneration systems.

The motivation to design the more rational, efficient and sustainable building energy systems drives this PhD thesis. For this purpose, the exergy and exergo-economic analysis are investigated and performed in the context of micro-cogeneration and hybrid renewable energy systems. The other driving motivation of this thesis is to investigate different energy management and solar production forecasting methods. The optimal energy management and accurate prediction methods enable more efficient system control and use of renewable energies in hybrid renewable energy systems. For this purpose, an experimental set-up of photovoltaic panels has been realized during this thesis to gather weather and PV panel operation data for training the machine learning methods for forecasting.

Objectives

The main objective and novelty of this thesis are to study the exergy method applied to micro-cogeneration and hybrid renewable energy systems in the building sector. Typically, the exergy method has been applied in industrial processes that are significantly different in nature from building energy systems. The exergy method consists of the exergy and exergo-economic analysis, and exergy-based design optimization. The aim is to propose a design optimization method based on exergy and artificial intelligence, and to apply a dynamic exergo-economic analysis as a more rational costing method for the energy products of the residential hybrid renewable energy system. Therefore, the exergy analysis and optimization are performed on the micro-cogeneration system and dynamic exergo-economic analysis is conducted on a proposed novel hybrid renewable energy system.

Additionally, the second objective is to realize an experimental set-up of photovoltaic panels coupled with Lithium-Ion AC battery storage and home energy management system and gather system data to study different machine learning methods for the PV prediction modelling.

To reach the mentioned objectives, the following research questions were formulated:

 Is the exergy approach suitable for the design optimization of the solar microcogeneration system?

 If analyzing micro-cogeneration systems, does the exergy approach bring additional information compared to the energy analysis and when especially?

 What is a suitable reference temperature for the exergy analysis when comparing different locations?

 How to perform a dynamic exergy analysis for a HRES in a domestic microgrid? How do the results of the exergy analysis differ for the same system in different locations?

 Is the exergo-economic analysis suitable to define energy prices and viability of the HRES in the different locations?

 Does the hybridization of the fluctuating and controllable cogeneration systems, such as solar and biomass, has an impact on the economic viability of HRES?

 What is the most accurate machine learning PV prediction method for the optimal control problem?

The contributions of this thesis:

 Comprehensive literature review on the hybridization of the solar and fuel-fired microcogeneration technologies and the exergy method in the domestic microgrids.

 Proposal of using NSGA algorithm and exergy approach for photovoltaic-thermal collector design optimization.

 Proposal of a novel HRES based on micro-cogeneration for building microgrids.

 Proposal of using exergo-economics approach for pricing energy products of the proposed HRES in a domestic microgrid and economic viability analysis.

 Investigation of the renewable energy systems under different climate conditions.

 Development of the simulation platforms in Matlab/Simulink for a single and multi-stage PVT design exergy optimization and the yearly energy, exergy and exergo-economic simulation of the proposed HRES.

 To realize a solar platform with photovoltaic panels and a Lithium-Ion battery to investigate different PV power forecasting and energy management methods for solar micro-grids.

Thesis outline

Chapter 1 presents the state-of-art micro-cogeneration technologies and exergy method for the microgrids. First, the solar based technologies are presented and next, the fuel-fired micro-cogeneration systems are reviewed with a comparison of the advantages and disadvantages. These technologies can be utilized to form hybrid renewable energy systems for building microgrids. Due to this, Chapter 1 presents also a literature review on the hybrid renewable energy systems that include a fuel-fired micro-cogeneration unit coupled with solar technologies. After presenting the micro-cogeneration technologies and hybrid systems, the exergy approach for analyzing energy systems is reviewed.

Chapter 2 presents a model of the photovoltaic-thermal (PVT) collector built into Matlab/Simulink, which is used to conduct an energy and exergy analysis on the collector performance in two different European climate conditions. The PVT collector design is optimized in terms of thermal and electrical exergy efficiencies by using an artificial intelligence algorithm called Non-Dominated Sorting Genetic Algorithm-II (NSGA-II). Based on the resulted Pareto front, three different PVT designs are selected and compared to the performance of a photovoltaic (PV) panel. The comparison is used to reveal if the PVT is still competitive with the PV panel electrical output, after maximizing its thermal exergy efficiency because the thermal performance of the PVT has a decreasing impact on its electrical performance.

Chapter 3 presents a novel exergy-based design optimization method for the multi-stage PVT system. The aim of the study is to reveal a compromise solution for a multi-stage PVT design to maximize the overall exergy efficiency under different climate conditions. The parametric study is conducted for the water-based flat-plate PVT system performance. Finally, the decision-making method and process are applied to the results and discussed.

Chapter 4 presents a modelling and steady-state exergy analysis of the biomass-fueled micro-CHP system, which has been previously tested at the INSA Strasbourg laboratory. The operation of the micro-CHP is compared to a reference system.

Chapter 5 presents different hybrid renewable energy systems based on microcogeneration. Additionally, a case study is presented in which a design optimization of the PVT/battery/thermal storage system is conducted with the genetic multi-objective optimization method to maximize thermal and electrical reliability and minimize the initial investment costs.

The case study is used to show the need of hybridizing solar technology with fuel-fired microcogeneration to have a highly efficient and reliable energy system.

Chapter 6 presents the exergy and exergo-economic analysis of a hybrid renewable energy system consisting of the PVT collectors, biomass-fueled micro-CHP system and thermal energy storage. This chapter combines the previous chapters together to form and analyze the HRES with the exergy method for a residential building in different European locations. In addition to the exergo-economics, the conventional economic parameters, such as simple payback time, net present value and yearly savings are calculated based on the yearly operation of the HRES under different climate conditions.

Chapter 7 and 8 present an introduction to solar microgrids and home renewable energy management methods. Additionally, the realization of the experimental set-up consisting of the photovoltaic panels, Lithium-Ion AC battery and load is presented. Finally, the gathered data from the experimental set-up is used to train a machine learning-based PV power prediction models for the optimal control purpose in Chapter 8.

The redline of the thesis is presented in Figure 12. The yearly primary energy consumption of the EU-27 and distance to the 2020 and 2030 targets [START_REF]Eurostat[END_REF].

The 2020 target of 1312 Mtoe primary energy consumption was exceeded by -5.8% in 2020. In that year, the energy consumption was strongly influenced by the COVID-19 related restriction, such as travel restrictions and lockdowns, resulting in a sharp decrease in energy consumption [START_REF]Eurostat[END_REF]. The 2020 energy reduction target was clearly outperformed by 5.8%. In order to reach the 2030 target, the primary energy consumption of the EU-27 should not exceed 1128 Mtoe in 2030. In 2020, the distance to the 2030 target was 9.6%. Figure 1-1 shows that different energy measures have to be conducted to meet the still demanding saving target of 2030.

One of the promising sectors to apply reduction measures is the building sector which accounts for 43% of the final energy consumption in the European Union (EU) [START_REF] Rousselot | Energy efficiency trends in buildings in the EU[END_REF]. A large share of the buildings is included in the households sector, which is responsible for 26.3 % of the final energy consumption in the EU, as shown in Figure 1-2. In the households sector, the largest energy end-use is space heating at 66 % followed by water heating as shown in Figure 123.

However, the share of electrical appliances has increased from 2000 to 2019 and is almost as large as water heating [START_REF] Rousselot | Energy efficiency trends in buildings in the EU[END_REF]. Hence, the building and space heating efficiency, and more efficient decentralized energy generation technologies in the residential microgrids are seen as the key measures to reach the reduction targets of the EU [START_REF] Simon | Energy consumption continues to rise in Europe: Eurostat[END_REF]. Thus, this thesis studies different renewable energy-based micro-cogeneration systems from the exergy point of view and as a part of hybrid renewable energy systems. These systems are highly suitable to produce simultaneously space heating, domestic hot water and electricity to be used within the residential microgrid or sold to the grid. 

Smart Grid

The inflexible conventional power grid enables only one-way communication and supply of electricity from the centralized power plants through the transmission and distribution systems to the end-users [START_REF]The path of the smart grid[END_REF]. The large transmission lines are used to connect the centralized power plants to the distribution system, which supplies electricity further to all levels of end-users from the industrial to the domestic ones. The operation of the power grid is hierarchical, and it is monitored and controlled manually and centrally by using only a few sensors [START_REF]The path of the smart grid[END_REF]. The centralized power plants are located far from the end-user and are mainly fossil-fuel-fired. This causes a large share of transmission losses and CO 2 emissions.

The global requirements of decreasing primary energy consumption and CO 2 emissions with the continuously growing electricity demand have led to the need of integrating distributed energy resources (DER), such as renewable energies and energy storage, into the distribution system of the power grid. However, this requires a more flexible and smarter operation of the power grid by integrating information and communication technology to the power grid. The smarter grid integrates DERs and is self-monitoring and -healing through multiple sensors in the grid [START_REF]The path of the smart grid[END_REF]. It is adaptive and engages the end-users to interact with the power grid through their energy management systems [START_REF]The path of the smart grid[END_REF]. The smart grid technology enables also the formation of different microgrids within the distribution system of the power grid. The microgrids can work as autonomous systems to produce, store and consume their own electricity and still communicate with the power grid.

The concept of a smart grid came out in the early 2000s to overcome the difficulties of the conventional power grid to apply a two-way supply of electricity to the end-user [START_REF] Balakrishnan | Review on home energy management system[END_REF]. The supply of electricity and information through two-way channels is allowed by smart grid technology, which enables monitoring, control and analysis of energy flows and communication between the prosumer and grid utility company [START_REF] Balakrishnan | Review on home energy management system[END_REF]. The bi-directional supply of electricity enables the electricity consumers to become prosumers that produce and store electricity for onsite use and feed the surplus into the main power grid if necessary or economically viable. The reliability of the conventional power grid is decreased by increasing electricity demand and the amount of distributed renewable energy systems in the grid if the smart grid technology is not applied to enable a flexible bi-directional supply of electricity.

Microgrid

To reduce the CO 2 emission of the conventional power generation, large-scale renewable energy sources (RER), such as wind, solar, hydro and biomass, have been included in the generation mix worldwide since a decade [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF]. However, to reduce transmission and distribution losses of the conventional power grid, the small-and micro-scale RER, controllable CHP and other microgeneration and energy storage systems are called distributed energy resources (DERs) and installed close to the consumption point in the distribution system [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF]. As a lowvoltage (LV) distribution network, a microgrid is used to integrate DERs into the distribution system with the optimal management of the bi-directional power flows between the energy sources, load and the main power grid [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF]. The microgrid has the following essential features:

local microgeneration, local load and an intelligent energy management system [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF]. Typically, the microgrids can operate in grid-connected or off-grid mode. When operating in gridconnected mode, which is usually the case in residential building applications, the microgrid can sell the produced surplus electricity to the main power grid to increase cost savings. This is managed and controlled by the intelligent energy management system. The microgrid can be also totally isolated from the main power grid, such as in the remote areas of mountains or countryside.

At the LV level, the microgrids can have different scales by including neighborhoods or communities of buildings with separated units of DERs or just a building with behind-the-meter DERs. The microgeneration capacity of the microgrid is typically from a few kW to one MW [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF]. In Figure 1-4 are presented three low voltage levels of the microgrids defined in [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF].

Figure 1-4: Three levels of microgrids from above: the LV grid, LV feeder and LV house [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF].

In this thesis, the residential microgrid applications (the LV house in Figure 1234) are considered with behind-the-meter DERs. The considered DERs are micro-cogeneration systems, solar technologies and energy storage systems which are investigated theoretically and experimentally in terms of exergy method and energy management strategies.

Definition and benefits of micro-cogeneration

The micro-cogeneration, or combined heat and power (CHP), systems are decentralized energy systems that produce heat and power simultaneously from a single fuel source at high overall efficiency of around 85-95% [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF][START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. These systems produce energy for a prosumer's on-site use, such as domestic hot water, space heating and electricity. The building sector, especially the residential buildings, is characterized by highly variable energy demand profiles that require a short response time which can be provided by the fuel-fired micro-cogeneration systems [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF]. According to the European Parliament, micro-cogeneration refers to the energy systems with electrical power up to 50 kW [15]. However, in the scientific literature, the microcogeneration systems are mainly considered in terms of the residential and light commercial buildings and thus, defined to have the electrical power below 15 kW [START_REF] Dong | Development of small-scale and micro-scale biomass-fuelled CHP systems -A literature review[END_REF][START_REF] Maghanki | Micro combined heat and power (MCHP) technologies and applications[END_REF][START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Roselli | Experimental analysis of microcogenerators based on different prime movers[END_REF][START_REF] Murugan | A review of micro combined heat and power systems for residential applications[END_REF]. These systems are compact in size and manufactured to be integrated into a building on the prosumer's side of the electric grid as a domestic energy system. The energy flows in the domestic fuel-fired and solarbased micro-cogeneration systems are presented in Figure 1-5 with thermal storage to facilitate the matching of energy demand and production. The utilization of micro-cogeneration systems in buildings has several advantages. In a conventional building, a separate production of heat and electricity is applied. In this case, a natural gas or biomass boiler is used to generate heat on-site and electricity is generated in a large centralized power plant and bought from the electric grid. If the micro-cogeneration system is used, especially, the transmission and distribution losses over long distances are avoided.

Additionally, heat is produced at a higher efficiency. Hence, energy, CO 2 emissions and cost savings are generated, which are shown in Figure 123456. 

Solar-based micro-cogeneration

Solar energy is free of charge, renewable, inexhaustible and CO 2 emission-free energy source of which utilization causes less harm to the environment than many other sources [START_REF] Jia | Development and applications of photovoltaic-thermal systems: A review[END_REF].

From renewable energy sources, solar energy is the most plentiful source, which is freely caught by the earth at a rate of 1.8 x 10 14 kW in different forms, such as light and heat [START_REF] Kannan | Solar energy for future world: -A review[END_REF]. Although the majority of the caught solar energy is lost by reflection, scattering and absorption by clouds, the abundant solar energy could be used to fulfil the global energy demand [START_REF] Kannan | Solar energy for future world: -A review[END_REF]. The distribution of solar irradiation and its intensity are highly variable over the world, as shown in Figure 1234567.

Although solar availability differs between different countries, the same technologies can be used to convert solar energy into useful heat and electricity. However, some of the technologies perform better in conditions with a high share of direct normal irradiation (DNI), and some can convert the diffuse irradiation as well.

Figure 1-7: The map of the global horizontal irradiation (GHI) on the earth [START_REF]Solar GIS, Global Horizontal Irradiation (GHI)[END_REF].

In the building sector, the following solar energy conversion technologies can be integrated into hybrid renewable energy systems and applied to produce domestic hot water (DHW), space heating and electricity: a photovoltaic (PV) panel, solar heat collector (SHC) and photovoltaic-thermal (PVT) collector. The PVT collectors can be used directly to generate heat and electricity simultaneously from the same installed area. Additionally, the PV panels can be combined with solar heat collectors to form a cogeneration system. The utilization of solar energy in these technologies is presented in Figure 12345678. This section introduces the mentioned solar technologies that are able to be part of hybrid renewable energy systems in the building sector.

Photovoltaic panels

Photovoltaic (PV) panels or modules are one of the simplest technologies that can convert solar irradiation into electrical energy. These panels are constructed of several thin PV cells connected in series under a glass cover. The PV cells are made of semiconductor materials, such as silicon, of which electrons are activated by sunlight. These activated electrons move from the lower energy state to the higher one by engendering holes with a positive charge and free electrons with a negative charge, and thus, this phenomenon generates electricity and heat [START_REF] Kannan | Solar energy for future world: -A review[END_REF]. The process to generate direct-current electricity from sunlight is called the photovoltaic effect. Due to a modular characteristic, several PV panels can be connected in series or parallel to produce higher voltages or currents, respectively, and to form photovoltaic systems of different sizes from watts to megawatts.

Most of the market available PV panels are the first-generation PV cells and are made of monocrystalline and multicrystalline silicon of which electrical efficiencies are between 17-22% and 11-17%, respectively [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. The difference between the efficiencies is caused by the grains used in the multi-crystalline [START_REF] Herez | Review on photovoltaic/thermal hybrid solar collectors: Classifications, applications and new systems[END_REF]. The other used semi-conductors are amorphous silicon, cadmium telluride and copper indium gallium selenide that is used in the thin-film PV cells.

These cells have typically a lower efficiency of 6 %-13 %, but they allow higher cell operation temperature than crystalline silicon cells and have lower manufacturing costs [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. The secondgeneration PV cells are multi-junction thin-film silicon cells and utilize the mixture of gallium indium phosphide, germanium and indium gallium arsenide as a cell material. These cells have significantly high electrical efficiency up to 40 %, and they are less sensitive to higher operating temperatures than the first-generation silicon cells [START_REF] Herez | Review on photovoltaic/thermal hybrid solar collectors: Classifications, applications and new systems[END_REF]. Both generations of the PV cells are used in the PVT system, and the thermal efficiency of the system is not depending on the used PV cell material [START_REF] Herez | Review on photovoltaic/thermal hybrid solar collectors: Classifications, applications and new systems[END_REF].

The PV panels are usually connected in series as a solar array, and an inverter or microinverters are used to convert DC electricity to AC electricity, which is suitable for building appliances. The PV system can consist of several arrays. In buildings, the PV panels can be coupled with a Lithium-Ion battery as a part of the intelligent home energy management system, which optimizes the charge and discharge of the battery depending on the solar availability and electricity prices. In this kind of grid-connected micro-grid, the electricity is produced close to the consumption point to avoid transmission and distribution losses. In addition to the battery storage, the electricity can be used directly in the electrical appliances or to heat water in sensible or latent heat storage, such as water or phase change material, respectively.

Solar heat collectors

The main component of the solar heat collectors is a heat exchanger, which transfers absorbed solar radiation energy into the internal energy of the coolant fluid [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The coolant fluid is used to transfer collected heat further to the thermal energy storage, from which it can be taken for the building use when necessary. In the building sector, the solar heat collectors (SHC) are used to generate heat for domestic hot water production, space heating, swimming pool heating and thermally activated cooling devices. The SHCs are dived into two groups: stationary or non-concentrating and concentrating collectors. Usually, in building applications, the coolant fluid is water, non-freezing liquid or air. In high-temperature applications, heat transfer oils are used. The SHCs can be stationary or use single-axis or two-axis tracking to follow the sun position during the day. The tracking systems are usually used in the concentrating collectors.

Stationary, unglazed or glazed flat-plate collectors (FPC) and evacuated tube collectors (ETC) are typically employed to decarbonize heat production in buildings by absorbing direct and diffuse solar radiation. Additionally, compound parabolic collectors (CPC) can be used as stationary or concentrating collectors.

The temperature range of the unglazed FPC varies from 25°C to 50°C and with glazing from 50°C to 100°C due to the better insulation of the absorber plate [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. The FPCs are the most deployed solar heat collectors with the simplest design consisting of the glazing, riser tubes welded to the absorbing plate, back insulation and casing [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The coolant fluid runs by natural or forced circulation in the riser tubes to collect the absorbed heat for further use.

The vacuum-based ETC can reach operating temperatures up to 200°C and can be also employed for high-temperature applications of solar cooling and industrial process [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. In the ETC, a heat pipe is placed a within vacuum tube which is used to ensure high insulation and to maximize heat transfer with minimum heat losses. A number of the vacuum tubes are connected to the manifold, or heat exchanger, to form a single ETC. The heat transfer process is based on the evaporating-condensing cycle of the heat transfer fluid in the copper heat pipe [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. Due to solar heat, the fluid evaporates and moves to the heat sink region in which it condenses and releases its heat to the coolant fluid, such as water, for further use [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. After returning the fluid to the heat pipe, the cycle is repeated. The small reflectors can be used to concentrate solar radiation onto the vacuum tubes to improve the cost-effectiveness of the ETCs, which are relatively expensive compared to the FPCs [START_REF] Kalogirou | Solar Energy Engineering[END_REF].

The stationary CPCs operate at the temperatures ranging from 60°C to 240°C depending on the used concentration ratio [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The concentration ratio depends on the share of the aperture area to the absorber area and is 1 for FPCs and ETCs but can vary from 1 to 5 for the stationary CPCs [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The CPCs use reflectors to catch a wider range of solar radiation angles to the absorber, which is located at the bottom of the reflectors. If the CPC is designed as a panel, the reflectors are small looking like corrugated sheet metal under a glass cover.

In addition to the above-mentioned stationary, FPCs, ETCs and CPCs, the concentrating collectors can be used to increase the intensity of the received solar irradiation and the working fluid operation temperature to satisfy the requirements of high-temperature applications. The intensity of the solar irradiation is increased by using concave reflecting surfaces to focus solar radiation to a smaller absorber area. Such concentrators are single-axis tracking linear Fresnel collector (LFC), compound parabolic collector (CPC) and parabolic trough collector (PTC) of which temperature ranges are 60-250°C, 60-300°C and 60-400°C, respectively [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF][START_REF] Kalogirou | Solar Energy Engineering[END_REF]. Using of the parabolic dish collector (PDC) or heliostat field collector (HFC) with two-axis tracking results in significantly higher temperatures up to 1500°C and 2000°C, respectively [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. The PDC can be used to run a Stirling engine to produce electricity but also heat as a by-product and utilized as a micro-cogeneration system for buildings or communities [START_REF] Ferreira | Assessment of the Stirling engine performance comparing two renewable energy sources: Solar energy and biomass[END_REF][START_REF] Ferreira | Thermodynamic and economic optimization of a solar-powered Stirling engine for micro-cogeneration purposes[END_REF]. The main disadvantage of the concentrated SHC technology is that it requires direct solar irradiation and the diffuse part of the irradiation cannot be utilized as in the PV panel, FPC, and ETC [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. Due to this, it is not suitable to use in locations with a large amount of cloudy days in a year.

Additionally, the concentrated collectors require a single-or two-axis tracking system to catch the maximum amount of direct solar irradiation during a day [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. On the other hand, this enables collecting of solar radiation for a longer period of a day than in the stationary collectors.

In the micro-scale hybrid renewable energy systems applied to buildings, the stationary SHCs are used due to their simplicity and low operation temperature. The collectors are connected to sensible or latent heat storage to facilitate matching between the heat production and demand. In building applications, thermal storage based on the temperature difference in water is used due to its good heat capacity.

Photovoltaic-thermal collectors

The photovoltaic-thermal collector is a solar-based micro-cogeneration system which integrates PV and SHC components into a single unit to improve the overall efficiency. The principle of the layers in the PVT collector is presented in Figure 123456789.

Figure 1-9: Integration of the PV and SHC components to be a PVT collector [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF].

The PVT heat exchanger is similar to the fin and tube design of the FPC and is in thermal contact with the PV panel back surface [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The PVT utilizes the PV module to produce electricity, and useful heat is produced as a by-product by cooling the module with a coolant fluid, such as water. The cooling effect decreases the operating temperature of the PV module and thus, increases the power generation and electrical efficiency [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. At the same time, cogeneration increases significantly solar energy utilization and overall system efficiency [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF].

The electrical efficiency of the PV panel can decreases by 0.45% for each degree rise in cell temperature of the mono-and multi-crystalline PV cells [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. For the other semiconductors, such as amorphous silicon, the decrease is 0.25% per degree [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The PVT collectors can produce low-temperature heat at 60-80°C, but mainly they produce heat below 50°C which is still suitable for many applications, such as space heating or washing and cleaning processes [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The different PVT layers with heat transfer components and energy products are presented in Figure 1-10, and a single collector is further modelled and studied in Chapter 2 of this thesis. Using the PVT collectors, instead of the separated solar technologies, has several advantages, such as architectural uniformity and simplicity to install only one technology type [START_REF] Jia | Development and applications of photovoltaic-thermal systems: A review[END_REF]. However, the improved utilization of the installation area, the higher overall energy efficiency and increased lifetime of PV cells compared to the separated production of heat and electricity are the main advantages of the PVT collectors [START_REF] Jia | Development and applications of photovoltaic-thermal systems: A review[END_REF][START_REF] Kalogirou | Solar Energy Engineering[END_REF].

The working principle of the PVT collector can be utilized with different types of solar input, system configurations, heat extraction arrangements, working fluids and end applications [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF][START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF]. In terms of system design, the solar input to the PVT collector can be concentrated or non-concentrated. The latter is called a flat-plate PVT collector, which is the simplest and most installed PVT system. Figure 1-11 presents a map of different PVT system implementations. The PVT collector can use different working fluids for heat extraction from the PV module of which the most used are air and water. Due to the higher thermal capacity of water, the water-based PVT collector has better performance than air-cooled collector and hence, is the most used working medium [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF][START_REF] Aste | Design, modeling and performance monitoring of a photovoltaic-thermal (PVT) water collector[END_REF]. The heat transfer from the PV module can be improved by using phase change material (PCM) or nano-fluids with adjustable properties. However, currently, the most market available PVT are water-or air-based flat plate collectors. The most used applications of the flat-plate PVT collectors are domestic hot water, space heating, industrial processes and air conditioning.

A concentrator, such as a parabolic trough or Fresnel lens, can be used to increase the efficiency of solar energy conversion and solar irradiation density received by the PVT collector.

As a result of solar concentration, a higher operating temperature is reached, which leads to better thermal performance between 40 % to 60 % and electrical efficiency of 8 %-11 % [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF].

Figure 1-11: The map of the PVT classification [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF].

Fuel-fired micro-cogeneration systems

Fluctuating solar energy generation requires thermal and electrical storage technologies to facilitate energy management in the highly fluctuating energy demand environment of residential and commercial buildings. Additionally, solar energy production depends highly on the seasonal variation in the availability of solar radiation. Due to this, a hybridization of solar technologies with fuel-fired micro combined heat and power (CHP) units can come over the problem of the fluctuating solar energy production in terms of daily, weekly and seasonal variation. The fuel-fired micro-CHP units normally benefit from continuous running with low ON/OFF frequency. Due to this, the hybridization can allow running the fuel-fired micro-CHP during the colder season with high space heating demand and the use of solar heat and electricity production during the lower heating demand period. Thermally activated cooling devices would extend the running hours of the fuel-fired micro-CHP.

In the fuel-fired micro-CHP units, a prime mover is used to convert fuel energy to mechanical work and heat is recovered as a by-product from the prime mover cooling. In the literature, the micro-CHP prime movers are divided into the following groups: external, internal and no combustion-based [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. The external combustion-based units, such as organic Rankine cycle (ORC) and Stirling engine, have good fuel flexibility compared to the internal combustion engine (ICE) based units. These units can use a wide variety of renewable sources as a fuel, such as solar energy, solid biomass and waste heat [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. However, the ICE-powered units are, at the moment, the most developed and used technology in terms of micro-CHP systems [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. As a prime mover, fuel cells are no combustion-based units in which a chemical reaction with oxygen is used in the conversion process.

The ICE and fuel cells based micro-CHP units are commonly used to convert natural gas into heat and power [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF]. However, these technologies can use solid biomass as fuel, but further conversion technologies, such as gasification of biomass is required [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF]. The ICE can use also bioliquids, such as biodiesel, as fuel [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF]. In Table 1-1 is presented a comparative assessment of different prime movers that can be adapted to use solid or gaseous biomass as a fuel and are suitable for residential building use. 

Advantages

Electricity/heat ratio suitable for residential use [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF] High electrical efficiency and durability [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF] Simple design [START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] Low-grade heat use starting from 50°C [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]35] High electrical efficiency [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF] Fast response to load [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Low maintenance, noise, vibration and emissions [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF] Fuel flexibility [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF] Extremely low emissions, quiet operation and low maintenance [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF] Low maintenance costs and space requirements [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF] Fuel flexibility [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] Easy to retrofit the existing heating device [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF] High reliability [START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF] Low investment cost [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Noise level and electricity/heat ratio suitable for residential use [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Alanne | Sustainable small-scale CHP technologies for buildings: The basis for multi-perspective decision-making[END_REF] High partial load efficiency [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] High thermal efficiency [START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] Good partial load performance [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] 

Disadvantages

Very high investment costs [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Short maintenance intervals [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Low electrical efficiency [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Alanne | Sustainable small-scale CHP technologies for buildings: The basis for multi-perspective decision-making[END_REF] High investment costs [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Short lifetime [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Brett | Fuel cell systems for small and micro combined heat and power (CHP) applications[END_REF] Low fuel flexibility [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] High investment costs [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Relatively low electrical efficiency and waste heat recovery [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] CO2 emissions and energy use of hydrogen production [START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF] Challenges in efficient downscaling [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF] Main fuel type in micro-CHP applications Natural gas, hydrogen [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF] Natural gas [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Angrisani | Distributed microtrigeneration systems[END_REF] Biomass, natural gas, solar radiation [START_REF] Ferreira | Assessment of the Stirling engine performance comparing two renewable energy sources: Solar energy and biomass[END_REF] Waste heat, geothermal, biomass, solar radiation [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF][START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF][START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF] Stage of technology R&D and some commercially available [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF] Commercially available [START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF] Commercially available [START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF][START_REF] Mascuch | Experience from set-up and pilot operation of an inhouse developed biomass-fired ORC microcogeneration unit[END_REF] R&D and some commercially available [START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF][START_REF] Mascuch | Experience from set-up and pilot operation of an inhouse developed biomass-fired ORC microcogeneration unit[END_REF] Company Vaillant, Viessmann Honda Ecowill, Senertec Dachs, Vaillant

ÖkoFen, Whispergen, BAXI, Sunmachine, Genoastirling S.r.l.

Rank®, Kaymacor ORChidea, Viking Development Group

Next, state-of-art different commercially available renewable energy-based microcogeneration systems for buildings are presented. These systems include fuel-fired micro-CHP unit hybridized with solar technologies.

Fuel cells

Considering micro-CHP in residential applications, an electrochemical fuel cell (FC) system has great potential due to its high electrical efficiency, low emissions and quiet operation [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF]. The fuel cells differ from the other prime movers significantly because of their noncombustive process to generate heat and power from hydrogen, natural or biogas. Due to the conversion process, fuel cells have only a few moving parts, which leads to higher reliability than the combustion-based prime movers [START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF]. In the fuel cells, fuel is converted into electricity through a chemical reaction with oxygen. The conversion process produces only heat and water as a by-product which makes it the cleanest prime mover in terms of energy conversion [START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF].

However, the production of oxygen and hydrogen for fuel cells requires a high amount of energy and produces CO 2 emissions [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF][START_REF] Liu | Combined cooling, heating and power systems: A survey[END_REF]. As for disadvantages, the fuel cells have very high investment costs and a shorter lifetime [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF][START_REF] Brett | Fuel cell systems for small and micro combined heat and power (CHP) applications[END_REF]. Additionally, to use solid biomass as a fuel in the FC micro-CHP system, a gasification system is required to further produce biogas at a high fuel purity level [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF].

The fuel cells are classified into different categories by the following used electrolyte types: phosphoric acid FC (PAFC), proton exchange membrane FC (PEMFC), molten carbonate FC (MCFC) and solid oxide FC (SOFC). The operating temperature of the fuel cells differs from 80°C to 1000°C based on the category [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF][START_REF] Ellamla | Current status of fuel cell based combined heat and power systems for residential sector[END_REF]. The PAFC and MCFC types are used only in large-scale power plants and are not suitable for residential-scale applications [START_REF] Ellamla | Current status of fuel cell based combined heat and power systems for residential sector[END_REF]. However, the PEMFC and SOFC are the most suitable for the residential micro-CHP application and are gaining more attention in the building sector [START_REF] Ellamla | Current status of fuel cell based combined heat and power systems for residential sector[END_REF][START_REF] Perna | Residential cogeneration and trigeneration with fuel cells[END_REF]. The PEMFC can be divided into low-and high-temperature PEM fuel cells depending on the operating temperature ranging from 60-80°C to 100°C -200°C, while the SOFC operating range is 700°C-1000°C [START_REF] Ellamla | Current status of fuel cell based combined heat and power systems for residential sector[END_REF].

The PEMFC and SOFC are considered in this review because they have high potential in the residential micro-CHP applications, and they can be fed by biogas. Table 2 shows the list of fuel cell micro-CHP systems with and without solar support. 

Internal combustion engine

The piston-driven internal combustion engines are the most developed and proven technology of the fuel-fired prime mover technologies due to their utilization in vehicles and low investment costs [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. However, it is used in electricity generation and CHP applications as well.

In terms of micro-cogeneration, the spark-ignited Otto engine is applied and gaseous or liquid fuels are combusted in the internal combustion chamber [START_REF] González | Review of micro-and small-scale technologies to produce electricity and heat from Mediterranean forests' wood chips[END_REF]. Due to the internal combustion process, the ICE-based micro-cogeneration systems cannot use directly solid fuels, such as biomass, but the gasification can be used to produce suitable syngas from biomass [START_REF] González | Review of micro-and small-scale technologies to produce electricity and heat from Mediterranean forests' wood chips[END_REF].

However, the ICE is highly sensitive to the purity of the fuel gas in terms of efficiency reduction [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. As a micro-cogeneration system, the waste heat from the ICE is recovered from the exhaust gas and jacket water to cool the engine. The electricity is generated by the piston displacement.

The micro-scale ICE cogeneration systems can reach higher electrical efficiency than the other prime mover technologies resulting in 30 %-35 %, which makes it attractive [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. However, in terms of building applications, the thermal energy demand is significant, and the thermal losses of the ICE are higher compared to the other prime movers [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. 

Stirling engine

The Stirling engine operates on a closed and regenerative thermodynamic cycle, whereas the cyclic expansion and compression of the working fluid, (i.e air, helium or hydrogen) are used to move the piston and generate electricity. The pressure variation is created by heating and cooling the engine's hot and cold ends. This prime mover technology is based on the exterior heat source allowing a wide range of renewable fuels to be used, such as biomass, biogas and solar. In terms of building applications, the Stirling engines have the quietest operation potential compared to other engines, suitable power-to-heat ratio and low maintenance requirements [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]. In Figure 1-12 is presented the domestic ÖkoFEN micro-CHP unit with its Stirling engine. Ferreira et al. [START_REF] Ferreira | Assessment of the Stirling engine performance comparing two renewable energy sources: Solar energy and biomass[END_REF] assessed the Stirling engine performance comparing solar energy and biomass as primary energy source. Based on the simulations, the biomass-fueled alpha-Stirling engine provided 87.5% more power output and significantly higher operation temperatures compared to solar powered engine. Finally, the levelized costs of energy for the solar powered system were 52% higher than biomass-fueled system. Additionally, the biomass-fueled system overcomes the fluctuating nature of solar energy. In Table 1-4 is presented Stirling engine micro-CHP systems hybridized by solar energy. 

Organic Rankine cycle

The organic Rankine cycle (ORC) is based on the conventional Rankine cycle and organic fluids, such as toluene, n-pentane or hydrocarbons, as a working fluid instead of pure water. Using the organic fluids enables the utilization of the lower vaporization temperatures and low-heating value fuels, such as geothermal, solar or biomass [START_REF] González | Review of micro-and small-scale technologies to produce electricity and heat from Mediterranean forests' wood chips[END_REF]. The main principle of the Rankine cycle (RC) is to produce mechanical work by vaporizing high-pressure working fluid which expands in a turbine to lower pressure. Thus, the main components to enable the ORC are the feed water pump, evaporator, expander and condenser. The good development of the RC has its roots in the 1980s, and it has been utilized in the industrial-scale power plant applications [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. The ORC-based micro-cogeneration systems are also widely studied by research centers and companies, but the market availability of the systems is still limited [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF]. The main difference between the building-related ORC applications to the industrial ORC is the dynamic energy demand profile and non-steady operation conditions with a requirement of a short response time. Due to this, the main development requirements should be focused on the evaporator of the ORC to enhance the delivery of the primary energy to the cycle [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF].

In Table 1-5 is presented the ORC-based micro-CHP systems hybridized by solar energy. 

Exergy approach 4.1 Introduction

Thermodynamics is a field of science considering energy with four laws and the following terms: heat Q, work W, pressure p, temperature T, entropy S and internal energy U [59]. The first law of thermodynamics considers the quantity and conservation of energy. It quantifies the amount of energy which can change its form, but the total amount remains constant in the system. The second law of thermodynamics states that, in addition to the quantity, the quality of energy exists. As opposed to the quantity, the quality of energy is always destroyed in an energy conversion process. The amount of destroyed quality can be used as a second efficiency measure for energy conversion processes.

The exergy concept has its fundamentals back in 1824 when Sadi Carnot stated that the temperature difference defines the available work of a heat engine [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF]. This was the beginning of the second law of thermodynamics on which, in addition to the first law of thermodynamics, the exergy approach is based. In the 1870s, Josiah Willard Gibbs introduced the term "available energy" of a system, and he developed the concept of Gibbs free energy [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF][START_REF] Gibbs | Graphical methods in the thermodynamics of fluids[END_REF]. Until the end of the 1960s, the theory of exergy was contributed by multiple scientists from many countries, such as Germany, France, the US and Russia, and completed in a big picture [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF]. However, the penetration of the exergy analysis within the practical applications was still low.

In the 1970s, humankind faced its first oil-crisis 1973, and the energy efficiency improvements became a focus of industries and governmental agencies [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF]. This was the beginning of applying the exergy method in significantly growing number of applications to improve the hidden inefficiencies of the energy conversion processes. The engineers started to adopt the exergy analysis more and more as a useful concept to analyze energy systems after 1977 [59].

Sciubba and Wall [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF] presented the modern definition of exergy based on the work of Gibbs: "The exergy is the maximum theoretical useful work obtained if a system S is brought into thermodynamic equilibrium with the environment by means of processes in which the S interacts only with this environment.". Dincer and Rosen [START_REF] Dincer | Exergy: Energy, Environment and Sustainable Development[END_REF] defined the exergy to be "the maximum shaft work that can be done by the composite of the system and a specified reference environment". Moran and Sciubba [START_REF] Moran | Exergy Analysis: Principles and Practice[END_REF] defined the exergy as follows: "the maximum theoretical work that can be extracted from a combined system of system and environment as the system passes from a given state to equilibrium with the environment". On the other hand, Evola et al.

[64] gave a following definition for the exergy: "the maximum amount of work that can be produced by exploiting a system or an energy flow available at a certain temperature, through an ideal reversible process evolving until the dead state is reached". As can be said, a beloved child has many names, the following terms have been used for exergy through its history of development: availability, essergy, useful energy, available energy, work potential, thermodynamic potential and technical working capacity [59,[START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF][START_REF] Dincer | Exergy: Energy, Environment and Sustainable Development[END_REF].

The first law of thermodynamics-based energy analysis is used to quantify the amount of energy which can only change the form in the conversion process and not be created or destroyed. However, it does not count how well the quality of the fuel energy is preserved in the energy conversion process. In contrast to the energy analysis, the exergy analysis quantifies the quality of energy which is destroyed in each irreversible energy conversion process. The quality of energy is measured as a work potential of a heat engine to the specified environment or system equilibrium. The exergy analysis is used to reveal more information about the energy system efficiency than quantity-based energy analysis which does not take into account the work potential or quality of different energy levels.

The energy flows in the building environment mainly consist of space heating, cooling, domestic hot water and electricity of which electricity is seen as pure exergy. However, the thermal products are required at a low-temperature level which indicates low quality. To have an efficient energy system in the building, the target is to produce the required low-quality energy from low-quality energy sources. However, often high-quality energy sources, such as electricity and fossil fuels, are used as an energy source. This inefficient use of energy sources is not seen by the energy analysis but revealed by the exergy analysis.

Next, the most important issues according to the exergy method are presented and discussed. Additionally, a great number of research studies on the exergy method applied to micro-cogeneration and hybrid renewable energy systems are reviewed and discussed in the following sections.

Reference environment

The amount of the system's energy is independent of its environmental state. However, the reference environment or dead state is always mentioned in the definition of exergy, and the exergy is calculated as a work between the system and its environment or dead state. Due to this, two states are required to be defined when using the exergy analysis. The first state is the actual state of the system, and the second state is the reference state, equilibrium or dead state.

Selecting a suitable reference environment was stated as a problem already in the early years of exergy analysis [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF]. Once the reference environment is specified, the value of exergy can be fixed depending on the state of the system [START_REF] Moran | Exergy Analysis: Principles and Practice[END_REF]. Due to this, the exergy value as a result of the system analysis is highly sensitive to the defined reference environment and its properties should be defined carefully.

The total exergy of a system includes the following four components with different property associations: chemical exergy associated with the chemical composition, physical exergy associated with the system pressure and temperature, kinetic exergy associated with the velocity of the system and potential exergy associated with the system height [START_REF] Tsatsaronis | Definitions and nomenclature in exergy analysis and exergoeconomics[END_REF]. The physical exergy has two components: thermal and mechanical exergy. In terms of thermal exergy, the reference environment is described by the temperature. The greater the difference between the state and its environment, the greater the amount of exergy and the useful work.

In terms of micro-cogeneration and hybrid renewable energy systems in buildings, a restricted dead state, defined by Moran and Sciubba [START_REF] Moran | Exergy Analysis: Principles and Practice[END_REF], can be considered. At this state, only the physical exergy in terms of mechanical and thermal equilibrium is taken into account and the difference to the environment in the velocity and elevation properties are set to zero [START_REF] Moran | Exergy Analysis: Principles and Practice[END_REF]. At the restricted dead state, the reference temperature and pressure can be set to be ambient and atmospheric values of T 0 = 25 °C and p 0 = 1 atm, respectively. However, in this thesis, only the thermal exergy component of the physical exergy is used in the analysis. Additionally, the electrical energy flow produced by the energy systems is considered. Electrical work is seen as pure exergy and can be fully converted into useful exergy.

Typically, the reference environment is defined to be the natural surroundings of the system with constant properties of pressure, temperature and chemical composition. When the system reaches the properties of the reference environment, it has reached the dead state, and there is no possibility to extract useful work anymore. Rosen and Dincer [START_REF] Rosen | Effect of varying dead-state properties on energy and exergy analyses of thermal systems[END_REF] presented that the reference temperature T 0 is the main property which has an impact on the results of the exergy analysis. Additionally, they showed that if the temperature difference between the system and environment is large, the amount of exergy is less sensitive to the variation of the reference temperature. However, if the system temperature is close to the reference temperature, which is the case in micro-cogeneration systems and buildings, the values of exergy are highly sensitive to the variation of the reference temperature [START_REF] Rosen | Effect of varying dead-state properties on energy and exergy analyses of thermal systems[END_REF]. Due to this, in terms of low-temperature applications, the reference temperature should be selected carefully to obtain the most realistic and comparable exergy analysis results.

In terms of the micro-cogeneration systems for buildings, the selected reference temperature in the literature is the ambient temperature of the surroundings [START_REF] Chow | Energy and exergy analysis of photovoltaic-thermal collector with and without glass cover[END_REF][START_REF] Tiwari | Exergy analysis of integrated photovoltaic thermal solar water heater under constant flow rate and constant collection temperature modes[END_REF][START_REF] Gonçalves | Comparative energy and exergy performance of heating options in buildings under different climatic conditions[END_REF]. However, the ambient temperature fluctuates strongly over time which would result in a dynamic reference temperature. The variable reference temperature has been adopted for the exergy analysis by some authors in the literature. However, Pons et al. [START_REF] Pons | On the Reference State for Exergy when Ambient Temperature[END_REF] studied exergy with fluctuating ambient conditions. They stated that the reference temperature T 0 must be fixed and constant because a variable reference temperature would lead to the thermodynamic contradictions. In the literature, there is no agreement of the value of the constant reference temperature, and some authors adopt values such as 20°C or 25°C. However, if the yearly analysis is conducted, the ambient temperature varies strongly in many locations depending on the season of the year. Selecting the reference temperature of 25°C for a winter month leads to misleading results. Due to this, Fujisawa and Tani [START_REF] Fujisawa | Annual exergy evaluation on photovoltaic-thermal hybrid collector[END_REF] adopted the average monthly ambient temperature and Evola and Marletta [START_REF] Evola | Exergy and thermoeconomic optimization of a water-cooled glazed hybrid photovoltaic/thermal (PVT) collector[END_REF] selected the monthly minimum ambient temperature to be a constant reference temperature in the exergy analysis of the solar micro-cogeneration system.

In a conclusion, the selection of the reference environment has a high impact on the results of the exergy analysis, and there is still a lack of a common reference environment definition in the scientific community. The common definition would make different exergy analyses comparable and facilitate the standardized use of exergy analysis in energy systems and buildings.

In this thesis, the monthly average ambient temperature is selected to be the reference environment in the yearly exergy analyses to compare fairly exergy values in the different locations.

Exergy in energy systems

Several books about thermodynamics and the exergy method have shown that the performance of any energy conversion process cannot be measured properly using the analysis based only on the first law of thermodynamics [START_REF] Sciubba | A brief Commented History of Exergy From the Beginnings to 2004[END_REF]. Due to this, the energy flows in the system should be expressed by the exergy indicators. In the scope of this thesis, the thermal exergy has the highest impact on the exergy analysis due to the fact that electrical energy is seen as pure exergy.

Thermal exergy

As discussed earlier, exergy is seen as an extracted work caused by the temperature difference between two states. Heat can be transferred by convection, radiation and mass flows.

When heat is transferred by convection from temperature T to the environment T 0 , the thermal power Q is recognized. The exergy of the thermal power Q transferred by convection under steady-state conditions is calculated as follows [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF]:

𝐸𝑥 = 𝑄 (1 - 𝑇 0 𝑇 ) (1) 
The term in parentheses defines the quality of the thermal power Q and is called "exergetic temperature factor", "quality factor", or "Carnot factor" [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF][START_REF] Dincer | Exergy: Energy, Environment and Sustainable Development[END_REF].

For the radiative heat transfer in which a certain body absorbs radiation from air to convert it into available work or exergy, the following definitions occur [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF]:

𝑄 = ɛ𝜎𝐴(𝑇 4 -𝑇 0 4 ) (2) 
𝐸𝑥 = 𝑄 [1 - 4 3 𝑇 0 (𝑇 3 -𝑇 0 3 ) (𝑇 4 -𝑇 0 4 ) ] (3) 
In Eq. ( 3) the quality factor exists in parentheses as in Eq. ( 1) but it takes also into account the exergy destruction generated by the absorption of the radiation.

The thermal power Q can be transferred also by a mass flow ṁ in temperature T which is greater than the reference temperature T 0 . When taking into account the physical component of exergy, the exergy of the mass flow ṁ can be written [START_REF] Moran | Exergy Analysis: Principles and Practice[END_REF][START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF]:

𝐸𝑥 = ṁ[(ℎ -ℎ 0 ) -𝑇 0 (𝑠 -𝑠 0 )] = ṁ𝑐 𝑝 [(𝑇 -𝑇 0 ) -𝑇 0 𝑙𝑛 ( 𝑇 𝑇 0 )] = ṁ𝑐 𝑝 (𝑇 -𝑇 0 ) [1 - 𝑇 0 (𝑇 -𝑇 0 ) 𝑙𝑛 ( 𝑇 𝑇 0 )] (4) 
where h and s are the specific enthalpy and entropy, respectively and the quality factor is in the last square brackets. This quality factor can be applied in the case of varying states of the system [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF]. In terms of micro-cogeneration and hybrid renewable energy systems in buildings, the thermal exergy of the mass flow is highly important parameter because the mass flow is used to transfer heat from the energy conversion system to the building or thermal storage.

The quality factor f q was defined above using the temperature difference between the system and the reference environment. This factor shows a share of useful work extracted from an energy conversion process which has reached its reference environment. Concerning this, the quality factor can be defined also as a ratio between the available exergy and energy as follows [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF]:

𝑓 𝑞 = 𝐸𝑥 𝐸𝑛 (5) 

Solar irradiation as exergy source

In terms of solar-based micro-cogeneration systems, the exergy of solar irradiation is used as fuel exergy for the system and converted into heat and electricity. According to the common opinion in the literature, solar radiation is not seen as a pure exergy source, but a conversion coefficient, or quality factor, is used to define the exergy of solar irradiation.

However, several opinions occur about defining the magnitude of the conversion coefficient.

Jeter (1981) [START_REF] Jeter | Maximum conversion efficiency for the utilization of direct solar radiation[END_REF] proposed to use the Carnot Factor as a conversion coefficient as follows:

𝜓 = 1 - 𝑇 0 𝑇 𝑠𝑜𝑙 (6)
where T sol is the solar temperature of 5777 K. Using the Carnot Factor approach, it leads to an assumption of the direct contact between the Earth and Sun, and the reversible thermal engine receives the all available solar irradiation as an input. However, this approach does not take into account the quality reduction taken place when solar radiation is converted into useable heat utilized by the ideal heat engine [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF].

According to [START_REF] Petela | Exergy of undiluted thermal radiation[END_REF][START_REF] Bejan | Advanced Engineering Thermodynamics[END_REF], Petela gave a different approach to defining the coefficient. In his study, he compared non-atmospheric solar irradiation to irradiation from an undiluted blackbody.

Next, he used the heat equal to solar irradiation absorbed by the blackbody as an input for an ideal piston cylinder with the initial state presented by (V 1 , T 1 ). Petela stated that the maximum work of the irradiation is defined by this piston cylinder when it settles into the reference temperature (dead-state) T 0 [START_REF] Bejan | Advanced Engineering Thermodynamics[END_REF]. Finally, he presented the following coefficient to calculate the maximum available work from the solar irradiation [START_REF] Bejan | Advanced Engineering Thermodynamics[END_REF]:

𝜓 = 1 - 4 3 𝑇 0 𝑇 𝑠𝑜𝑙 + 1 3 ( 𝑇 0 𝑇 𝑠𝑜𝑙 ) 4 (7) 
The exergy of solar irradiation G irr to a receiving surface A is presented as follows:

𝐸𝑥 𝑠𝑜𝑙 = 𝐴𝐺 𝑖𝑟𝑟 𝜓 (8) 
Eq. (6-7) result in the values of 0.948 and 0.931, respectively [START_REF] Jeter | Maximum conversion efficiency for the utilization of direct solar radiation[END_REF]. In terms of evaluating the available energy of solar irradiation, Pons [START_REF] Pons | Exergy analysis of solar collectors, from incident radiation to dissipation[END_REF] argued that, in addition to the radiative nature, the direct and diffuse irradiation of solar energy should be taken into account. Almost the same daily solar insolation can be observed with different direct/diffuse rations depending on the cloud coverage of the sky. This leads to a qualitative difference in the received solar energy input.

Pons [START_REF] Pons | Exergy analysis of solar collectors, from incident radiation to dissipation[END_REF] showed that if the distinction between direct and diffuse radiation is taken into account, the quality factor on a cloudy day is between 0.68 and 0.7, and in clear sky conditions between 0.9-0.91. In this way, the varying quality of solar insolation is taken into account, which is missing from the approaches presented by Eq. (6-7). Despite the detailed and accurate approach of Pons, the conversion coefficient presented in Eq. ( 7) is used in this thesis to evaluate solar exergy.

Exergy indicators

To assess the energetic and exergetic performance of a micro-cogeneration system, certain indicators are introduced in the literature. When considering a control volume of an energy conversion system, the following energy and exergy balance equations can be written, respectively:

∑ 𝐸 𝑓𝑢𝑒𝑙 = ∑ 𝐸 𝑝𝑟𝑜𝑑𝑢𝑐𝑡 + ∑ 𝐸 𝑙𝑜𝑠𝑠 (9) 
∑ 𝐸𝑥 𝑓𝑢𝑒𝑙 = ∑ 𝐸𝑥 𝑝𝑟𝑜𝑑𝑢𝑐𝑡 + ∑ 𝐸𝑥 𝑑 [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF] where "fuel" indicates energy and exergy inputs to the system and "product" indicates energy and exergy outputs, such as thermal and electrical products in terms of micro-cogeneration.

According to the first law of thermodynamics, a part of the fuel energy is converted into energy losses, E loss , to the environment. However, according to the second law of thermodynamics, a part of fuel exergy is destroyed, Ex d , in the energy conversion process. The exergy destruction Ex d is called also exergy irreversibility of the process.

The energy and exergy efficiency are the main indicators to measure the effectiveness of converting the fuel energy and exergy into the products and are presented as follows, respectively:

𝜂 = ∑ 𝐸 𝑝𝑟𝑜𝑑𝑢𝑐𝑡 ∑ 𝐸 𝑓𝑢𝑒𝑙 = 1 - ∑ 𝐸 𝑙𝑜𝑠𝑠 ∑ 𝐸 𝑓𝑢𝑒𝑙 (10) 
𝜁 = ∑ 𝐸𝑥 𝑝𝑟𝑜𝑑𝑢𝑐𝑡 ∑ 𝐸𝑥 𝑓𝑢𝑒𝑙 = 1 - ∑ 𝐸𝑥 𝑑 ∑ 𝐸𝑥 𝑓𝑢𝑒𝑙 (11) 
Compared to the energy efficiency η, the exergy efficiency ζ gives a more detailed insight into the performance of the conversion process because it takes into account different values of heat and electricity. Due to this, the exergy analysis is extremely useful in terms of analyzing the cogeneration systems. It also gives a good understanding of how good is the thermodynamic rationality of the energy system [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF]. While the exergy efficiency aims to improve the performance by reducing energy quality degradation, the energy efficiency intends to reduce emission [START_REF] Dincer | Exergy: Energy, Environment and Sustainable Development[END_REF]. For many energy systems, the energy losses to the environment are minimized effectively, and the energy efficiency can be high. However, the exergy destruction in the process can still be high and more difficult to reduce than energy losses. The exergy destruction rate is calculated as follows:

𝛺 = ∑ 𝐸𝑥 𝑑 ∑ 𝐸𝑥 𝑓𝑢𝑒𝑙 (12) 
The exergy destruction rate can be used to identify the system components that cause the majority of the exergy destruction. The exergy irreversibility rate, which causes the exergy consumption, can be calculated based on the exergy efficiency as follows [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF]:

𝐼𝑟 = (1 -𝜁)𝐸𝑥 𝑓𝑢𝑒𝑙 (13) 
The micro-cogeneration systems produce heat and electricity simultaneously from a single fuel source. Due to this, the performance of the cogeneration system is useful to be evaluated by comparing it to the separated production of heat and electricity. The energetic comparison indicator is the Primary Energy Savings (PES) which reveals the savings relative to the reference system of the separated production. The PES is presented as follows [15]:

𝑃𝐸𝑆 = (1 - 1 𝜂 𝑒𝑙 𝜂 𝑔 + 𝜂 𝑡ℎ 𝜂 𝑏 ) × 100% (14) 
where η g and η b are the electrical and thermal efficiency of power grid and thermal boiler, respectively, and η el and η th are electrical and thermal efficiency of the cogeneration system.

Alongside the PES indicator, Ertesvåg (2007) [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF] introduced an exergetic comparison indicator called the Relative Avoided Irreversibility (RAI) which takes into account also the thermodynamic value difference between heat and electricity. The RAI is expressed by the irreversibility rate generated in the cogeneration and separated production as follows:

𝑅𝐴𝐼 = 1 - 𝐼𝑟 𝐶𝐻𝑃 𝐼𝑟 𝑔 + 𝐼𝑟 𝑏 (15)
The introduced comparison indicators are used to evaluate the novel hybrid renewable energy system based on micro-cogeneration to the reference system in this thesis.

From steady state to dynamic exergy analysis

The exergy analysis can be conducted as a steady-state, quasi-steady state or dynamic analysis [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF]. Compared to high-temperature energy conversion processes, such as centralized thermal power plants, the micro-cogeneration systems operate close to the outdoor conditions.

Due to this, the exergy flows in the micro-cogeneration systems are highly sensitive to variations in the conditions of the reference environment as discussed in section 3.1. As consequence, the dynamic exergy analysis is required to conduct an accurate performance analysis of the microcogeneration systems and a steady-state analysis is recommended to be used only for the first estimations of the system exergy performance [START_REF] Evola | Exergy analysis of energy systems in buildings[END_REF].

The quasi-steady analysis is a simplification of the dynamic analysis and can be a reasonable solution if conducting the fully dynamic exergy analysis is demanding. The error between the analyzing methods depends on the climate conditions and is expected to be larger for the milder conditions [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF]. [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF] [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF] concluded that when comparing different energy systems, such as solar micro-cogeneration systems, the quasi-steady or dynamic exergy analysis is the best choice to evaluate the performance in terms of minimizing the error in the analysis.

In this thesis, the energy systems are compared under different climate conditions, which led to a decision of using the dynamic exergy analysis for a fair comparison between the selected locations.

Exergy of different technology types

The different technology types for building energy systems can be evaluated based on their energy performance. However, the exergy performance gives better insight into energy quality degradation in the conversion process by revealing the real thermodynamic performance of the system. Energy efficiency concerns only the quantity aspects related to energy production neglecting the quality aspect. For this reason, the exergy method, which is based on the second law of thermodynamics, is used to complete the energy assessment of the system.

Depending on the energy conversion technology, different amounts of exergy is destroyed to get electricity and useful heat. takes "free" energy from the environment. However, from the exergy point of view, the environment is taken into account, and only the electricity used in the heat pump has quality as an input in the energy conversion process. Figure 1-13 shows that a combined heat and power system has the highest exergy efficiency of 40 %. Its energy efficiency is the same as the oil furnace, but the high quality of the electricity production increases the exergy efficiency significantly. Based on the exergy efficiency, the use of cogeneration is highly recommended [START_REF] Wall | EXERGY-A USEFUL CONCEPT WITHIN RESOURCE ACCOUNTING 1[END_REF][START_REF] Andlauer | Optimisation systémique de micro-cogénérateurs intégrés au bâtiment[END_REF].

Electricity is seen as pure exergy, and the exergy content of heat depends on the temperature difference between heat and the environment or the reference state. Solar radiation has high exergy content and has a quality factor of around 0.93 [START_REF] Wall | Life Cycle Exergy Analysis of Solar Energy Systems[END_REF]. The energy and exergy efficiency of solar PV is 15 % and 16 %, respectively. The exergy efficiency is higher because electricity is seen as pure exergy, but solar radiation is not. The energy efficiency of the solar PV is mainly limited due to the physical limitations in the photoelectric conversion and heat losses to the environment are caused by the conversion process. Solar heat generation reaches the energy conversion efficiency of 75 %, but the exergy efficiency is only 10 % due to the low-temperature level of the generated heat, which is close to the ambient temperature. The solar cogeneration technology can reach an energy efficiency of over 66 %, but the exergy efficiency is the same as the solar PV because the temperature of the generated low-grade heat is even closer to the ambient temperature than in the solar thermal technology [START_REF] Wall | Life Cycle Exergy Analysis of Solar Energy Systems[END_REF].

However, the electrical efficiency of the PVT should be higher than solar PV because of the cooling effect, which increases the electrical energy and exergy efficiency. This should be taken into account when comparing solar PV and PVT technologies [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF]. Additionally, hightemperature PVT technologies have been developed, and those can reach the same temperature levels as solar thermal [START_REF]Naked Energy Virtu PVT[END_REF]. Due to this, the exergy efficiency of solar cogeneration increases significantly.

Torio and Schmidt (2011) [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF] introduced, in the Annex 49 Final Report, the low exergy approach for buildings and their energy systems. They presented that the most efficient and sustainable way to produce energy is to have a good match between the supply and demand in terms of their quality levels. The high-quality fuel should be used to satisfy high-quality demand and vice versa. Figure 1-15 presents the energy quality flows in the building environment to match the quality levels of the supply and demand sides.

Figure 1-15: Optimal matching of the supply and demand quality levels in the building environment [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF].

The heat demand in buildings has typically low-quality demands, as shown in Figure 1-15, the domestic hot water is required at 55°C to 60°C, and the room temperature is maintained at around 20°C. For these purposes, the low-quality energy sources are ground source, solar and waste heat [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF]. As discussed earlier, solar irradiation has a quality factor of 0.93, which is almost as high as natural gas of 1.03. However, the exergy approach does not separate non-renewable and renewable energy sources, which should be always evaluated in addition to the exergy analysis [START_REF] Blanco | Comparison and optimization of building energy supply systems through exergy analysis and its perspectives[END_REF]. Due to this, in the case of solar energy, it has to be taken into account that it is free of charge and of CO 2 emissions which makes it highly sustainable. Generally, the high-quality fuels, such as fossil fuels or biomass, are required to produce electricity (f q = 1) for the household appliances. In this case, biomass fuel is the most sustainable way to produce electricity due to its renewable nature and low CO 2 emissions. However, biomass is a limited renewable source which should be used in the high efficient systems [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF]. The external combustion engine-based cogeneration systems are well suitable for high efficient biomass use.

In a conclusion, when evaluating the energy technology types for buildings, the usage of the exergy approach is highly recommended. This approach reveals the thermodynamic reality of efficiency and takes into account the environment where we live. Completing the energy assessment with the exergy approach reveals that the micro-cogeneration systems can have significantly higher exergy efficiency (40%) than the boiler (4%). Additionally, Torio and Schmidt [START_REF] Torio | Exergy Assessment Guidebook for the Built Environment' Low Exergy Systems for High-Performance Buildings and Communities Operating Agent for the ECBCS Executive Committee Support Services Unit, on behalf of the Contracting Parties of the Internatio-nal E[END_REF] stated that the cogeneration systems should be used for heating instead of the highenergy efficient boilers. Based on the given review of the exergy in the different technology types, the solar and fuel-fired cogeneration systems can have a renewable nature and the highest exergy efficiencies. Due to this, in this thesis, micro-cogeneration systems are studied, and a novel hybrid renewable energy system is proposed and analyzed to improve energy production efficiency in buildings.

Exergo-economics

Decades later, after the concept of the exergy was introduced, a need to link thermodynamics and costing aspects arose. In 1932, J. H. Keenan [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF] proposed a costing method which used exergy to allocate costs properly to different energy products. He studied a cogeneration plant and concluded that exergy, instead of energy, gives the proper measure for the economic value of the produced electricity and steam. J.H. Keenan was followed by M. Benedict, who presented the use of exergy costing method in the optimal system design in 1949 [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF].

Energy economics is a field which combines energy and economics to define monetary values for different energy commodities, such as fuel, electricity and heat. However, the fact is that energy is a quantity and not of value, and, due to this, there is no relation between the costs and value (Rosen [4]). However, exergy represents the value of energy and combining economics with exergy is a rational costing method (Rosen [4]).

The term "exergo-economics" was first introduced by Tsatsaronis in 1983 [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]. He wanted clearly to describe a thermo-economic analysis which integrates exergy and economics with exergy costing. Thermo-economics consider any thermodynamic analysis conducted with or next to any economic analysis of the same system, and the analyses do not have to be merged [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]. In this case, the thermodynamic analysis can take into account both the first and/or second law of thermodynamics. Thermo-economics has the following two separate quantifiers: energy/exergy and money of which the first assess the technical performance of a system and the second the profitability of the energy products [START_REF] Sciubba | Exergo-economics: Thermodynamic foundation for a more rational resource use[END_REF]. However, in exergo-economics the exergybased thermodynamic analysis is integrated with the economic analysis assigning monetary values for the exergy flows through exergy costing [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF].

Principles of exergo-economics

The exergo-economics are based on the exergy flows, exergetic and non-exergetic costs.

In terms of cogeneration systems, a certain input exergy flow is experienced by the system and generated into two different exergy products, heat and electricity. Additionally, valueless exergy destruction flow occurs due to irreversibility in the conversion process. On the component level, an input flow can be a product of a previous system component, and the product can be an output of the system or input for the next component in the system [87].

In addition to exergy flows, each component has cost flows that can be divided into exergetic and non-exergetic cost flows. The exergetic cost flow depends on the exergy flow entering and leaving the component and refers to the money used to produce a certain exergy flow. The non-exergetic cost does not depend on the magnitude of the exergy flows in the component but refers to the initial investment cost and operation and maintenance cost of the component [87]. Figure 1-16 shows the exergy, exergetic cost and non-exergetic cost flows of the k th component. The exergy input cost flow is seen as a fuel "F", and the exergy product cost flows are seen as product "P". In terms of cogeneration, Product 1 is electricity, and Product 2 is heat, and the related exergy product costs are Ċ P1 and Ċ P2 . In the exergo-economic cost balance of the component, the exergy product cost flows equal to the sum of the component's non-exergetic cost and the exergy input cost. Generally, the costs in the exergo-economic analysis are presented as rates in 1/s or 1/h, and the analysis is conducted in a steady state with the constant rates of the costs. The non-exergetic cost of the component k is as follows [87]:

Ż 𝑘 = Ż 𝐼 + Ż 𝑂𝑀 (16)
where Ż I is the initial investment costs and Ż OM is the operation and maintenance cost of the component. Generally, the exergy cost associated with a certain exergy flow is calculated as follows [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]:

Ċ 𝑖 = 𝑐 𝑖 𝐸𝑥 ̇𝑖 (17) 
where 𝐸𝑥 ̇𝑖 is the exergy rate of the considered flow and c i is the specific cost of exergy unit in the flow i. The exergy destruction flow defines the irreversible loss of exergy within the component. The monetary value of the destruction flow can be set to zero if the analysis aims to calculate the costs of the final products [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]. In this case, the exergy destruction cost rates Ċ d are directly transferred to the final exergy products, such as heat and electricity in a cogeneration system [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]. Finally, the exergo-economic cost balance for the component k in Figure 1-16 is presented as follows [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF]:

Ċ 𝑃1 + Ċ 𝑃2 = Ċ 𝐹 + Ż 𝑘 -Ċ 𝑑 (18) 
𝑐 𝑃1 𝐸𝑥 ̇𝑃1 + 𝑐 𝑃2 𝐸𝑥 ̇𝑃2 = 𝑐 𝐹 𝐸𝑥 ̇𝐹 + Ż 𝑘 [START_REF] Roselli | Experimental analysis of microcogenerators based on different prime movers[END_REF] Equation [START_REF] Roselli | Experimental analysis of microcogenerators based on different prime movers[END_REF] shows that the exergo-economic analysis can be used to calculate the specific monetary value for the final products of the system by taking into account costly exergy destruction of the fuel exergy and the non-exergetic costs. These specific costs of the final product can be used for pricing and recovered by selling the products. On the other hand, these costs can be compared to a reference system and recovered by generating savings by onsite use of the products.

Exergo-economic analysis methods

In cost accounting, the costs should represent value, and exergy shows the real value of energy which makes it rational to associate the costs with exergy instead of energy [START_REF] Rosen | A Concise Review of Kernel Methods[END_REF]. As stated by Tsatsaronis (1993) [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF], the exergy and exergo-economic analysis can be considered methods for cost accounting and optimization. Exergo-economics can be used to evaluate multi-product energy systems and their designs, and to optimize the operation and the design of the system or individual component. In the literature, the exergo-economic analysis has been proved to be a rational method for cost accounting and optimization to increase the efficiency of the energy systems. However, there is still an urgent requirement to simplify and standardize the exergo-economic method to be adopted by the engineers and decision-makers as was already in 1993 according to Tsatsaronis [START_REF] Tsatsaronis | Thermoeconomic analysis and optimization of energy systems[END_REF].

The above-discussed fundamentals of exergo-economics have led to different methods to combine exergy and economics. All these methods have the following common characteristics:

they use exergy as a commodity of value, define the costs and prices of the exergy products of the system, evaluate economic profitability and feasibility and aim to optimize the operation and design of energy systems by minimizing costs [START_REF] Rosen | A Concise Review of Kernel Methods[END_REF]. [START_REF] Rosen | A Concise Review of Kernel Methods[END_REF] [START_REF] Rosen | A Concise Review of Kernel Methods[END_REF] reviewed different methods to conduct the exergo-economic analysis. He distinguished the following most common methods: loss-cost ratio analysis, EXCEM analysis, exergy cost accounting, and exergy and environmental economics.

The loss-cost ratio analysis recognizes the correlations between exergy destruction and capital costs to improve system design in terms of efficiency or capital costs reduction [START_REF] Rosen | Exergy-cost-energy-mass analysis of thermal systems and processes[END_REF]. The EXCEM analysis was developed by M.A. Rosen and I. [START_REF] Rosen | Exergy-cost-energy-mass analysis of thermal systems and processes[END_REF] [START_REF] Rosen | Exergy-cost-energy-mass analysis of thermal systems and processes[END_REF] to enhance the process simulator software Aspen Plus by the exergy approach. The analysis is used to assess process and system and is based on the four quantities, as indicated in the name: exergy, cost, energy and mass [START_REF] Rosen | Exergy-cost-energy-mass analysis of thermal systems and processes[END_REF]. The main principle of the EXCEM analysis is that mass and energy flows are conserved and exergy and cost flows decrease and increase, respectively, or remain constant [START_REF] Rosen | Exergy-cost-energy-mass analysis of thermal systems and processes[END_REF].

The widely used and general methodology of exergy cost accounting is the SPECO analysis proposed by Lazzaretto and Tsatsaronis [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF]. The name of the analysis indicates the Specific Exergy Costing, and it is used systematically to determine exergy efficiencies and costs per exergy unit in energy systems [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF]. The main principle of the SPECO is to define exergy fuel(s) and product(s) of each system component. Afterwards, the fundamentals from business administration are used to form the cost balances and auxiliary costing equations to calculate the exergy-related costs for each exergy input and output flow of the system components [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF].

The SPECO analysis uses the fuel-product (F-P) principle to determine the costs of the exergy flows. In contrast to exergy analysis, the exergy costing based on the F-P principle does not distinguish between costs of high-and low-value products. According to Lazzaretto and Tsatsaronis [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF], the P principle concludes that supplying any exergy unit to any product stream happens at the same average cost. This leads to the fact that the P principle is against the principle of high quality and high price, for example, electricity should have a higher price due to the higher energy level than low-grade waste heat. To solve this contradiction, Wang et al. [START_REF] Wang | Modified exergoeconomic analysis method based on energy level with reliability consideration: Cost allocations in a biomass trigeneration system[END_REF] proposed a modified exergo-economic analysis method to allocate the multi-product cost consistently according to the principle of high quality and high price. They considered different energy levels of different exergy products by applying a principle stating the direct proportionality of the specific cost of any flow to its energy level. The energy level of electricity equals 1 and is defined as follows for thermal products [START_REF] Wang | Modified exergoeconomic analysis method based on energy level with reliability consideration: Cost allocations in a biomass trigeneration system[END_REF]:

𝐸𝐿 = 𝛥𝐸𝑥 𝛥𝐻 = 1 -𝑇 0 𝛥𝑆 𝛥𝐻 (20) 
where T 0 , ΔEx, ΔS and ΔH are the reference temperature, exergy, entropy and enthalpy changes, respectively.

The environmental aspects are added to the analysis in exergy and environmental economics. Sciubba [START_REF] Sciubba | Beyond thermoeconomics? The concept of Extended Exergy Accounting and its application to the analysis and design of thermal systems. Exergy[END_REF] proposed a method called Extended Exergy Accounting (EEA) which integrates exergy accounting and thermos-economics with environmental factors. The main benefit of the EEA is that it enables a direct quantitative comparison of non-exergetic parameters, such as labor and environmental impact. This is conducted by calculating the exergetic equivalents for non-exergetic parameters.

Exergy and exergo-economics applied to micro-cogeneration systems

Micro-cogeneration, or combined heat and power (CHP), systems have been seen as a key technology to reduce primary energy use and CO 2 emissions in the building sector. These systems have been modelled and analyzed by several authors in the literature. The International Energy Agency published Annex 42 [START_REF] Beausoleil-Morrison | An Experimental and Simulation-Based Investigation of the Performance of Small-Scale Fuel Cell and Combustion-Based Cogeneration Devices 241 Serving Residential Buildings Energy Conservation in Buildings and[END_REF], in which the fuel-fired micro-cogeneration systems for residential buildings were studied in terms of model development and experimental testing. They built up an experimental set-up and modelled the detailed behavior of the unit in terms of start-up and cool-down periods and partial load performance. Martinez et al. [START_REF] Martinez | Numerical Investigation of Energy Potential and Performance of a Residential Building-Integrated Solar -Chp System[END_REF] investigated the performance of a solar micro-cogeneration system integrated into a residential building. The parabolic trough collectors were used to produce steam for a steam engine prime mover. The PVT collectors can be seen as micro-cogeneration systems. Brottier and Bennacer (2020) [START_REF] Brottier | Thermal performance analysis of 28 PVT solar domestic hot water installations in Western Europe[END_REF] investigated experimentally the thermal performance of 28 PVT installations in the residential building environment. The modelling and energy performance of the PVT collectors in the residential building sector has been studied widely in the literature [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF][START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF][START_REF] Barbu | Numerical model and parametric analysis of a liquid based hybrid photovoltaic thermal (PVT) collector[END_REF][START_REF] Da Silva | Hybrid photovoltaic/thermal (PV/T) solar systems simulation with Simulink/Matlab[END_REF][START_REF] Zhou | Optimization design method and experimental validation of a solar pvt cogeneration system based on building energy demand[END_REF][START_REF] Wang | Spectral-splitting hybrid PV-thermal (PVT) systems for combined heat and power provision to dairy farms[END_REF][START_REF] Herrando | Technoeconomic modelling and optimisation of solar combined heat and power systems based on flat-box PVT collectors for domestic applications[END_REF][START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF][START_REF] Herez | Parabolic trough photovoltaic/thermal hybrid system: Thermal modeling and parametric analysis[END_REF].

The above-mentioned studies considered only the performance analysis based on the first law of thermodynamics. However, the second law of thermodynamics is required to complete the energy assessment of the micro-cogeneration systems. In terms of fuel-fired micro-cogeneration, the exergy analysis has been conducted in steady-state conditions without building or environmental-related dynamic behavior. Gonçalves et al. [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF] conducted an energy and exergy analysis on the steady-state experimental data of the ICE-based micro-cogeneration system and compared the performance to a reference system. Taie et al. [START_REF] Taie | Detailed thermodynamic investigation of an ICE-driven, natural gas-fueled, 1 kWe micro-CHP generator[END_REF] studied the energy and exergy performance of the ICE-based cogeneration system on the device and component level to identify the main areas of inefficiency. They conducted the analysis on the steady-state experimental data. Their results revealed that the largest exergy destruction occurred in heat transfer. However, these both steady-state exergy analyses used a different definition of the reference environment. Gonçalves et al. [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF] selected to use as a reference temperature the cooling water temperature of 10°C, and Taie et al. [START_REF] Taie | Detailed thermodynamic investigation of an ICE-driven, natural gas-fueled, 1 kWe micro-CHP generator[END_REF] used the environmental temperature of 20°C. Due to the dependence on the constant fuel feed, the steady-state analysis of the fuel-fired micro-cogeneration units using the constant reference temperature in the exergy analysis is reasonable. However, the exergy performance of the solar-based micro-cogeneration systems is highly dependent on fluctuating environmental conditions, such as solar irradiation and ambient temperature. Due to this, a more dynamic analysis is reasonable to analyze the exergy performance of the PVT collectors over a certain time horizon. Several authors have conducted the exergy analysis of the PVT collectors [START_REF] Chow | Energy and exergy analysis of photovoltaic-thermal collector with and without glass cover[END_REF][START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF][START_REF] Alomar | Energy and exergy analysis of hybrid photovoltaic thermal solar system under climatic condition of North Iraq[END_REF][START_REF] Kallio | Exergy optimization of a multi-stage solar micro-cogeneration system[END_REF]. However, some of the authors have not stated clearly the conditions used in the exergy analysis. Evola and Marletta [START_REF] Evola | Exergy and thermoeconomic optimization of a water-cooled glazed hybrid photovoltaic/thermal (PVT) collector[END_REF] conducted a dynamic exergy analysis of the PVT collector and operation optimization. The reference temperature was changed dynamically, and the monthly minimum temperature was used as a reference temperature in their analysis. Finally, they conducted exergo-economic costing method for the PVT thermal and electrical output. Abdul-Ganiyu et al. [START_REF] Abdul-Ganiyu | Techno-economic analysis of solar photovoltaic (PV) and solar photovoltaic thermal (PVT) systems using exergy analysis[END_REF] used exergy analysis to analyze experimentally the technical and economic performance of the PVT collector in comparison to the PV panel. Finally, the PVT resulted in a lower levelized cost of exergy than the PV system, especially, if the battery storage was connected to the system. In their exergy analysis, the yearly average daily ambient temperature was used as a reference temperature.

Based on the literature review, the exergy analysis is widely applied to different microcogeneration systems. However, there is a lack of a common approach to selecting the reference temperature, which has a significant impact on the results of the exergy analysis, especially in low-temperature applications.

The micro-cogeneration systems rarely operate as a single unit but are integrated with the whole building system including highly dynamic energy demand. The cogeneration systems are typically integrated with thermal and/or electrical storage and can be hybridized with other energy production systems. Mahian et al. [START_REF] Mahian | Exergy analysis in combined heat and power systems: A review[END_REF] presented a review on exergy analysis in the cogeneration systems with different prime movers. Their results revealed that more exergy-based investigations are recommended on small-scale systems in the residential sector. Additionally, more research should be focused on hybrid cogeneration systems with renewable energy sources.

The exergy analysis of a single micro-cogeneration unit can be extended to consider an exergoeconomic analysis of a hybrid renewable energy system based on cogeneration. Wang et al.

conducted the exergy and exergo-economic analysis of the hybrid energy system based on the ICE micro-cogeneration with solar heat collectors in [START_REF] Wang | Performance investigation of a solar-assisted hybrid combined cooling, heating and power system based on energy, exergy, exergo-economic and exergo-environmental analyses[END_REF] and concentrated PVT collectors in [START_REF] Wang | Exergo-economic analysis method and optimization of a novel photovoltaic/thermal solar-assisted hybrid combined cooling, heating and power system[END_REF]. The analysis of the system was done in steady-state conditions for cooling and heating periods. However, a constant reference temperature of 25°C was used throughout the analysis. In their exergo-economic analysis, the energy levels of the different energy products were taken into account to handle the fact that the higher quality energy product should have a higher specific cost of exergy. Chen et al. (2021) [START_REF] Chen | Exergo-economic assessment and sensitivity analysis of a solar-driven combined cooling, heating and power system with organic Rankine cycle and absorption heat pump[END_REF] presented the exergy and exergo-economic analysis of the solar-driven combined cooling, heating and power system based on the organic Rankine cycle and absorption heat pump for residential energy production. In their analysis, the energy levels of the products were taken into account, and the steady-state analysis was separated into three seasons: heating, cooling and transition. Additionally, the analysis was conducted under conditions of four different climatic regions in China. The reference temperature of the analysis was selected to be the average ambient temperature of each season and specific for each location.

The above-mentioned exergo-economic studies considered only the steady-state operation conditions. This approach has been more used in the large power plant applications where the exergy flows stay constant over a certain period. However, when including solar technologies and highly dynamic residential energy demand profiles in the analyzed system, dynamic system analysis is more recommended than a steady state. Calise et al. ( 2015) [START_REF] Calise | Exergetic and exergoeconomic analysis of a renewable polygeneration system and viability study for small isolated communities[END_REF] presented dynamic exergy and exergo-economic analysis of a renewable polygeneration system which provided heating, cooling and electricity for small isolated communities. They were able to present exergy flows and efficiencies of each system component on the hourly level.

Additionally, they presented the exergo-economic costs of the energy products on weekly and seasonal levels. However, in their analysis, the energy levels of different energy products were not taken into account and the reference temperature of 25°C was selected to be constant over a year. As discussed in Section 3.1, the reference temperature has a higher influence on the exergy generation if the system is operating close to the ambient conditions. This would lead to a recommendation of using changing reference temperature.

Based on the given literature review on the exergy and exergo-economics, more accurate and dynamic analysis of hybrid renewable energy systems is required including different weather conditions, seasonally adaptable reference temperature and the consideration of energy levels of the cogenerated energy products. In this thesis, different dynamic models from a single microcogeneration unit to a hybrid renewable energy system are developed to conduct advanced and detailed energy, exergy and exergo-economic analyses and optimization.

Conclusion

In this Chapter, the state-of-art of exergy method in the micro-cogeneration systems was presented. First, the definition and benefits of micro-cogeneration were discussed followed by the technologies for solar and fuel-fired micro-cogeneration systems. The literature review on the hybridization of solar technologies with different fuel-fired micro-cogeneration systems was conducted, and the main studies were presented in Section 3. The review showed that hybridization has been studied on the micro-scale but in many cases fossil fuels have been used

to run the micro-CHP unit. Additionally, the utilized solar technology was often either photovoltaic or solar heat but rarely photovoltaic-thermal collector, which is the most efficient way to utilize solar energy in buildings. Due to this, in this thesis, the PVT collector and biomass-fueled Stirling engine micro-CHP unit are further studied and coupled to form a hybrid renewable energy system.

The exergy approach was presented in this Chapter including the exergy and exergoeconomic analysis. This approach has been widely used in the industrial sector to increase the efficiency of power plants and processes. However, due to the high primary energy consumption and CO 2 emissions of the building sector, applying the exergy approach to the building energy systems is becoming more interesting and necessary.

The main studies applying the energy, exergy and exergo-economic analyses on the solar and fuel-fired micro-cogeneration systems were selected for comparison in the PVT is still competitive with the PV panel electrical output, after maximizing its thermal exergy efficiency. The PVT collector is modelled into Matlab/Simulink to evaluate its performance under varying weather conditions. The PV panel is modelled with the CARNOT toolbox library. The optimization is conducted using Matlab gamultiobj-function based on Non-Dominated Sorting Genetic Algorithm-II (NSGA-II). The results indicated 7.7% higher annual energy production in Strasbourg. However, the exergy analysis revealed a better quality of thermal energy in Tampere with 72.9% higher thermal exergy production. The electrical output of the PVT is higher than from the PV during the summer months. The thermal exergy-driven PVT design is still competitive compared to the PV panel electrical output.

Introduction

Micro combined heat and power (µ-CHP) systems are operating in the building sector in order to produce heat and electricity simultaneously. The European Parliament has defined the micro-cogeneration to be the units up to an electrical output of 50 kW [START_REF] Martinez | Numerical Investigation of Energy Potential and Performance of a Residential Building-Integrated Solar -Chp System[END_REF]. Solar energy can be counted to be an inexhaustible source of energy, and it is mostly deployed in the building sector in terms of photovoltaic (PV) panels and thermal collectors [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. This separated production of electricity and heat can be combined by the technology called photovoltaic-thermal (PVT). The 57 57

PVT collector is a renewable solar-based micro-cogeneration unit which produces electricity by the PV module and useful heat by cooling the PV module with a coolant circulation. This leads to increased overall system efficiency but also to increased electrical efficiency of the PV cell due to the decreased operating temperature of the PV module [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF].

Different kind of PVT configurations has been developed and modelled in the literature. which is seen as a next-generation technology in terms of heat removing from the PV panel and effectively to use it. For the future technology, they also marked the integration of the phase change material to the PVT in order to increase energy efficiency. To increase the efficiency of the PVT collector using nanofluids as heat transfer fluid have been investigated in [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF][START_REF] Lee | Efficiency improvement of a photovoltaic thermal (PVT) system using nanofluids[END_REF].

The above-described PVT technologies have a challenge in that the electrical efficiency decreases as the operating temperature increases. On the other hand, higher operating temperature increases thermal efficiency. The novel PVT technologies are investigated and developed in [START_REF] Han | Investigation of CoSO4-based Ag nanofluids as spectral beam splitters for hybrid PV/T applications[END_REF][START_REF] Walshe | Nanofluid Development Using Silver Nanoparticles and Organic-Luminescent Molecules for Solar-Thermal and Hybrid Photovoltaic-Thermal Applications[END_REF] to solve this problem by thermally decouple the electrical and thermal units of the collector. These PVT systems use spectral liquid beam splitter which divides the solar spectrum into different wavelength bands in front of the PV panel. These bands are then used separately by electrical and thermal units, and the liquid operates as cooling fluid [START_REF] Han | Investigation of CoSO4-based Ag nanofluids as spectral beam splitters for hybrid PV/T applications[END_REF].

The performance of the PVT system can be analyzed in terms of energy and exergy analysis. The latter is based on the Second Law of thermodynamics, and it takes into account also the quality of various kinds of energies. The exergy method helps to understand how useful the produced heat is in terms of mechanical work at the temperature in which the heat is available [START_REF] Yazdanpanahi | Experimental investigation of exergy efficiency of a solar photovoltaic thermal (PVT) water collector based on exergy losses[END_REF].

In the literature, several papers about the exergy analysis on CHP-systems and PVT collectors have been published. For example, Feidt et al. [START_REF] Feidt | Two Examples of Exergy Optimization Regarding the 'Thermo-Frigopump' and Combined Heat and Power Systems Two Examples of Exergy Optimization Regarding the 'Thermo-Frigopump' and Com-bined Heat and Power Systems Two Examples of Exergy Optimization Regarding the 'Thermo-Frigopump' and Combined Heat and Power Systems[END_REF][START_REF] Feidt | Energy and Exergy Analysis and Optimization of Combined Heat and Power Systems. Comparison of Various Systems[END_REF] used the exergy analysis to The PVT collector performance is highly depending on the weather. Because of that, it is important to study the PVT performance in different locations with different climate conditions.

In terms of energy analysis, the energy yield of the PVT collector is strongly depending on the solar irradiation of the considered location. However, in terms of exergy analysis, also the ambient temperature around the PVT collector has a big role. Barbu et al. [START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF] studied the energy performance of the residential PVT system under two similar climate conditions Bucharest, Romania and Strasbourg, France. Despite the similar climate conditions, their results indicated 10-12% better energy performance in Bucharest compared to Strasbourg. The study showed that the performance of the PVT is highly dependent on the local weather conditions and estimations of the performance are difficult to make before studying it locally. The PVT performance in different locations was studied in [START_REF] Herrando | Technoeconomic modelling and optimisation of solar combined heat and power systems based on flat-box PVT collectors for domestic applications[END_REF][START_REF] Dubey | Analysis of PV/T flat plate water collectors connected in series[END_REF] as well.

Due to cooling underneath the PV module, the higher electrical output could be expected from the PVT collector than the PV panel. However, the PVT collector is not always fully packed with the PV, which may lead to lower electrical output despite higher cell efficiency.

Abdul-Ganiyu et al. [START_REF] Abdul-Ganiyu | Investigation of solar photovoltaicthermal (PVT) and solar photovoltaic (PV) performance: A case study in Ghana[END_REF] made an experimental comparison of the water-based PVT collector 59 and PV panel performance in Ghana. Their results indicated that the annual electrical output from the PVT was 149.92 kWh/m 2 and from the PV 194.79 kWh/m 2 . The PV cell operating temperatures were lower in the PVT over a year. In their study, the PV panel had a higher rated power than the PVT collector. However, a numerical comparison between the PVT and PV is required to find out the impact of different PVT variables, such as the mass flow rate, packing factor and inlet temperature, on the comparison.

The multi-objective optimization techniques are used to solve optimization problems where the objectives are conflicting between each other. In terms of the PVT collector performance, the electrical efficiency suffers if the thermal efficiency is maximized and the other way round. Due to this, the PVT collector optimization should be done with the multi-objective optimization techniques that take into account the conflicting nature of the PVT operation.

Tamayo Vera et al. [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF][START_REF] Vera | Multi-objective optimization of hybrid photovoltaic-thermal collectors integrated in a DHW heating system[END_REF] studied the multi-objective optimization of the water-based PVT collector performance parameters with the Non-Dominated Sorting Genetic Algorithm-II (NSGA-II). They derived a Pareto optimal set, which illustrates the trade-off between solutions.

The decision variables for multi-objective optimization problems of the PVT collector were the mass flow rate, packing factor and air gap thickness. They found that the solutions that simultaneously maximize both electrical and thermal efficiencies had a mass flow rate of 0.008 kg/s, packing factor of 0.6 and air gap of 8 cm. The air-based PVT collector was optimized using NSGA-II in [START_REF] Ouhsiane | Multi-Objective Optimization of Hybrid PVT Solar Panels[END_REF]. Conti et al. [START_REF] Conti | Cost-benefit analysis of hybrid photovoltaic/thermal collectors in a nearly zero-energy building[END_REF] used the multi-objective optimization to minimize the total costs and non-renewable primary energy consumption of a hybrid energy system, including PVT collectors in a nearly zero-energy building. The exergy efficiency of the PVT collector was optimized using the genetic algorithm in [START_REF] Sobhnamayan | Optimization of a solar photovoltaic thermal (PV/T) water collector based on exergy concept[END_REF]. However, to the best of author's knowledge, there is no work focusing on the multi-objective optimization of the PVT collector's thermal and electrical exergy efficiencies to maximize the quality of the produced energy. In the literature, there is also a lack of work to compare the optimized PVT designs with the PV panel performance.

In this given framework, a research contribution is provided by this paper by analyzing is conducted, and the Pareto optimal set is derived. Finally, the performance of the selected optimized PVT design configurations are compared to the PV panel.

Methodology

Description of Photovoltaic-Thermal (PVT) collector

A water-cooled PVT collector with a sheet and tube heat exchanger is simulated and analyzed in this study. Figure 2-1 shows the geometry and cross-section of the PVT collector [START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF]. The collector consists of glazing, air gap, PV panel, absorber plate with tubes, working fluid and insulation. The cover glass limits the heat losses to the environment and the air gap of 2 cm between the glass and PV panel enhances the heat transfer. The PV layer consists of PV glass, EVA (ethylene vinyl acetate) films, silicon PV cells, protective Tedlar and bonding adhesive. The thermal absorber is a coper plate with the boned parallel water tubes [START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF]. The 61 last layer is few centimeters thick insulation which prevents the heat losses to the environment.

The water-based PVT collector is investigated because they achieve higher overall efficiency than air-based collectors due to the higher heat capacity of water [START_REF] Aste | Design, modeling and performance monitoring of a photovoltaic-thermal (PVT) water collector[END_REF]. High efficient PV cells are still relatively expensive, and in this study, the PVT collector has a polycrystalline silicon PV cell with a reference electrical efficiency (η STC ) of 17.3% at the reference operating temperature (T ref ) of 25 °C. The packing factor (r c ) and the temperature coefficient (β T ) are 0.804 and 0.405%/K, respectively. The diameter of the tubes is 9 mm, and the number is 10. The tilt angle of the PVT collector is 30°, which is only used to estimate transmittance of the cover glass in this study. Regarding to [START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF] the influence of the tilt angle on the transmittance is irrelevant. The inlet temperature of the water-glycol coolant fluid is 20 °C. The following assumptions are taken into account in the mathematical modelling:

• The temperature distribution is uniform in the layers.

• It is assumed that there are no heat losses through the edges.

• The optical and thermal properties of the materials and fluids are constant.

• No surrounding shading or dust is taken into account.

•

The thermal resistance between the layers is negligible.

•

The ambient temperature is equal around the PVT collector.

Meteorological Data

The behavior of the PVT collector depends strongly on the meteorological conditions.

The main influence weather parameters are the solar irradiation, ambient temperature and wind speed. The solar irradiation influences strongly on the electrical output of the PVT and it heats up the material layers of the collector through radiative heat transfer. The ambient temperature and wind speed influence on the temperatures of the PVT layers through the convective and conductive heat transfer. The wind speed influences strongly the heat losses through the surface and back of the PVT collector. In this paper, two different climate conditions are compared, and the behavior of the PVT collector and PV panel under these conditions is investigated.

The selected meteorological conditions are at Tampere, Finland, and Strasbourg, France.

Tampere is the second largest city of Finland and the largest inland city in the Nordic countries. 

Numerical Model of PVT for Energy Analysis

The energy analysis of the PVT collector is based on the First law of thermodynamics and energy performance of the system can be evaluated based on the analysis. The analysis takes into account the thermal and electrical efficiency of the PVT collector and thermal and electrical energy produced by the collector during a certain time period.

The energy balance equations are developed and solved for each layer and the coolant fluid, and for dynamic energy analysis [START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF].

The governing equations are based on the variation of internal energy in a physical body.
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mc dT dt = dU dt (1) 
The energy balance for the glass layer "g" considers on the right hand side the heat losses to the environment consisting of the forced convective heat transfer due to wind (Q g-e,CV ) and radiative losses (Q g-e,RD ). On the other hand, there is the convective and radiative heat transfer from the glass to the PV layer in the air gap (Q g-pv,CV and Q g-pv,RD ) and heat absorbed by the glass Q g [START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF].

m g c g dT g dt = Q g-e,CV + Q g-e,RD + Q g-pv,CV + Q g-pv,RD + Q g = h g-e,
CV A(T e -T g ) + h g-e,RD A(T sky -T g ) +h g-pv,CV A(T pv -T g ) + h g-pv,RD A(T pv -T g )

+Aα g G irr (2) 
The heat transfer coefficient of forced convection (h g-e,CV ) is expressed through the correlation proposed by [START_REF] Mcadams | Heat transmission. 3rd editio[END_REF] and is widely used for numerical PVT models. The correlation covers the wind speed from 0 to 10 m/s.

The heat transfer coefficient of the radiative heat loss (h g-e,RD ) is calculated based on the emissivity of glass (ε g ), the Stefan-Boltzmann constant (σ= 5.67×10-8 W/m 2 /K 4 ) and the equivalent radiative temperature of the sky (T sky ). The temperature of the sky can be calculated as a linear function of the ambient temperature and the sky cloud coverage in octaves (N) [START_REF] Aste | Design, modeling and performance monitoring of a photovoltaic-thermal (PVT) water collector[END_REF]. If clear sky conditions are assumed or there is no data available on the cloud coverage, Equation

(5) can be further simplified to Equation [START_REF] Simon | Energy consumption continues to rise in Europe: Eurostat[END_REF], with less than 1% effect on the thermal and electrical output of the system [START_REF] Guarracino | Dynamic coupled thermal-and-electrical modelling of sheet-and-tube hybrid photovoltaic/thermal (PVT) collectors[END_REF][START_REF] Touafek | Theoretical and experimental study of sheet and tubes hybrid PVT collector[END_REF].

h g-e,RD = ε g σ(T g 2 + T sky 2 )(T g + T sky ) (4) 
T sky = 0.0552T e 1.5 + 2.652N 

The thermal coefficient of the gap (h g-pv,CV ) takes into account the convective heat transfer in the air gap.

h g-pv,CV = Nu air k air H gap (7) 
The Nusselt number correlation for inclined plates, tilt angles from 0 to 60, is given by [START_REF] Hollands | Free Convective Heat Transfer Across Inclined Air Layers[END_REF]. H gap and k air are the thickness of the air gap between glazing and PV layer and thermal conductivity of air, respectively. The radiative coefficient between the glass and the PV panel (h g-pv,RD ) is expressed below:

h g-pv,RD = 1 1 ε pv + 1 ε g -1 σ(T g 2 + T pv 2 )(T g + T pv ) (8) 
The thermal balance of the PV layer "pv" considers the convective and radiative heat transfer to the PV layer (Q pv-g,CV and Q pv-g,RD ) from the glass layer, the conductive heat transfer to the absorber layer (Q pv-a,CD ) through the adhesive layer and the conductive heat transfer through the adhesive layer to the tube at the tube bonding position, the heat absorbed by the PV layer (Q pv ) and electricity production (E).

m pv c pv dT pv dt = Q pv-g,CV + Q pv-g,RD + Q pv-a,CD + Q pv-t,CD + Q pv - E = = h g-pv,CV 𝐴(T g -T pv ) + h pv-g,RD 𝐴(T g -T pv ) + h pv-a,CD A pv-a (T a - T pv ) + h pv-t,CD A pv-t (T t -T pv ) + G irr (ατ) pv -G irr r c η EL(T) (9) 
The heat transfer coefficient in the air gap and the radiation coefficient are calculated in Equations [START_REF]Energy statistics -an overview[END_REF][START_REF]The path of the smart grid[END_REF]. (ατ) pv is the effective absorbance. In Equation ( 9):

h pv-a,CD = k adh H adh (10) 
A pv-a = A (1 - D o W ) (11) 
h pv-t,CD A pv-t = H pv L x pv 2k pv + H adh k adh H pv D o (12) 
x pv = W 4

The PV converts a fraction of the solar radiation into the electricity. However, this also increases the operation temperature T pv , which causes a reduction of the electrical efficiency of the PV cell. Due to this the electrical efficiency of the PV depends linearly on the temperature T pv , the temperature coefficient β PV and on the efficiency at standard conditions T ref .

The efficiency is calculated according to the following relation:

η EL(T) = η STC [1 -β PV (T pv -T ref )] (14) 
The thermal balance of the absorber layer "a" considers the conductive heat transfer to the PV layer (Q a-pv,CD ), the heat transfer to the fluid (Q a-f ) and the heat loss to the exterior through the insulation (Q a-e,CD ).

m a c a dT a dt = Q a-pv,CD + Q a-t + Q a-i,CD = = h a-pv,CD A a (T pv -T a ) + h a-t A a-t (T t -T a ) + h a-i,CD A a-i (T i -T a ) (15) 
Where

A a-i = A ( W -D o W ) (16) 
A a-t = 𝐻 𝑎 𝐿 (17)

h a-t = 2𝑘 𝑖 𝑥 𝑎 (18) 
h a-i = 2𝑘 𝑖 𝐻 𝑖 (19) 
x a = (𝑊 -𝐷 𝑜 ) 4

The heat transfer coefficient to the PV layer (h a-pv,CD) is the same as in Equation [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF].

The energy balance for the tube bonding "t" considers the conductive heat transfer between the absorber plate (Q t-a,CD ), PV layer (Q t-pv,CD ), insulation (Q t-i,CD ) and the coolant fluid (Q t-f ). 

= Q t-pv,CD + Q t-a,CD + Q t-i,CD + Q t-f = = h t-pv,CD A pv-t (T pv -T t ) + h t-a A a-t (T a -T t ) + h t-i,CD A t-i (T i -T t ) +h t-f 𝐴 𝑡-𝑓 (𝑇 𝑓 -𝑇 𝑡 ) (21) 
Where

A t-f = π𝐷 𝑖 𝐿 (22) 
A t-i = ( π 2 + 1) 𝐷 𝑜 𝐿 (23) 
The heat transfer coefficient of the fluid depends on the type of flow (laminar or turbulent) [START_REF] Incropera | Fundamentals of heat and mass transfer[END_REF].

The energy balance for the insulation "i" considers the heat transfer from the absorber plate, tube and to the environment due to conductive and convective heat loss.

m i c i dT i dt = Q i-a,CD + Q i-t,CD + Q t-e,CD+CV = = h a-i,CD A a-i (T a -T i ) + h t-i,CD A t-i (T t -T i ) + h i-e,CD+CV A(T e -T i ) (25) 
The energy balance for the coolant fluid "f" considers the thermal energy coming from the tube (Q f-t ) and the heat accumulated by the fluid (Q f ) as follows:

m f c f dT f dt = Q f-a + Q f = h t-f 𝐴 𝑡-𝑓 (T a -T f ) + ṁc f (T f,in -T f,out ) (26) 
The heat transfer coefficient of the coolant fluid (h t-f ) is calculated in Equation [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. T f is the mean temperature of the fluid. The mass flow rate of the fluid in the channels is (kg/s) and T f,in and T f,out are the inlet and outlet temperatures of the fluid, respectively.

h t-f = { 4.36 k f D H for Re < 2300 0.023 k f D H Re 0.8 Pr 0.4 for Re > 2300 2 k f D H for ṁ= 0 kg/s (24) 
T f = 0.5T f,in + 0.5T f,out (27) 71 71 
The full derivation of the governing equations is presented by Chow [START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF]. The Equations [START_REF] Rousselot | Energy efficiency trends in buildings in the EU[END_REF][START_REF] Balakrishnan | Review on home energy management system[END_REF]15,[START_REF] Jia | Development and applications of photovoltaic-thermal systems: A review[END_REF][START_REF] Herez | Review on photovoltaic/thermal hybrid solar collectors: Classifications, applications and new systems[END_REF][START_REF] Kalogirou | Solar Energy Engineering[END_REF] are implemented to assess the energy performance of the PVT collector. The following thermal, electrical and overall efficiencies can be calculated:

Numerical Model for Exergy Analysis

Compared to energy analysis the exergy analysis is based on the Second Law of Thermodynamics and takes into account the quality of energy. The exergy balance of the system can be expressed as follows:

In the case of PVT collector the exergy flow to the system (Ex in ) comes from solar irradiation. However, solar irradiation is not seen as pure exergy and due to this a conversation coefficient is included in the calculation of the PVT incoming exergy [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF]:

In Equation (32) T sol is the solar temperature and T0 is the reference temperature which according to the literature should be a constant, for example, T 0 = 20 °C, T 0 = 25 °C or the average temperature of the month. In this study the monthly average outdoor temperatures, presented in Section 2.2., were used in the exergy analysis as reference temperatures. N c is the number of the collectors.

Electric energy is seen as pure exergy, but the exergy content of thermal energy depends on the temperature at which the heat is made available. In the model, the exergy of thermal (Ex th )

and electric (Ex el ) energy are respectively calculated as follows [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF]:

η el = 𝐸 AG irr (28) 
η th = ṁc f (T fout -T fin ) AG irr (29) 
η 𝑜𝑣𝑒𝑟𝑎𝑙𝑙 = ṁc f (T fout -T fin ) + E AG irr (30) 
∑ Ex in -∑(Ex th + Ex el ) = ∑ Ex d , (31) 
Ex in = AN c G irr (1 - 4 3 T 0 T sol + 1 3 ( T 0 T sol ) 4 ) (32) 
72

Where η pv presents the PV cell efficiency and r is a packing factor which is a ratio of PV cell area to the collector area. By Equations [START_REF] Aste | Design, modeling and performance monitoring of a photovoltaic-thermal (PVT) water collector[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF][START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] both thermal (ξ th ) and electrical exergy (ξ el ) efficiencies and the overall exergy efficiency (ξ) of the PVT collector can be calculated as follows:

Model Validation

In order to conduct the energy and exergy analysis and design optimization of the PVT, the implemented numerical model was validated by comparing the model results to the experimental data shown in [START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF] in the same steady-state condition: solar radiation 800 W/m 2 , ambient temperature 30 °C and wind speed 1 m/s, and is presented in Figure 2-5. The model is in good agreement with the experimental data of the reference.

The numerical PVT model was used to plot the variation of the electrical and thermal efficiencies against the reduced temperature in Equation [START_REF] Brett | Fuel cell systems for small and micro combined heat and power (CHP) applications[END_REF].

The reduced temperature takes into account that the thermal efficiency depends on inlet and environment temperature and global solar irradiation.

Ex th = ṁc f [(T out -T in ) -T 0 ln T out T in ] (33) 
Ex el = η pv G irr rA (34) The PVT thermal efficiency of 58.87% and electrical efficiency of 13.69% under zero reduced temperature conditions were reported in [START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF]. In Figure 2-5, the corresponding values from the Simulink model are 60.97% and 13.01%. The good agreement with the experimental data allows the model to be used for the energy and exergy analysis and optimization in this study.

ξ 𝑡ℎ = 𝐸𝑥 𝑡ℎ 𝐸𝑥 𝑖𝑛 (35) 
ξ 𝑒𝑙 = 𝐸𝑥 𝑒𝑙 𝐸𝑥 𝑖𝑛 (36) 
ξ 𝑒𝑙 = 𝐸𝑥 𝑒𝑙 + 𝐸𝑥 𝑡ℎ 𝐸𝑥 𝑖𝑛 (37) 
𝑇 * = 𝑇 𝑖𝑛 -𝑇 𝑒 𝐺 𝑖𝑟𝑟 , (38) 

Multi-Objective Optimization of PVT collector

The energy and exergy performance analyses based on the simulations of the PVT model show a conflict between performance parameters, such as thermal and electrical energy and exergy efficiencies, as functions of various decision variables. The electrical efficiency of the PV panel decreases when the operating temperature of the collector increases. On the other hand, increased operating temperature leads to the higher thermal energy and exergy efficiency. This means that both efficiencies cannot be directly maximized at the same time, but a solution has to be found, which satisfies both trade-off objectives (electrical and thermal exergy efficiencies in this study) at the same time. The thermal simulations of the PVT system alone do not provide a set of optimal solutions of decision variables in terms of thermal and electrical exergy efficiencies. This set can be found by using the multi-objective optimization (MOO) technic with an evolutionary algorithm.

Multi-objective optimization using gamultiobj-function

In this study, the Matlab function called gamultiobj of the Global Optimization Toolbox is used to run the multi-objective optimization of the PVT collector design. The gamultiobjfunction creates a set of optimal solutions in the space of decision variables on the Pareto front.

The function uses a controlled, elitist genetic algorithm, which is a variant of NSGA-II [START_REF] Deb | Multi-Objective Optimization using Evolutionary Algorithms[END_REF].

Generally, the multi-objective optimization problem of two or more conflicting objectives is described mathematically as follows [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]:

Minimized/Maximized f m (x), m = 1,2,…,M; Subject to g j (x) ≥ 0, j = 1,2,…,J; h k (x) = 0, k = 1,2,…,K; x i (L) ≤ x ≤ x i (U) , i = 1,2,…,n;
In this formulation, the objective functions are minimized or maximized subject to certain constraints.

In this work, the overall electrical and thermal exergy efficiencies are two objectives to be optimized. Due to the fact that the NSGA-II is a minimization tool the objective functions are multiplied by (-1) in order to get the maximum values [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. The 2-dimensional optimization problem of the exergy efficiencies is formulated as follows:

To minimize:

where ξ el and ξ th are the electrical and thermal exergy efficiencies, respectively.

The optimization decision variables were selected based on the sensitivity analyze, which has shown the most sensible parameters of the PVT collector operation in terms of exergy

f 1 (𝐱) = - Ex el Ex in = - η STC [1 -β PV (T pv -T ref )]G irr A pv AN c G irr (1 - 4 3 T 0 T sol + 1 3 ( T 0 T sol ) 4 ) = -ξ 𝑒𝑙 ( 39 
)
f 2 (𝐱) = - Ex th Ex in = - ṁc f [(T out -T in ) -T 0 ln T out T in ] AN c G irr (1 - 4 3 T 0 T sol + 1 3 ( T 0 T sol ) 4 ) = -ξ 𝑡ℎ (40) 75 75 
efficiencies. These parameters are the cooling-water mass flow, inlet temperature, air gap thickness between the cover glass and PV module and insulation thickness. Table 2-3 presents the decision variables to be optimized and their upper and lower bounds to be used in the optimization. 

Results and Discussion

First, the dynamic model is used to evaluate annual energy and exergy performance of the PVT collector under two different climate conditions described in Section 2. The main performance differences between two selected climate conditions are revealed and assessed.

Additionally, the comparison between the PVT and PV panel performance under the described climate conditions is conducted. The main focus of the comparison is on the electrical output, operating temperature and on the impact of the PVT packing factor. Secondly, the results of the multi-objective optimization are presented and discussed. The selected optimized PVT designs are compared to the PV panel performance.

Simulation Results

Hourly simulations were conducted with the dynamic PVT model. The electrical power output of the PVT collector was illustrated during the summer and winter weeks. The summer week was selected to present a good summer week in Tampere and Strasbourg. Because of the northern location of Tampere, the selected summer week in Tampere was at the end of June, and in Strasbourg in the beginning of August. The winter week was in both cases at the end of December. The PV cell efficiency is influenced by its operating temperature. The electrical exergy efficiency is always slightly higher than the electrical energy efficiency because solar irradiation is not seen as pure exergy but is reduced by the factor in Equation ( 32). Figure 234567shows the simulation of the PVT layer temperatures over a day and how the electrical efficiency decreased when ambient, collector surface and coolant fluid outlet temperatures increased, and vice versa.

On the other hand, an increase in the collector temperature results in the higher thermal efficiency due to the better heat transfer to the coolant fluid. In other words, when operating a PVT collector, both electrical and thermal efficiencies cannot be maximized at the same time. Strasbourg over a year. It reveals that the monthly electrical efficiency reached 0.4-6.8% higher values in the northern location due to the cooler climate conditions and lower PV operating temperature. However, during the summer months, the efficiency was 13.8% in both locations.

The thermal efficiency did not get zero values in Strasbourg, but in Tampere, the thermal energy production was zero during January, November and December. The thermal efficiency varied the most between two locations in mid-summer. In June the thermal efficiency suffered due to the rainy summer weather of the northern location. In the southern location, the summer weather was more stable, and there was no sign of a significant drop in efficiency.
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The energy performance results show that there was no significant difference between the northern and southern location in terms of maximum thermal and electrical efficiencies. Next, the analysis of the exergy efficiencies is conducted to reveal the quality of the produced energy in the northern and southern location. After reaching the highest point, the thermal exergy efficiency decreased in both locations due to increased ambient temperature of the summer weather conditions. After the 79 79 summer months June, July and August, the thermal exergy efficiency increased to the same level than before the summer months in the southern location but in the northern location the efficiency did not increase after summer months due to decreasing ambient temperature and amount of solar irradiation.

The thermal exergy efficiency was 44-255% higher in Tampere between April and September than in Strasbourg due to good solar irradiation level but relatively lower monthly average outdoor temperatures presented in Table 2-2. The study of the thermal exergy efficiency revealed that produced thermal energy has higher quality in the northern location than the southern. Table 2-4 summarizes the annual energy and exergy production in Tampere and Strasbourg. The thermal energy production and solar gain in Strasbourg were 8.4% and 6.2%, respectively, higher than in Tampere. However, the produced thermal energy in the northern location was of "higher quality" because the thermal exergy production in Tampere was 72.9%

higher than in Strasbourg.

Although the results showed that the electrical energy and exergy efficiencies were slightly higher in Tampere most of the year, the yearly produced electrical energy and exergy were 5.8% higher in Strasbourg than in Tampere due to the 6.2% higher solar irradiation to the collector area in Strasbourg.

The total annual energy production was 7.8% higher in Strasbourg than in Tampere.

However, the results show that the total exergy production was only 1.27% higher in Strasbourg than in Tampere, although the solar exergy gain was 6% higher. 

Comparison between PVT Collector and Photovoltaic (PV) panel

A comparison between the PVT collector and PV panel was conducted using simulation models. The PV panel was simulated with the PV generator-block of the open-source CARNOT Toolbox [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. The PV panel and PVT collector had the same area of 2 m 2 and the same reference cell efficiency of 17.3%.

Implementing a water-based cooling system underneath the PV layer of the PVT collector reduces the PV cell operating temperature and enhances its efficiency. Figure 10 presents the PV cell operating temperatures and efficiencies during three selected summer days Despite the same PVT collector and PV panel area, the electrical energy production of the PVT collector is influenced by the packing factor (r c ) of the collector. However, this is not a case in the PV panels that are fully covered with the PV cells. Because of the packing factor, the better cell efficiency in the PVT collector does not always lead to higher electricity production compared to the PV panel.

The impact of the packing factor on the PV cell operating temperature and electrical energy production of the PVT collector was studied in comparison to the PV panel. The results in Figure 2-11 indicate that the packing factor had only a slight influence on the PV cell operating temperature of the PVT collector. The PVT with the packing factor of 0.6 had 1% to 5% higher maximum operating temperatures over year than the fully packed collector.

In both locations, the monthly maximum PV cell operating temperatures of the PV panel were significantly higher, from 11 to 27 °C, from April to September/October than in the PVT collector. The maximum operating temperature of the PV panel in both locations was around 60 °C and 35 °C for the PVT collector. 
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A typical PVT collector has a packing factor of 0.8, and that is used as a base case in this study. With this typical design, the monthly electrical output of the PV and PVT were only slightly different in both locations. The PV panel had higher electrical output during winter and spring months from January to April and October to December because of the lower ambient temperatures. However, during the warmer months from May to September, the electrical output of the PVT was higher than PV due to higher ambient temperatures, solar radiation and the cooling effect of the PVT.

In Tampere, the maximum PVT electrical output was 34 kWh/m 2 

Multi-Objective Optimization

The simulation-based multi-objective optimization process was conducted. The main objective was to find different optimal design solutions for the PVT collector depending on its operational purpose, which can be defined by the user. Additionally, the objective was to study the impact of the decision variables, such as water mass flow rate and inlet temperature, on the comparison between the PV panel and PVT collector electrical output and PV cell operating temperature. However, the electrical efficiency suffers when increasing the inlet temperature due to the higher operating temperature. The insulation and air gap thickness have a strong influence on the thermal exergy efficiency until 10 cm.

Figure 2-15 shows that all decisions variables can reach an optimal value at certain point but they are also depending on each other. Conducting a multi-objective optimization takes into account the relation between these variables and the optimal solution may be different than when investigating a single variable.

After studying the sensitivity of the selected decision variables, the thermal and electrical exergy efficiencies were selected to be objective functions and the optimization problem was and the inlet temperature increased to maximize thermal exergy production, the significantly higher PV cell operating temperatures with a maximum of 51 °C resulted. That is shown in Figure 17 with the thermal exergy-driven PVT design. However, the maximum cell temperatures were still around 10 °C lower during the summer period than in the PV panel. During the beginning and end of the year, the PV cell operating temperatures were higher in the PVT than in PV because of the heat production in the lower ambient temperature. which is only 1% less than from the PV panel.

If the mass flow was reduced and the inlet temperature increased significantly, the electrical output was lower than in the PV panel during each month. The annual production was 144.2 kWh/m 2 , which is 4.2% less than from the PV panel. However, the production was not significantly lower than from the PV output if taking into account the beneficial thermal output of the PVT collector as well. Based on the simulation results in Section 5.2., it could be assumed that the fully packed thermal exergy-driven PVT design could produce higher electrical output than the PV panel. Produced thermal exergy indicates the quality of the produced thermal energy and its ability to do mechanical work at the reference ambient temperature. Figure 2-19 shows that the produced thermal exergy was even negative in the case of the electric-driven PVT design in which the mass flow rate was high, inlet temperature low and the insulation thinner. This means that the thermal energy was produced really close to or even below the reference ambient temperature and that leads to poor quality of the produced thermal energy.

As a conclusion, the optimization results indicated that maximizing the thermal exergy efficiency of the PVT collector results in the high inlet temperature, low mass flow rate and thicker insulation. These variables resulted in increasing PV cell operating temperatures that were, however, still lower than in the PV panel during the warmest months. The electricity yield was 4.2% lower, but as a fully packed PVT collector, the electrical output would be higher than from the PV panel. For a PVT building application, these results show that optimizing the highquality energy output of the PVT collector allows the higher inlet temperature and low mass flow rate from heat storage and still the electrical output is competitive compared to the PV panel. 92 92

Conclusion

The objective and novelty of this study were to conduct energy and exergy analysis of the PVT performance under two different European climate conditions in Tampere, Finland and Strasbourg, France. The dynamic model of the water-cooled PVT collector was implemented in Matlab/Simulink to assess the collector performance under varying weather conditions.

Additionally, the objective was to conduct a numerical comparison between the PVT collector and PV panel in terms of the PV cell operating temperature, efficiency and electrical output. In the first comparison, the packing factor of the PVT collector was varying, and its influence on the operating temperature and electrical output was investigated.

The main findings of the energy and exergy analyses were:

 Despite the northern location of Tampere, the similar electric power generation conditions were reached during the summer period than in Strasbourg.

 The monthly electrical efficiency reached 0.4-6.8% higher values in the northern location due to the cooler ambient conditions and lower PV cell operating temperature. However, during the summer months, the electrical efficiency was 13.8% in both locations.

 The annual thermal and electrical energy production and solar gain were 8.4%, 5.8% and 6.2%, respectively, higher in Strasbourg than Tampere. The total annual energy production was 7.7% higher in Strasbourg.

 Based on the exergy analysis, the thermal energy produced in the northern location of Tampere was of "higher quality" because the thermal exergy production in Tampere was 72.9% higher than Strasbourg. However, the total exergy production was 1.27% higher in Strasbourg than Tampere because of 5.8% higher electrical exergy production.

 The climate conditions with high solar irradiation but relatively low temperatures are favorable for thermal exergy production.

The results of the analyses lead to the conclusion that in terms of exergy efficiency, the PVT collector should be considered in thermal energy production, especially in the northern locations, such as Finland. In the southern locations with higher average outdoor temperatures, the low-grade thermal energy production is less efficient due to the smaller temperature difference between the produced heat and ambient temperature.  The electrical output was significantly influenced by the PVT packing factor. The fully packed PVT collector resulted in the 26% higher annual electrical output than the PV panel.

 The PVT collector had a higher electrical output during the summer months compared to the PV panel.

 The annual PVT electrical output is competitive with the PV panel.

The other contribution of this paper was to propose an approach to derive optimized designs for different operational purposes of the PVT collector. The multi-objective optimization approach, based on the genetic algorithm, suitable for the PVT collector design optimization, was demonstrated in this paper. The Pareto front was derived for the defined optimization problem and used to define the optimal design solutions for three different operational purposes.

The derived PVT design solutions were compared to the PV panel. The main focus was to find out if the PVT was still competitive with the PV panel electrical output, after maximizing its thermal exergy efficiency within the Pareto front.

Maximizing the thermal exergy efficiency resulted in the low mass flow rate, high inlet temperature and thicker insulation. These variables also increased the PV cell operating temperature, which reduces the PV cell efficiency. However, the results indicated that the yearly PVT electrical output was only 4.2% lower than from the PV panel. In this case, the PVT collector was 80% covered. Based on the simulation results with the different packing factors, the fully packed PVT collector can result in higher electrical output than from the PV panel. This fact makes the thermal exergy-driven PVT collector competitive compared to the PV panel in the building applications that require high-quality electrical and thermal output.

In the literature, Evola and Marletta [START_REF] Evola | Exergy and thermoeconomic optimization of a water-cooled glazed hybrid photovoltaic/thermal (PVT) collector[END_REF] found that the optimal PVT inlet temperature was around 40 °C in terms of the thermal exergy efficiency. However, the multi-objective optimization results of this study showed that the inlet temperature can be lower than 40 °C to 94 94 optimize thermal exergy efficiency if the design parameters, such as air gap thickness and insulation were adjusted as well. In the Pareto front, the maximum inlet temperature was 30 °C.

The results showed that compared to the typical PVT configuration, used in the energy and exergy analysis of this study, the optimization gave a new collector configuration with much lower mass flow rate, and thicker air gap and insulation. The use of a lower mass flow rate has a benefit of required lower pumping power in a building application with heat storage.

The optimization results revealed that the multi-objective optimization with the genetic algorithm can be used to define the optimal design of the PVT collector for different operational purposes.

In future work, an investigation of using the design optimization approach with the genetic algorithm to the dynamic hybrid system model including PVT collectors, energy storage and demand-side with an electric car will be conducted. A 3E (energy, exergy, economic)

analysis of a hybrid system should be conducted based on yearly simulations.
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Nomenclature

Abstract

This paper proposes a dynamic model of a solar-based micro-cogeneration system called photovoltaic-thermal (PVT) collector to perform a design optimization of the multi-stage PVT system. The parametric study reveals the most important design parameters influencing the water-based flat-plate PVT system performance. The analysis also shows an existing trade-off between thermal and electrical efficiencies during the PVT operation. A novel exergy-based multi-objective design optimization method is demonstrated to find a trade-off design solution of the multi-stage PVT collector which compromises between the electrical and thermal exergy efficiencies under different weather conditions. The electrical and thermal exergy efficiencies are defined to be the objective functions of the Matlab gamultiobj-function, which is a multiobjective evolutionary algorithm using non-dominated sorting genetic algorithm-II (NSGA-II).

As a result of the algorithm, the Pareto optimal sets were derived that revealed the optimal solutions taking into account the trade-off nature of the optimization problem. The decisionmaking method called an ideal point method was used in the decision-making process to find the final optimal solutions for different weather conditions. The results revealed that the optimal number of the PVT collectors in series depended on the weather conditions and decreased from 3 to 2 if the conditions got cooler.

Introduction

The building sector has a high impact on greenhouse gas emissions and final energy consumption in the European Union (EU) by being the largest energy end-use sector with a share of 41% [START_REF] Doroudchi | Approaching net zero energy housing through integrated EV[END_REF]. Renewable energy production is getting a stronger role in energy production.

Micro combined heat and power (micro-CHP), or co-generation, systems are operating in the building sector to produce simultaneously from a single fuel source heat and power at high efficiency and close to the consumption point. The systems are used to produce on-site energy 97 97 for space heating, domestic hot water (DHW) and electricity demand. The European Parliament has defined the micro-cogeneration to be the units up to an electrical output of 50 kW [START_REF] Martinez | Numerical Investigation of Energy Potential and Performance of a Residential Building-Integrated Solar -Chp System[END_REF].

However, micro-CHP commonly refers to units up to 15 kW of electrical power [START_REF] Murugan | A review of micro combined heat and power systems for residential applications[END_REF]. The renewable energy-based micro-CHP systems are in a key role in reaching the primary energy and pollutant emissions reduction targets of the EU [START_REF] González-Pino | Modelling and experimental characterization of a Stirling engine-based domestic micro-CHP device[END_REF].

Solar energy can be counted to be an inexhaustible source of energy, and its use does not depend on the energy markets. At the moment, solar energy is mostly deployed in the building sector in terms of photovoltaic (PV) panels and thermal collectors [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. This separated production of electricity and heat can be combined by the technology called photovoltaic-thermal (PVT). The PVT collector is a renewable solar-based micro-cogeneration system that produces electricity by the PV module and useful heat by cooling the PV module with a coolant circulation. That leads to increased overall system efficiency but also an increasing electrical efficiency due to the decreased operation temperature of the PV module [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. Zhang et. Al [START_REF] Zhang | Review of R&D progress and practical application of the solar photovoltaic/thermal (PV/T) technologies[END_REF] argued that the most commonly used and installed PVT technologies are air-and water-based collectors. The popularity of the water-based PVT collector is increasing due to its ability to increase the electrical efficiency and better thermal energy utilization in DHW and space heating.

The highly dynamic and weather dependent operation of a single PVT collector is widely studied in the literature, and a range of theoretical PVT models has been introduced and validated in [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF][START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF][START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF][START_REF] Calise | Experimental and Numerical Analyses of a Flat Plate Photovoltaic/Thermal Solar Collector[END_REF][START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF][START_REF] Khelifa | Approach for the modelling of hybrid photovoltaic-thermal solar collector[END_REF]. However, the N number of the PVT collectors can be connected in series to increase the coolant outlet temperature and produce more thermal energy at a higher quality than from a single collector. This kind of multi-stage PVT collector can be used in several applications. In the building sector, the multi-stage PVT collector can be integrated with energy storages, such as thermal storage, battery systems and electrical vehicles (EV). On the other hand, the multi-stage PVT collector is useful for other applications as well. Sahota and Tiwari [START_REF] Sahota | Review on series connected photovoltaic thermal (PVT) systems: Analytical and experimental studies[END_REF] The performance of the multi-stage PVT system can be analyzed in terms of energy and exergy analysis. The energy analysis concerns only the quantity aspects related to the energy production of the system neglecting the quality aspect. For this reason, the exergy method is used to complete the energy assessment of the system. The exergy method takes into account the quality of the produced energy as an ability to work at the temperature, at which a certain energy flow is available. Evola and Marletta [START_REF] Evola | Exergy and thermoeconomic optimization of a water-cooled glazed hybrid photovoltaic/thermal (PVT) collector[END_REF] performed an exergy-based optimization of a flat plate water-based PVT system. They concentrated on optimizing the coolant inlet temperature in order to maximize the overall exergy efficiency of the system at any operating condition. They discovered that low inlet temperature resulted in very high overall energy efficiency, but in terms of exergy, this is not recommended. The optimized inlet temperature and overall exergy efficiency varied between 30-42 °C and 14-15%, respectively, depending on the mass flow rate and the weather conditions. Tiwari et al. [START_REF] Tiwari | Exergy analysis of N-photovoltaic thermal-compound parabolic concentrator (N-PVT-CPC) collector for constant collection temperature for vapor absorption refrigeration (VAR) system[END_REF] conducted an overall exergy analysis of the N-PVT compound parabolic concentrator collector for constant collection temperature. The system was applicable to the absorption refrigeration system. They concluded that using an exergy approach in design optimization is highly recommended.

In recent years, the conventional correlation-and simulation-based design optimization methods have got alongside new design methods using nature-inspired artificial intelligence methods, such as genetic algorithm (GA), evolutionary algorithm and particle swarm optimization (PSO). The multi-objective optimization techniques are used to solve optimization problems where the objectives have a trade-off with each other. In terms of the PVT collector performance, the electrical efficiency suffers if the thermal efficiency is maximized and the other way round. The energy-based multi-objective optimization of the water-based PVT collector performance parameters with the non-dominated sorting genetic algorithm (NSGA-II) was performed in [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF][START_REF] Vera | Multi-objective optimization of hybrid photovoltaic-thermal collectors integrated in a DHW heating system[END_REF]. The Pareto front was obtained for different optimization problems to illustrate the trade-off between solutions. The multi-objective optimization of the air-based PVT system with the NSGA-II algorithm was investigated in [START_REF] Ouhsiane | Multi-Objective Optimization of Hybrid PVT Solar Panels[END_REF]. The single objective optimization of the PVT collector with the genetic algorithm was performed in [START_REF] Sobhnamayan | Optimization of a solar photovoltaic thermal (PV/T) water collector based on exergy concept[END_REF] to maximize the overall exergy efficiency.
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Within the given framework, there is a lack of studies considering the multi-objective optimization of the number of collectors in a PVT series based on the genetic algorithm and exergy approach. Additionally, there is a research question if the optimal number of the PVT collectors varies according to the weather conditions.

This paper proposes a dynamic model of a PVT collector with a crystalline silicon rollbond collector in Matlab/Simulink. The model is extended to describe a multi-stage PVT collector. Energy and exergy analysis is conducted with the simulation model, and the most influencing design variables are identified and evaluated with a parametric study. Due to fact that the optimal design of the multi-stage PVT system cannot be defined with the simulations alone, the multi-objective optimization of the electrical and thermal exergy efficiencies with the nondominated sorting genetic algorithm (NSGA-II) is conducted and the Pareto optimal set is derived in order to show the set of the optimal solutions taking into account the trade-off between exergy efficiencies.

The rest of the paper is organized as follows. In the second section, the description of a single PVT collector is presented with the geometrical, thermos-physical and optical properties followed by the modelling approach of a single collector. The main governing equations of the model are presented. Additionally, the exergy approach is introduced. The multi-objective optimization method is presented in the third section with the objective functions. In the fourth section, the results of the parametric study and optimization are presented and discussed. Finally, the main conclusion is drawn in the fifth section.

Literature review

In this section, more background on research of the PVT collectors is provided. The current water-based PVT technologies face a challenge in which the electrical efficiency decreases as the operating temperature increases. On the other hand, higher operating temperature increases thermal efficiency. In [START_REF] Han | Investigation of CoSO4-based Ag nanofluids as spectral beam splitters for hybrid PV/T applications[END_REF][START_REF] Walshe | Nanofluid Development Using Silver Nanoparticles and Organic-Luminescent Molecules for Solar-Thermal and Hybrid Photovoltaic-Thermal Applications[END_REF], novel PVT technologies were investigated to overcome this problem. The solution was to decouple thermally the electrical and thermal units of the collector using an optical coolant fluid layer above the PV modules. This layer worked simultaneously as a spectrum splitter of solar radiation and as a coolant fluid of the system, and its spectral properties were modified using nanofluids. The layer absorbed ultraviolet radiation and part of infrared radiation and transmitted to the PV modules only the useful 100 100 infrared and visible radiation for electricity production. The results were promising, and the spectrum splitting increased the efficiency of the PVT collector.

The multi-stage PVT collector is useful for multiple applications where distributed micro-scale energy production is required, such as desalination. Giwa et al. [START_REF] Giwa | Polygeneration in desalination by photovoltaic thermal systems: A comprehensive review[END_REF] reviewed comprehensively the polygeneration in different desalination approaches using flat plate and concentrated PVT systems. The integration of the PVT systems with desalination showed increased efficiency. From the economical point of view, the installation costs were higher than PV systems. However, the PVT systems provided cost reduction and reduced environmental impacts in the long term. Anand et al. [START_REF] Anand | A review on solar photovoltaic thermal integrated desalination technologies[END_REF] presented as well a review on PVT integrated desalination technologies. They concluded that the overall performance of the PVT coupled desalination system is better than coupling with separated energy production by PV and solar thermal collectors.

In terms of serial connection, an interesting approach is to connect a flat plate PVT collector in series with another type of solar technology, such as a flat plate solar thermal collector or concentrated PVT to increase thermal and electrical output. Ma et al. [START_REF] Ma | Photovoltaic thermal module and solar thermal collector connected in series to produce electricity and high-grade heat simultaneously[END_REF] studied a novel series connection of a PVT and solar thermal collector (PVT-ST) to produce electricity and heat at an even higher quality level. They compared the serial connection to a glazed and unglazed PVT and a PV panel. As a result, the PVT-ST system was competitive in terms of electrical efficiency and had significantly higher thermal and primary energy savings efficiency.

Kazemian et al. [START_REF] Kazemian | Optimization of a novel photovoltaic thermal module in series with a solar collector using Taguchi based grey relational analysis[END_REF] conducted a similar study of the PVT-ST system compared to other solar technologies and used the multi-objective Taguchi method to optimize operation variables. They generated 3D-models of each system by SolidWorks software to conduct the study. The results indicated 19% higher daily thermal power of PVT-ST compared to a PVT system but the electrical power was equal.

The exergy analysis is an effective way to investigate the true potential of an energy system. In terms of PVT application, Sarhaddi [START_REF] Sarhaddi | Exergy analysis of a weir-type cascade solar still connected to PV/T collectors[END_REF] conducted an exergy analysis of a PVT connected solar still system. The results of the study showed that two PVT collectors in series improved the most the overall exergy efficiency of the PVT-solar still system. 101 101

Methodology

Description of the PVT collector

A water-based PVT collector with a direct flow geometry and roll bond channels is simulated, analyzed and optimized in this study. Figure 3-1 shows the geometry and crosssection of the PVT collector [START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF]. The water-based PVT collector is investigated because they achieve higher overall efficiency than air-based collectors due to the higher heat capacity of water [START_REF] Aste | Design, modeling and performance monitoring of a photovoltaic-thermal (PVT) water collector[END_REF]. High efficient PV cells are still relatively expensive and in this study, the PVT collector has a crystalline silicon PV cell with a reference electrical efficiency (η STC ) of 18.7% at the reference operating temperature (T ref ) of 25°C. The temperature coefficient (β T ) and packing factor (r c ) are 0.5%/K and 0.95, respectively. The diameter of the tubes is 8 mm and for the initial simulation conditions, the number of tubes is 11. The initial inlet temperature of the coolant fluid is 20°C and the coolant mass flow 0.017 kg/s (60 kg/h). Table 3-1 summarizes the main geometrical, thermo-physical, optical properties and the parameters of the single PVT collector used in the simulation and optimization. 

Modelling approach for energy and exergy analysis

The numerical modelling of a single water-based PVT collector is based on the following main governing equations of the energy balance in the various layers of the collector. The more detailed derivation of the governing equations and the validation of the model is presented in [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF] where the used heat transfer coefficient are defined as well.

The glass cover (g):

𝑚 𝑔 × 𝑐 𝑔 × 𝑑𝑇 𝑔 𝑑𝑡 = ℎ 𝑔-𝑒,𝐶𝑉 × 𝐴 × (𝑇 𝑒 -𝑇 𝑔 ) + ℎ 𝑔-𝑒,𝑅𝐷 × 𝐴 × (𝑇 𝑠𝑘𝑦 -𝑇 𝑔 ) + ℎ 𝑔-𝑝𝑣,𝐶𝑉 × 𝐴 × (𝑇 𝑝𝑣 -𝑇 𝑔 ) + ℎ 𝑔-𝑝𝑣,𝑅𝐷 × 𝐴 × (𝑇 𝑝𝑣 -𝑇 𝑔 ) + 𝐴 × 𝛼 𝑔 × 𝐺 𝑖𝑟𝑟 (1) 
The photovoltaic layer (pv):

𝑚 𝑝𝑣 × 𝑐 𝑝𝑣 × 𝑑𝑇 𝑝𝑣 𝑑𝑡 = ℎ 𝑔-𝑝𝑣,𝐶𝑉 × 𝐴 × (𝑇 𝑔 -𝑇 𝑝𝑣 ) + ℎ 𝑝𝑣-𝑔,𝑅𝐷 × 𝐴 × (𝑇 𝑔 -𝑇 𝑝𝑣 ) + ℎ 𝑝𝑣-𝑎,𝐶𝐷 × 𝐴 𝑝𝑣-𝑎 × (𝑇 𝑎 -𝑇 𝑝𝑣 ) + ℎ 𝑝𝑣-𝑡,𝐶𝐷 × 𝐴 𝑝𝑣-𝑡 × (𝑇 𝑡 -𝑇 𝑝𝑣 ) + 𝐺 𝑖𝑟𝑟 × 𝐴 × (𝛼𝜏) 𝑝𝑣 - 𝐺 𝑖𝑟𝑟 × 𝐴 × 𝑟 𝑐 × 𝜂 𝑝𝑣(𝑇) (2) 
In which r c is the ration of the cell area to the PVT collector area, in the other words, packing factor. The electrical efficiency η pv(T) depends on the photovoltaic layer temperature T pv .

Due to this, the electrical efficiency of the PV depends linearly on the temperature T pv , the 104 temperature coefficient β pv and on the efficiency at standard conditions T ref .

The efficiency is calculated according to the following relation:

𝜂 𝑝𝑣(𝑇) = 𝜂 𝑆𝑇𝐶 × [1 -𝛽 𝑝𝑣 × (𝑇 𝑝𝑣 -𝑇 𝑟𝑒𝑓 )] (3) 
Additionally, the photovoltaic layer temperature T pv depends on the following parameters based on the geometry of the collector [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF][START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF]:

𝐴 𝑝𝑣-𝑎 = 𝐴 (1 - 𝐷 𝑜 𝑊 ) (4) 
ℎ 𝑝𝑣-𝑡,𝐶𝐷 × 𝐴 𝑝𝑣-𝑡 = 𝐻 𝑝𝑣 × 𝐿 𝑊 × 𝑘 𝑝𝑣 2 + 𝐻 𝑎𝑑ℎ 𝑘 𝑎𝑑ℎ × 𝐻 𝑝𝑣 𝐷 𝑜 (5) 
𝑚 𝑝𝑣 = 𝜌 𝑝𝑣 × 𝐻 𝑝𝑣 × 𝐴 × 𝑟 𝑐 (6) 
The absorber layer (a):

𝑚 𝑎 × 𝑐 𝑎 × 𝑑𝑇 𝑎 𝑑𝑡 = ℎ 𝑎-𝑝𝑣,𝐶𝐷 × 𝐴 𝑎 × (𝑇 𝑝𝑣 -𝑇 𝑎 ) + ℎ 𝑎-𝑡 × 𝐴 𝑎-𝑡 × (𝑇 𝑡 -𝑇 𝑎 ) + ℎ 𝑎-𝑖,𝐶𝐷 × 𝐴 𝑎-𝑖 × (𝑇 𝑖 -𝑇 𝑎 ) (7) 
The tube bonding (t):

𝑚 𝑡 × 𝑐 𝑡 × 𝑑𝑇 𝑡 𝑑𝑡 = ℎ 𝑡-𝑝𝑣,𝐶𝐷 × 𝐴 𝑝𝑣-𝑡 × (𝑇 𝑝𝑣 -𝑇 𝑡 ) + ℎ 𝑡-𝑎 × 𝐴 𝑎-𝑡 × (𝑇 𝑎 -𝑇 𝑡 ) + ℎ 𝑡-𝑖,𝐶𝐷 × 𝐴 𝑡-𝑖 × (𝑇 𝑖 -𝑇 𝑡 ) + ℎ 𝑡-𝑓 × 𝐴 𝑡-𝑓 × (𝑇 𝑓 -𝑇 𝑡 ) (8) 
The insulation layer (i):

𝑚 𝑖 × 𝑐 𝑖 × 𝑑𝑇 𝑖 𝑑𝑡 = ℎ 𝑎-𝑖,𝐶𝐷 × 𝐴 𝑎-𝑖 × (𝑇 𝑎 -𝑇 𝑖 ) + ℎ 𝑡-𝑖,𝐶𝐷 × 𝐴 𝑡-𝑖 × (𝑇 𝑡 -𝑇 𝑖 ) + ℎ 𝑖-𝑒,𝐶𝐷+𝐶𝑉 × 𝐴 × (𝑇 𝑒 -𝑇 𝑖 ) (9) 
The coolant fluid (f):

𝑚 𝑓 × 𝑐 𝑓 × 𝑑𝑇 𝑓 𝑑𝑡 = ℎ 𝑡-𝑓 × 𝐴 𝑡-𝑓 × (𝑇 𝑎 -𝑇 𝑓 ) + 𝑚̇× 𝑐 𝑓 × (𝑇 𝑓,𝑖𝑛 -𝑇 𝑓,𝑜𝑢𝑡 ) (10) 105 105 
The Equations (1-10) are implemented into Matlab/Simulink with details to assess the energy and exergy performance of the PVT collector. In the case of multiple PVT collectors, the area, thermal mass of each layer and the tube length of a single panel are multiplied by the number of the collectors in order to assess the performance of the PVT series.

Compared to energy analysis, the exergy analysis is based on the Second Law of Thermodynamics and takes into account the quality of the produced energy.

The exergy balance of the system can be expressed as follows:

∑ 𝐸𝑥 𝑖𝑛 -∑(𝐸𝑥 𝑡ℎ + 𝐸𝑥 𝑒𝑙 ) = ∑ 𝐸𝑥 𝑑 [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF] In the case of the PVT collector, the exergy flow to the system Ex in comes from the solar irradiation. However, solar irradiation is not seen as pure exergy and due to this a conversation coefficient is included in the calculation of the PVT incoming exergy [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF]:

𝐸𝑥 𝑖𝑛 = 𝐴 × 𝑁 𝑐 × 𝐺 𝑖𝑟𝑟 × (1 - 4 3 𝑇 0 𝑇 𝑠𝑜𝑙 + 1 3 ( 𝑇 0 𝑇 𝑠𝑜𝑙 ) 4 ) (12) 
In Eq. ( 9) T sol is the solar temperature and T 0 is the reference temperature, which according to the literature, should be a constant, for example, T 0 = 20°C, T 0 = 25°C or the minimum temperature of the month. In this study, T 0 = 20°C is selected. N c is the number of collectors.

Electrical energy is seen as pure exergy, but the exergy content of thermal energy depends on the temperature at which the heat is made available. In the model, the exergy of thermal (Ex th ) and electrical (Ex el ) energy are calculated as follows, respectively [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF]:

𝐸𝑥 𝑡ℎ = 𝑚̇× 𝑐 𝑓 × [(𝑇 𝑜𝑢𝑡 -𝑇 𝑖𝑛 ) -𝑇 0 × 𝑙𝑛 𝑇 𝑜𝑢𝑡 𝑇 𝑖𝑛 ] ( 13 
)
𝐸𝑥 𝑒𝑙 = 𝜂 𝑝𝑣 × 𝐺 𝑖𝑟𝑟 × 𝑟 𝑐 × 𝐴 × 𝑁 𝑐 (14) 
By Equations [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF][START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF] the both thermal (ξ th ) and electrical exergy (ξ el ) efficiencies and the overall exergy efficiency (ξ) of the PVT collector can be calculated as follows: 

ξ 𝑡ℎ = 𝐸𝑥 𝑡ℎ 𝐸𝑥 𝑖𝑛 ( 
The following assumptions are taken into account in the modelling:

 The temperature distribution is uniform in the layers and in the PVT collectors in series.

 It is assumed that there are no heat losses through the edges.

 The optical and thermal properties of the materials and fluids are constant.

 No surrounding shading or dust is taken into account.

 The thermal resistance between the layers is negligible.

Multi-objective optimization of the PVT collector

The energetic and exergetic performance analyses based on the simulations of the thermal PVT model show a trade-off between performance parameters, such as thermal and electrical energy and exergy efficiencies as functions of various decision variables. The simulation results have shown a trade-off between thermal and electrical exergy efficiencies of the PVT collector.

The electrical efficiency of the PV panel decreases when the operating temperature of the collector increases. On the other hand, increased operating temperature leads to higher thermal exergy efficiency. This means that both efficiencies cannot be directly maximized at the same time but a solution has to be found, which satisfies both trade-off objectives (electrical and thermal exergy efficiencies) at the same time. The thermal simulations of the PVT system alone don't provide a set of optimal solutions of decision variables in terms of thermal and electrical exergy efficiencies. Instead of simulations alone, the set of optimal solutions can be found by using the multi-objective optimization (MOO) technic using an evolutionary algorithm.

Multi-objective optimization using gamultiobj-function

In this paper, the Matlab function called gamultiobj of Global Optimization Toolbox is used to run the multi-objective optimization of the multi-stage PVT collector. The gamultiobjfunction creates a set of optimal solutions in the space of decision variables on the Pareto front.

The function uses a controlled, elitist genetic algorithm, which is a variant of NSGA-II [START_REF] Deb | Multi-Objective Optimization using Evolutionary Algorithms[END_REF].
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Generally, the multi-objective optimization problem of two or more trade-off objectives is described mathematically as follows [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]:

Minimized/Maximized f m (x), m = 1,2,…,M; Subject to g j (x) ≥ 0, j = 1,2,…,J; h k (x) = 0, k = 1,2,…,K; x i (L) ≤ x ≤ x i (U) , i = 1,2,…,n;
In this formulation, the objective functions are minimized or maximized subject to certain constraints.

In this work, the overall electrical and thermal exergy efficiencies are two objectives to be optimized. Due to the fact that the NSGA-II is a minimization tool the objective functions are multiplied by (-1) in order to get the maximum values [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF]. The 2-dimensional optimization problem of the exergy efficiencies is formulated as follows:

To minimize:

f 1 (𝐱) = - Ex el Ex in = - η STC × [1 -β PV × (T pv -T ref )] × G irr × A pv × 𝑁 𝑐 A × 𝑁 𝑐 × G irr × (1 - 4 3 T 0 T sol + 1 3 ( T 0 T sol ) 4 ) = -ξ 𝑒𝑙 (18) 
f 2 (𝐱) = - Ex th Ex in = - ṁ× c f × [(T out -T in ) -T 0 × ln T out T in ] A × 𝑁 𝑐 × G irr (1 - 4 3 T 0 T sol + 1 3 ( T 0 T sol ) 4 ) = -ξ 𝑡ℎ ( 19 
)
where ξ el and ξ th are the electrical and thermal exergy efficiencies, respectively. The electrical exergy efficiency is influenced by the number of the PVT collectors in terms of the thermal mass and tube length according to Eq. (2-6).

In terms of exergy efficiency, the sensitivity analysis has shown that the most sensible variables of the multi-stage PVT collector operation are the cooling-water mass flow, inlet temperature and number of collectors. Table 3-2 presents the decision variables to be optimized and their upper and lower bounds to be used in the optimization. 

Results and discussion

The simulation-based multi-objective optimization process was conducted with the PVT model in Matlab/Simulink. The main objective of the optimization was to find an optimal number of PVT collectors in series to satisfy the operational purpose of the multi-stage PVT collector. First, the decision variables were varied, and the initial population and score matrixes for the genetic algorithm were generated by the simulation model. These matrices were given for the gamultiobj-function of Global Optimization Toolbox, which started the iterative process by evaluating the fitness functions with the simulation model and making selection, crossover and mutation of the population. Based on this process, a new population or generation was created.

The new generations were created as long as a stopping criterion was met. The criterion was selected to be the number of generations and set to be 100 generations. The population size was 50. The multi-objective optimization process is described in Figure 3-3. 3-2 presents the selected decision variables of the optimization problem. Increasing the temperature level of the coolant outlet flow with additional PVT collectors leads to the higher quality of the produced thermal energy. However, there is a certain optimal point to increase the number of collectors although the outlet temperature increases. The thermal energy efficiency decreased if the number of collectors was increased due to the increased total collector area and its relation to the gained outlet temperature. However, the exergy approach takes into account the quality of the produced energy and the additional collectors increased the thermal exergy efficiency until a certain point. This point was also influenced by the coolant inlet temperature. Figure 3-9 presents the thermal exergy efficiency in terms of the inlet temperature and the number of collectors in series. The set of optimal solutions from Table 3-3 in terms of the thermal exergy efficiency.
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In Figure 3-11 the electrical exergy efficiency was the highest in the optimal solutions with the high coolant flow and low number of the PVT collectors. The solutions with the high inlet temperature resulted in the lowest electrical exergy efficiency.

In Figure 3-12 the thermal exergy efficiency was the highest if the optimal solution had the high inlet temperature and high number of the PVT collectors in series.

The results revealed that the number of collectors in the set of optimal solutions varied from 1 to 9. The higher number of the collectors resulted in the higher thermal exergy efficiency and the lower number to the higher electrical efficiency. The Pareto front showed a trade-off of the different solutions in which the electrical exergy efficiency varied from 15.95% to 18.8% and the thermal exergy efficiency from 1.2% to 5.5%. If electricity production is the priority of operating the multi-stage PVT system, the decision-maker can select the solution with the higher electrical exergy efficiency by increasing the coolant mass flow rate and decreasing the inlet temperature. On the other hand, the higher thermal exergy efficiency can be achieved by increasing the number of the PVT collectors and increasing the inlet temperature. The Pareto front does not show a single optimal solution but a set of solutions presented in Figure 3-10 -Figure 3-13 that can be used to help decision-makers to design the optimal multi-stage PVT system depending on the purpose.

Figure 3-13 presents the overall exergy efficiency of each solution in Table 3-3 according to Eq. 17. The decision-making process is required to select the final optimal solution from the set of optimal solutions. A hypothetical point called an ideal point can be used to help the decisionmakers [START_REF] Fan | A multi-objective design optimisation strategy for hybrid photovoltaic thermal collector (PVT)-solar air heater (SAH) systems with fins[END_REF]. At this point, marked in Figure 3-10, both objectives have their independent optimal values, but it is not a feasible solution in the multi-objective optimization and not located on the Pareto front. However, the final optimal solution might be the closest point of the Pareto front to the ideal point. In this case, Solution B in Figure 3-10 would be the final optimal solution if the decision-maker does not have any particular desire to maximize electrical or thermal exergy efficiency within the Pareto front optimal solutions. On the other hand, in the case of PVT collectors, the decision makers can select the final solution which maximizes the overall exergy efficiency showed in Figure 3-13. However, in this case, the ideal point method in Figure 118 118 3-10 did not result in the same solution but to the solution with only 0.3% lower overall exergy efficiency.

The optimization was performed under three different weather conditions cold, medium and hot to see an impact of the conditions on the Pareto optimal solutions. In Figure 3 Figure 3-14 shows that the set of optimal solutions was different depending on the weather conditions. In terms of exergy efficiency, it seems to be beneficial to select the number of PVT collectors in series depending on the weather conditions of the system location.

However, the different Pareto fronts had also an area where they overlap each other. This combined area of the Pareto front rather maximizes the electrical exergy efficiency than thermal exergy efficiency within the objective space. The highest electrical exergy efficiency of 19.1% was reached under cold conditions and the highest thermal exergy efficiency of 7% was reached under hot conditions. The weather conditions had an impact on the range of optimal solutions in the objective space. The cold conditions resulted in the smallest range while the hot conditions had the widest range.

119 By using the ideal point method of the decision making, the three final optimal solutions of each weather condition were selected and marked in Figure 3-14. The inlet temperature varied from 24°C to 31°C. The number of PVT collectors was decreased from 3 to 2 if the weather conditions were changed from hot to cold. The selected optimal solutions revealed that under the colder weather conditions the multi-stage PVT collector had better electrical performance compared to the optimal solution under medium and hot conditions. In this case, it can be reasonable to couple the multi-stage PVT collector with electric storage and use heat as a byproduct. On the other hand, under hotter weather conditions the reasonable coupling application can be a heat-driven desalination system.

Conclusion

In this paper, solar cogeneration based hybrid energy system was modelled into

Matlab/Simulink environment. The parametric study was conducted and the optimal sizing problem was solved using NSGA-II algorithm. The ideal point method was used in the decisionmaking process to select the final optimal solution from the Pareto front for three different weather conditions.

The dynamic model of the water-based multi-stage PVT system was optimized using gamultiobj-function of Matlab Global Optimization Toolbox which is based on the fast elitist multi-objective optimization algorithm NSGA-II. The electrical and thermal exergy efficiencies were used as objective functions because of their trade-off nature in the PVT operation which leads to difficulties for decision-makers to select the electrical and thermal efficiencies and the design variables. In this study, the selected decision variables were the coolant mass flow rate, number of PVT collectors and coolant inlet temperature to the system. The results showed that multi-objective optimization based on the genetic algorithm has a high potential when designing the multi-stage PVT system. The used multi-objective optimization approach finds the Pareto front which is a set of optimal solutions in the objective space. This set can be used by decisionmakers to find the final optimal solution.

The main findings of the parametric study and multi-objective optimization were:

 Increasing the inlet temperature of the coolant fluid increased the thermal exergy efficiency but decreased thermal energy efficiency. The exergy approach revealed the hidden efficiency although the energy efficiency indicated inefficiency.  Increasing the number of PVT collectors decreased the electrical exergy efficiency and thermal energy efficiency. However, the thermal exergy efficiency indicated the efficiency of the collectors in series by increasing until a certain point.

 Electrical and thermal exergy efficiencies of the PVT operation cannot be maximized at the same time. The multi-objective optimization based on NSGA-II is a suitable method to optimize PVT and multi-stage PVT system design.

 The Pareto optimal front can be used by the decision-makers to select a suitable optimal design of the multi-stage PVT system depending on the purpose and the weather conditions.

 The higher number of the PVT collectors in series resulted in the higher thermal exergy efficiency and the lower number to the higher electrical efficiency.

 The climate conditions had an impact on the optimal number of the PVT collectors in series.

Under the cooler weather conditions, a smaller amount of the PVT collectors is recommended compared to warmer conditions.

In future work, the investigation of using the multi-objective optimization approach to the dynamic hybrid energy system including multi-stage PVT collector, thermal and electrical storage, electrical vehicle and demand-side will be conducted. The multi-stage PVT collector model will be developed to show the outlet temperature of each collector in series. Additionally, analysis and optimization of the flat plate multi-stage PVT collector coupled with concentrated PVT collectors would be interesting for future work. 

Abstract

To reduce primary energy consumption and CO2 emissions, more efficient and environmentally friendly energy production is required in the building sector. Micro combined heat and power (micro-CHP), or co-generation, units produce simultaneously heat and electricity from a single fuel source at high efficiency and close to the consumption point. These units offer significant benefits: reduced primary energy consumption and CO2 emissions, and avoidance of distribution losses due to central plant and network construction. The objective of this paper is to conduct energy and exergy analysis of a biomass-fueled Stirling engine micro-CHP system through modelling of the system. Additionally, a comparison to a reference system with separate production of heat and power is conducted. The energy analysis concerns only the quantity aspects related to the energy production of the system neglecting the quality aspect. For this reason, the exergy method is used to complete the energy assessment of the system. The exergy method takes into account the quality of the produced energy as an ability to work at the temperature, at which a certain energy flow is available. A dynamic model of the Stirling engine micro-CHP system is implemented in Matlab/Simulink environment including the exergy method and the experimental data on the micro-CHP operation is used to characterize the model.

The Primary Energy Savings (PES) and Relative Avoided Irreversibility (RAI) are used as the main comparison indicators in the energy and exergy analysis, respectively. The results indicated overall energy and exergy efficiencies of 105% and 14%, respectively, for the micro-CHP operation in the laboratory. The cooling water inlet temperature has a strong impact on the exergy efficiency. The comparative results revealed that the utilization of the micro-CHP unit saves primary energy and can avoid exergy destruction compared to the reference system.

Introduction

The building sector has a high impact on greenhouse gas emissions and final energy consumption in the European Union (EU) by being the largest energy end-use sector with a share of 41% [START_REF] Doroudchi | Approaching net zero energy housing through integrated EV[END_REF]. The micro combined heat and power (micro-CHP), or co-generation, units produce simultaneously heat and electricity from a single fuel source at high efficiency and close to the consumption point [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF]. Micro-CHP systems are operating in the building sector to produce on-site energy for space heating, domestic hot water and electricity demand. Due to the efficient decentralized production of heat and electricity, the overall system efficiency of up to 85-90 % can be reached with the micro-CHP units [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Alanne | Implementation and validation of combustion engine micro-cogeneration routine for the simulation program IDA-ICE[END_REF]. The micro-CHP systems can respond to the intrinsic requirements of the residential building sector, such as highly variable thermal and electrical demand loads. The highly variable loads require a short response time which can be provided by micro-CHP systems [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF]. The European Parliament has defined microcogeneration to be the units up to an electrical output of 50 kW [START_REF] Martinez | Numerical Investigation of Energy Potential and Performance of a Residential Building-Integrated Solar -Chp System[END_REF]. However, micro-CHP commonly refers to units up to 15 kW of electrical power [START_REF] Murugan | A review of micro combined heat and power systems for residential applications[END_REF]. The renewable energy-based micro-CHP systems are in a key role in reaching the primary energy and pollutant emissions reduction targets of the EU [START_REF] González-Pino | Modelling and experimental characterization of a Stirling engine-based domestic micro-CHP device[END_REF].

The micro-CHP system can be based on different conversion devices, such as internal and external combustion engines or non-combustion devices, such as fuel cells and photovoltaicthermal. Figure 4-1 presents the classification of the CHP technologies. In the literature, several modelling approaches for micro-CHP systems have been studied.

In 2020, Cheekatamarla et al. [START_REF] Cheekatamarla | A Comprehensive Review and Qualitative Analysis of Micro-Combined Heat and Power Modeling Approaches[END_REF] presented a review article on the modelling of the micro-CHP system with a focus on the combustion engine as a prime mover. They found out that Annex 42 [START_REF] Beausoleil-Morrison | An Experimental and Simulation-Based Investigation of the Performance of Small-Scale Fuel Cell and Combustion-Based Cogeneration Devices 241 Serving Residential Buildings Energy Conservation in Buildings and[END_REF] The studies in the literature, considering the performance of the micro-CHP system, focus mainly on the First Law of Thermodynamics and analyze the energy efficiency of the operation.

Based on the First Law of Thermodynamics, energy cannot be created or destroyed but is always converted into different forms, such as electricity or heat losses. However, based on the Second Law of Thermodynamics the quality of the energy flow can be destroyed and deteriorates in the energy conversion device. Depending on the energy conversion technology, different amounts of exergy is destroyed to get electricity and useful heat. The exergy takes into account the quality of the produced energy as an ability to work at the temperature, at which a certain energy flow is available. The exergy method can be used to complete the energy assessment of the system [START_REF] Wall | EXERGY-A USEFUL CONCEPT WITHIN RESOURCE ACCOUNTING 1[END_REF][START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF].

In the literature, several studies are conducted taken into account the exergy analysis to complete the energy assessment of the micro-CHP system. Mahian et al. [START_REF] Mahian | Exergy analysis in combined heat and power systems: A review[END_REF] presented a review on exergy analysis in CHP systems with different prime movers. Their results revealed that more exergy-based investigations are recommended on small-scale CHPs in the residential sector. Additionally, more research should be focused on hybrid CHPs with renewable energy sources. In the previous work of the authors [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF], the dynamic exergy analysis and optimization was conducted on the solar micro-cogeneration system called photovoltaic-thermal (PVT) collector. The system was analyzed under different weather conditions. The significantly low thermal exergy efficiency was reached due to the low-grade heat production of the PVT collector. Gonçalves et al. [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF] studied energy-and exergy-based evaluation of the internal combustion engine-based micro-CHP system with the comparison to the reference system. The model was built into TRNSYS environment, and the exergy method was included. Their results revealed the importance of the exergy method to complete the energy assessment of the system.

Taie et al. [START_REF] Taie | Detailed thermodynamic investigation of an ICE-driven, natural gas-fueled, 1 kWe micro-CHP generator[END_REF] presented a detailed thermodynamic investigation of an ICE-based micro-CHP system. First, they conducted energy and exergy analysis on the device level and afterwards on Primary Energy Savings (PES) and RAI comparison indicators are used to compare the considered micro-CHP to the reference system.

Method

In this section, a grey box model of the micro-CHP system is presented. The model includes parameters that are determined with the experimental data. The main objective of the model is to predict the energy and exergy performance of the system under different thermal power configurations. The model is based on Annex 42 [START_REF] Beausoleil-Morrison | An Experimental and Simulation-Based Investigation of the Performance of Small-Scale Fuel Cell and Combustion-Based Cogeneration Devices 241 Serving Residential Buildings Energy Conservation in Buildings and[END_REF] modelling approach of the external combustion engine and implemented into MATLAB/Simulink environment. Additionally, the comparison indicators used in the energy and exergy analysis are introduced to compare the cogeneration of heat and power to the separated production.

Description of the micro-CHP system

The studied biomass-fueled micro-CHP unit is powered by a Stirling engine. The unit is manufactured by Austrian company ÖkoFEN and the model is Pellematic Condens_e. The nominal electrical power of the unit is 1 kW. The thermal power varies between 10-14 kW. The unit uses condensing technology to increase the efficiency. The Stirling engine is a dynamic type free piston engine presented in Figure 4-2 with the whole micro-CHP unit. transferred from the engine to the environmental temperature. The heat is recovered from the engine thermal mass to the cooling water of the thermal capacity MC w . The thermal power of the unit depends on the temperature difference between the cooling water inlet T w,in and outlet T w,out temperature, and on the mass flow rate .

The energy balance governing equations of the micro-CHP system are implemented to model the unit [START_REF] Alanne | Implementation and validation of combustion engine micro-cogeneration routine for the simulation program IDA-ICE[END_REF].

The engine thermal mass:

MC eng dT eng dt = UA HX (T w,out -T eng ) + UA loss (T env -T eng ) + q gen (1) 
The cooling water control volume:

MC w dT w,out dt = ṁwc p,w (T w,in -T w,out ) + UA HX (T eng -T w,out ) (2) 
The previously collected experimental data of the considered micro-CHP is used to identify the thermal capacity of the engine MC eng and cooling water MC w , and the engine specific heat transfer coefficients UA HX and UA loss . The identification is performed with Simulink Parameter Estimator Tool.

The fuel energy supplied to the engine Q f is calculated with the fuel mass flow rate into the combustion and the lower heating value of the fuel LHV [START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF].

Q f = ṁfLHV biomass (3) 
Under steady-state conditions the heat generation transferred to the engine thermal mass and electrical power are calculated as follows [START_REF] Murugan | A review of micro combined heat and power systems for residential applications[END_REF].

q gen = η th Q f (4) 
P el = η el Q f (5) 
The recovered heat from the micro-CHP control volume QCHP is calculated from the measured data of cooling water mass flow rate and temperature difference between the inlet and outlet of the flow [START_REF] Lombardi | Proposed improvements to a model for characterizing the electrical and thermal energy performance of Stirling engine microcogeneration devices based upon experimental observations[END_REF]. [START_REF] Ouhsiane | Multi-Objective Optimization of Hybrid PVT Solar Panels[END_REF] 131

Q CHP = ṁwc p,w (T w,in -T w,out ) (6) 
The overall energy efficiency of the micro-CHP operation is presented as a ratio of total useful energy output to the total fuel energy as follows [START_REF] Balli | Achieving a more efficient and greener combined heat and power system driven by a micro gas turbine engine: Issues, opportunities, and benefits in the presence of thermodynamic perspective[END_REF]:

η CHP = P el + Q CHP Q f (7) 

Exergy analysis

In addition to the first law energy analysis, the device-level exergy analysis of the micro-CHP operation is conducted. The first law analysis quantifies the amount of energy produced by the micro-CHP operation. However, it does not count how well the quality of the fuel energy is preserved in the energy conversion process. The exergy analysis is based on the second law of thermodynamic and quantifies the quality of the input and output energy in the conversion process. The quality of energy is measured as a work potential to the specified environment or dead state. Typically, the dead state is the environmental conditions of the energy conversion device, for example, atmospheric air and a temperature of 20 °C. The exergy of the system depends on the defined dead state and should be defined carefully. Through the energy conversion process, the exergy of the fuel is destroyed and exergy is never in balance. However, energy is never destroyed but changes the form, for example, to heat losses, and is always in balance [START_REF] Gong | Exergy Analysis of the Supply of Energy and Material Resources in the Swedish Society[END_REF].

The exergy of the micro-CHP system control volume can be described as follows:

∑ Ex in -∑(Ex th + Ex el ) = ∑ Ex d (8) 
where Ex in is the exergy content of biomass fuel, Ex th and Ex el are the thermal and electrical exergy product of the conversion process, and Ex d is the exergy destruction in the process.

The following exergy assessment parameters are used in the exergy analysis of this study. The overall exergy efficiency is the ratio between exergy output or product and total exergy input of the micro-CHP operation, and is calculated as follows [START_REF] Balli | Achieving a more efficient and greener combined heat and power system driven by a micro gas turbine engine: Issues, opportunities, and benefits in the presence of thermodynamic perspective[END_REF]:

132 132 ζ CHP = Ex pr Ex in = (Ex th + Ex el ) Ex in = 1 - Ex d Ex in (9) 
The exergy associated to the fuel and electrical power is defined as follows [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]:

Ex in = f q,biomass ṁfLHV biomass [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF] Ex el = f q,el P el [START_REF] Hatziargyriou | Microgrids: Architectures and Control[END_REF] where f q,biomass and f q.el are the quality factors of the wood pellet fuel and electrical energy.

In this paper, f q,biomass = 1.13 and f q,el = 1 [START_REF] Gong | Exergy Analysis of the Supply of Energy and Material Resources in the Swedish Society[END_REF] are used in the exergy analysis.

The exergy associated to the produced heat depends on the specific enthalpy and entropy of the cooling water flow at the inlet and outlet of the micro-CHP [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF].

Ex th = ṁw[h out -h in -T 0 (s out -s in )] (12) 
where T 0 is the temperature at the dead state conditions of the flow and defined as 10 °C in this study.

Comparison of micro-CHP to separate production

The energy-and exergy-based comparison of the micro-CHP energy production to the separated heat and electricity production is conducted. In this study, the reference systems for the separated energy production are the electric grid based on the centralized nuclear power plant for electricity and a natural gas-fired boiler for heat. Two indicators are selected to compare cogeneration and separated generation of energy. The energy-based indicator is Primary Energy Savings (PES) which reveals the saved primary energy when using cogeneration relative to the reference system. The PES is given as follows [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF].

PES = (1 - 1 η el η eg + η th η b ) (13) 133 133 
where the electrical and thermal efficiencies of the cogeneration are divided by the grid electrical and boiler thermal efficiencies.

However, the energy-based efficiencies and indicator do not take into account the thermodynamic value of produced heat and it qualifies the work and heat to be the same value.

However, in terms of exergy, the work has much higher quality than heat and it is not reasonable to directly compare the different products. The exergy efficiency is calculated for the specific system and it does not consider a reference system. Thus, Ertesvåg [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF] proposed an exergybased comparison indicator called Relative Avoided Irreversibility (RAI) which considers the generated exergy destruction or irreversibility of the energy conversion process. The exergy irreversibility is expressed as follows [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]:

I = (1 -ζ)Ex in (14) 
where is the exergy efficiency of the considered system and Ex in is the exergy input associated to the fuel. The RAI indicator is presented in Eq. ( 15) as a relative difference of the irreversibility generated by the micro-CHP unit, electric grid and boiler [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF].

RAI = (1 - 𝐼 𝐶𝐻𝑃 𝐼 𝑒𝑔 + 𝐼 𝑏 ) (15) 
The fuel exergy in the reference system can be calculated based on the quality factor of the considered fuel and exergy-to-heat ratio of the reference system. The exergy-to-heat ratio is a measure of the quality of delivered heat [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF]. For the low-exergy heat source, such as hot water, the ratio can be 0.15-0.19 [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF][START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]. The fuel exergy of the electric grid and exergy efficiency are presented as follows [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF]:

𝐸𝑥 𝑓,𝑒𝑔 = 𝑓 𝑞,𝑒𝑔 𝑃 𝑒𝑙 𝜂 𝑒𝑙,𝑒𝑔 (16) 
ζ 𝑒𝑔 = 𝑃 𝑒𝑙 𝐸𝑥 𝑓,𝑒𝑔 (17) 
The fuel exergy of the boiler is calculated with the quality factor of the fuel and the exergy-to-heat ratio of the boiler [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF]: 

𝐸𝑥 𝑓,𝑏 = 𝛼 𝑞,𝑏 𝑄 𝐶𝐻𝑃 ζ 𝑏 (18 

Results and discussion

The model of the discussed micro-CHP unit was implemented into Matlab/Simulink environment and the parameter estimator was used to estimate the engine and cooling water thermal masses, and specific heat transfer coefficients. The estimation was performed by using the micro-CHP operation data from the previously conducted laboratory experiment in which the unit was started, running at full-load for 50 min and shut down. Table 4-1 present the estimated parameters and other used parameters in the analysis. The steady-state energy and exergy analysis was conducted at the maximum operation mode of the micro-CHP unit. Based on the experimental data, the full-load thermal and electrical efficiencies were 98% and 7%, respectively. The overall efficiency was 105% due to the applied °C. The thermal exergy rate was only 1.2 kW and thermal exergy efficiency was 7.6%. The electrical power rate was 1 kW in terms of energy and exergy because electrical energy is seen as pure exergy. However, the electrical exergy efficiency was 6.4%, which was lower than the electrical efficiency due to the high exergy factor of biomass (f q,biomass = 1.13). The overall exergy efficiency was 14% and 86% of the exergy input was destroyed in the energy conversion process. Compared to the energy losses of 1.5% to the environment, the exergy analysis revealed the inefficiency of the energy conversion process although the energy analysis indicated high efficiency of the process.

In Figure 4-6 is presented the total exergy in the system divided to the fuel, destruction and product exergy. The exergy input with fuel presented 50% of the total exergy and 43% destroyed exergy. The share of the usable product exergy was only 7% of which 4% was thermal exergy and 3% electrical exergy. The thermal exergy rate is sensible to the cooling water inlet temperature. In the first analysis based on the experimental data, the constant inlet temperature of 15°C was used.

However, the inlet temperature can vary over micro-CHP operation time. 137

The inlet temperature was increased from 40°C to 60°C to see the impact on the exergetic value of the thermal energy. Figure 4-7 shows that the thermal exergy efficiency was higher at 60°C inlet temperature and varied from 12.5% to 17.5% depending on the thermal power configuration. At 40°C inlet temperature, the thermal exergy efficiency varied from 9.5% to 13.5%. The electrical exergy efficiency was slightly higher at 60°C inlet temperature due to the lower cooling effect to the engine and reached its maximum of 6.4% at the maximum operation mode. The overall exergy efficiency increased due to the increased thermal exergy efficiency, and varied from 13.9% to 23.9% depending on the inlet temperature and the power configuration.

Comparative results of cogeneration and reference system

The micro-CHP energy generation was compared with the separated production of heat and power. The PES and RAI indicators were introduced in Section 2 and used to assess primary energy and irreversibility savings if the separated production was changed to the studied biomass-fueled micro-CHP unit. In the reference system, the electricity is bought from the electric grid and heat is generated by a natural gas-fired boiler. For simplicity, the electric grid was assumed to be supplied by a nuclear power plant which is around 70% of the electricity mix in France. The energy efficiencies and exergy quality factors for the fuels and heat generation used in the calculation are presented in Table 4-2. First, the indicators were calculated at the maximum operation mode of the micro-CHP described at the beginning of Section 3. At the considered operation mode the cooling water inlet 138 138 temperature was 15°C. The efficiency of the electric grid was assumed to be 35% and the boiler 90%. The results above showed that the quality of the delivered heat was increased if the inlet temperature was increased. Next, the RAI indicator was calculated for the inlet temperatures of 40°C and 60°C as well. The results are shown in Table 4-3. To produce 1 kW power and 13.5 kW thermal power rate, the primary energy savings were 22% compared to the separated production of heat and power. The relative avoided irreversibility of the laboratory experiment was 8%. In other words, 8% of exergy destruction was avoided if the reference system was replaced by the micro-CHP unit with the cooling water at 15°C temperature. However, if the inlet temperature was increased to 40°C and 60°C, 14% and 19% of exergy destruction were avoided, respectively.

The efficiency of the reference system influences both PES and RAI indicator. In Figure 4-8 is presented the contour or isolines for the PES and RAI indicators as a function of the varying efficiencies of the separated heat and power production. The efficiency of the power generation was varied from 30% to 45%, which is a typical efficiency range of centralized nuclear power plants. The boiler efficiency was varied from 80% to 100% which includes a typical efficiency range. In terms of the First Law of thermodynamic, the 100% efficiency is not realistic but is still included to evaluate the progress of the isolines. From the micro-CHP point of view, the laboratory experiment at the lowest cooling water inlet temperature was used as an operation mode. Figure 4-8 shows that the primary energy savings were between 12-14%, with the highest efficiencies of the reference system. On the other hand, the savings were above 30%, with the lowest reference system efficiencies. However, in any case, the changing the reference system to the cogeneration system saved primary energy. Over the varying efficiencies, the RAI indicator was always lower than the PES. If the reference system got its highest efficiency, the RAI was negative, and the cogeneration was not an improvement from the reference system. The highest level of avoided exergy destruction was 20%.

The results revealed the significant influence of the cooling water inlet temperature on the thermal exergy efficiency and the RAI indicator. Before using the PES and RAI indicators in the decision making, the inlet water temperature should be carefully defined. Figure 4-9 presents the RAI contour lines with the cooling water inlet temperature of 40°C. The results in Figure 4-9 reveal that the micro-CHP unit was an improvement from the reference system with a wider range of the reference system efficiencies if the cooling water inlet temperature was increased. Additionally, the highest level of avoided exergy destruction was above 24% instead of 20%.

As conclusion, to conduct a complete energy assessment, the PES and RAI are suitable indicators to compare the micro-CHP utilization to the reference system from the energetic and exergetic point of view. However, the exergy-to-heat ratio should be carefully defined to result in a realistic assessment of the RAI indicator. The results showed that the studied biomass Stirling engine micro-CHP unit saved primary energy and avoided exergy destruction compared to the considered reference system.

Conclusion

The objective and novelty of this study were to conduct a specific energy and exergy The main findings of the energy and exergy analysis were: 141  The exergy analysis revealed the inefficiency of the energy conversion process in the micro-CHP although the energy analysis indicated the high efficiency of the process. The thermal and electrical efficiencies of the micro-CHP in the laboratory test were 98% and 7%, respectively. At the same time, the thermal exergy efficiency was only 7.6% and electrical exergy efficiency 6.4%. The overall energy and exergy efficiencies were 105% and 14%, respectively.

 The share of the usable product exergy was only 7% of the total exergy in the system.

 The thermal exergy production of the micro-CHP unit was highly dependent on the cooling water inlet temperature. If the inlet temperature was increased from 15°C to 60°C, the thermal exergy efficiency was increased from 7% to 17.5%.

In addition to the energy and exergy analysis of the micro-CHP operation, the comparative analysis was conducted in terms of energy and exergy. The results revealed that the cogeneration with the ÖkoFEN unit saved 22% of the primary energy use and avoided 8% of the exergy destruction compared to the reference system, including electricity from the grid and conventional natural gas boiler for heat production with the efficiencies of 35% and 90%, respectively. However, the exergy-based RAI indicator revealed that the micro-CHP unit was not an improvement from the reference system with the high-efficiency reference system. On the other hand, the cooling water inlet temperature had a high impact on the thermal exergy production and the increased inlet temperature resulted in the micro-CHP unit being an improvement from the reference system also with the high-efficiency reference system.

The ÖkoFEN micro-CHP unit is a reasonable technology for heat and power generation from an energetic and exergetic point of view. The role of the exergy method in comprehensive energy analysis has high importance to reveal the real value of the heat in the energy conversion process.

In future work, a comparison of the cogeneration with the ÖkoFEN unit with different reference systems, including renewable energies, such as solar technologies, would be reasonable to conduct. Additionally, the micro-CHP model will be extended to take into account start-up and cool-down operation phases and to include a thermal storage and demand side to perform a dynamic energy and exergy analysis of the yearly operation. The laboratory experiment with varying cooling water inlet temperature and thermal storage integration should be conducted. 

Nomenclature

Introduction

The building sector has a high impact on greenhouse gas emissions and final energy consumption in the European Union (EU) by being the largest energy end-use sector with a share of 41% [START_REF] Doroudchi | Approaching net zero energy housing through integrated EV[END_REF].

The micro combined heat and power (micro-CHP), or cogeneration, units produce simultaneously decentralized heat and power from a single fuel source at high efficiency. The building integrated micro-cogeneration systems are in the key role in reaching the primary energy and pollutant emissions reduction targets of the EU [START_REF] González-Pino | Modelling and experimental characterization of a Stirling engine-based domestic micro-CHP device[END_REF].

Hybrid renewable energy systems integrate two or more renewable energy sources with or without conventional energy source to produce heat and electricity to satisfy a certain end-use demand [START_REF] Bajpai | Hybrid renewable energy systems for power generation in stand-alone applications: A review[END_REF]. The common features for these systems are decentralized set-up, high renewable energy share, flexible operation to follow local energy demand and small-or micro-scale system components.

Due to the multitude of possible combinations, hybrid energy systems can deliver highly efficient solutions for energy generation. The targets of using hybrid energy systems are to increase reliability, to support fluctuating renewable energy sources, to improve overall efficiency and fuel flexibility. Additionally, these systems reduce costs, fossil fuels, primary energy use and CO2 emissions. HRES can operate as a grid-connected system or stand-alone system in rural areas without an existing power grid.

The HRES are widely studied in the literature. Shivarama et al. [START_REF] Krishna | A review on hybrid renewable energy systems[END_REF] presented a comprehensive review on hybrid renewable energy systems. They considered modelling, analysis, optimal sizing, energy management and control aspects of the HRES. If the technology types of the HRES are selected appropriately, the system can be used to produce cooling, heating and power, simultaneously. Applying combined cooling, heating and power (CCHP) systems can reach an overall efficiency even more than 90% compared to a conventional centralized power plant, which has an efficiency of 30-45% [START_REF] Gu | Modeling, planning and optimal energy management of combined cooling, heating and power microgrid: A review[END_REF]. Gu et al. [START_REF] Gu | Modeling, planning and optimal energy management of combined cooling, heating and power microgrid: A review[END_REF] presented the review of modeling, planning and optimal energy management of CCHP micro-grids. They defined that a typical CCHP system consists of four main elements: the renewable energy source, prime mover, energy storage and load. Wang et al. (2020) reviewed current research of small-scale hybrid solar-assisted CCHP systems. They highlighted that more research is required on system integration evaluation and advanced energy management strategies. Wegener et al. [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] 145 presented a review on small-scale CCHP systems covering biomass-fired systems and solar extensions. The results indicated the high energetic and environmental potential of biomass-fired CHP systems with solar extensions. However, they pointed out that more experimental data on the system operation is required.

In this given framework, a research gap has been indicated and more research effort is required in biomass-fired micro-scale CHP systems with solar support to enable highly efficient and 100% renewable energy systems in the building sector as well. The present work provides a research contribution by summarizing possible renewable energy-based micro-cogeneration prime movers and by reviewing research works on HRES based on micro-cogeneration and solar technologies. Finally, a case study of solar-based micro-cogeneration system with energy storages is presented for reasoning the necessity of system hybridization.

Renewable energy based micro-cogeneration

Prime movers are used to transform fuel energy to mechanical work and heat as a byproduct. The prime movers of the micro-CHP systems can be divided into the following three categories: internal, external and no combustion process [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. The most developed, used and researched technology is internal combustion engine (ICE) based micro-CHP systems [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF].

However, the external combustion-based systems, such as Stirling and organic Rankine cycle (ORC) have better fuel adaptability to use different renewable sources, such as solid biomass, waste heat and solar energy [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF]. Fuel cells and photovoltaic-thermal (PVT) collectors are based on the no combustion process. In the fuel cells, the chemical energy of a fuel is converted to electricity through a chemical reaction with oxygen. The PVT collectors convert solar radiation into heat and electricity simultaneously from the same installed area. An assessment of different micro-CHP prime movers presented in this review is shown in Table 5-1. The selection of the considered prime movers was based on their adaptability to use solid biomass and solar as fuel and market penetration in the building sector. The assessment is based on the literature findings. Low-grade heat use starting from 50°C [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF]35] Well developed as flat plate collector [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF] 146
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High fuel flexibility [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] Noise level and electricity/heat ratio suitable for residential use [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF][START_REF] Alanne | Sustainable small-scale CHP technologies for buildings: The basis for multi-perspective decision-making[END_REF] High thermal efficiency [START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] Good partial load performance [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] High fuel flexibility [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF] Easy to retrofit the existing heating device [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF] High partial load efficiency [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Simple operation without moving parts [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF] Wide range of possible applications [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF] Disadvantages Low electrical efficiency [START_REF] Angrisani | Distributed microtrigeneration systems[END_REF][START_REF] Alanne | Sustainable small-scale CHP technologies for buildings: The basis for multi-perspective decision-making[END_REF] High investment costs [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] High investment costs [START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Relatively low electrical efficiency and waste heat recovery [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF][START_REF] Wegener | Biomass-fired combined cooling, heating and power for small scale applications -A review[END_REF] Challenges in efficient downscaling [START_REF] Padinger | Best practise report on decentralized biomass fired CHP plants and status of biomass fired small-and micro scale CHP technologies[END_REF] Difficulty of sun tracking with flat plate [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF] Fuel types Biomass, natural gas, solar

State of technology

Commercially available [START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF][START_REF] Mascuch | Experience from set-up and pilot operation of an inhouse developed biomass-fired ORC microcogeneration unit[END_REF] R&D and some commercially available [START_REF] Zhu | Modeling and experimental investigation of a free-piston Stirling engine-based micro-combined heat and power system[END_REF][START_REF] Mascuch | Experience from set-up and pilot operation of an inhouse developed biomass-fired ORC microcogeneration unit[END_REF] R&D and commercially available [START_REF] Joshi | Photovoltaic -Thermal systems (PVT): Technology review and future trends[END_REF] Market availability ÖkoFEN, Whispergen, BAXI,

DualSun, Abora Solar, Naked Energy, Solarus

Hybrid renewable energy system

Various technology types are identified in the literature for the planning and design of hybrid energy systems. Their suitability depends on available fuel sources on the generation side, the availability of a grid connection or a heating network, and the considered application scenario. Within the scope of the HRES, the utilization of the following technologies can be considered: solar technologies: photovoltaic (PV), solar thermal and PVT systems, mini-wind turbines, micro combined heat and power (micro-CHP) systems, heat pumps and thermal chillers.
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The following storage technologies are often deployed in the HRES to facilitate energy management in the system: sensible and latent heat storages, electric battery storages, thermally activated building systems and electric vehicles as flexible electric storages.

The above-listed components can form different configurations for the HRES depending on the considered application and load demand. As an example, photovoltaic electricity production can be used to support the electricity consumption of the heat pump. On the other hand, the combustion-based micro-CHP can support fluctuating solar energy production and activate thermal chiller during the cooling period. Different configurations for the HRES have been studied in the literature. Zabalaga et al. [START_REF] Zabalaga | Performance analysis of a stirling engine hybrid power system[END_REF] presented the performance analysis of the HRES including photovoltaic (PV), biomass Stirling engine and battery system. They compared the HRES with the PV/diesel engine/battery hybrid system and performed the analysis in terms of energy efficiency, environmental sustainability and economic feasibility. Their results revealed that the HRES performed better in terms of each indicator in the analysis. Calise et al.

[164] studied a novel solar-assisted CCHP system, which coupled PVT collectors with a reversible heat pump and adsorption chiller. The aim was to design, dynamic simulation and analyzing the energetic, environmental and economic performance of the system.

In this study, the solid biomass-fueled micro-CHP systems supported by solar technologies are considered as components to form a hybrid renewable energy system with energy storages. The selection is based on the exergy approach which indicates the highest overall exergy efficiency for the HRES components based on the combined heat and power production [START_REF] Wall | EXERGY-A USEFUL CONCEPT WITHIN RESOURCE ACCOUNTING 1[END_REF][START_REF] Wall | Life Cycle Exergy Analysis of Solar Energy Systems[END_REF]. Additionally, the literature review has shown that coupling the micro-CHP system with solar technologies can overcome the intermittency issues of solar energy production, increase self-consumption and reduce primary energy use and fuel costs. Table 5-2 summarizes the cases of the hybrid solar supported micro-CHP systems in the literature. 

Case study

The preliminary study was conducted considering residential electricity and domestic hot water production by a photovoltaic-thermal system integrated with thermal and electrical storages. The hourly demand profiles with daily average demands of 24.6 kWh and 7.5 kWh for electricity and thermal energy, respectively, were used. The study was conducted under meteorological conditions of Strasbourg, France. To this purpose, the dynamic system model was built into Matlab/Simulink environment and a multi-objective optimization with genetic algorithm was performed. The aim of the optimization was to find a Pareto optimal set of system designs to maximize self-consumption and autonomy of the system over year with the minimum initial investment costs. The considered system is presented in Figure 5-1.

Figure 5-1: The system layout of the case study.

The dynamic model of the PVT collector have been presented in the literature [START_REF] Vera | Performance evaluation and multi-objective optimization of hybrid photovoltaic-thermal collectors[END_REF][START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF][START_REF] Da Silva | Hybrid photovoltaic/thermal (PV/T) solar systems simulation with Simulink/Matlab[END_REF][START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF][START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF] and used to evaluate the thermal and electrical performance of the collector. In this case study, glazed water cooled PVT collectors with sheet-and-tube thermal absorbers were where P ch , P dis , C B , η ch and η dis are charging power, discharging power, battery capacity, charging and discharging efficiency, respectively.

The multi-objective design optimization problem was formulated to maximize the thermal and electrical reliability R thermal and R electric , respectively, and minimize the initial investment costs of the considered system, simultaneously. The inflation was not considered in the case study. The Matlab function called gamultiobj of the Global Optimization Toolbox was applied to create a set of optimal solutions in the space of decision variables on the Pareto front.

The function uses a controlled, elitist genetic algorithm, which is a variant of non-dominated sorting genetic algorithm-II (NSGA-II). The detailed description of the algorithm is presented by

Deb in [START_REF] Deb | Multi-Objective Optimization using Evolutionary Algorithms[END_REF]. Table 5-3 presents the selected decision variables to be optimized by minimizing the objective functions with NSGA-II optimization algorithm. The bounds of the variables were selected based on the previous research on the PVT collectors [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF] and on the market availability of the components for residential buildings. Table 5-4 present the estimated prices of the system components used in the optimization. Electrical storage 1143 €/kWh Enphase company As a result, the Pareto front was obtained for the optimization problem and is presented in Figure 5-2. The optimization algorithm found 18 non-dominating optimal solutions for the component sizing of the considered renewable energy system. The optimal solutions can be used 152 152 by the decision-makers to select the final optimal solution depending on the application and constraints, such as available roof area or budget. Three solutions were selected from Figure 5-2 based on the increasing investment costs. These solutions are presented in Table 5-5.

Figure 5-2: The Pareto front of the optimal solutions in the objective space. Within the optimal solutions the investment costs varied from 8172 € to 40877 € while the thermal reliability increased from 0.48 to 0.68 and electrical reliability from 0.02 to 0.7.

The results show that the thermal and electrical energy demands of the considered case study under residential constraints, such as maximum available roof area, cannot be covered by the PVT system only. The results show also that the thermal and electrical storages increase the reliability of the system significantly. However, auxiliary heat and electricity sources are required to support fluctuating solar energy production and to cover the remaining part of the energy demand. 

Conclusion

In the present work, the renewable energy-based micro-cogeneration prime movers (Stirling engine, ORC and PVT collector) were presented. The advantages and disadvantages of these technologies were assessed. Based on the assessment, the Stirling engine micro-CHP and

PVT collectors have the highest potential for renewable cogeneration in the residential building sector.

The literature review on the HRES including micro-cogeneration and solar support on the building sector was conducted and the key findings were highlighted. It was seen that photovoltaic and solar thermal technologies were integrated with Stirling engine and ORC systems. In more advanced hybridization, the PVT was used as a solar extension. Based on the literature, the system reliability was increased with the hybridization and CO2 emissions were reduced. Additionally, the electricity production capability was increased significantly with PVT and the fuel-fired micro-CHP overcame the fluctuation of solar energy sources. However, more experimental data on hybridization and research on advanced energy management strategies are required.

The results of the case study including PVT/battery/thermal storage system revealed that hybridization with high efficient and fuel-fired heat and electricity generation is required. In this case, the coupling of the PVT system with the biomass-fueled Stirling engine micro-CHP system should be considered to cover residential electricity, space heating and domestic hot water demands. The Stirling micro-CHP can provide a stable baseload and support fluctuating solar energy production. The coupling of these technologies can form a hybrid renewable energy system that provides 100% renewable energy for buildings.

Introduction

The building sector is the largest energy end-use sector in the European Union (EU) with a share of 41% [START_REF] Doroudchi | Approaching net zero energy housing through integrated EV[END_REF]. To reduce final energy use and greenhouse gas emissions in the building sector, the energy efficiency measures for buildings have been under strong focus in research and in the content of the EU directives, such as the Energy Performance of Building Directive [166].

The EU has also set the energy efficiency targets for 2020 and 2030 by aiming to reduce energy consumption and emissions by 20% by the year 2020 and by at least 32.5% by the year 2030 compared to the 1990 level as a baseline [START_REF]Eurostat[END_REF]. However, despite the great energy-saving potential of the building sector, gaining the savings has proven challenging [167]. The EU Building Factsheets [167] present a breakdown of the residential buildings by the construction year, which

show that the European building stock has a significant share of older buildings constructed before 1990. Due to this, the renovating and retrofitting measurements are required to implement to already existing buildings to gain the energy-saving potential of the building sector. These measures should not only be passive measures, such as building envelope enhancement [START_REF] Sadineni | Passive building energy savings: A review of building envelope components[END_REF],

but also active measures to have decentralized high efficient solutions for electricity, space heating and domestic hot water (DHW) production in buildings. The active measures should aim to have 100% renewable energy production in the building sector, which is possible with the hybrid renewable energy systems combining different energy sources, such as biomass and solar energy [START_REF] Palomba | Implementation of a solar-biomass system for multi-family houses: Towards 100% renewable energy utilization[END_REF].

The key solution for the active measures to accelerate the decarbonisation of the building sector is micro combined heat and power (micro-CHP), or co-generation, systems. Micro-CHP refers to the units that produce decentralized heat and power simultaneously from a single fuel source at high efficiency. Typically, these units operate in buildings or small communities to produce energy for on-site use. The micro-CHP units typically have an electrical power of up to 15 kW [START_REF] Murugan | A review of micro combined heat and power systems for residential applications[END_REF]. However, according to the definition of the EU in the energy efficiency directive [START_REF]European Comissions, Energy Efficiency Directive[END_REF], micro-cogeneration refers to units with electrical power below 50 kW.

The micro-CHP system can be powered by different prime movers, such as an internal and external combustion engine or non-combustion based prime mover. Such prime movers are internal combustion engine (ICE), organic Rankine cycle (ORC), fuel cells and Stirling engine.

A photovoltaic-thermal (PVT) collector is a non-combustion based cogeneration unit that converts solar energy into heat and electricity simultaneously from the same installed area. The photovoltaic (PV) panel produces electricity which generates waste heat at the same time. In the PVT collector, the PV panel has a cooling circuit underneath the panel, and the waste heat is recovered to the coolant flow to produce thermal energy. This leads to the simultaneous production of heat and power at high efficiency. However, due to the fluctuating nature of solar 156 energy availability, the PVT collector cogenerates energy in an uncontrolled manner. On the other hand, a biomass-fueled Stirling engine micro-CHP is the external combustion based cogeneration unit that has high fuel flexibility and produces, in a controlled manner, heat and power, simultaneously. The Stirling engine can be fueled by renewable energy, such as biomass and solar energy. The performance of the biomass and solar energy-fueled Stirling engines were compared by Ferreira et al. [START_REF] Ferreira | Assessment of the Stirling engine performance comparing two renewable energy sources: Solar energy and biomass[END_REF]. They concluded that the biomass-fueled Stirling engine provided 87.5% more power output than the solar fueled, had 52% lower levelized costs of electricity production and had controlled energy output.

A hybrid renewable energy system (HRES) is a second key solution for the active measures. The HRES refers to the generation of multiple energy products from the integration of two or more renewable energy sources with or without conventional energy sources and storage [START_REF] Bajpai | Hybrid renewable energy systems for power generation in stand-alone applications: A review[END_REF]. These systems are especially appropriate for small-and micro-scale distributed generation applications [START_REF] Figaj | Performance assessment of a renewable micro-scale trigeneration system based on biomass steam cycle, wind turbine, photovoltaic field[END_REF]. The hybridization of the solar and engine-based cogeneration units enables the use of cost-free, clean and fluctuating solar energy, and as a base-load the controllable but paid fuel energy, such as biomass. Additionally, the energy storage can be used to facilitate the energy management between the production and highly varying energy demand of a building.

The hybridization enables highly efficient energy generation, increased reliability and flexibility, support for fluctuating solar energy source and the reduction in costs, primary energy use and CO 2 emissions.

Numerous studies of the domestic HRES performance with different configurations of micro-CHP and solar technologies have been conducted in the literature. The ICE based micro-CHP unit was coupled with photovoltaic (PV) panels and solar thermal collectors in [START_REF] Romero Rodríguez | Analysis of the economic feasibility and reduction of a building's energy consumption and emissions when integrating hybrid solar thermal/PV/micro-CHP systems[END_REF][START_REF] Pearce | Expanding photovoltaic penetration with residential distributed generation from hybrid solar photovoltaic and combined heat and power systems[END_REF][START_REF] Mundada | Levelized cost of electricity for solar photovoltaic, battery and cogen hybrid systems[END_REF] and the ORC based prime mover was studied in [START_REF] Settino | Integration of an Organic Rankine Cycle and a Photovoltaic Unit for Micro-Scale CHP Applications in the Residential Sector[END_REF][START_REF] Facão | Analysis of a solar assisted micro-cogeneration ORC system[END_REF]. Kotowicz and Uchman studied a domestic HRES combining a natural gas-fuelled Stirling engine based micro-CHP with PV panels and electrical energy storage [START_REF] Kotowicz | Analysis of the integrated energy system in residential scale: Photovoltaics, micro-cogeneration and electrical energy storage[END_REF]. Aunón-Hidalgo et al. [START_REF] Auñón-Hidalgo | Performance and CO2 emissions assessment of a novel combined solar photovoltaic and thermal, with a Stirling engine micro-CHP system for domestic environments[END_REF] presented an experimental study of a grid-connected HRES consisting of a natural gas-fueled Stirling engine micro-CHP combined with photovoltaic panels and solar thermal collectors for a domestic environment. The energy management between the system and the domestic user was facilitated by the electrical and thermal energy storages. They conducted an energy performance and CO 2 emissions assessment of the system. Their results showed that the system was able to cover 75.6% of the total energy demand and reached 36.2% reduction in CO 2 emissions. They concluded that biogas or biomass 157 should be used as a micro-CHP fuel instead of natural gas to achieve zero CO 2 emissions. A review on the domestic HRES based on cogeneration and solar support was presented in [START_REF] Kallio | Hybrid renewable energy systems based on micro-cogeneration[END_REF].

However, a research gap was indicated and there are no studies on a domestic HRES which combines the biomass-fueled Stirling engine micro-CHP with the PVT collectors.

The assessment of the HRES can be extended to exergy and exergo-economic performance. The latter is used to define the specific costs of energy products from the system with multiple products and the costs flows associated with exergy flows in the system. The exergo-economic method is useful when the considered system has multiple inputs and outputs with different exergies. Mouaky and Rachek [START_REF] Mouaky | Energetic, exergetic and exergeoeconomic assessment of a hybrid solar/biomass poylgeneration system: A case study of a rural community in a semi-arid climate[END_REF] conducted a dynamic energy, exergy and exergo-economic assessment of a novel HRES driven by biomass and solar energy. The system was designed to be a polygeneration unit that, in addition to electricity cooling, heating and DHW, produced freshwater for a rural community of 40 residential buildings. Their results indicated that the system was able to cover fully the community's requirements except for cooling. The annual exergo-economic costs of the produced electricity DHW and space heating were 0.239 €/kWh, 0.043 €/kWh and 0.035 €/kWh, respectively. However, they concluded that the specific costs were competitive for remote communities but a significant reduction in the cost should be achieved to facilitate the implementation of such systems. Another dynamic exergy and exergo-economic analysis of a renewable solar-biomass HRES for polygeneration was studied by Calise et al. [START_REF] Calise | Exergetic and exergoeconomic analysis of a renewable polygeneration system and viability study for small isolated communities[END_REF]. The system consisted of parabolic trough photovoltaic-thermal (cPVT) collectors, an absorption chiller, a biomass heater and a desalination unit. Based on their results, the cPVT collectors caused the highest exergy destruction followed by the biomass boiler in the system. The exergo-economic results revealed a high fluctuation over the year in the exergo-economic costs of the different products. Wang et al. [START_REF] Wang | Exergo-economic analysis method and optimization of a novel photovoltaic/thermal solar-assisted hybrid combined cooling, heating and power system[END_REF] conducted an exergoeconomic analysis and optimization of the HRES based on cogeneration units. The system consisted of cPVT collectors with a natural gas fired internal combustion engine (ICE) micro-CHP unit for a hotel building application to produce cooling, heating, DHW and electricity. The exergo-economic analysis was based on the energy level method. This method allows allocating the higher specific cost for the energy product with the higher energy level, such as electricity should be more expensive than low grade heat.

Within the given framework, this study aims to contribute to the existing literature through the dynamic energy, exergy and exergo-economic analysis of the cogeneration based The paper is structured as follows. In the second section, the detailed system description is provided with a modelling approach, building energy demand profiles and weather data.

Additionally, the exergy and exergo-economic models are introduced with the performance indicators. In the third section, the results of the exergy and exergo-economic analysis are presented and discussed. Next, the comparative results of the HRES to the reference systems are presented and discussed. Finally, the main conclusion is drawn in the fourth section.

Methodology

System description

In the considered hybrid renewable energy system (HRES), the water-cooled flat plate PVT collectors are integrated with the biomass-fueled micro-CHP system and thermal energy storage (TES). The system layout with the energy and mass flows is presented in Figure 6-1. The HRES is used to produce domestic hot water, space heating and electricity for a residential building use. The cooling demand is not considered in this study. The biomass-fueled micro-CHP is a critical component of the HRES to satisfy, especially, the thermal energy demand and the PVT collectors are used as a support to reduce costly biomass use and CO 2 emissions. The same system configuration of the HRES is applied in each location to investigate how the utilization rates of the energy production units (the micro-CHP and PVT) vary under different climates and how they impact on the exergo-economic costs of the system. The system configuration is valid in each location because the winter conditions require the controllable energy production for the significant space heating and DHW demand but there is good solar availability in each location. The annual space heating demands are presented in Figure 6 The main characteristics of the described HRES are presented in Table 6-1. The open-source CARNOT-Toolbox [START_REF] Wohlfeil | CARNOT Toolbox[END_REF] was used to model the stratified multi-port thermal energy storage, pipe connections, thermostatic flow mixers for heat supply, valves and pumps. The validated tank model called "Storage_Type_5" was used in which the storage volume is divided into 6 nodes to present the stratification. For each node, the energy balance is calculated to find the current temperature of each node. The detailed tank model is presented in [START_REF] Hafner | CARNOT Blockset Version 1[END_REF]. The thermostatic flow mixers were used to control the required heat supply temperatures of 40°C for space heating and 55°C for DHW.

In the authors' previous work [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF] 

𝑚 𝑝𝑣 × 𝑐 𝑝,𝑝𝑣 × 𝑑𝑇 𝑝𝑣 𝑑𝑡 ⁄ = 𝑄 𝑝𝑣,𝑠 + 𝑄 𝑝𝑣-𝑔,𝐶𝑉 + 𝑄 𝑝𝑣-𝑔,𝑅𝐷 + 𝑄 𝑝𝑣-𝑓,𝐶𝑉 -𝐸

𝑚 𝑓 × 𝑐 𝑝,𝑓 × 𝑑𝑇 𝑓 𝑑𝑡 ⁄ = 𝑄 𝑓-𝑝𝑣,𝐶𝑉 + 𝑄 𝑓

𝜂 𝑒𝑙(𝑇) = 𝜂 𝑆𝑇𝐶 × [1 -𝛽 𝑃𝑉 × (𝑇 𝑝𝑣 -𝑇 𝑟𝑒𝑓 )] (3) 
The detailed description of the used model and the validation can be found in [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF].

The considered HRES includes the ÖkoFEN Pellematic Condens_e unit which is a biomassfueled Stirling engine micro-CHP system and has been experimentally tested in the laboratory of INSA Strasbourg ICUBE in France. The mathematical model of the system is based on Annex 42 [START_REF] Beausoleil-Morrison | An Experimental and Simulation-Based Investigation of the Performance of Small-Scale Fuel Cell and Combustion-Based Cogeneration Devices 241 Serving Residential Buildings Energy Conservation in Buildings and[END_REF] modelling approach of the external combustion engine and the following energy balance governing equations are implemented to Simulink to model the heat transfer to the coolant fluid [START_REF] Alanne | Implementation and validation of combustion engine micro-cogeneration routine for the simulation program IDA-ICE[END_REF]: 

The previously collected experimental data of the considered micro-CHP was used to validate and identify the thermal capacity of the engine MC eng and cooling water MC w , and the engine specific heat transfer coefficients UA HX and UA loss . The identification was performed with Simulink Parameter Estimator Tool.

The recovered heat from the micro-CHP control volume Q CHP is calculated from the cooling water mass flow rate mw and temperature difference between the inlet and outlet of the flow [START_REF] Lombardi | Proposed improvements to a model for characterizing the electrical and thermal energy performance of Stirling engine microcogeneration devices based upon experimental observations[END_REF].

𝑄 𝐶𝐻𝑃 = 𝑚̇𝑤 × 𝑐 𝑤 × (𝑇 𝑤,𝑖𝑛 -𝑇 𝑤,𝑜𝑢𝑡 ) (7) 

Building energy demand

The considered HRES is installed in a single or multi-family house in different locations.

As a reference building, a single-family house presented in Figure 6 However, during the summer period the heating demand was slightly lower in Strasbourg than in Tampere as shown in Figure 6-3. In Barcelona, the annual heating demand was significantly lower than in Tampere and Strasbourg due to the warmer climate resulting in 86 kWh/m 2 . In Barcelona, there was no space heating demand during July, August and September. In addition to space heating, the HRES is used to produce domestic hot water (DHW).

The reference building is assumed to include 4 inhabitants with 250 l/day average consumption.

The hourly DHW demand profile based on probability distribution was generated using the DHW-calc tool developed for IEA-SHC Task 26 at the University of Kassel in Germany [START_REF] Jordan | Influence of the DHW profile on the Fractional Energy\rSavings: A Case Study of a Solar Combi-System[END_REF][START_REF] Jordan | DHWcalc: Program to generate Domestic Hot Water profiles with statistical means for user defined conditions[END_REF]. The different parameters, such as the average daily consumption, flow rates and daily, weekly and monthly weighting of the consumption, were defined to generate a realistic DHW demand profile suitable for each location. An example of the demand profile is presented in In the system simulations, the temperature of the cold water entering the system from the mains was assumed to be at 15 °C during the year in each location and the water was heated up to 55 °C. 

Meteorological data

The proposed HRES is studied under three different European climate conditions because the energy yield of the PVT collectors depends strongly on the weather parameters, such as solar radiation, wind speed and ambient temperature. The performance of the PVT collectors has a direct impact on the available solar support in the hybrid energy system and on the fuel costs reduction.

The selected locations are Tampere, Finland; Strasbourg, France and Barcelona, Spain.

According to the Köppen climate classification presented in Figure 6 The monthly average ambient temperatures are presented in Table 6-3. This data is used in the exergy and exergo-economic analysis as monthly reference temperatures in order to take into account the impact of the location to thermal exergy production. 

Exergy analysis

The exergy analysis is based on the Second Law of Thermodynamics and it quantifies the quality of the input and output in the energy conversion process. It complements the First Law based energy analysis by counting how well the quality of the fuel energy is maintained in the conversion process while energy analysis quantifies only the amount of energy produced and lost in the process. Through the energy conversion process, exergy is always destroyed but energy changes its form and is never destroyed. The exergy analysis helps to reveal better inefficiencies in the conversion process. The quality of energy is counted as a work potential to the specific environment or reference temperature. Typically, this state is the environmental conditions of the energy conversion device. The selection of the reference temperature defines the exergy of the system and it should be selected carefully. In this study, the monthly exergy and exergoeconomic analysis is conducted under different climate conditions and the monthly average ambient temperatures in Table 6-3 are used as reference temperatures.

The exergy balance of the cogeneration is generally presented as follows:

where Ex d is the exergy destruction, Ex in is the exergy content of the used fuel, and Ex el and Ex th represent the electrical and thermal exergy products, respectively. The exergy efficiency is calculated by dividing the sum of the exergy products by fuel exergy.

∑ 𝐸𝑥 𝑖𝑛 -∑(𝐸𝑥 𝑒𝑙 + 𝐸𝑥 𝑡ℎ ) = ∑ 𝐸𝑥 𝑑 (8) 
The considered system receives the fuel exergy from biomass and solar radiation. The PVT field absorbs exergy from solar radiation which is not seen as pure exergy but a following conversion conversation coefficient is used to calculate incoming exergy [START_REF] Da Silva | Hybrid photovoltaic/thermal (PV/T) solar systems simulation with Simulink/Matlab[END_REF]:

In Equation ( 9) T 0 is the monthly reference temperature in Kelvin and T sol is the solar temperature (5777 K). The fuel exergy of biomass is defined as follows [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]:

where f q,biomass is a quality factor of wood pellets and LHV biomass is the lower heating value of 4900 Wh/kg. In this study, the quality factor of 1.13 is used for wood pellets [START_REF] Gong | Exergy Analysis of the Supply of Energy and Material Resources in the Swedish Society[END_REF].

As an energy product, electricity is seen as pure exergy which can be totally transformed into work. However, the exergy content of thermal energy flow from the micro-CHP, PVT field and thermal energy storage depends on the specific enthalpy (h) and entropy (s) of the water flow at the inlet and outlet of the certain component. The specific enthalpy and entropy of the certain flow depends on the temperature at which the flow is made available. The thermal exergy of water flows in the system is presented as follows [START_REF] Farzanehnia | Exergy in Photovoltaic/Thermal Nanofluid-Based Collector Systems[END_REF][START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]:

where ṁ is the mass flow rate, c p,f is the fluid specific heat.

Performance indicators

The considered HRES has highly dynamic behavior due to dependence on the fluctuating solar radiation and energy demand. Due to this cumulative energy and exergy flows are used to calculate the performance indicators over defined periods:

The period is defined to be a month to see the difference in the performance indicators during a year.

𝐸𝑥 𝑖𝑛,𝑃𝑉𝑇 = 𝐴 𝑐 × 𝐺 𝑖𝑟𝑟 × (1 -4 3 ⁄ × 𝑇 0 𝑇 𝑠𝑜𝑙 ⁄ + 1 3 ⁄ × (𝑇 0 𝑇 𝑠𝑜𝑙 ⁄ ) 4 ) (9) 
𝐸𝑥 𝑖𝑛,𝐶𝐻𝑃 = 𝑓 𝑞,𝑏𝑖𝑜𝑚𝑎𝑠𝑠 × 𝑚̇𝑓 × 𝐿𝐻𝑉 𝑏𝑖𝑜𝑚𝑎𝑠𝑠 [START_REF] Zia | Microgrids energy management systems: A critical review on methods, solutions, and prospects[END_REF] 𝐸𝑥 𝑡ℎ = 𝑚̇× [ℎ 𝑜𝑢𝑡 -ℎ 𝑖𝑛 -𝑇 0 × (𝑠 𝑜𝑢𝑡 -𝑠 𝑖𝑛 )] = 𝑚̇× 𝑐 𝑝,𝑓 × [(𝑇 𝑜𝑢𝑡 -𝑇 𝑖𝑛 ) -𝑇 0 × 𝑙𝑛(𝑇 𝑜𝑢𝑡 𝑇 𝑖𝑛 ⁄ )] (11)

𝐸𝑥 𝑗 = ∫ 𝐸𝑥 ̇𝑗 𝑑𝑡 𝑝𝑒𝑟𝑖𝑜𝑑 (12) 
The exergy efficiency of the whole HRES is presented as follows:

where the exergy products are space heating, domestic hot water and electricity produced by the PVT field and micro-CHP unit.

The operation of the considered hybrid energy system including cogeneration units can be compared to separated production of heat and electricity. The defined reference system for separated energy production includes the electric grid based on the centralized nuclear power plant and a natural gas-fueled boiler. The energy based comparison indicator is Primary Energy Savings (PES) [START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF]:

The PES indicator shows the saved primary energy when cogeneration is used instead of the separated energy production. However, this indicator qualifies electricity and heat to be the same value but, in terms of exergy, heat has lower quality than electricity. This leads to a fact that it is not reasonable to directly compare the different energy products of the system. Thus, an exergy-based comparison indicator called Relative Avoided Irreversibility (RAI) [START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF][START_REF] Gonçalves | Energy and exergy-based modeling and evaluation of a micro-combined heat and power unit for residential applications[END_REF] is used and presented as follows:

where Ir is the generated exergy irreversibility or destruction of the certain energy conversion process.

𝜁 

Economic and Exergo-economic assessment based on energy level and varying reference temperatures

In this study, the considered HRES is economically assessed by the economic indicators called Simple Payback-Time (SPT) and Net Present Value (NPV) and by an exergo-economic analysis which specifies the costs of the energy products from the HRES.

Economic indicators

The SPT gives a rough estimation of the economic viability of the considered system by dividing the initial investment costs (Z sys ) by all counted revenues/savings that the system can generate during yearly operation. However, it does not take into account the time value of cost which results in the rough estimation of the payback-time in years. This indicator is calculated as follows [START_REF] Calise | Thermo-economic optimization of a novel hybrid renewable trigeneration plant[END_REF]:

𝑆𝑃𝑇 = 𝑍 𝑠𝑦𝑠 𝑆𝑉 𝑠𝑦𝑠,𝑦𝑒𝑎𝑟 ⁄ (17) 
where SV sys,year is the yearly savings compared to a reference system and calculated as follows [START_REF] Calise | Thermo-economic optimization of a novel hybrid renewable trigeneration plant[END_REF]. 

𝑆𝑉
where RS indicates the reference system and HRES the considered hybrid system. 

a = 1 (1 + 𝑟) 𝑛 ⁄ ( 20 
)
where a is the annuity factor, r is the discount rate and n is the lifetime of the system.

Exergo-economic analysis

The exergo-economic analysis combines exergy with economic analysis and is used to allocate the initial investment and operating and maintenance (O&M) costs for the energy products of the. In this study, the Specific Exergy Costing (SPECO) approach proposed by Lazzaretto and Tsatsaronis [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF] is used. Based on that method, a cost value can be assigned to exergy unit of each energy flow in Figure 6-1 coming and leaving a certain system component.

The exergy costing method reveals the prices for the produced electricity and heat that should be returned or saved to cover the initial investment and O&M costs of the HRES. According to the SPECO, the exergy cost balance equation of the kth component in steady operating conditions can be written as follows:

C ̇= c × Ex ̇ (21) 
∑(c f × Ex ̇f) k fuel + Z ̇k = ∑ (c p × Ex ̇p) k product ( 22 
)
where Ċ is exergy cost rate in €, c is the specific cost of exergy in €/kWh ex and Ėx is the exergy rate in kW. Due to the fluctuating nature of solar energy production, the cumulative exergy flows over defined period based on Eq. ( 12) are taken into account and the exergy rates in Eq. ( 22) are replaced by the cumulative values. In Eq. ( 22), Ż represents non-exergetic costs including initial investment costs and O&M costs of the component with the Capital Recovery Factor (CRF). The cumulative non-exergetic costs are presented as follows:

𝑍 ̃𝑘 = 𝐼 𝑘 × 𝐶𝑅𝐹 × 𝑡 𝑝𝑒𝑟𝑖𝑜𝑑 8760 ⁄ + 𝑂𝑀 𝑘 = 𝐼 𝑘 × 𝑖(1 + 𝑖) 𝑛 (1 + 𝑖) 𝑛 -1 × 𝑡 𝑝𝑒𝑟𝑖𝑜𝑑 8760 ⁄ + 𝑂𝑀 𝑘 ( 23 
)
where t period is the length of considered period, i is the interest rate, n is the lifetime of the component and OM is the O&M costs over the considered period. It is assumed to be 1.5% of the levelized investment cost of the period for the micro-CHP unit.

The considered HRES has multiple outputs and it includes cogeneration components that have multiple products. Due to this, auxiliary costing equations are required to define the specific cost of the multiple products. Additionally, the energy levels of different energy products are 174 taken into account in the costing method according to [START_REF] Wang | Modified exergoeconomic modeling and analysis of combined cooling heating and power system integrated with biomass-steam gasification[END_REF]. The energy level reveals the quality of the energy flow and its ability to work to the reference temperature [START_REF] Wang | Modified exergoeconomic modeling and analysis of combined cooling heating and power system integrated with biomass-steam gasification[END_REF]. By considering the energy level, the specific cost of any flow is directly proportional to its energy level and gives the higher price for the higher quality flow. This leads to more realistic evaluation of the exergoeconomic performance of different energy product.

The energy level of electricity is 1 but the level of heat depends on the following formula [START_REF] Wang | Modified exergoeconomic modeling and analysis of combined cooling heating and power system integrated with biomass-steam gasification[END_REF]:

𝐸𝐿 = 1 -𝑇 0 ∆𝑆 ∆𝐻 ⁄ ( 24 
)
where T 0 , ΔS and ΔH are the reference temperature, entropy change and enthalpy change, respectively.

In addition to the energy levels, the location and period specific reference temperatures in Table 6-3 were taken into account in the monthly exergo-economic analysis in order to have a fair comparison between different locations of the HRES.

Next, the exergo-economic model of the HRES in Figure 6-1 is presented. The model includes a number of cost balances and n-1 auxiliary costing equations for three main components: micro-CHP, PVT field and thermal energy storage. 

Micro-CHP

The biomass-fueled micro-CHP unit uses air, which is free of charge, biomass and the non-exergetic cost 𝑍 ̃𝐶𝐻𝑃 to produce electricity (flow 3) and heat (flow 4), simultaneously. This leads to a following cost balance and auxiliary equations:

𝐶 1 ̇+ 𝐶 2 ̇+ 𝑍 ̃𝐶𝐻𝑃 = 𝐶 3 ̇+ (𝐶 4 ̇-𝐶 5 ̇) (25) 
𝐶 1 ̇= 0 (26)

𝐶 2 ̇= ṁ 𝑏𝑖𝑜𝑚𝑎𝑠𝑠 × 𝑐 𝑏𝑖𝑜𝑚𝑎𝑠𝑠 (27) 
where ṁ biomass is the mass flow of wood pellets (kg/h) and c biomass is the specific cost of wood pellets in €/kg.

Based on the fuel and product rule of the SPECO [START_REF] Lazzaretto | SPECO: A systematic and general methodology for calculating efficiencies and costs in thermal systems[END_REF] and on the fact that the specific costs of electricity and heat produced by the micro-CHP unit are directly proportional to their energy levels, the following auxiliary equation are written:

𝑐 3 𝐸𝐿 3 ⁄ = (𝑐 4 -𝑐 5 ) 𝐸𝐿 4-5 ⁄ (28) 
𝐶 3 ̇× (𝐸𝑥 4 ̇-𝐸𝑥 5 ̇) 𝐸𝑥 3 ̇× (𝐶 4 ̇-𝐶 5 ̇) = 𝐸𝐿 3 𝐸𝐿 4-5 ⁄ (29) 
Finally, the specific costs of electricity from the micro-CHP unit are formulated as follows:

𝑐 𝑒𝑙,𝐶𝐻𝑃 = 𝐶 2 ̇+ 𝑍 ̃𝐶𝐻𝑃 (1 + (𝐸𝑥 4 ̇-𝐸𝑥 5 ̇) × 𝐸𝐿 4-5 𝐸𝑥 3 ̇× 𝐸𝐿 3 ) 𝐸𝑥 ̇3 (30) 

PVT

The PVT field consumes solar energy (flow 13), which is free of charge, and the nonexergetic costs 𝑍 ̃𝑃𝑉𝑇 to produce electricity (flow 12) and heat (flow 11), simultaneously. This leads to a following cost balance and auxiliary equations: 

𝐶

Thermal energy storage

The thermal storage receives heat "fuel" from the micro-CHP and PVT field and uses the non-exergetic costs 𝑍 ̇𝑇𝐸𝑆 to store and exchange the heat to feed DHW and space heating circuits when necessary. The following cost balances are written for the TES:

(𝐶 ̇4 -𝐶 ̇5) + (𝐶 ̇11 -𝐶 ̇10 ) + 𝑍 ̇𝑇𝐸𝑆 = (𝐶 ̇8 -𝐶 ̇9) + (𝐶 ̇6 -𝐶 ̇7) (36) 
𝐶 ̇7 = 𝑚̇7 × 𝑐 𝐷𝐻𝑊 (37)

(𝑐 8 -𝑐 9 ) 𝐸𝐿 8-9 ⁄ = (𝑐 6 -𝑐 7 ) 𝐸𝐿 6-7 ⁄ (38) 
(𝐶 ̇8 -𝐶 ̇9)(𝐸𝑥 ̇6 -𝐸𝑥 ̇7) (𝐸𝑥 ̇8 -𝐸𝑥 ̇9)(𝐶 ̇6 -𝐶 ̇7) = 𝐸𝐿 8-9 𝐸𝐿 6-7 (39) 
where ṁ 7 is the domestic hot water demand and c DHW is the specific cost of tap water in €/kg.
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Hybrid renewable energy system

Finally, the specific costs of electricity (c el,sys ), domestic hot water (c DHW ) and space heating (c SH ) are calculated as follows:

𝑐 𝑒𝑙,𝑠𝑦𝑠 = 𝐶 ̇3 + 𝐶 ̇12 𝐸𝑥 ̇3 + 𝐸𝑥 ̇12 = 𝑐 𝑒𝑙,𝐶𝐻𝑃 × 𝐸𝑥 ̇3 + 𝑐 𝑒𝑙,𝑃𝑉𝑇 × 𝐸𝑥 ̇12 𝐸𝑥 ̇3 + 𝐸𝑥 ̇12 (40) 
𝑐 𝐷𝐻𝑊 = 𝐶 ̇6 𝐸𝑥 ̇6 ⁄ (41)

𝑐 𝑆𝐻 = (𝐶 ̇8 -𝐶 ̇9) (𝐸𝑥 ̇8 -𝐸𝑥 ̇9) ⁄ (42) 

Results and discussion

The simulation tool was built into Matlab/Simulink to evaluate the exergetic and exergoeconomic performance of the HRES in Figure 6-1 under three different European climate conditions described in Section 2.4. The tool allows calculating exergy production, destruction and efficiency on the component and system level over a certain period. Additionally, the calculations of the exergo-economic specific costs of electricity, domestic hot water and space heating produced by the HRES can be conducted on the monthly basis.

Exergy analysis

Next, the results of the exergy analysis of the system in each location are presented and discussed. The aim of the considered HRES was to support energy production of the biomass micro-CHP with solar cogeneration in order to reduce biomass consumption and costly exergy destruction. Solar energy as a fuel has lower quality than biomass, and it is free of charge.

In Figure 6-8 are presented the exergy fuel, product and destruction flows over three representative days from spring, summer and winter periods in Strasbourg. The exergy analysis in Figure 6-8 revealed a big difference between the magnitudes of the used fuel exergy fed to the system and the gained exergy products. The costly exergy destruction in the Stirling engine micro-CHP unit could be reduced by improving the electrical power output of the unit.

In Figure 6-9 is presented the used fuel exergy in each location. The higher availability of solar radiation during the summer months increased the solar share of the total fuel exergy.

However, the solar share was also increased due to decreased energy demand of the building. Figure 6-11 reveals that the exergy products were dominated by the electrical exergy produced by the PVT field. In the sunny location of Barcelona, the proportion of the PVT electricity was already higher than the one of the micro-CHP in January although the operation of the micro-CHP was high due to higher space heating demand. The same happened in Tampere and Strasbourg in March. This result show that the hybridization of the units increased significantly the free-fuel based electricity production capacity of the HRES. Additionally, the solar support helped to reduce biomass use and costly exergy destruction during the whole year.

In Tampere and Strasbourg, the space heating was a significant exergy product during the cooler months from November to February. However, the quality of the space heating as an exergy product depended on the reference temperature of the considered location. Due to this, the exergy of the heat products was the lowest in the warmest location of Barcelona. from January to June and to May, respectively, while the solar irradiation increased and heating demand decreased. In each location, the exergy efficiency decreased strongly at the end of the year due to strongly reduced solar irradiation and increased use of the micro-CHP system for space heating demand. The decrease was strongest in Strasbourg from September to October by 2% percentage points. In Tampere and Barcelona, the fall in efficiency was slower and took place from August to October and from September to November, respectively. The yearly overall exergy efficiency, given by Eq. ( 13), was the highest in Tampere resulting in 15.3% followed by Strasbourg and Barcelona with the same result of 14.3%. The efficiency was the highest in Tampere due to the coolest monthly reference temperatures which led to the higher exergy of the heat products. This increased relatively the amount of the total exergy products compared to the other locations. Barcelona and Strasbourg resulted in the same annual overall exergy efficiency. This was possible due to the different utilization rates of the energy production units of the system. Due to the higher heating demand, the micro-CHP unit produced more electricity and heat in Strasbourg. However, this led to the higher biomass fuel use in Strasbourg but, as compensation, the received solar energy fuel was lower than in Barcelona. In Barcelona, this was the other way around. Additionally, the amount of the PVT electricity product was higher but the amount of the heat exergy products was lower due to the lower heating demand and the higher monthly reference temperatures.

The overall exergy efficiency of the same HRES in different locations can be close to each other because of the different component utilization rates and varying exergy of the heat products depending on the reference temperature. In terms of the PVT collectors, the decreased value of the heat products is compensated by the increased amount of PVT electricity production due to the higher solar radiation.

Next, the results of the exergo-economic analysis will be presented and discussed. In Figure 6-14 is presented the exergo-economic specific cost of space heating in each location on monthly and early basis.
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Based on the performed exergo-economic analysis it can be concluded that the reasonable unit prices assigned to each energy product of the HRES differ according to the location and climate conditions of the hybrid system. These prices are presented in Table 6-5. It can be recognized that the appropriate electricity prices are relatively high compared to the country-specific electricity purchase prices in Table 6-6. This is mainly caused by the high initial investment of the HRES. At the moment, it is not realistic to gain the electricity prices above by selling or self-consuming the produced electricity of the HRES. However, the investment costs of the components can be expected to be reduced in the future while the grid electricity prices are expected to increase. Additionally, a thermally activated cooling device could be added to the system to increase the utility of the system during the summer months and decrease the prices of the heat products.

Sensitivity analysis of exergo-economics

The sensitivity analysis was conducted to investigate the impact of the solar and storage component capacities on the exergo-economic costs. The exergo-economic results in Strasbourg were used as a reference in the analysis. First, the number of the PVT rows was decreased and increased by 33% by removing and adding one row to the original system configuration presented in Section 2. Varying the number of PVT collectors had a strong impact on the monthly and annual specific cost of the electricity as shown in Figure 6-16. varying the number of the PVT collectors did not influence the specific cost because these heat products were not the direct output of the PVT field but the thermal storage.

Next, the thermal storage volume was varied by ±25% compared to the reference system resulting in the storage sizes of 1.5 m 3 and 2.5 m 3 . The thermal storage is used to facilitate the matching between thermal energy production and demand. Varying the storage size had an impact on the initial investment cost but not on the magnitude of the heat products defined by the building energy use. Due to this, the monthly specific costs of the heat product were increased or decreased only during the summer months when the heating demand was relatively low as shown in Figure 6-17.

189 In July and August, the specific costs of DHW were 9.3% and 12.6% higher, respectively, if the size was increased. Decreasing the size led to 11.7% and 10.7% lower DHW costs in these months. The variation in the specific cost of space heating was with the same magnitude. The storage size did not influence the specific cost of electricity.

Comparative results of the HRES to the reference system

Energy, exergy and economic comparison indicators were used to further evaluate the performance of the cogeneration based HRES compared to separated production of heat and power by a reference system. The primary energy savings (PES) were used as an energetic indicator, the relative avoided irreversibility (RAI) as an exergetic indicator, and the simple payback time and net present value as economic indicators.

In terms of PES and RAI indicators, the reference system included an electric grid with an efficiency of 35% for electricity and a natural gas-fired boiler with an efficiency of 80% for heat production. In Figure 6-18 is presented the monthly PES in each location compared to the reference system. The primary energy savings took into account only the reduction in biomass use because solar energy is CO 2 and cost-free primary energy. Figure 18 shows significantly high primary energy savings in each location during the sunniest months from May to August, when the PES was over 60% in each location. The system operation in Barcelona resulted in the highest PES over the year leading to the PES of over 90% from May to September. The PES values were almost the same during the year in Tampere and Strasbourg despite September when the PES was 68% in Strasbourg and 40% in Tampere due to strongly reduced solar irradiation in the northern location. In each location, the PES was positive and primary energy was saved during the whole year. Based on the results, it can be concluded that hybridization of the fuel-fired micro-CHP system with solar cogeneration reduced strongly primary energy use compared to the reference system. In terms of exergy, the monthly RAI indicator showed the existing irreversibility savings in the HRES compared to the reference system but always at the lower level than primary energy savings. However, in Figure 6-19, the RAI indicator revealed inefficiency of the HRES in Tampere in November when the RAI got a negative value. This indicates that the HRES was not an improvement from the reference system in November. In Tampere and Strasbourg, the RAI indicator was negative or close to zero from November to January. This was mainly caused by the low solar energy production. As a conclusion, the RAI indicator revealed the hidden inefficiency of the HRES operation which was not seen in the PES indicator. Next, the economic indicators were calculated for four different scenarios in each location. The SPT and NPV of the HRES are presented in Table 6-6 with the country-specific parameters used in the calculation. These economic calculations were conducted for the replacement of the reference system by the HRES. The case 1 compared the HRES to the reference system including the electric grid and natural gas boiler, and the case 2 compared to the reference system consisting only of the electric grid. Within the cases, the following two subscenarios were considered: a) dynamic electricity balance between the load and production was taken into account, and b) all produced electricity was assumed to be consumed by the building.

In the sub-scenario a), the produced electricity was consumed in the building according to the load profile in Section 2.3 and the surplus production was fed to the grid with the countryspecific feed-in-tariff presented in Table 6-6. The sub-scenario b) presented an ideal situation to show how the economic indicators were changed if the perfect match between the load and production would be possible. The economic viability of retrofitting the electricity only based system (case 2) by the HRES resulted in significantly shorter SPT than in the case 1. In Tampere, the SPT of the case 2a was 10.5 years with the NPV of 30388 €. The shortest SPT of the case 2 was indicated in Strasbourg due to lower electricity price combined with low VAT for the initial investment.

Assuming the 100% self-consumption in the building resulted only in a small reduction of the SPT. However, the reduction was less significant than between the case 1a and 1b.

The economic results revealed the higher viability of the hybrid system if the produced electricity was used 100% on-site. The electrical energy storage or electric car with advanced and intelligent system control can facilitate the energy management of the system and enable 100% self-consumption but increases the initial investment costs as well.

Conclusion

In this paper, a hybrid renewable energy system based on cogeneration from biomassfuelled Stirling engine micro-CHP unit and photovoltaic-thermal collectors was assessed thermoeconomically under three different European climate and economic conditions. The dynamic exergy and exergo-economic analyses were performed and the results were presented on a daily, monthly and yearly basis.

Compared to a yearly analysis, the conducted dynamic exergy analysis gives more detailed insight to the variation of exergy fuels, products and efficiency over the year. The dynamic exergo-economic analysis reveals the high variation in the specific cost of energy products compared to the yearly analysis. This variation is mainly caused by the fluctuating solar energy availability and heat demand of the reference building.

The location of the HRES had an impact on the following issues: the utilization rate of the energy production units within the system, exergy of the heat products, heating demand of the building, economic conditions, payback time, specific costs of energy products, primary energy savings and relative avoided irreversibility. The location of the HRES did not influence significantly the overall exergy efficiency of the system.

First, the results were obtained in terms of monthly fuel exergy, exergy destruction in the components, exergy products and the overall exergy efficiency. The following main findings were done:
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 The share of solar exergy was the highest during the summer period in each location. In the southernmost location of Barcelona, the share was also significant during the winter months from November to March covering at worst 26% of fuel exergy in January.

 The micro-CHP caused most of the exergy destruction during the winter months while the PVT dominated the destruction during the summer months. The TES caused 2.5%-6% of the total monthly exergy destruction.

 The hybridization increased significantly cost-free electricity production and facilitated to reduce biomass use and costly exergy destruction during the whole year in each location.

 The overall exergy efficiency of the system varied from 13% to 16% over the year.

The following main findings were done based on the exergo-economic analysis:

 The specific cost of electricity varied strongly in each location over the year with the minimum value as low as 0.189 €/kWh in each location during the summer months and as high as 0.798 €/kWh in Tampere, Finland in November.

 The lowest specific cost of electricity is competitive with the current grid electricity prices in Table 6 which makes the system attractive for the building owner (prosumer).

 The annual specific cost of electricity was 28% lower in Barcelona (0.292 €/kWh) than in Strasbourg (0.406 €/kWh) and Tampere (0.404 €/kWh) due to the higher utilization rate of the PVT and the lower rate of the costly micro-CHP unit, and more favorable economic conditions. The similar utilization rate of the PVT, less favorable economic conditions of Finland and higher exergy of heat products in Finland resulted in the same annual specific cost of electricity in Tampere and Strasbourg.

 The specific cost of the space heating varied over year depending on the heating demand by having the highest value of 3.73 €/kWh ex in July in Strasbourg and the lowest value of 0.26 €/kWh ex in January.

 The DHW had the highest monthly costs of 11.9 €/kWh ex in Barcelona in August due to the highest reference temperature and the lowest space heating demand. The lowest cost were 0.35 €/kWh ex in January in Tampere. The cost of the DHW was higher than space heating due to higher exergy content.
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 The specific cost of electricity was sensitive to the number of the PVT collectors but not to the size of the thermal storage. The 33% smaller PVT field increased the annual specific cost by 20% while the 33% larger field decreased the cost by 13%.

Finally, the HRES was compared against two reference systems including the electric grid with or without a gas boiler. Additionally, the self-consumption rate of the produced electricity was taken into account and varied within two reference cases. The following main findings were done:

 The hybridization reduced primary energy use and irreversibility up to 95% compared to the reference system.

 The longest SPT of 19.3 years resulted in Tampere and the shortest in Barcelona of 14.1 years if the comparison was made against the electric grid combined with a natural gas boiler. If only the electric grid was considered as a reference system, the SPT was between 7 to 10.5 years depending on the scenario and location.

 The HRES was economically viable in each case while the NPV resulted to be positive.

 The economic results revealed the higher viability of the HRES if the produced electricity was used 100% on-site.

To enhance the matching of renewable energy production and building energy demand, the upcoming future work should include an investigation of integrating battery storage or electric vehicle into the system with the Time-of-Use tariff. Additionally, the optimization of the energy demand side and the HRES will be performed for each location. More research on advanced and intelligent energy management algorithms is required as well to control better the energy flows in the hybrid renewable energy system. 

Nomenclature

Introduction

The introduction to the smart and microgrids was presented in Chapter 1. The objective of Chapter 7 is to introduce the main components of a residential solar microgrid and to present an experimental set-up of the residential grid-connected AC microgrid with a central controller.

The main components are photovoltaic panels, battery storage system, inverter, local load and energy management system. As a part of this thesis, these components were connected together to realize the experimental set-up at the INSA ICUBE laboratory in Strasbourg to demonstrate an operation of the home renewable energy management system and to collect the operation data of the system. The second objective of Chapter 7 is to compare the operation of the rule-based energy management strategies to the simulation of the optimization-based energy management strategy called a model predictive control.

Solar microgrid components

Photovoltaic panels

Multiple PV panels, introduced in Chapter 1, can be connected in series and parallel to form a PV system with a peak power output from watts to megawatts. Typically, in residential solar microgrids, the power output is within kilowatts depending on the available roof area. The peak power of the PV systems is specified under the Standard Test Conditions (STC). However, these conditions are rarely met in real-world PV installations, and due to this, it can be difficult to estimate the necessary number of PV panels in the system to meet the local loads.

Additionally, the increasing PV cell temperature has a significantly high negative impact on the electrical efficiency and power output of the system. This was further studied in Chapter 2 when the PV and PVT operations were compared. The PV cell temperature is influenced by multiple factors, such as solar radiation, wind speed, module materials and the installation conditions [START_REF] Pantic | The assessment of different models to predict solar module temperature, output power and efficiency for Nis, Serbia[END_REF].

In the literature, several linear and non-linear models have been presented to estimate PV power output as a function of the received solar radiation and cell temperature. Additionally, a system-specific model can be built by using machine learning methods and measured data from 198 the system [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The simple linear model to estimate first the PV cell temperature, T pv (°C), and then the PV power output, P pv (W), is presented as follows [START_REF] Pantic | The assessment of different models to predict solar module temperature, output power and efficiency for Nis, Serbia[END_REF]:

𝑇 𝑝𝑣 = 𝑇 𝑎 + 𝐺 𝑖𝑟𝑟 𝐺 𝑁𝑂𝐶𝑇 × (𝑇 𝑁𝑂𝐶𝑇 -20) (1) 
where T a is the ambient temperature G irr is the received solar irradiation for the tilted surface. NOCT refers to the Nominal Operating Cell Temperature conditions that are 800 W/m 2 for solar radiation, 20°C for ambient temperature and 1 m/s for wind speed [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. After defining the cell temperature, the PV power output is calculated as follows:

𝑃 𝑝𝑣 = 𝑁 × 𝑃 𝑆𝑇𝐶 × 𝐺 𝑖𝑟𝑟 𝐺 𝑆𝑇𝐶 × (1 -𝛿 × (𝑇 𝑐 -25)) (2) 
where STC refers to the Standard Test Conditions (STC) that are 1000 W/m 2 for solar radiation, 25°C for ambient temperature and 1 m/s for wind speed. The rated peak power P STC is given by the manufacturer in (W) and δ is a maximum power correction factor for temperature [START_REF] Pantic | The assessment of different models to predict solar module temperature, output power and efficiency for Nis, Serbia[END_REF].

The PV panel electrical efficiency depends linearly on the PV cell temperature, the temperature coefficient β pv and the electrical efficiency at the STC conditions η STC as follows [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF][START_REF] Pantic | The assessment of different models to predict solar module temperature, output power and efficiency for Nis, Serbia[END_REF]:

𝜂 𝑒𝑙 = 𝜂 𝑆𝑇𝐶 × [1 -𝛽 𝑝𝑣 (𝑇 𝑝𝑣 -𝑇 𝑟𝑒𝑓 )] (3) 
For a certain solar radiation and PV cell temperature an I-V characteristic curve of the PV cell exists and is presented in Figure 7-1. The operation point of the cell on the current-voltage curve depends on the magnitude of a connected resistive load, and the power of the point is the product of the current and voltage [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. In the optimal operation point of the I-V curve, the maximum power point can be reached.

The current and voltage on the I-V curve change also depending on the solar radiation and cell temperature. Due to this, the maximum power point is constantly moving. The increased radiation level increases the current linearly, and the increased cell temperature decreases the voltage linearly [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. To maximize the power output of the PV system, the maximum power point tracking methods (MPPT) are used to vary the resistive load. Typically, MPPT technology is integrated into inverters that convert the produced DC power into AC power. The PV system output can be modified by connecting the panels in series and parallel. The parallel connection increases the current, and the series connection increases the voltage of the array. In the solar microgrid, the PV panels can be installed on a building roof or on the ground.

Battery storage

Due to the fluctuating nature of solar energy production, a battery energy storage system is required in the solar microgrid to store the produced excess electricity to supply later demand during nights or cloudy days. The battery storage supports self-consumption and can generate cost savings by providing energy during a period of high electricity prices. The most common battery types are nickel-cadmium, lead-acid and lithium-ion [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. The lead-acid batteries are commonly used, but the lithium-ion batteries have high efficiency and are used in the home battery storage systems, such as Tesla Power Wall [START_REF] Truong | Economics of residential photovoltaic battery systems in Germany: The case of tesla's powerwall[END_REF] and Enphase AC battery. During charging of the battery, electrical energy is converted into chemical energy and released by discharging the battery.

An important feature of the battery storage in microgrid applications is the ability to tolerate repetitive deep charging and discharging cycles because this accelerates the battery ageing and degradation [START_REF] Truong | Economics of residential photovoltaic battery systems in Germany: The case of tesla's powerwall[END_REF][START_REF] Azuatalam | Energy management of small-scale PV-battery systems: A systematic review considering practical implementation, computational requirements, quality of input data and battery degradation[END_REF]. Typically, the batteries are classified by their nominal capacity in kWh and charge/discharge power in W, which indicates the maximal power rate to charge or discharge the battery. The state-of-charge (SOC) battery variable indicates the amount of energy left in the battery as a ratio between the current capacity and the nominal capacity of the battery [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. On the other hand, the depth of discharge (DOD) indicates the consumed energy capacity. These both indicators can have values between 0 and 1 indicating empty and full 200 200 battery. The battery storage has become to the end of its lifetime if it has lost 20% of its nominal capacity. The measure of the lifetime is the number of charge/discharge cycles sustained just before the 20% capacity loss [START_REF] Kalogirou | Solar Energy Engineering[END_REF].

The installation topology of the home battery system can be alternating current (AC) or direct current (DC) coupled. The AC-coupled battery has an inside built or separated battery inverter to enable AC-coupling and direct feed to the home appliances. On the other hand, the battery can be installed on the DC-side of the building power system with PV panels and a hybrid inverter to convert DC to AC output. In this thesis, the Enphase AC battery system with an internal battery inverter was selected and installed in the laboratory building. The battery has a nominal capacity of 1.2 kWh, and it is presented in Figure 7-11.

Inverters

The photovoltaic panels produce direct current (DC), which is converted into alternating current (AC) by an inverter. The battery storage system utilizes DC current and requires an inverter as well. The conversion is required because the building appliances work with AC power. The power conversion efficiency of the inverter is usually high from 93% to 98%. The inverters can have different sizes depending on the total power capacity, which can be from watts to megawatts. In the solar microgrid, the PV panels and the battery storage can be connected to the same hybrid inverter which feeds the AC-side or both components can have their inverters.

The inverters require a minimum voltage to operate, which normally leads to a requirement to connect about 5 to 8 panels in series to reach the minimum voltage. However, this can be avoided by using micro-inverters separately for each panel.

In this thesis, the Enphase micro-inverters were used to convert each panel output individually from DC to AC power. These micro-inverters include the MPPT technology described in section 2.1. The micro-inverters are installed at the back of each panel, and they enable the monitoring and analysis of the operation on the individual panel and whole system level. The micro-inverters facilitate the installation of a small amount of PV panels because there are no minimum voltage levels to be reached. Additionally, shading on one panel does not influence the whole output of the system as happens with centralized solar or hybrid inverters. This is presented in Figure 7-2. 

Configuration typologies

The residential solar microgrid can have different connection topologies depending on the PV system, battery storage system and inverter technology. Figure 7-3a presents the PV and battery systems with two separated inverters of which the battery inverter is bi-directional. In this case, the battery storage is installed on the AC side of the switchboard, and the built-in inverter is included in the battery. The PV array has a centralized solar inverter with MPPT technology.

Both inverters feed the AC bus of the building load, and the smart meter is used to connect the microgrid to the power grid. The advantage of this topology is that the sizing and installation are relatively simple, and the battery can be charged from the power grid if necessary. However, as a disadvantage, the power losses of the system increase slightly because of the double DC-AC conversion of the power flows. Figure 7-3b presents the topology with the hybrid inverter for the PV array and DC battery system. This topology reduces the power losses, but the modifications to the system size in terms of the PV and battery capacity are limited due to the fixed sizing of the inverter. Figure 7-3c presents the topology used in this thesis. First, each PV panel is connected to its micro-inverter and then to the AC bus of the building. The Enphase AC battery system includes a built-in bi-directional battery inverter and can be directly installed on the AC side of the building. The main benefit of this topology is relatively easy installation and individual monitoring and operation of each PV panel. 

Home renewable energy management system

The energy management system (EMS) is based on smart grid technology to manage energy sources and appliances in the grid. It is required to manage energy flows in the system, which supplies a certain load by more than one energy source in industrial or domestic applications [START_REF] Balakrishnan | Review on home energy management system[END_REF][START_REF] Olatomiwa | Energy management strategies in hybrid renewable energy systems: A review[END_REF]. The energy source can be fluctuating renewable energies, controllable energy sources, energy storage systems or the main power grid. These energy sources form a grid-connected hybrid renewable energy system in the microgrid. The EMS has several functions, such as ensuring, in any case, the continuous energy flow to satisfy the demand, maximizing the use of fluctuating renewable energies, optimizing the system operation according to a certain objective and system constraints, and controlling energy flows between the microgrid and the main power grid by metering [START_REF] Olatomiwa | Energy management strategies in hybrid renewable energy systems: A review[END_REF].
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A home renewable energy management system (HREMS) is an optimal management system which manages and monitors energy flows in domestic buildings in terms of renewable energy production, battery storage, electric vehicle (EV) and home appliances [START_REF] Zhou | Smart home energy management systems: Concept, configurations, and scheduling strategies[END_REF]. The HREMS strategies optimize the energy flows between the domestic hybrid renewable energy system, the prosumer's load and the main power grid. The aim of the rule-based energy management strategies can be to maximize self-consumption, minimize energy costs according to the Time-of-Use (TOU) tariff regulated by the grid utility company or a hybrid strategy which maximizes self-consumption according to the TOU tariff [START_REF] Azuatalam | Energy management of small-scale PV-battery systems: A systematic review considering practical implementation, computational requirements, quality of input data and battery degradation[END_REF]. The energy management strategies can be based on the optimization approaches as well. In this case, the optimization objective function is formulated to minimize the total energy cost of the microgrid operation over a decision horizon and according to the system constraints [START_REF] Azuatalam | Energy management of small-scale PV-battery systems: A systematic review considering practical implementation, computational requirements, quality of input data and battery degradation[END_REF].

Generally, the HREMS creates an opportunity to shift the prosumer's load to off-peak period. The shifting reduces electricity bills, improves the utilization of the home appliances and facilitates the efficient utilization of the fluctuating renewable energy sources with energy storage in the building [START_REF] Balakrishnan | Review on home energy management system[END_REF][START_REF] Zhou | Smart home energy management systems: Concept, configurations, and scheduling strategies[END_REF]. The shifting of the prosumer's load is called demand-side management (DSM), or demand response (DR), and it is managed by the HREMS to generate energy savings and cooperation between the prosumer and utility company. The main idea of the DSM is that the prosumer changes its grid electricity usage from its normal consumption profile according to the changes in the time-dependent electricity price [START_REF] Zhou | Smart home energy management systems: Concept, configurations, and scheduling strategies[END_REF]. The aim is to generate cost savings for the prosumer, improve the energy flexibility and efficiency of the building and reduce the peak load in the power grid [START_REF] Leitao | A Survey on Home Energy Management[END_REF]. The smart meter is used to communicate the realtime electricity price to prosumer to facilitate the shifting of the electrical appliances to the offpeak period [START_REF] Zhou | Smart home energy management systems: Concept, configurations, and scheduling strategies[END_REF]. The DSM can follow an incentive-or price-based scheme. Usually, in residential buildings, the price-based Time-of-Use (TOU) scheme is used to shift the controllable load to the low electricity price period [START_REF] Vázquez-Canteli | Reinforcement learning for demand response: A review of algorithms and modeling techniques[END_REF]. In this case, the hours of a day are divided into two or three periods and priced differently depending on the general demand assumption, such as morning or evening peaks. The incentive-based scheme is typically offered for industrial electricity users to reduce their electricity use against a payment during a certain period, and in the case of failure, they are penalized [START_REF] Vázquez-Canteli | Reinforcement learning for demand response: A review of algorithms and modeling techniques[END_REF].

The main components related to the HREMS are presented in Figure 7-4. The smart meter monitors electricity use in a building and communicates it directly with the electricity utility company. The communication device exchange the information between the smart sensors and meter to enable the optimal operation of the battery storage, electric vehicle, appliances and controllable energy production. The most important component of the HREMS is the optimization method which optimizes the decisions in the microgrid based on the current information of the system state or by using the future predictions of the system behavior, such as in the model predictive control method. In Figure 7-5 is presented the energy and information flows around the HREMS to perform the decision optimization. Next, two different HREMS strategies are presented.

Model predictive control

The following section a direct citation from the ICSREE 2022 conference paper "Kallio problem by taking into account future predictions of the most important variables, such as load demands, renewable energy production and real-time energy prices. In this case, the scheduling problem is seen as a receding-horizon optimal control problem [START_REF] Leitao | A Survey on Home Energy Management[END_REF]. MCP requires an accurate dynamic model of the system, an objective function with constraints to be minimized and an optimization algorithm. The algorithm is often based on mathematical optimization methods, such as linear or non-linear programming. However, heuristics and metaheuristics approaches can also be used as an optimizer if the problem has multiple objectives. MPC is based on the iterative optimization of the dynamic model. The working principle is presented in Figure 7-6 [START_REF] Zhang | Data-driven Model Predictive and Reinforcement Learning Based Control for Building Energy Management: a Survey[END_REF]."

Figure 7-6: Model predictive control for a certain time horizon [START_REF] Zhang | Data-driven Model Predictive and Reinforcement Learning Based Control for Building Energy Management: a Survey[END_REF].

The MPC utilizes the system model to generate control predictions for predefined N time steps in the near future called prediction horizon [START_REF] Zhang | Data-driven Model Predictive and Reinforcement Learning Based Control for Building Energy Management: a Survey[END_REF], such as 96 time steps (15 min) in the next 24 hours. The control predictions are generated by minimizing the objective function by using the current model state at the time step t and future forecasts, such as PV power prediction. The first predicted control output is applied to the system, and the optimization is performed again for an updated time horizon of the 96 time steps.

Linear programming

One possible method to solve an optimization problem of the MPC is linear programming (LP). The LP is used to maximize or minimize a linear objective function described by the decision variables of the problem [START_REF] Winston | Operations Research, Applications and Algorithms[END_REF]. The problem is solved subject to a set of lower and upper bounds, linear equality and/or inequality constraints [START_REF] Winston | Operations Research, Applications and Algorithms[END_REF]. In general, the LP model can be presented as follows: "Machine learning is a group of methods that learn to identify patterns from historical data. These methods use the patterns to predict or perform decision making. Machine learning has the following three types: supervised learning, unsupervised learning and reinforcement learning [START_REF] Antonopoulos | Artificial intelligence and machine learning approaches to energy demand-side response: A systematic review[END_REF].

Reinforcement Learning is a physical model-free algorithm that can adapt to its uncertain environment by learning optimal policy of actions through the historical data and interaction with the system. Due to the increasing amount of data and complexity of the systems, the Reinforcement Learning has increased its popularity for HEMS and is seen as a data-driven option for model-based approaches, such as MPC. The RL is used in the DR to schedule and control, for example, the use of renewable energy generation, battery storage and electric vehicle charge/discharge.

Usually, the decision making problem of the single-agent RL algorithm is formalized using a Markov Decision Process (MDP), which can handle multi-stage decision making in a discrete-time framework. The MDP includes four main elements presented in Figure 7-7: a space of states S, a space of actions A, a reward function r to be maximized and transition probabilities between the states P [START_REF] Vázquez-Canteli | Reinforcement learning for demand response: A review of algorithms and modeling techniques[END_REF]. In MDP, at a discrete-time step t is the agent detects the state S t of the environment, selects an action A t which leads to a new state S t+1 where a reward is given to the agent [START_REF] Antonopoulos | Artificial intelligence and machine learning approaches to energy demand-side response: A systematic review[END_REF]. The agent aims to maximize the reward by its actions, and in this way, it learns the optimal policy to control its environment. The most used RL technique is Q-learning [START_REF] Antonopoulos | Artificial intelligence and machine learning approaches to energy demand-side response: A systematic review[END_REF][START_REF] Wei | A review of data-driven approaches for prediction and classification of building energy consumption[END_REF]." 

Experimental set-up of solar microgrid for smart buildings

During this thesis work, a solar microgrid was installed on the roof of the INSA ICUBE laboratory building to demonstrate experimentally home renewable energy management strategies and to collect operational data of the photovoltaic panels coupled with a battery storage system. The grid-connected system was aimed to feed the local load. The adjustable load was demonstrated to present a residential electricity demand profile with certain appliances, such as electrical heater and lighting. In Table 7-1is presented the components, meters and sensors of the experimental set-up. 

Materials and methods

The possible installation typologies were discussed in Section 2.4 and the selected typology for this experimental set-up is presented in Figure 7-8. The PV panels were installed with two different mounting systems. The panels in front of the installation were mounted with the Soprasolar Fix Evo Tilt system, which can have a fixed tilt angle of up to 10°. The second mounting system was a frame made for the previous solar tracking research. However, for this installation, the frame was used as a fixed mounting system with a manual angle adjustment. The angle was fixed to 18°.

Each PV panel was connected to its Enphase IQ 7 micro-inverter, which was mounted behind the panel and included the MPPT. The installed inverter is presented in Figure 7-10. The electrical wiring from the inverters was connected to the switchboard of the garage. In Figure 7-11 is presented the switchboard, Enphase Envoy-S Metered gateway and the Enphase AC battery storage system. The Enphase production and consumption meters were integrated into the switchboard to measure the PV production and consumption of the system. and the data was downloaded to the excel file for further analysis. The energy management strategy of the system was defined in the software, which sent it to the gateway for the implementation. The system was able to operate under the given Time-of-Use scheme or flat-rate scheme, which aimed to maximize the self-consumption of the PV electricity. The sizing of the system was based on the available budget because the electrical load within the garage was adjustable. As the first step, only one modular Enphase AC battery was installed with an option to extend the storage capacity. The maximum charge/discharge power of 270 W narrowed the possibility to store energy during the sunny hours because the total peak power of the PV panels was 1.2 kW, and the battery was able to charge only 270 W. The electrical load was adjusted according to the maximum charge/discharge power.

The Davis Instruments Vantage Pro2 weather station with an anemometer, temperature/humidity sensor and a solar pyranometer presented in Figure 7-13 was installed next to the PV panels to collect the local weather data influencing the daily PV power production. The WeatherLink software and the data logger were used to transfer the data to the computer for further analysis. The data were collected every 15 min interval. The weather station was able to measure many variables, such as global horizontal radiation, ambient temperature, wind speed, relative humidity and dew point temperature. The gathered weather data was used with the collected PV production data to predict the future electricity production of the system. This work is presented in Chapter 8. 

Operation analysis under rule-based EMS strategies

The presented experimental set-up of the PV-battery system was running under two different rule-based energy management strategies: the Time-of-Use (TOU) scheme and the selfconsumption strategy. The TOU strategy optimized the use of PV electricity and battery storage depending on the grid electricity price to avoid buying electricity at a high price. The rule-based EMS strategy did not utilize any future information of the PV power production and local load but applied a control command based on the current state of the system. For example, if the battery was not full and the PV production exceeded the load, the battery was charged. The electricity price profile presented in Figure 7-15 was given to the gateway via the monitoring software. The peak price periods were assumed to be from 07:00 to 10:00 o'clock and from 16:00 to 22:00 o'clock with a price of 0.2 €/kWh. The off-peak price was assumed to be 0.12 €/kWh. The self-consumption strategy was operating at a flat rate, and the objective was to maximize self-consumption of the PV electricity As the next step, the MPC strategy should be implemented by performing the optimization at each time step with the system specific PV power prediction model and moving horizon. Additionally, the battery capacity and PV system size could be optimized for a certain load profile when the system is operating under an optimization-based EMS strategy.

Conclusion

The main focus of this Chapter was to study experimentally home renewable energy management strategies in the solar microgrid. First, the main components of the solar microgrid were introduced. Next, the experimental set-up of the solar microgrid installed in the INSA ICUBE laboratory was presented. The main purpose of the set-up was to demonstrate experimentally home renewable energy management strategies and to collect operational data of the PV panels coupled with the battery storage system. The collected PV data was used for the modelling purpose in Chapter 8.

The experimental set-up was successfully installed in October 2021 and the data gathering was started. As result, the system operated under two rule-based energy management strategies and different system behaviors were indicated. The optimization-based MPC energy management strategy was implemented in the simulation model of the system. This resulted in the improved operation and the reduced costs because the MPC strategy took into account the future PV production and electricity price.

As the next step, the MPC strategy should be implemented by performing the optimization at each time step with the system specific PV power prediction model and moving horizon. Due to this, the PV power prediction methods based on machine learning are further investigated in Chapter 8.

In future work, the battery capacity and PV system size could be optimized for a certain load profile when the system is operating under an optimization-based EMS strategy with real forecasts and moving horizon. Additionally, the electrical vehicle and fuel-fired microcogeneration system can be added to the model. The experimental set-up could be updated with the photovoltaic-thermal collectors and additional AC battery modules to increase the PV storage capacity. Adding the PVT panels would lead to a need for thermal energy storage.

Introduction

Solar energy is an inexhaustible source of renewable energy. Additionally, it is free of charge and any emissions. However, the availability of solar energy is strongly fluctuating and depends on the changing weather conditions, time of the day and location. That creates significant uncertainty in the power output of solar systems. The photovoltaic panel is a silent device without moving parts and can convert sunlight into electricity through the photovoltaic effect.
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The electrical efficiency of the crystalline silicon PV panels varies from 11% to 22% [START_REF] Wang | Hybrid solar-assisted combined cooling, heating, and power systems: A review[END_REF]. An increasing amount of distributed PV installations in the building sector enables building owners to act as a prosumer by generating and storing their own electricity onsite or selling it to the grid [START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF]. A solar microgrid can be used to generate profit for the building owner, and through the optimal control of hybrid renewable energy systems reviewed in [START_REF] Kallio | Hybrid renewable energy systems based on micro-cogeneration[END_REF], the profit and self-consumption can be maximized. However, PV power output has uncontrollable and abrupt nature. Thus, an accurate forecast of the output is required for optimal energy management in the solar microgrid as well as in the other levels of the electric grid [START_REF] Gupta | PV power forecasting based on data-driven models: a review[END_REF].

In the literature, different PV power prediction methods have been proposed with different data inputs. The most used methods are deterministic, machine learning (ML) and hybrid techniques [START_REF] Mas | Comparison of three machine learning models for the prediction of hourly PV output power in Saudi Arabia[END_REF][START_REF] Theocharides | Comparative Analysis of Machine Learning Models for Day-Ahead Photovoltaic Power Production Forecasting[END_REF]. The deterministic methods are based on the physical model of the PV to predict the power output, and the artificial intelligence-based ML methods, such as multiple linear regression (MLR), artificial neural network (ANN) and support vector machine (SVM), aim to form a relationship between input and output without any further knowledge of the system [START_REF] Mas | Comparison of three machine learning models for the prediction of hourly PV output power in Saudi Arabia[END_REF]. Kalogirou [START_REF] Kalogirou | Solar Energy Engineering[END_REF] conducted a comprehensive review on the ANN method in renewable energy systems considering PV systems. Zazoum [START_REF] Zazoum | Solar photovoltaic power prediction using different machine learning methods[END_REF]compared different ML techniques for PV power prediction. He concluded that the ML methods are suitable and fast to predict the PV power of any system.

The scientific literature has aimed to improve the accuracy of the PV power forecasting models in terms of different prediction algorithms and input data. Different sets of weather and PV operation parameters have been investigated to increase the accuracy [START_REF] Alshafeey | Evaluating neural network and linear regression photovoltaic power forecasting models based on different input methods[END_REF]. However, to the best of the author's knowledge, there is no work focusing on the different ML methods using as an input parameter the PV power data measured by the individual micro-inverters to increase the accuracy of the day-ahead power prediction. In this study, the MLR and ANN prediction models are built for each PV panel and the overall system using the input data measured from the microinverter and aggregated system level. The study aims to reveal if using the data of the microinverter level can increase the prediction accuracy of the whole PV system.

Methodology

A comparative study of different PV power prediction models is conducted. First, the experimental set-up of PV panels is presented with data gathering methods. Next, the monitored data is pre-processed and used to create different data-driven models for the PV power prediction. The first method is a multiple linear regression (MLR) with interaction terms which is compared to a method called Artificial Neural Network (ANN). Both models are regression models, and the monitored data from the PV installation and weather station are used to train and validate the models in the MATLAB environment. The training data was collected from 27.9.2021 to 31.3.2022 and includes large variation of different weather conditions. The different prediction models are built by using as input the weather data and power output data from the micro-inverter and aggregated system level.

Experimental set-up

The installation of four PV panels in Figure 8 The PV installation with the weather station and data collection process.

Correlation analysis

The PV power production correlates with the surrounding weather conditions. The Pearson correlation analysis was used to find out the correlation between the PV power output and individual weather variables. Generally, this analysis method reveals how strong are the linear relationship between the different variables in a given data set. The analysis shows the correlation coefficients that vary from -1 to 1. The magnitude of the absolute value of the coefficient indicates the strength of proportionality between two variables. This indicator is used to select the most significant variables for the prediction model. The high number of parameters can result in lower accuracy of the model.

Multiple linear regression model

In this study, the measured historical data of both the PV power output and weather variables were used as an input to create a multiple regression model with interaction effects.
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The interaction effect occurs when the effect of the independent weather variable on the PV production changes depending on the other weather variables. This interaction is presented as a product of the independent weather variables. The regression model with interaction effects is an extension of the general regression presented as follows [START_REF] Mas | Comparison of three machine learning models for the prediction of hourly PV output power in Saudi Arabia[END_REF]: 

ŷ = 𝛽 0 + 𝛽
where x 1 x 2 is the interaction between two variables.

Artificial neural network model

The ANN algorithms are commonly used to solve time series prediction tasks because 3)) between the actual and predicted output. This is performed by using a learning algorithm, such as gradient descent, error back-propagation or Levenberg-Marquardt [START_REF] Dolara | Comparison of Training Approaches for Photovoltaic Forecasts by Means of Machine Learning[END_REF]. The back-propagation algorithms are the most used and powerful in terms of learning [START_REF] Kalogirou | Solar Energy Engineering[END_REF]. In this study, the MATLAB software is used to train the ANN model and the limited-memory Broyden-Fletcher-Goldfarb-Shanno quasi-Newton (LBFGS) optimization algorithm is used to minimize the MSE [START_REF]Matlab. Regression Neural Network[END_REF].
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were the ambient temperature T a , relative humidity RH, dew point temperature T d , wind speed WS, atmospheric pressure pat, global horizontal irradiance GHI and global tilted irradiation GTI for both panel arrays in the tilt angle of 7° and 18°. The GTI values were calculated based on the measured GHI, number of a day, latitude and tilt angle of the panels. The PV power output P was recorded per panel and overall system. The correlation coefficients between the weather variables and PV power output are presented in Table 8-1. The highest correlation was recognized between solar irradiation on the horizontal and tilted surface (GHI and GTI) and the PV power. The coefficient for each solar irradiation variable was 0.94. The second highest significance was shown by the RH followed by the ambient temperature. The impact of the RH was negative, which decreased PV power when the RH increased. This was caused by the increased amount of water vapor particles in the air reducing the solar insolation such as dust. The dew point temperature T d showed the lowest significance by the value of 0.01 and was excluded from the modelling. The other variables in Table 8-1 were included in the prediction modelling by MLR and ANN.

Multiple linear regression model performance

To predict the PV power, an MLR model was trained in the MATLAB software environment. The performance indicators presented in Section 2.5 were used to evaluate the accuracy of the model. 229

Artificial Neural Network model performance

The same dataset, as for the MLR model, was used to train an ANN model. Again both aggregated and micro-inverter based PV power data were used to train the model to see if the micro-inverter data can be used to have a more accurate prediction model for the installation.

The overall performance results in 

Conclusion

In this paper, the PV panel installation using micro-inverter technology was realized in INSA ICUBE Laboratory in Strasbourg to build a PV power prediction model using two different methods: multiple linear regression and artificial neural network. The weather station was used to collect the weather data. The correlation analysis was used to select the most significant weather parameters correlating with the PV power output. The parameters were the ambient temperature, relative humidity, pressure, wind speed and solar irradiation.

In addition to the two different modelling methods, the prediction models were built using two different approaches to collect the PV power output data from the installation. First, the aggregated PV power was used in the modelling process. Next, the PV power data, detected by each individual micro-inverter, was used to model each PV panel output to get a more accurate model of the whole system.

The results showed that the overall performance of the ANN models was better than the MLR models resulting in lower MAE, RMSE and MSE and higher COD. Additionally, the results revealed that building a model of each panel by using the PV power data from the microinverters resulted in more accurate prediction models. Due to this, it is recommended to use the micro-inverter technology in the PV installations to facilitate the prediction of the system output power.

For future work, the PV prediction model based on the ANN and micro-inverter data will be enhanced by collecting more data from the installation. The comparison between different models will be extended with other methods, such as Support Vector Machine, Fuzzy prediction and Regression Tree. Additionally, the prediction model will be used in the model predictive control of a hybrid renewable energy system.

GENERAL CONCLUSION AND PERSPECTIVES

Conclusions

To reduce primary energy use and to design more rational energy systems for buildings, deeper and more critical research on the energy efficiency of the available energy technologies is required. The exergy method combines the first and second laws of thermodynamics by defining the quantity and quality of a certain energy amount. The quality aspect can reveal hidden inefficiency of energy systems that cannot be identified by the quantity-based energy analysis alone. Analyzing and optimizing the renewable energy fueled micro-cogeneration and hybrid energy systems by the exergy method have been the main focus of this thesis. Due to this, a comprehensive literature review of the exergy method and hybrid renewable energy systems based on micro-cogeneration was carried out. The review showed that the scientific community does not have a common agreement to apply the exergy method to the hybrid energy systems in the domestic microgrids in different locations due to the dependence of the analysis on the varying reference environment. Selecting the reference temperature has a strong impact on the results of the exergy analysis, and the same reference temperature cannot be applied to different locations at the same time. In this thesis, a method to derive comparable exergy analysis results between different locations was proposed. Based on the literature review on the micro-sized hybrid renewable energy systems, a novel hybrid system for building microgrids was proposed including solar and biomass-based micro-cogeneration systems with energy storage.

To answer the research questions stated in the introduction of this thesis, the exergy method was used to analyze two system components of the hybrid renewable energy system: the PVT collectors and biomass-fueled Stirling engine micro-cogeneration system. The exergy-based design optimization was performed on a single and multi-stage PVT collector (Chapters 2 and 3) in terms of electrical and thermal exergy efficiency. Based on the results, the exergy analysis brought new information on the efficiency and design variables compared to the energy approach. The thermal exergy efficiency was maximized by decreasing the coolant mass flow rate and by increasing the coolant inlet temperature, which are both opposite if compared to maximizing the thermal energy efficiency which led to high mass flow rate and low inlet temperature. As a drawback, the higher operating temperature decreases linearly the electrical efficiency. However, it is more rational to have a higher outlet temperature of the collector than a 232 232 high amount of energy at a low temperature. The results showed also that the electrical output of the PVT collector, which maximized the thermal exergy output, was still competitive compared to the PV panel output. The exergy analysis applied to the biomass-fueled ÖkoFEN Stirling engine micro-CHP unit in Chapter 4 revealed a high thermal inefficiency resulting in 7.6% thermal exergy efficiency compared to the energy analysis, which resulted in 98% thermal energy efficiency. Great and costly exergy destruction was caused by using the high-quality biomass fuel to produce low quality heat up to 75°C. The thermal exergy efficiency and relative avoided irreversibility were increased by increasing the inlet temperature of the system. This result highly recommends combining the micro-CHP with heat storage to increase the inlet temperature. Compared to a reference system, the micro-CHP was an improvement and recommended.

In this thesis, the question about the suitable reference temperature in the exergy analysis and comparison of the results between different weather conditions was solved by using a monthly average ambient temperature of each location. This resulted in a fair comparison but still presented the variation of the conditions over a year.

To answer the research questions related to the exergo-economic analysis in the hybrid renewable energy system, the PVT collectors and biomass-fueled micro-CHP system were coupled with heat storage to form a novel hybrid system for buildings. The system aimed to provide 100% renewable energy with fluctuating and controllable energy sources for a residential microgrid. The dynamic energy, exergy and exergo-economic analysis were conducted on the system model under three different climate conditions to evaluate its exergoeconomic performance and to define the specific costs of the energy products. Exergo-economics is a more rational costing method than conventional energy-economics because it combines the value of a certain energy quantity with the monetary value. Additionally, it is a suitable costing method for the system which produces different energy products with different exergy content.

The hybridization of solar and biomass technologies reduced the specific cost of electricity and offered continuous energy production to support the energy independence of the microgrid. The different weather conditions had an impact on the specific costs of the energy products due to varying solar energy availability and exergy content of the heat products which depends on the ambient temperature. The solar availability reduced the costs and the high ambient temperature reduced the heat exergy. As conclusion, the defined exergo-economic cost of electricity can be 233 233 compared with the available grid electricity price to evaluate the economic viability of the system. The specific cost of electricity varied strongly over a year and the yearly average prices were 0.29 €/kWh in Barcelona, 0.41 €/kWh in Strasbourg and 0.4 €/kWh in Tampere.

In the framework of the ACA-MODES project, the complex hybrid energy systems require advanced control methods to operate optimally. The model predictive control (MPC) resulted in the lower operation cost of the experimental solar microgrid than the rule based energy management method. However, this optimal control method requires future forecasts of uncertain variables, such as photovoltaic power production, to optimize the next control signal of the system. In this thesis, the machine learning methods were investigated in Chapter 8 to build a

PV power prediction model. The experimental data from the solar microgrid was used to train the models. As a conclusion, the artificial neural network with the data from the PV microinverters resulted in the most accurate model.

Perspectives

In future work, the hybrid renewable energy system will be further studied in the component and system level.

In terms of the PVT collectors, the model of the multi-stage collector will be developed to present the coolant fluid temperature between the collectors. Additionally, a hybrid solar system combining, for example, the flat plate PVT collector in series with a concentrated PVT collector should be investigated.

In terms of the biomass fueled micro-CHP unit, the laboratory experiment with thermal storage connection will be conducted. Additionally, the component level exergy analysis should be conducted to indicate the place of the highest exergy destruction in the unit.

In terms of the hybrid renewable energy system, the optimization of the system components, such as PVT field and energy storage, should be performed. The deeper analysis of the solar support impact on the economic viability of the fuel-fired micro-cogeneration installation should be conducted. Additionally, the integration of an electric vehicle to the HRES of the residential microgrid with the optimal energy management system and forecast models should be developed. The HRES should be also extended with thermally activated cooling device to enlarge heat use during the summer period and evaluate exergo-economic performance of the
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 1 photovoltaïques est réalisé au cours de cette thèse afin de recueillir des données météorologiques
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 11 Figure 1-1 : Comparaison entre la production conventionnelle d'énergie séparée et la microcogénération.
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 212 photovoltaïque-thermique (PVT) est un système de micro-cogénération à base solaire qui intègre les composants du panneau photovoltaïque (PV) et du capteur de chaleur solaire en une seule unité afin d'améliorer le rendement total. Le PVT utilise le panneau PV pour produire de l'électricité et, comme sous-produit, de la chaleur utile est produite en refroidissant le PV avec un fluide réfrigérant. Le refroidissement diminue la température de fonctionnement du panneau PV, ce qui augmente le rendement électrique. Un système de cogénération à base solaire peut également être formé en installant séparément des panneaux photovoltaïques et des capteurs de chaleur solaire. Cependant, les principaux avantages des capteurs PVT sont l'amélioration de 'utilisation de la zone d'installation, l'augmentation du rendement énergétique total et l'augmentation de la durée de vie des cellules PV. Par définition, le système hybride d'énergie renouvelable (HRES) couple deux ou plusieurs sources d'énergie renouvelables avec ou sans source d'énergie conventionnelle et stockage d'énergie pour satisfaire une certaine demande énergétique. Le système HRES produit de la chaleur et de l'électricité et peut faciliter l'autonomie énergétique d'un micro-réseau. Pour étudier le HRES résidentiel le plus efficace, les systèmes de micro-cogénération alimentés par la biomasse et l'énergie solaire sont intégrés dans cette thèse, comme le montre la figure 1-2
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 14 présente l'évaluation énergétique et exergétique de différents types de technologies. En raison de la production simultanée de chaleur et d'électricité dans le système de cogénération, le rendement exergétique est le plus élevé, même si le rendement énergétique peut être identique.
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 13 Figure 1-3 : Efficacité énergétique et exergétique de différents dispositifs de conversion d'énergie [81].
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 14 Figure 1-4 : Efficacité énergétique et exergétique de différents systèmes de conversion de l'énergie solaire [83].
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 152 Figure 1-5 : Le bilan exergo-économique de la k ème composante.
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 21 Figure 2-1 : Le rendement exergétique, la surface PVT, la sortie du fluide et la température ambiante pendant un jour d'été.
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 22 Figure 2-2 : Efficacités électriques et thermiques mensuelles sur un an à Tampere et Strasbourg.
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 232422 Figure 2-3 : Efficacité exergétique thermique, électrique et mensuelle globale à a) Tampere et b) StrasbourgFigure 2-4 : Les températures de fonctionnement des cellules PV et le rendement électrique a) à Tampere et b) à Strasbourg pendant les trois jours d'été.
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 25 Figure 2-5 : Efficacité exergétique thermique, électrique et mensuelle globale à a) Tampere et b) Strasbourg.
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 263 Figure 2-6 : Rendement électrique mensuel du panel PV et trois conceptions optimales de PVT.
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 31 Figure 3-1 : Le principe de fonctionnement du capteur PVT multi-étages.

Figure 3 - 2 :

 32 Figure 3-2 : Variation de l'efficacité exergétique thermique et électrique en fonction du débit massique du fluide de refroidissement.
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 33 Figure 3-3 : Variation de l'efficacité exergétique thermique et de l'efficacité de l'énergie thermique en fonction de la température d'entrée du fluide de refroidissement.
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 34 Figure 3-4 : La variation de l'efficacité exergétique thermique et de l'efficacité énergétique thermique en fonction du nombre de capteurs PVT en série.
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 3532 Figure 3-5 : La variation de l'efficacité exergétique thermique en fonction de la température d'entrée de fluide de refroidissement et du nombre de capteurs PVT.
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 36 Figure 3-6 : L'ensemble des solutions optimales dans les conditions moyennes en termes d'efficacité énergétique totale.
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 37442 Figure 3-7 : Le front optimal de Pareto pour les efficacités exergétiques thermique
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 41 Figure 4-1 : Unité de micro-cogénération ÖkoFEN alimentée par la biomasse et le moteur Stirling.
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 4241 Figure 4-2 : Les volumes de contrôle du modèle, ainsi que les flux d'énergie et de masse dans le système.
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 43 Figure 4-3 : Les flux d'énergie et d'exergie en mode de fonctionnement maximal.
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 44 Figure 4-4 : L'exergie totale est divisée en exergie du combustible, de la destruction et des produits thermiques et électriques.
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 455 Figure 4-5 : Les courbes de niveau de a) PES et b) RAI en fonction de l'efficacité de réseau électrique et de l'efficacité thermique de la chaudière.
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 511352 Figure 5-1 : La disposition du système de l'étude de cas.
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 61 Figure 6-1 : Le système hybride d'énergie renouvelable.
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 62 Figure 6-2 : Le rayonnement solaire horaire et la température ambiante, basés sur les données historiques de chaque endroit.
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 63 Figure 6-3 : Les résultats annuels de la charge thermique horaire de chaque endroit.
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 64 Figure 6-4 : Les flux de combustible, de produit et d'exergie de destruction pendant deux jours différents à Strasbourg : a) au printemps, b) en été.
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 65 Figure 6-5 : Les produits exergiques mensuels du système hybride d'énergie renouvelable dans chaque endroit sont divisés pour chaque produit énergétique du système.
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 6662 Figure 6-6 : L'efficacité exergétique mensuel de l'ensemble du système à chaque endroit.
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 67 Figure 6-7 : Les coûts exergo-économiques mensuels et annuels de l'électricité produite par le système énergétique hybride à Tampere, Strasbourg et Barcelone.
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 68 Figure 6-8 : Les coûts exergo-économiques mensuels et annuels de l'électricité produite par le système énergétique hybride avec différentes capacités PVT.

  indicateurs PES (indicateur énergétique), RAI (indicateur exergique) et économiques sont utilisés pour comparer le fonctionnement de la HRES avec un système de référence comprenant une chaudière à gaz naturel et un réseau électrique. Les économies mensuelles d'énergie primaire, présentées dans la figure 6-11, sont nettement plus élevées pendant les mois d'été que pendant l'hiver en raison d'une plus grande disponibilité solaire. L'énergie primaire est économisée dans chaque endroit pour chaque mois si le système de référence est remplacé par le HRES. La figure 6-12 présente l'indicateur mensuel RAI qui révèle l'inefficacité dissimulée du HRES en présentant des valeurs plus faibles que l'indicateur PES. Le RAI est négatif à Tampere en novembre, ce qui indique que le HRES n'évite pas l'irréversibilité par rapport au système de référence en novembre.
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 611 Figure 6-11 : Les économies mensuelles d'énergie primaire dans chaque endroit.
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 67 Figure 6-12 : L'irréversibilité mensuelle relative évitée dans chaque endroit.
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 1 Les quatre panneaux PV DualSun sont connectés à leurs micro-onduleurs pour convertir le courant continu (DC) en courant alternatif (AC). La batterie Enphase AC comprend un onduleur de batterie bidirectionnel et est connectée au côté AC du tableau de distribution. La demande AC des appareils domestiques est utilisée pour décharger la batterie et utiliser directement l'énergie PV. Le surplus de production photovoltaïque est chargé dans la batterie ou injecté dans le réseau.
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 71 Figure 7-1 : La topologie du dispositif expérimental du micro-réseau solaire.
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 72 Figure 7-2 : Les panneaux photovoltaïques installés au laboratoire INSA ICUBE.
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 73 Figure 7-3 : L'installation dans le garage avec le tableau de distribution, la passerelle et le système de stockage par batterie.
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 7472 Figure 7-4 : Le workflow de collecte des données du montage expérimental.

Figure 7 - 5 :

 75 Figure 7-5 : Fonctionnement du système dans le cadre d'un système de TOU donné le 25.-26.4.2022.
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 76 Figure 7-6 : Les résultats de la simulation du système sous la stratégie MPC le 17 mai 2022.
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 811 Figure 8-1 : L'installation PV avec la station météorologique et le processus de collecte des données.
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 82 Figure 8-2 : a) Puissance PV prédite et actuelle en utilisant le modèle MRL basé sur un microonduleur. b) Corrélation entre la puissance PV actuelle et prédite et la ligne de tendance linéaire du modèle MRL.
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 83 Figure 8-3: a) Puissance PV prédite et actuelle en utilisant le modèle ANN basé sur le microonduleur. b) Corrélation entre la puissance PV actuelle et prédite avec la ligne de tendance linéaire du modèle ANN.
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 11 Figure 1-1: The map of the Tri-national Metropolitan Region Upper Rhine with the ACA-MODES project partners from France, Germany and Switzerland and their laboratories.
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 121 Figure 1-2: Thesis outline as graphical illustration.
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 11 Figure 1-1:The yearly primary energy consumption of the EU-27 and distance to the 2020 and 2030 targets[START_REF]Eurostat[END_REF].
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 12 Figure 1-2:The final energy consumption in the EU by different sectors[START_REF]Energy statistics -an overview[END_REF].
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 13 Figure 1-3: The energy consumption of the households sector by each end-use in 2000 and 2019 [2].
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 15 Figure 1-5: The energy flows in the residential microgrid including fuel-fired and solar based micro-cogeneration systems.
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 16 Figure 1-6: Comparison between conventional separated energy production and microcogeneration.
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 18 Figure 1-8: Solar energy technologies.
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 110 Figure 1-10: The PVT layers with heat transfer components and energy products.

Figure 1 - 12 :

 112 Figure 1-12: A dynamic type free piston engine of the ÖkoFEN biomass-fueled micro-CHP unit [53].

Figure 1 -

 1 [START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF] shows the energy and exergy efficiencies of different technology types and caused exergy destruction during the conversion process under the same environmental conditions.

Figure 1 - 13 :

 113 Figure 1-13: Energy and exergy efficiency of different energy conversion devices [80].
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 1 Figure 1-13 reveals that the conventional oil furnace heating system has an energy efficiency of 85 %, but the exergy efficiency is only 4 % because of high exergy degradation in the conversion process. The oil furnace can burn a thousand-degree flame resulting in hot water at only 60°C temperature. The heat pump can reach an energy efficiency of 300 % because it
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 1 [START_REF] Pereira | ORC based micro-cogeneration systems for residential application -A state of the art review and current challenges[END_REF] presents the energy and exergy efficiencies and flows of solar PV, solar thermal and PVT technologies.

Figure 1 - 14 :

 114 Figure 1-14: Energy and exergy efficiency of different solar energy conversion devices [82].

Figure 1 - 16 :

 116 Figure 1-16: The exergo-economic balance of k th component.

  Bouvenot et al.[START_REF] Bouvenot | Dynamic model based on experimental investigations of a wood pellet steam engine micro CHP for building energy simulation[END_REF] developed a dynamic model of a biomass-fired steam engine-based microcogeneration. The model was validated by experimental results and built into the TRNSYS environment. Bouvenot et al.[START_REF] Bouvenot | Gas Stirling engine μcHP boiler experimental data driven model for building energy simulation[END_REF] investigated experimentally also a gas-fired Stirling engine micro-cogeneration system, and a simulation model was developed. Uchman et al.[START_REF] Uchman | An experimental data-driven model of a microcogeneration installation for time-domain simulation and system analysis[END_REF] studied gas-fired free-piston Stirling engine coupled with thermal storage and built up a data-driven model. González-Pino et al.[START_REF] González-Pino | Modelling and experimental characterization of a Stirling engine-based domestic micro-CHP device[END_REF] investigated a gas-fired Stirling micro-cogeneration as well.

  Zhang et al.[START_REF] Zhang | Review of R&D progress and practical application of the solar photovoltaic/thermal (PV/T) technologies[END_REF] presented different practical applications of PVT technologies. They presented that the air-based PVT is the most commonly used and installed PVT technology, achieving the maximum thermal efficiency of 39% and electrical efficiency of 8%. The second very popular technology is the water-based PVT of which popularity is increasing due to its ability to increase the electrical efficiency and better thermal energy utilization. Next to these two popular technologies, they brought a refrigerant-based PVT which has the potential to replace air-and water-based technologies because it can significantly improve the solar utilization rate compared to air-and water-based technologies. The fourth interesting technology is a heat-pipe-based PVT

58 58analyze

 58 the performance of different CHP-systems and proposed it to be essential for the optimization of the systems. Evola and Marletta[START_REF] Evola | Exergy and thermoeconomic optimization of a water-cooled glazed hybrid photovoltaic/thermal (PVT) collector[END_REF] studied the energy and exergy performance of the glazed PVT collector. They conducted the analyses based on the simulations for a waterbased PVT collector. They optimized the coolant inlet temperature to maximize the overall exergy efficiency of the collector. They found that low inlet temperature leads to very high overall energy efficiency but in terms of exergy analysis, this is not recommended. The optimized inlet temperature and overall exergy efficiency varied between 30-42 °C and 14-15%, respectively, depending on the mass flow rate and the weather conditions.The operation of the PVT collector is highly dynamic and influenced on the time-varying weather conditions. Due to this steady-state analysis of the PVT performance is not sufficient, but a dynamic model has to be implemented to evaluate the performance of the collector. In the literature, a range of theoretical PVT models has been introduced and validated based on the experimental data and literature[START_REF] Chow | Performance analysis of photovoltaic-thermal collector by explicit dynamic model[END_REF][START_REF] Calise | Experimental and Numerical Analyses of a Flat Plate Photovoltaic/Thermal Solar Collector[END_REF][START_REF] Bhattarai | Simulation and model validation of sheet and tube type photovoltaic thermal solar system and conventional solar collecting system in transient states[END_REF]. Da Silva and Fernandes[START_REF] Da Silva | Hybrid photovoltaic/thermal (PV/T) solar systems simulation with Simulink/Matlab[END_REF] conducted the dynamic simulations of the PVT collector combined with thermal storage. They implemented a dynamic model of the PVT system into the modular environment of Simulink in Matlab. The model was validated based on the literature and showed good agreement.

  the water-based PVT collector's energy and exergy performance under two different climate conditions. Compared to the previous work in the literature[START_REF] Barbu | Analysis of a residential photovoltaic-thermal (PVT) system in two similar climate conditions[END_REF][START_REF] Herrando | Technoeconomic modelling and optimisation of solar combined heat and power systems based on flat-box PVT collectors for domestic applications[END_REF][START_REF] Dubey | Analysis of PV/T flat plate water collectors connected in series[END_REF], this paper takes into account the northern location of Europe to be an opportunity for the PVT market by making a comparative analysis between the northern location of Tampere, Finland and southern location of 60 Strasbourg, France. In France, the PVT technology is more commonly in use than in Finland.Additionally, the PVT performance is compared to the PV panel in terms of the PV cell operating temperature and electrical output in both locations. The impact of different variables, such as the PVT packing factor, mass flow rate and inlet temperature, on the comparison, is investigated. The further contribution of this paper is to study the multi-objective optimization method of the PVT collector design with the genetic algorithm to optimize electrical and thermal exergy efficiencies and to understand how different PVT variables behave in the optimized design configurations. The Pareto optimal set of design solutions is derived The contribution is extended to compare selected optimized PVT design configurations with the PV panel performance and to find out if the PVT is still competitive with the PV panel electrical output, after maximizing its thermal exergy efficiency.First, the PVT collector and considered climate conditions are described. Next, the mathematical model of the PVT collector is presented. The covering equations of the model are implemented in Matlab/Simulink, which is a programming environment for numerical computation and data analysis. The PV panel is modelled to Simulink as a PV Generator-block using the CARNOT Toolbox Version 7.0 developed by Solar-Institute Jülich of the FH Aachen, Jülich, Germany[START_REF] Wohlfeil | CARNOT Toolbox[END_REF]. The energy and exergy analyses are conducted for the described PVT collector under two different climate conditions, and results are discussed. The PVT collector and PV panel performance are compared. The multi-objective optimization of the PVT collector

Figure 2 - 1 :

 21 Figure 2-1: The PVT collector: (a) Direct flow collector geometry; (b) Cross section of the PVT collector [101].

  It is located 180 km to the north from the capital city Helsinki. According to Köppen climate classification Tampere has a typical subarctic climate border, which means that the ambient 63 63 temperature is above 10 °C only 3 months in a year. Tampere also borders on an isolated warmsummer humid continental climate, which means that the winters are cold and summers are cool to warm. Strasbourg is located in the Central Europe in Northern France at the border with Germany. It is the largest city of the Grand Est region of France. According to Köppen climate classification Strasbourg has oceanic and semi-continental climate. This means warm and relatively sunny summers and cool winters. The hourly yearly meteorological data of Tampere is obtained from the experimental measuring center of Tampere University. The similar data for Strasbourg is obtained from the Meteonorm Database. The following figures present samples of the hourly climate data of Tampere and Strasbourg. Figure 2-2 shows the solar irradiation, ambient temperature and wind speed, respectively, during a summer week in Tampere and Strasbourg.In Figure2-2a can be seen that during the summer period the solar irradiation in Tampere can reach the same maximum values around 800 W/m2 than in Strasbourg.
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 2 Figure 2-2b presents the ambient temperature, and it can be seen again that in Tampere temperatures as high as in Strasbourg can be reached.
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 26422 Figure 2-2c shows that the wind speed is more stable in Tampere and stays the most of the time between 2.5 m/s to 5 m/s. In Strasbourg the wind speed is really low the most of the week with values below 2.5 m/s but also really high values, over 5 m/s, during some periods of the week.
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 2 Figure 2-3 shows the solar irradiation, ambient temperature and wind speed, respectively, during a winter week in Tampere and Strasbourg.
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 2 Figure 2-3a shows the solar radiation at the end of December, which is the darkest time of the year. It can be seen that the solar irradiation in Tampere is almost non-existent and the PVT collector can produce neither electricity nor heat.
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 2 Figure 2-3b presents the ambient temperature, which reaches negative values in both Tampere and Strasbourg.
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 26523 Figure2-3c presents the wind speed, which is slightly slower in Tampere during the winter period than the summer period. On the other hand, in Strasbourg the wind speed is higher in winter than in summer period. The wind speed influences on the convective heat losses of the PVT collector. The slow wind speed during the summer period can be seen as a benefit in terms of the heat production due to reduced convective heat losses.

  The PVT collector is modelled a layer by layer in order to see the temperatures of each layer and the coolant fluid outlet temperature. In this paper the study of the energy and exergy performance is conducted by looking at the control volume in Figure2-4. The considered control volume composed of a glass layer, PV panel, absorber plate, a grid of tubes for the coolant fluid flow and insulation.
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 24 Figure 2-4: The control volume and exergy flows of the PVT collector model.

73 73Figure 2 - 5 :

 7325 Figure 2-5: Simulated thermal and electrical efficiencies as a function of the reduced temperature.
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 2 Figure 2-6 presents generated electrical power, which reached the same maximum level, around 200 W, in the northern and southern locations during the summer week. However, during the winter week, solar irradiation is almost non-existent in the northern location because of the polar night and the electrical power generation is zero. In the southern location, there is still the possibility for electric power generation during the winter week.
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 26 Figure 2-6: Exergy of electrical power during: (a) summer week; (b) winter week.
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 7727 Figure 2-7: The electrical exergy efficiency, PVT surface, fluid outlet and ambient temperature during a summer day.
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 2 Figure 2-8 shows the monthly thermal and electrical efficiencies in Tampere and
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 28 Figure 2-8: Monthly electrical and thermal efficiencies over year in Tampere and Strasbourg.
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 29 Figure 2-9: Thermal, electrical and overall monthly exergy efficiencies in a) Tampere and b) Strasbourg.

81 81in

 81 Tampere and Strasbourg. The corresponding weather conditions are presented in Figure 2 in Section 2.
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 210 Figure 2-10: The PV cell operating temperatures and electrical efficiency (a) in Tampere and (b) in Strasbourg during the three summer days.

Figure 2

 2 maximum temperatures of the PV panel and PVT collector with the different packing factors of 0.6, 0.8 (base case) and 1 in Tampere and Strasbourg.
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 211 Figure 2-11: Monthly maximum PV cell operating temperatures of the PV panel and PVT collector with different packing factors in (a) Tampere and (b) Strasbourg.
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 832 Figure 2-12 and Figure 2-13 present the monthly electrical output of the PV panel and the PVT collector with different packing factors in Tampere and Strasbourg, respectively.
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 212 Figure 2-12: Monthly electrical output of the PV panel and PVT collector with different packing factors in Tampere, Finland.
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 213 Figure 2-13: Monthly electrical output of the PV panel and PVT collector with different packing factors in Strasbourg, France.

First, the selected

  decision variables were varied and the initial population and score matrixes for the genetic algorithm were generated by the simulation model. These matrices were given for the gamultiobj-function, which started the iterative process by evaluating the fitness function with the simulation model and making selection, crossover and mutation of the population. Based on this process, a new population or generation was created. The new 85 generations were created as long as a stopping criterion was met. The criterion was the number of generations. The multi-objective optimization process is described in Figure 2-14.

Figure 2 - 14 : 86 Figure 2 - 15 :

 21486215 Figure 2-14: The simulation based multi-objective optimization process.

Figure 2 -

 2 Figure 2-15 presents the sensitivity of the decision variables to the electrical and thermal exergy efficiencies. The main findings of the sensitivity analysis are following. Increasing the mass flow rate of the coolant fluid increases the electrical exergy efficiency due to increasing cooling effect. First, the electrical exergy efficiency increases strongly. On the other hand, if the coolant mass flow is increased too much, the thermal efficiency is decreased. Increasing the inlet temperature of the coolant fluid increases the thermal exergy efficiency at a certain point.

87 solved

 87 using the gamultiobj function of Matlab Global Optimization Toolbox. The function is based on NSGA-II algorithm. In this study, the set of the optimal solutions called Pareto front is obtained with the generation number of 160 and the population size of 192.

Figure 16 shows

 16 Figure16shows the obtained Pareto front of the solutions derived with the defined weather conditions. The decision variables are also shown for three selected solution points. The values of the variables showed the same behavior as in Figure2-15a-d. From the Pareto front three solution levels were derived depending on the priority of the PVT operation:

Figure 2 - 16 : 89 Figure 2 - 17 :

 21689217 Figure 2-16: The Pareto optimal front in the objective space of the electrical and thermal exergy efficiencies.

Figure 2 -

 2 Figure 2-17 shows that the lowest maximum PV cell temperatures were reached if the electric-driven design was selected. The maximum temperature was only 29 °C during the summer period. At the same time, the PV panel reached its maximum temperature of 61.2 °C. The lowest maximum PV cell temperatures were reached due to the high mass flow of 158.4 kg/h and low inlet temperature of 15.1 °C. On the other hand, if the mass flow was decreased,

Figure 2 - 90 Figure 2 - 18 :

 290218 Figure 2-18 shows how different decision variables influence the electricity production of the PVT collector compared to the PV panel.

Figure 2 -

 2 Figure 2-19 presents the produced thermal exergy of the base case PVT and three optimal PVT designs of the Pareto front.

91 91Figure 2 - 19 :

 91219 Figure 2-19: Monthly thermal exergy of different PVT designs.

93 93The

 93 comparison between the PVT and PV performance resulted in the following main findings: In both locations, the monthly maximum PVT operating temperatures were lower than in the PV panel. The maximum operating temperature of the PVT was around 32-35 °C and of the PV 60-61 °C. The lower operating temperatures resulted in around 1%-unit higher cell efficiency in the PVT compared to the PV panel.

Figure 3 - 1 : 103 Figure 3 - 2 :

 3110332 Figure 3-1: The single PVT collector: (a) Direct flow collector geometry, (b) Cross section of the PVT collector [27].

Figure 3 - 3 : 109 109

 33109 Figure 3-3: The simulation-based multi-objective optimization process.

Figure 3 -

 3 Figure 3-4 presents the simulated temperatures of the different PVT collector layers, ambient temperature and solar irradiation over a summer day.

Figure 3 - 4 :

 34 Figure 3-4: The temperatures of the PVT layers, the solar irradiation and ambient temperature.

Figure 3 - 5 :

 35 Figure 3-5: The variation of electrical and thermal exergy efficiency with the coolant mass flow rate.

Figure 3 -

 3 Figure 3-5 shows the trade-off nature of the PVT collector operation. Increasing the mass flow rate of the coolant fluid, increased the electrical exergy efficiency due to the stronger cooling effect. However, at the same time, thermal exergy efficiency was decreased. Due to this relation, a multi-objective optimization was used to optimize the design of the multi-stage PVT collector. Table3-2 presents the selected decision variables of the optimization problem.

Figure 3 - 6 :

 36 Figure 3-6: The variation of thermal exergy and energy efficiency with coolant inlet temperature.

Figure 3 -

 3 Figure 3-6 reveals that increasing the inlet temperature of the coolant fluid increased the thermal exergy efficiency but decreased thermal energy efficiency. Additionally, the electrical efficiency suffers when increasing the inlet temperature because of the higher operating temperature.

Figure 3 - 7 : 112 Figure 3 - 7

 3711237 Figure 3-7: The variation of electrical exergy efficiency and the coolant outlet temperature with the number of the PVT collectors.

  Figure 3-8 presents the thermal exergy and energy efficiencies with the additional PVT collectors.

Figure 3 - 8 :

 38 Figure 3-8: The variation of thermal exergy and energy efficiency with the number of the PVT collectors in series.

Figure 3 - 9 :

 39 Figure 3-9: The variation of the thermal exergy efficiency in terms of the coolant inlet temperature and the number of the PVT collectors.

Figure 3 - 114 Figure 3 - 10 :

 3114310 Figure 3-9 reveals that the lower coolant inlet temperature required more PVT collectors in series to achieve higher thermal exergy efficiency. If the inlet temperature was increased, the relatively smaller number of the collectors led to higher thermal exergy efficiency. The parametric study revealed the relations of the decision variables to the performance of the multi-stage PVT system. It revealed the trade-off nature of the PVT operation in terms of thermal and electrical performance. The design of the multi-stage PVT collector was optimized in terms of the thermal and electrical exergy efficiencies as objective functions in order to maximize the quality of the produced energy. The optimization was performed by using gamultiobj-function of Matlab Global Optimization Toolbox. The function is based on NSGA-II algorithm. The set of optimal solutions called Pareto front was obtained with the generation number of 100 and the population size of 50. Figure 3-10 presents the obtained Pareto front of the optimal solutions under the medium weather conditions of 800 W/m 2 , 25°C and 1 m/s.

Figure 3 - 11 :

 311 Figure 3-11: The set of optimal solutions from Table 3-3 in terms of the electrical exergy efficiency

Figure 3 -

 3 Figure 3-12: The set of optimal solutions from Table 3-3 in terms of the thermal exergy efficiency.

117 117Figure 3 - 13 :

 117313 Figure 3-13: The set of optimal solutions from Table 3-3 in terms of the overall exergy efficiency.

  -14 are presented three Pareto fronts under different weather conditions.

Figure 3 - 14 :

 314 Figure 3-14: The Pareto optimal front for the electrical and thermal exergy efficiencies under three different steady-state weather conditions.

120 120

 120 Increasing the coolant mass flow rate increased the cooling effect and electrical exergy efficiency but decreased thermal exergy efficiency.

125 125Figure 4 - 1 :

 12541 Figure 4-1:The main conversion technologies of the micro-CHP systems[START_REF] Martinez | Micro-combined heat and power systems (micro-CHP) based on renewable energy sources[END_REF].

126 126

 126 model was the most used modelling approach. Annex 42 proposes a grey-box model for micro-CHP steady-state and transient operation including four phases: stand-by, warm-up, steady-state, and cool-down phases. Bouvenot et al. [95] developed a dynamic model of the biomass micro-CHP based on the steam engine prime mover. The model was based on experimental studies and used to predict energy performance and emissions of the system. TRNSYS was used as a modelling environment. González-Pino et al. [98] presented a dynamic semi-empirical grey box model for a natural gas-fueled micro-CHP system based on a Stirling engine. The model was validated with the experimental data. The model took into account the start-up and cool-down dynamics of the micro-CHP system. Additionally, different partial loads were studied. The study aimed to improve the existing Stirling engine based micro-CHP models.Uchman et al.[START_REF] Uchman | An experimental data-driven model of a microcogeneration installation for time-domain simulation and system analysis[END_REF] developed a data-driven model of a natural gas-fueled free-piston Stirling engine micro-CHP system with thermal storage into MATLAB/Simulink environment. The model enabled the time-domain simulation of the system behavior. The laboratory setup was developed to collect long-term operation with a variable thermal load and to validate the datadriven model. However, due to the data-driven nature of the model, it is limited to be used only within the laboratory experiment.

127 127the

 127 component level to identify the main areas of inefficiency. The exergy efficiency of 30% was reached, and the largest exergy destruction was identified in heat transfer. Ertesvåg[START_REF] Ertesvåg | Exergetic comparison of efficiency indicators for combined heat and power (CHP)[END_REF] defined an exergy-based comparison indicator for combined heat and power systems called Relative Avoided Irreversibility (RAI). The indicator presents the exergy destruction that can be avoided by replacing separate heat and power generation with a CHP system. The RAI takes into account the thermodynamic value of heat.Based on the conducted literature review, the research gap is revealed in studies involving exergy analysis of micro-CHP systems fueled by biomass and based on a Stirling engine prime mover. The objective of this study is to model a biomass-fueled Stirling engine micro-CHP system developed by ÖkoFEN and to conduct energy and exergy analysis of the system with a comparison to a reference system. The experimental data from the laboratory setup is used to characterize the model, and different thermal power configurations are investigated.

128 128Figure 4 - 2 :

 12842 Figure 4-2: ÖkoFEN biomass-fuelled micro-CHP unit powered by the Stirling engine [53]. As a working principle, the Stirling's head is heated up by the flame of the combustion furnace. The generated heat is removed to the working fluid (helium) by the hot end heat exchangers presented in Figure 4-2. Due to the expansion of the working fluid, the displacer piston pushes the fluid through the water-cooled area to the cooler end of the engine. The heating and cooling of the working fluid cause a pressure wave that moves the power piston up and down through a magnetic belt and copper coil. The movement of the power piston generates the alternating current and AC power at 50 Hz. The recovered heat from the water-cooled area is used for domestic hot water (DHW) and space heating demand. The main components of the studied micro-CHP unit are presented in Figure 4-3. In addition to the Stirling engine, the unit consists of the combustion furnace and heat exchangers to recover the heat from flue gasses (regenerative preheater), engine cooling circuit (preheater) and combustion furnace.

129 129Figure 4 - 3 :

 12943 Figure 4-3: The flow chart of the Stirling engine based micro-CHP unit.

Figure 4 - 4 : 3 .

 443 Figure 4-4: The control volumes of the model, and energy and mass flows in the system.The chemical energy of biomass is converted into electric power and heat. The engine's thermal mass MC eng is heated up to an average temperature T eng and thermal losses are

  condensing technology of the ÖkoFEN Pellematic Condens_e micro-CHP system. The technology recovers the residual heat of the flue gas by cooling it below condensation temperature in the flue gas heat exchanger presented in Figure4-3. At the maximum operation mode, a thermal power rate of 13.5 kW and electrical power of 1 kW was produced. The cooling water inlet temperature was constant 15 °C. In Figure4-5 is presented the energy and exergy 135 rates associated with thermal and electrical energy production, fuel input, destruction and losses to the environment.

Figure 4 - 5 :

 45 Figure 4-5: The energy and exergy flows at maximum operation mode.

Figure 4 -

 4 Figure 4-5 shows that the fuel input of 13.9 kW was almost totally converted to useful heat due to the high thermal efficiency. However, the exergy input of 15.7 kW was almost destroyed in the conversion process due to the produced low-grade heat at the temperature of 64

Figure 4 - 6 :

 46 Figure 4-6: The total exergy divided to the fuel, destruction and thermal and electrical product exergy.

Figure 4 -

 4 7 shows the electrical, thermal and overall exergy efficiencies at the inlet temperature of 40°C and 60°C as a function of thermal power configuration (10 kW, 12 kW and 14 kW) of the considered micro-CHP unit. The configuration was changed by increasing the cooling water mass flow from 3.4 to 4.1 l/min.

Figure 4 - 7 :

 47 Figure 4-7: Exergy efficiency at different inlet temperatures as a function of thermal power configuration.

139 139Figure 4 - 8 :

 13948 Figure 4-8: The contour lines of a) PES and b) RAI as a function of the electric grid efficiency and the boiler thermal efficiency.

140 140Figure 4 - 9 :

 14049 Figure 4-9: The contour lines of RAI with the micro-CHP inlet temperature of 40°C.

  analysis of the ÖkoFEN biomass-fuelled Stirling engine micro-CHP unit. The study was based on the experimental data, and the analysis was completed with an energetic and exergetic comparison of the micro-CHP to a separate production of heat and power. A dynamic model of the micro-CHP unit was implemented into Matlab/Simulink environment, and it was characterised by the experimental data. The model included also the calculation of the Primary Energy Saving (PES) and Relative Avoided Irreversibility (RAI) indicators.

153 153

 153 

158 158HRES

 158 under different European climate and economic conditions to satisfy residential building energy demand. The novel HRES configuration includes PVT collectors combined with the biomass fueled Stirling engine micro-CHP unit and thermal energy storage to facilitate the decarbonisation of the building sector.

159 ICUBEFigure 6 - 1 :

 15961 Figure 6-1: The system layout and control volumes of the hybrid renewable energy system.

163 Figure 6 - 2 :

 16362 Figure 6-2: The reference building used in the building simulation.

6 - 3 .

 63 Dry-summer subtropical The annual results of the hourly thermal load in three locations are presented in Figure This Figure shows that space heating is required during the whole year in the northernmost location of Tampere resulting in the annual demand of 152 kWh/m 2 . In Strasbourg, the annual demand is 160 kWh/m 2 . The milder climate conditions of Strasbourg did not reduce the heating demand compared to Tampere, because of the higher U-values of the building envelope.

Figure 6 - 3 :

 63 Figure 6-3: The annual results of the hourly thermal load in each location.

Figure 6 - 4 .

 64 Figure 6-4.

165 165

 165 

Figure 6 - 4 :Figure 6 - 5 :

 6465 Figure 6-4: The hourly DHW demand profile generated by the DHW-calc tool.

167 167Figure 6 - 6 :

 16766 Figure 6-6:The Köppen-Geiger Climate Classification map[START_REF] Kottek | Updated Köppen-Geiger climate classification[END_REF].

Figure 6 - 168 Figure 6 - 7 :

 616867 Figure 6-7 shows the global solar irradiation and ambient temperature over year in each location. The presented hourly weather data is obtained from the IDA ICE building simulation software and is based on the ASHRAE IWEC (International Weather for Energy Calculation) database [180]. In this database, the weather files for different locations are derived from the collected hourly weather data for up to 18 years [181]. These "typical" weather files for different locations smooth the yearly variation of the weather conditions.

  Another useful economic indicator to evaluate the economic viability is the NPV, which takes into account time by discounting future savings to the present value over the lifetime of the HRES. A positive NPV indicates economically acceptable investment and a negative indicates unviable investment under considered circumstances. 𝑁𝑃𝑉 = -𝑍 𝑠𝑦𝑠 + ∑(𝑎 × 𝑆𝑉 𝑠𝑦𝑠,𝑦𝑒𝑎𝑟 ) 𝑛[START_REF] Roselli | Experimental analysis of microcogenerators based on different prime movers[END_REF] 

Figure 6 - 8 :

 68 Figure 6-8: The fuel, product and destruction exergy flows during three different days in Strasbourg a) in spring, b) in summer and c) in winter.

Figure 6 -

 6 Figure 6-8 shows the variation of the utilized solar and biomass exergies over time. On each day, the micro-CHP run during the night hours to satisfy the space heating and to maintain the temperature of the TES. The reduced solar availability during the spring and winter day forced to use biomass exergy also during the day hours. During the winter day, the main fuel exergy came from biomass use. The exergy destruction in both micro-CHP and PVT was significantly higher compared to the exergy products that are space heating, DHW and electricity. The magnitude of the space heating and DHW exergy products was low due to the low temperature levels. The highest exergy product was the electricity produced by PVT during the spring and summer days and the electricity produced by the micro-CHP during the winter day.

Figure 6 -

 6 Figure 6-9 clearly shows that in the southernmost location of Barcelona, the solar share of the fuel exergy was significant also during the winter months from November to March covering at worst 26% of fuel exergy in January. At the same time, the solar share was below 10% in Strasbourg and Tampere. This trend was seen in November and December as well.

Figure 6 -

 6 Figure 6-9 reveals that despite the northern location of Tampere, the solar share of the fuel exergy was close to one in Strasbourg. However, in September the solar share was only 52% while it was still 78% and 97% in Strasbourg and Barcelona, respectively.

Figure 6 - 9 :

 69 Figure 6-9: The monthly fuel exergy flows in each location.

Figure 6 -

 6 Figure6-10 shows the total exergy destruction divided for each system component (PVT, micro-CHP and TES) in each location. The exergy destruction was higher during the winter months from November to March because of the high demand for low-grade heat production for space heating. During these months, the micro-CHP caused most of the destruction in the system while the PVT dominated the destruction during the summer months. The TES was used to manage thermal exergy flows in the system and counted the smallest part of the total exergy destruction. However, the exergy destruction of the TES was significantly higher during the winter months. This was caused by using high thermal exergy flow from the micro-CHP to

Figure 6 - 10 :

 610 Figure 6-10: The monthly exergy destruction in each location divided for each component.

Figure 6 - 11 :

 611  The monthly exergy products from the hybrid renewable energy system in each location divided for each energy product of the system.

Figure 6 -

 6 Figure 6-12 shows the monthly overall exergy efficiency of the HRES in the selected locations. The exergy efficiency varied from 13% to 16% reaching the maximum value in Tampere already in February, in Strasbourg in June and in Barcelona in September. Due to the significantly cooler monthly reference temperatures, the efficiency was the highest in Tampere during the winter months. In Strasbourg and Barcelona, the exergy efficiency increased slowly

Figure 6 - 12 :

 612 Figure 6-12: The monthly exergy efficiency of the whole system in each location.

Figure 6 - 13 :

 613 Figure 6-13: The monthly and yearly exergo-economic costs of electricity produced by the hybrid energy system in Tampere, Strasbourg and Barcelona.

Figure 6 - 16 :

 616 Figure 6-16: The monthly and yearly exergo-economic costs of electricity produced by the hybrid energy system with different PVT capacities.

Figure 6 - 17 :

 617 Figure 6-17: The monthly and yearly exergo-economic costs of a) DHW and b) space heating with different storage capacities.

190 190Figure 6 - 18 :

 190618 Figure 6-18: The monthly primary energy savings in each location.

Figure 6 - 19 :

 619 Figure 6-19: The monthly relative avoided irreversibility in each location.

Figure 7 - 1 :

 71 Figure 7-1: The I-V characteristic curve of the PV cell at a certain solar radiation.

201 201Figure 7 - 2 :

 20172 Figure 7-2: The operation of the micro-inverters compared to centralized inverter [Enphase company].

202 202Figure 7 - 3 :

 20273 Figure 7-3: Different solar microgrid topologies.

204 204Figure 7 - 4 :

 20474 Figure 7-4: The main components related to the HREMS.

205 205Figure 7 - 5 :

 20575 Figure 7-5: Flow chart of the home renewable energy system connected with RES, grid, storage systems and appliances.

  Aeq are matrices and the rest are vectors. The lb and ub indicate for the lower and upper bound, respectively. The LP model defines a feasible region which satisfies the constraints. The optimal solution is the point within the region which minimizes (or maximizes) the objective function.

207 207 2 . 5 . 2

 207252 Reinforcement learningThe following section 2.5.2 is a direct citation from the ICSREE 2022 conference paper "Kallio S., Siroux M.: A Review -Home Renewable Energy Management Systems in Smart Grids." DOI: 10.1088/1755-1315/1050/1/012001. Published by IOP Publishing in 2022.

208 208Figure 7 - 7 :

 20877 Figure 7-7: Working principle of the reinforcement learning method.
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 78 Figure 7-8: The topology of the solar microgrid experimental set-up.

Figure 7 - 9 :

 79 Figure 7-9: The installed PV panels at INSA ICUBE laboratory.

Figure 7 - 10 : 211 Figure 7 - 11 :

 710211711 Figure 7-10: Micro-inverter installed to the back of the panel.

212 212Figure 7 - 12 :

 212712 Figure 7-12: The interface of the web-based monitoring and analysis software.

213 213Figure 7 - 13 :

 213713 Figure 7-13: The installed weather station. The solar pyranometer is marked with yellow and zoomed.

Figure 7 - 14 :

 714 Figure 7-14: The data gathering workflow of the experimental set-up.

  Figure 7-17.

Figure 7 - 15 :

 715 Figure 7-15: The Time-of-Use scheme

  -1 was realized on the rooftop of the INSA ICUBE Laboratory in Strasbourg, France (48° N and 7° E) in September 2021. Strasbourg is classified to have an oceanic and semi-continental climate according to the Köppen climate classification [83]. Each PERC (Passivated Emitter & Rear Contact) monocrystalline PV panel has a peak power of 300 W, and micro-inverters are used to convert each panel's DC output to AC power individually. The energy production is maximized by a Maximum Power PointTracking (MPPT) of each micro-inverter. Two of the panels have a tilt angle of 7°, and the rest is set to an 18° angle. The PV panels were installed on the available roof area which has a clear face with the sun during a part of the day. The shading from the surrounding buildings during the day cannot be avoided. However, the micro-inverter technology enables the independent operation of each panel and partial shading has an impact only on the shaded panels. Using the micro-inverter technology has also several other advantages over traditional inverters discussed in[START_REF] Mundada | A review of technical requirements for plug-andplay solar photovoltaic microinverter systems in the United States[END_REF].The four micro-inverters are connected to a gateway which is used to communicate measured system data to the web-based monitoring and analysis software provided by Enphase company[210]. The power output of each panel (P inv,1-4 ) and the whole system (P agg ) is measured every 15 min and uploaded into Excel file from the online software. The installation includes also Lithium-Ion AC battery storage to store the PV production if not used directly in the building. The optimal battery use is managed by the gateway. 223 223 In addition to the PV panels, the installation includes a weather station to measure the local weather parameters global horizontal irradiance (GHI), ambient temperature (T a ), dew point temperature (T d ), pressure (pat), wind speed (WS) and relative humidity (RH) in 15 min intervals. A data logger is used to transfer the weather data to a computer for further analysis.

Figure 8 - 1 :

 81 Figure 8-1: The PV installation with the weather station and data collection process.

  they have the ability to learn the behavior of variables from historical measurements, such as PV power output and weather data in terms of the PV prediction modelling[START_REF] Dolara | Comparison of Training Approaches for Photovoltaic Forecasts by Means of Machine Learning[END_REF]. The ANN is based on supervised learning, and the prediction performance increases with the amount of historical data used in the training of the model. In addition to the training dataset, a part of the historical dataset is used only for the test and validation of the model to show the generalization capability of the prediction model. The learning or training process is based on continuously improving the weights and biases within the neural network to reach the desired output, which minimizes MSE in Eq. (2) (or RMSE in Eq. (

  The ANN model based on the micro-inverter data was used to predict the PV power for the representative day in April, shown in Figure8-4a. Figure 8-4b presents the correlation between the actual and predicted values. The model was able to perform as follows: 32.26 MAE, 4632 MSE, 68.06 RMSE and 0.9471 COD.

Figure 8 - 4 :

 84 Figure 8-4: a) The predicted and actual PV power using the micro-inverter based ANN model. b) Actual vs. predicted PV power correlation with the linear trendline from the ANN model.
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Analyse énergétique et exergo-économique d'un système hybride d'énergie renouvelable dans différentes conditions climatiques

  

		(kg/h)	série	rangs	(kWh)	(m 3 )			(€)
	1	108	6	6	14	0.5	0.68	0.7	40877
	2	64	6	2	9	0.2	0.57	0.41	18677
	3	111	1	3	4	0.1	0.5	0.09	6817
	Chapitre 6. Dans le chapitre 6, les systèmes de micro-cogénération contrôlables et fluctuants sont
	couplés au stockage d'énergie thermique pour former un système hybride d'énergie renouvelable
	Solution ṁ	PVT en	PVT	C B	V TS	R thermal R electric Inv.

(HRES). Ce système hybride, présenté dans la figure 6-1, est modélisé dans Matlab/Simulink en combinant les modèles précédemment développés de la micro-cogénération Stirling alimentée par la biomasse et des capteurs photovoltaïques-thermiques (PVT). Le système est utilisé pour satisfaire simultanément la demande énergétique résidentielle de chauffage des locaux (figure 6-3), d'eau chaude sanitaire et d'électricité. L'objectif principal de ce chapitre est de réaliser des analyses dynamiques exergiques et exergo-économiques du système HRES dans trois conditions climatiques différentes et avec les caractéristiques spécifiques des bâtiments définies par l'emplacement. L'analyse exergoéconomique est utilisée pour définir le coût spécifique de l'énergie produite par le système dans trois endroits. Les produits énergétiques sont l'électricité, le chauffage des locaux et l'eau chaude sanitaire et les endroits choisis sont Tampere, Finlande ; Strasbourg, France et Barcelona Espagne. En outre, le système HRES est comparé au système de référence dans chaque endroit sélectionné. Les indicateurs PES et RAI sont utilisés pour évaluer le système et les indicateurs économiques suivants sont utilisés pour évaluer la viabilité du système : le délai de récupération simple (SPT) et la valeur actuelle nette (NPV).

Prévision de la puissance photovoltaïque pour le contrôle optimal d'un microgrid solaire

  7-6. Si le système fonctionne avec la stratégie d'autoconsommation maximale, le coût pour le même jour est de 0.39 €. Pour avoir une stratégie MPC réussie, la prédiction PV doit être aussi précise que possible. Les méthodes de prédiction sont étudiées dans le chapitre 8.

	Chapitre 8. WeatherLink.
	Pour évaluer et comparer les performances du modèle, les quatre indicateurs de
	performance suivants sont utilisés : erreur absolue moyenne (MAE), le carré moyen des erreurs
	(MSE), erreur quadratique moyenne (RMSE) et coefficient de détermination (COD).

Le chapitre 8 présente deux méthodes basées sur la méthode de machine learning pour prédire la production d'énergie PV dans le cadre d'un contrôle optimal. Le dispositif expérimental présenté dans le chapitre 7 est utilisé pour collecter les données de production PV et les données météorologiques pour l'entraînement des modèles. Le processus de collecte des données est présenté dans la figure

8-1

.

Dans la modélisation de la prédiction, les méthodes de régression linéaire multiple (MLR) et de réseau neuronal artificiel (ANN) sont utilisées et les performances des modèles sont comparées. De plus, la modélisation est construite selon deux approches : en utilisant les données du micro-onduleur de chaque panneau et les données agrégées de la puissance PV. Les données de training sont collectées pendant 6 mois et les modèles sont entraînés dans Matlab. L'objectif est d'étudier et de comparer différents modèles, mais aussi de comparer différentes données d'entrée en termes de production photovoltaïque. Les données du système sont collectées à partir de deux softwares de monitoring et d'analyse basés sur le web : Enphase Enlighten et
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 1 

	Prime mover	Fuel cells	ICE	Stirling engine	ORC

1: Comparative assessment of the different prime mover technologies

Table 1 -

 1 

2: The fuel cell micro-CHP systems hybridized by solar energy

Fuel cell Power outputs Fuel Solar hybridiza tion Methods Evaluatio n Key findings Ref.

  

					-Exergy, energy		and 33.9%
							-The highest
							CHP efficiency
							of 80.5%.
				-PTC	-EES	ηoverall	-the max. CCHP	[45]
				-Produce	-residential		efficiency of 85%
				superheate	building		-Increasing
				d vapor	-energy analysis		ambient
	PEMFC			for ORC	-micro-CCHP		temperature
	with			expander	system		decreases overall
	ORC	Pel,PEMFC = 5kW			-impact of the key		efficiency in
	for	Pel,max,ORC =	H2		operation factors		summer and
	DHW	5.33kW					opposite in
	product						winter
	ion						-CCHP
							efficiency stays
							constant if less
							than 550 W/m 2
							solar radiation
				CPTC	-TRNSYS	-energy	-highly energy	[46]
					-MATLAB	-economics	efficient
					-University		-economic
					building,Italy		barrier
					-polygeneration		-high
					-thermoeconomic		temperature
	SOFC	Pel = 95kW	H2		optimization of		cogeneration
					system design		crucial to
					parameters		optimize the
							system balance
							-public funding
							policies
							important
				-PV	-MATLAB	ηel, ηoverall,	-simulation	[47]
				-to	Simulink	economic	period 1 month
	PEMFC	Pel = 4kW Pth = 6.5kW	Biogas, H2	H2 or produce	-Experimental data	parameters
				building		
				-PV use	-TRNSYS, HOMER	LCA, CO2,	-PV reduces CO2	[43]
				-Electricity	-Life cycle analysis	energy	emissions with
				to H2	-Sensitivity analysis	demand	H2 as fuel
			H2,	production	-Single-family		-NG-fuelled
	SOFC	Pel = 1kW	natural		house		better
			gas		-Comparison H2-		performance
					and NG-fired units		-PV integration
							gives the best
							results
				-	-Residential	ηel, ηCHP,	-Biogas suitable	[44]
					-Comparison of 3	exergy	fuel for
	SOFC	Pel = 1kW	Biogas		different biogas processing methods		residential SOFC -Electrical
					-Sensitivity		efficiencies:
					analysis		42.4%, 41.7%

Table 1 -

 1 3 presents the ICE-based micro-CHP systems hybridized by solar energy.

Table 1 -

 1 3: The ICE micro-CHP systems with solar hybridization.

	Power outputs	Fuel	support Solar	Methods	Evaluation	Key findings	Ref.
	Pel = 5.5	Natural	PV and	-TRNSYS model	-PE consumption	-Hybridization decreases	[49]
	kW	gas	SHC	-Different	-CO2 emissions	PE use and CO2	
				configurations of solar	-LCC analysis	emissions but has the	
				support		highest LCC	
				-system optimization		-The component costs	
				-Sensitivity analysis		and administrative	
				-Different climate		barriers should be	
				conditions		reduced	
	Pel = 1.2	Natural	PV	-Comparison of	-Technical	-Hybridization increase	[50]
	kW	gas		different system	evaluation	significantly PV	
				configurations		penetration	
				-system sizing		-Battery storage is not	
						required	
						-Energy waste was	
						reduced	
	Pel = 1 kW Natural	PV	-A new method to	-LCOE	-The hybrid system can	[51]
		gas		calculate the LCOE of	-Sensitivity	enable profitable off-grid	
				the hybrid system	analysis	operation	
				-Case study of the		-The LCOE for the off-	
				residential building		grid hybrid system	
	Pel = 4 kW Natural	PVT	-Design and operation	-Saving through	-Operation optimization	[52]
		Gas		optimization	the operation	increases the profit	
				-Linear programming	optimization	-Larger battery does not	
					-Comparison of	lead always to the higher	
					savings	savings	

Table 1 -

 1 4: The Stirling engine micro-CHP systems with solar hybridization

	Power outputs	Fuel	support Solar	Methods	Evaluation	Key findings	Ref.
	Pel = 1kW	Natural	-PV	-Experimental study	ηel, ηth, CO2	-Higher performance is	[54]
	Pth = 7kW	gas	-flat plate	-Operation data of 36	emissions	expected if heat demand	
			solar	days in Spain		is extended to space	
			thermal	-Matlab		heating and cooling	
			-to	-Comparison to a		-The system reliability	

Table 1 -

 1 5: The ORC micro-CHP systems with solar hybridization

	Power outputs	Fuel	support Solar	Methods	Evaluation	Key findings	Ref.
	Pel = 40	Biomass -PVT	-Matlab	Techno-	-Payback time 11.5 year	[56]
	kW		-to produce	-Transient techno-	economic	-100% renewable energy	
	Pth = 310		heat and	economic modelling	analysis	supply with hybrid system	
	kW		electricity for	-Design optimization		-Electricity production	
			demand	-Sport center in Bari,		capability increased	
				Italy		significantly	
	Pel = 14	Biomass -PV	-System modelling	-Energy	-Yearly electrical self-	[57]
	kW		-to produce	and analysis	analysis	consumption 84.9% with	
	Pth = 70		electricity for	-Residential building	-Self-	hybrid system, 32.5% with	
	kW		demand	block	consumption	PV only. 54.9% of thermal	
				-Electricity, space	-Fuel savings	energy demand covered	
				heating and		-Significant natural gas	
				domestic hot water		savings	
						-ORC overcomes the	
						fluctuation of solar energy	
						source	
	Pel = 5	Biomass -SHC	-to model the solar	-energy	-Cyclohexane performed	[58]
	kW			assisted ORC cycle	analysis	well as a working fluid	
				with 3 operating	-economic	-integration of heat storage	
				temperature ranges	analysis	extend the running periods	
				-comparison with	-different		
				and without heat	working fluids		
				storage	-3 different		
					locations		

Table 1

 1 

-6. In the first row, the subjects included in this thesis are presented. There are several studies that include the PVT collectors or fuel-fired micro-CHP units analyzed by considering only the first law of thermodynamics. If the second law of thermodynamics was taken into account, only a few studies used varying reference temperatures, such as monthly values. It was also rare to compare different climate conditions in the context of both energy and exergy analysis of microcogeneration. The analysis of a single micro-cogeneration system was more common than the hybrid renewable energy system (HRES). Most of the studies used dynamic analysis instead of steady-state analysis. Based on Table

1

-6, the main contributions of this thesis to the literature are to apply dynamic exergy and exergo-economic analysis with varying reference temperatures to the HRES including the hybridization of solar and biomass-fueled micro-cogeneration systems. Additionally, the different European climate conditions are compared, and multiobjective design optimization is performed. The Matlab/Simulink is used as a simulation tool which was rarely used in the literature.

Table 1 -

 1 6: Overview of the main studies considering energy, exergy and exergo-economic analyses applied to micro-cogeneration systems in the building sector.

	Author	PVT	Renewable	Non-	HRES	Energy	Exergy	Exergo-	Varying	Different	Dynamic	Multi-	Matlab/
		collectors	micro-CHP	renewable		analysis	analysis	economics	reference	climate	analysis	objective	Simulin
				micro-CHP					temperature	conditions		optimization	k
	Thesis	x	x		x	x	x	x	x	x	x	x	x
	Bouvenot		x			x					x		
	et al. [95]												
	Bouvenot			x			x				x		
	et al. [96]												
	Uchman et			x		x					x		
	al. [97]												
	Martinez et		x			x							
	al. [99]												
	Brottier et	x				x							
	al. [100]												
	Gonçalves			x		x	x						
	et al. [109]												
	Taie et al.			x		x	x						
	[110]												
	Da Silva et	x				x					x		x
	al. [103]												
	Tamayo	x				x					x	x	
	Vera et al.												
	[30]												
	Barbu et	x			x	x				x	x		
	al. [101]												
	Chow et al.	x				x	x				x		
	[67]												
	Evola et al.	x				x	x	x	x		x		
	[72]												
	Abdul-	x			x	x	x	x			x		
	Ganiyu et												
	al. [113]												
	Wang et al.	x		x	x	x	x	x					
	[116]												
	Chen et al.		x		x	x	x	x	x	x			
	[117]												
	Calise et	x			x	x	x	x			x		
	al. [118]												

Energy analysis and exergy optimization of photovoltaic thermal collector under different climate condition

  PVT) collector is a solar-based micro-cogeneration system which generates simultaneously heat and power for buildings. The novelty of this paper is to conduct energy and exergy analysis on PVT collector performance under two different European climate conditions. The performance of the PVT collector is compared to a PV panel. Finally, the PVT design is optimized in terms of thermal and electrical exergy efficiencies. The optimized PVT designs are compared to the PV panel performance as well. The main focus is to find out if
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	A photovoltaic-thermal (

Table 2 -

 2 1 summarizes the main geometrical, thermo-physical, optical properties and the parameters of the PVT collector used in the simulation and analyses.

Table 2 -

 2 1: The geometrical, thermo-physical and optical properties of the PVT collector.

	Property	Glass	gap Air	PV	absorber Thermal	Fluid Insulation	Unit
	Emissivity (ε)	0.88	-	0.96	-	-	-	-
	Absorbance (α)	0.1	-	0.9	-	-	-	-
	Transmittance (τ)	0.93	-	-	-	-	-	-
	Thickness (H)	0.004 0.02 0.0002	0.0002	-	0.015	m
	Area (A)	2	2	1.6	2	-	2	m 2
	Mass flow	-	-	-	-	0.044	-	kg/s
	Density (ρ)	2200	-	2330	2702	1050	20	kg/m 3
	Specific heat (c)	670	-	900	800	3605	670	J/(kgK)
	Thermal	1.1	-	140	310	0.615	0.034	W/(mK)
	conductivity (k)							

Table 2 -

 2 A dynamic numerical model of the glazed flat-plate water-cooled PVT collector is presented in this paper. The model is used to assess the energy and exergy performance of the PVT collector under different climate conditions.

	Month	Tampere,	Strasbourg,
		average	average
		temperature[°C]	temperature[°C]
	January	-6.4	2.3
	February	-6.9	3.3
	March	-2.8	7.0
	April	3.3	11.5
	May	9.7	15.7
	June	14.1	19.4
	July	16.9	20.6
	August	15	19.8
	September	9.8	15.8
	October	4.6	11.3
	November	-0.6	6.5
	December	-4.5	3.3

2: The monthly average outdoor temperatures used in the exergy analysis.

Table 2 -

 2 3: Decision variables for multi-objective optimization problem.

	Symbol	Decision variable	Bounds	Unit
	. m	rate Fluid mass flow	0.044 0.0083 ≤ x(1) ≤	kg/s
	T in	Inlet temperature	15 ≤ x(2) ≤ 45	°C
	H gap	Air gap thickness	0.02 ≤ x(3) ≤ 0.25	m
	H i	Insulation	0.015 ≤ x(4) ≤ 0.09	m
		thickness		

Table 2 -

 2 4: Simulation results of the energy and exergy analysis

	Production Strasbourg [kWh/year] Tampere [kWh/year]
	E th	992.1	915.5
	E el	305.5	288.8
	E in	2191.8	2064.8
	Ex th	17.4	30.1
	Ex el	305.5	288.8
	Ex in	2046.2	1930

  in May and in Strasbourg 29.5 kWh/m 2 in July. The annual electrical output of the PV panel and base case PVT collector was 142.7 kWh/m 2 and 144.4 kWh/m 2 , respectively, in Tampere. This result indicatesthat although the packing factor of the PVT was 80%, 1.2% higher electrical output was reached because of the cooling effect underneath the PV cells. In Strasbourg, the annual electrical output of the base case PVT collector was 1.5% higher than from the PV panel resulting in 152.8

kWh/m 2 and 150.5 kWh/m 2 electrical energy yield, respectively. In Strasbourg, the annual electrical output of the fully packed PVT collector was 190.2 kWh/m 2 , which is 26.4% more electrical output than from the PV panel. In Tampere, the fully packed PVT produced annually 180.1 kWh/m 2 , which is 26.2% more electrical output than from the PV panel.

Exergy optimization of a multi-stage solar micro-cogeneration system
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	Re Reynolds number r packing factor T temperature, °C, K T* reduced temperature, K m 2 /W U internal energy, J CHAPTER 3. Sonja Kallio and Monica Siroux c collector CD conduction CV convection d destruction e environment INSA Strasbourg ICUBE, University of Strasbourg
	v	wind speed, m/s This article is published in IET Renewable Power Generation el electrical
	W	tube spacing, m	f doi.org/10.1049/rpg2.12372 fluid
	Greek symbols		f in	fluid inlet
	η	efficiency		f out fluid outlet
	α	absorbance		g	glass cover
	(ατ) effective absorbance		gap air gap
	β	temperature coefficient, %/K	irr	irradiation
	ε	emissivity		o	outer
	ξ	exergy efficiency		pv	photovoltaic
	τ	transmittance		PV g photovoltaic glass
	ρ	density, kg/m 3		RD radiation
	σ	Stefan-Boltzmann constant, W/m 2 /K 4	sol solar ted tedlar layer
	Subscripts		th	thermal
	a	absorber		tot total
	adh adhesive layer		0	reference
	A	area, m 2		k	thermal conductivity, W/(mK)
	c	specific heat, J/(kg K)		L	length, m
	D	diameter, m		M	number of objectives
	E Ex exergy, W DC power, energy, W		m . m	mass, kg mass flow rate, kg/s
	G	solar irradiation density, W/m 2		N Nu Nusselt number number of collectors
	H	thickness, m		P	power, W
	h	heat transfer coefficient, W/(m 2 K)		Pr Q	Prandlt number heat flux, W
			95 96	

Table 3 -

 3 1: The main geometrical, thermo-physical and optical properties of the single PVT collector.

	Property	Glass Air	PV	Thermal	Unit
			gap		absorber	
	Emissivity (ε)	0.9	-	0.96 -	-
	Absorbance (α)	0.1	-	0.9	-	-
	Transmittance (τ)	0.93 -	-	-	-
	Thickness (H)	0.004 0.02	0.006 0.001	m
	Area (A)	2	-	1.9	2	m 2
	Density (ρ)	2200 -	2330 2699	kg/m 3
	Specific heat (c)	670	-	900	800	J/(kgK)
	Thermal	1.1	-	140	237	W/(mK)
	conductivity (k)					
	Property		Fluid		Insulation	Unit
	Thickness (H)		-		0.04	m
	Area (A)		-		2	m 2
	Density (ρ)		1050		16	kg/m 3
	Specific heat (c)		3605		1120	J/(kgK)
	Thermal conductivity (k)	0.615		0.035	W/(mK)

Table 3 -

 3 2: Decision variables for multi-objective optimization problem.

	Symbol Decision variable Bounds	Unit

Table 3 -

 3 3: Decision variables for the multi-objective optimization problem in the Pareto front.

	ṁ [kg/s]	N	T in [°C]	ξ el	ξ th
	0.0344	9	40	-0.1595	-0.0551
	0.0367	1	21	-0.1883	-0.0120
	0.0367	1	21	-0.1883	-0.0120
	0.0306	1	22	-0.1869	-0.0157
	0.0175	3	25	-0.1728	-0.0446
	0.0294	2	22	-0.1834	-0.0249
	0.0283	2	31	-0.1770	-0.0388
	0.0242	2	27	-0.1786	-0.0355

Energy and exergy analysis of biomass-fueled micro-CHP unit

  

	Sonja Kallio, Monica Siroux and Stefan-Dominic Voronca
	INSA Strasbourg ICUBE, University of Strasbourg
	This article is published in ECOS 2021
	34th International Conference on Efficiency, Cost, Optimization, Simulation and Environmental
	Impact of Energy Systems (ECOS 2021)
	doi.org/10.52202/062738-0008

Table 4 -

 4 1: The micro-CHP system parameters.

	Parameter	Value	Unit
	MC eng	1943	J/K
	MC w	19429	J/K
	UA HX	35	W/K
	UA loss	0.5	W/K
	P nom	1	kW
	Q nom	12	kW
	f q,biomass	1.13	-
	LHV	4900	W/kg
	c p,w	4180	J/kgK
	T 0	10	°C
	T w,in	15	°C
	T w,env	20	°C

Table 4 -

 4 2: The factors to calculate the PES and RAI indicators.

	Parameter	Value	Unit	Ref.
	η el,eg	0.35	-	[160]
	η b	0.9	-	[109]
	η el,CHP	0.07	-	Experimental data
	η th,CHP	0.98	-	Experimental data
	f q,el	1	-	[159]
	f q,nuclear	0.95	-	[159]
	f q,biomass	1.13	-	[159]
	f q,gas	1.03	-	[159]
	α q,b	0.19	-	[79]

Table 4 -

 4 3: The PES and RAI indicators at different cooling water inlet temperatures.

	Parameter	T w,in = 15°C	T w,in = 40°C	T w,in = 60°C
	PES	0.22	0.22	0.22
	RAI	0.08	0.14	0.19

Table 5 -

 5 1: Assessment of renewable energy based micro-CHP prime mover technologies

	Prime mover	Stirling engine	ORC	PVT
	Advantages	Low maintenance, noise,		
		vibration and emissions [12]		

Table 5 -

 5 2:The cases in the literature of the hybrid renewable energy systems based on micro-CHP and solar support

	Prime	Solar	Methods	Evaluation	Key findings	Ref.
	mover	support				
	Power					
	output					
	Fuel					

Table 5 -

 5 3: The decision variables for the multi-objective optimization problem

	Decision variable	Bounds	Unit
	Coolant mass flow rate, ṁ 60 ≤ x(1) ≤ 130 kg/h
	Nr. of PVT in series, N	1 ≤ x(2) ≤ 6	-
	Nr. of PVT rows, M	1 ≤ x(3) ≤ 6	-
	Battery capacity, C B	4 ≤ x(4) ≤ 14	kWh
	Thermal storage volume	0.1 ≤ x(5) ≤ 0.5 m 3

Table 5 -

 5 4: The component prices of the system

	Component	Price	Ref.
	PVT collector	325 €/m 2	DualSun company
	Thermal storage 2.95 €/dm 3 [130]

Table 5 -

 5 

	Solution ṁ	PVT in	PVT	C B	V TS	R thermal R electric Inv.
		(kg/h)	series	rows	(kWh)	(m 3 )			(€)
	1	108	6	6	14	0.5	0.68	0.7	40877
	2	64	6	2	9	0.2	0.57	0.41	18677
	3	111	1	3	4	0.1	0.5	0.09	6817

5: The selected optimal solutions from the Pareto front

Table 6 - 1 :

 61 The main characteristics of the hybrid renewable energy system

	Component Parameter	Value	Unit
	Micro-CHP Thermal power	12	kW
		Electrical power	1	kW
		Fuel	Wood pellets	
	PVT	Area single	2	m 2
		Ref. electrical efficiency 18.7	%
		PVT in series	3	-
		PVT in rows	3	-
	TES	Volume	2	m 2
		Insulation	0.3	W/m 2 K

  , a single water-cooled flat plate PVT collector with glazing and sheet-and-tube heat exchanger was modelled into Matlab/Simulink and extended to present a field of the PVT collectors. The model considers the main heat transfer mechanisms between each PVT layer, such as the glass cover, PV module, absorber and coolant fluid. The electricity conversion efficiency of the PVT collector depends linearly on the PV module temperature T pv , the temperature coefficient β PV and the efficiency η STC at standard conditions T ref . The key governing equations of the PVT collector in terms of thermal and electrical energy are following: 𝑚 𝑔 × 𝑐 𝑝,𝑔 × 𝑑𝑇 𝑔 𝑑𝑡 ⁄ = 𝑄 𝑔,𝑠𝑜𝑙 + 𝑄 𝑔-𝑒,𝐶𝑉 + 𝑄 𝑔-𝑠𝑘𝑦,𝑅𝐷 + 𝑄 𝑔-𝑝𝑣,𝐶𝑉 + 𝑄 𝑔-𝑝𝑣,𝑅𝐷

162 162

 162 𝑀𝐶 𝑒𝑛𝑔 𝑑𝑇 𝑒𝑛𝑔 𝑑𝑡 ⁄ = 𝑈𝐴 𝐻𝑋 × (𝑇 𝑤,𝑜𝑢𝑡 -𝑇 𝑒𝑛𝑔 ) + 𝑈𝐴 𝑙𝑜𝑠𝑠 × (𝑇 𝑒𝑛𝑣 -𝑇 𝑒𝑛𝑔 ) + 𝑞 𝑔𝑒𝑛 (5) 𝑀𝐶 𝑤 × 𝑑𝑇 𝑤,𝑜𝑢𝑡 𝑑𝑡 ⁄ = 𝑚̇𝑤 × 𝑐 𝑝,𝑤 × (𝑇 𝑤,𝑖𝑛 -𝑇 𝑤,𝑜𝑢𝑡 ) + 𝑈𝐴 𝐻𝑋 × (𝑇 𝑒𝑛𝑔 -𝑇 𝑤,𝑜𝑢𝑡 )

Table 6 -

 6 2: The main characteristics of the reference buildings and the climate classifications in each location [167].

	Parameter	Building geometry U-value		
			[W/m 2 K]		
			Finland	France	Spain
	Windows	19 m 2	1.76	2.83	4.16
	Walls	111 m 2	0.34	0.97	1.32
	Floor	150 m 2	0.32	0.89	1.03
	Roof	143 m 2	0.23	0.83	1.45
	Windows to	0.17			
	wall ratio				

Table 6 -

 6 3: The monthly average temperatures in each location [180].

	Month	Tampere, average	Strasbourg, average	Barcelona, average
		temperature [°C]	temperature [°C]	temperature [°C]
	January	-6.3	2.3	8.2
	February	-6.6	2.1	9.4

Table 6

 6 

	-4 presents the economic parameters used in

Table 6 -

 6 4: The economic parameters of the exergo-economic analysis.

	Parameter Description	Value	Unit	Ref.
	I CHP	Initial investment costs of micro-CHP 17600	€	ÖkoFEN company
	OM CHP	O&M costs of micro-CHP	1.5	%	
	I PVT	Initial investment costs of PVT	295	€/m 2	DualSun company
	I inv	Initial investment costs of inverters	100	€/piece	Enphase company
	I TES	Initial investment costs of TES	2300	€/m 3	Sailer company
	c DHW	Specific costs of tap water	0.00083 €/kg	[184]
	LHV biomass Biomass lower heating value	4900	Wh/kg	
	LHV NG	Natural gas lower heating value	9.6	kWh/Sm 3 [182]

Table 6 -

 6 5: The average unit prices of the energy products in each location.

	Energy product	Barcelona Strasbourg Tampere Unit
	Electricity	0.292	0.406	0.404	€/kWh
					=
					€/kWh ex
	Space heating	0.036	0.034	0.044	€/kWh
		0.399	0.319	0.341	€/kWh ex
	Domestic hot water	0.111	0.083	0.075	€/kWh
		1.626	0.987	0.725	€/kWh ex

Table 6 -

 6 6: The parameters used in the economic comparison to the reference systems and economic results in each location.

		Tampere	Strasbourg	Barcelona	Ref.
	Electricity demand 6000 kWh/year 6000 kWh/year 6000 kWh/year
	Heating demand	22475 kWh/year 24571 kWh/year 12901 kWh/year
	DHW	4238 kWh/year 4238 kWh/year 4238 kWh/year

Home renewable energy management in solar microgrid

  

		CHAPTER 7.	Z	initial investment costs, €
	A a Ċ c c p	area, m 2 annuity factor cost rate, €/h specific cost, €/kWh specific heat, J/(kg K)	Greek symbols β temperature coefficient, %/K η efficiency ζ exergy efficiency
	CRF Capital Recovery Factor E electrical energy, kWh EL energy level Ėx exergy rate, kW Ex exergy, kWh H enthalpy, kJ h specific enthalpy, J/kg I component specific initial investment, € i interest rate Ir irreversibility, W LHV lower heating value m mass, kg MC thermal capacity, J/K n lifetime, year NPV Net Present Value OM operating and maintenance PES Primary Energy Savings Q thermal energy, W, kW r discount rate RAI Relative Avoided Irreversibility S entropy, kJ/K s specific entropy, J/kgK SV yearly savings, €/year SPT Simple Payback Time T temperature, K t time, h	Subscripts b boiler CD conduction CV convection d destruction DHW domestic hot water e environment eg electric grid eng engine el electrical f fluid, fuel g glass cover HX heat exchanger in inlet irr irradiation k k th component out outlet p product pv photovoltaic q quality SH space heating sol solar energy sys system TES thermal energy storage th thermal 0 reference
	U	heat transfer coefficient, W/m 2 K	

Table 7 -

 7 1: The components and sensor of the solar microgrid experimental set-up.

	Component	Capacity	Efficiency Manufacturer
	4 x PV panel	4 x 300 W p	18.3 %	DualSun
	AC Lithium-Ion battery	1.2 kWh, 270 W max.	96 %	Enphase
		charge/discharge		
	4 x Micro-inverter	235 W -350 W / inverter	96.5 %	Enphase
	Gateway			Enphase
	Production meter			Enphase
	Consumption meter			Enphase
	Electrical load	Max. 700 W		
	Weather station, (solar pyranometer,			Davis
	wind anemometer,			Instruments
	temperature/humidity sensor)			

  1 𝑥 1 + 𝛽 2 𝑥 2 + ⋯ + 𝛽 𝑛 𝑥 𝑛 + ɛ (1) where β 0 is the intercept and x represents each independent weather variables. The other β parameters present the slope coefficient of the variable. All β parameters are defined in the model creation process to minimize the error ɛ. The interaction effects are added to the general form of the multiple regression model as follows: ŷ = 𝛽 0 + 𝛽 1 𝑥 1 + 𝛽 2 𝑥 2 + 𝛽 3 𝑥 1 𝑥 2 … + 𝛽 𝑛 𝑥 𝑛 + 𝛽 𝑙 𝑥 𝑛 𝑥 𝑚 + ɛ

Table 8 -

 8 

	1: The correlation coefficients	
	Variable	Correlation with PV power
	Ambient temperature	0.27
	Relative humidity	-0.39
	Dew point temperature	0.01
	Wind speed	0.15
	Atmospheric pressure	0.11
	GHI	0.94
	GTI_up	0.94
	GTI_down	0.94

Table 8

 8 -2 show that the ANN model, which was based on the micro-inverter data, showed again better performance with 9.87 MAE, 930 MSE, 30.497 RMSE and 0.9596 COD than the model based on the aggregated PV power data with 13.34 MAE, 1517 MSE, 38.96 RMSE and 0.935 COD. However, in both cases, the ANN model showed the better overall performance than the MLR models.

Table 8 -

 8 2: The overall performance comparison of the models based on the different methods and PV data input.

	Model	Performance indicator	
		MAE	MSE	RMSE COD (R 2 )
	Multiple regression Overall	16.32	2161	46.485 0.9074
	Micro-inv. 13.86	1438	37.919 0.9376
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Abstract

Hybrid renewable energy systems (HRES) are seeing as a solution to overcome the fluctuation and randomness of certain renewable energy sources, such as solar and wind power.

Coupling the fluctuating renewable energy sources with the controllable sources, such as biomass-fueled micro-cogeneration, constitute an HRES that significantly reduces CO 2 emissions and primary energy consumption. The purpose of this work is to review research works on hybrid renewable energy systems based on micro-cogeneration and to present a case study of optimizing a solar-based micro-cogeneration system. First, renewable energy-fueled micro-cogeneration systems are presented according to the prime mover technology: Stirling engine, organic Rankine cycle and photovoltaic-thermal (PVT). The different prime movers are assessed according to their advantages, disadvantages and market availability. Next, several research works on hybrid renewable energy systems including solar and micro-cogeneration technologies are summarized and key findings are highlighted. Finally, the results of the case study are presented for reasoning the necessity of system hybridization. The results indicated that more experimental data on HRES and research effort on energy management strategies and stochastic optimization models are required. The results of the case study showed maximum thermal and electrical reliability of 68% and 70%, respectively. The optimized PVT/battery/thermal storage system was not able to cover all energy demand of the case study but supporting heat and electricity sources are required. 

Keywords:

In Equations (1-4) m, c, T, Q and E indicate mass, specific heat capacity, temperature, heat transfer rate and electricity production, respectively. The following subscripts: "g", "s", "e", "CV", "sky", "RD", "pv", "f", "TS", "w", "aux", "DHW" and "loss" refer to glass cover, solar energy, environment, convection, sky, radiation, PV module, fluid, thermal storage, water, auxiliary, domestic hot water and heat losses. The more detailed description of the PVT governing equations and model validation are presented in the Authors' previous work [START_REF] Kallio | Energy Analysis and Exergy Optimization of Photovoltaic-Thermal Collector[END_REF].

The PV converts a fraction of the solar radiation into the electricity. The electrical efficiency of the PV depends linearly on the PV temperature T pv , the temperature coefficient β PV and on the efficiency η STC at standard conditions T ref .

The electrical efficiency η el is calculated according to the following relation:

The battery model was based on the load balance between the electricity production and demand. If the electricity production was higher than demand, the battery was charged and discharged if the demand was higher. The surplus electricity was sold to the grid. However, selling and buying from the grid was aimed to be minimized in order to maximize selfconsumption and autonomy of the system. The battery state of charge SOC B is presented as follows:

𝑆𝑂𝐶 𝐵 (𝑡) = 𝑆𝑂𝐶 𝐵 (𝑡 -𝛥𝑡) + 𝜂 𝑐ℎ 𝑃 𝑐ℎ (𝑡)𝛥𝑡 𝐶 𝐵 ⁄ -𝜂 𝑑𝑖𝑠 𝑃 𝑑𝑖𝑠 (𝑡)𝛥𝑡 𝐶 𝐵 ⁄ (6)

Exergo-economic analysis

The exergo-economic costs of the electricity produced by the HRES in each location are presented in Figure 6-13. The specific cost of the system electricity takes into account the specific costs of the PVT and micro-CHP electricity according to Eq. [START_REF] Mascuch | Experience from set-up and pilot operation of an inhouse developed biomass-fired ORC microcogeneration unit[END_REF]. Figure 6-11 shows the specific cost of electricity cumulated on a monthly and yearly basis. The specific costs varied strongly in each location over the year with the minimum value as low as 0.189 €/kWh (or kWh ex as electricity is seen as pure exergy) in each location during the summer and as high as 0.798 €/kWh in Tampere, Finland in November. In each location, the costs were lowest during the summer months when the PVT field produced most of the electricity. During the winter months, the costs increased in each location due to a greater share of the electricity produced by the micro-CHP, which had the higher initial investment cost, existing fuel costs and lower nominal electrical power. However, in Barcelona, the monthly specific costs were 15 to 30 c€/kWh lower during the winter months than in Strasbourg and France due to the better availability of solar energy. However, from November to January, the solar share of the electricity production was lower in Tampere resulting in over 10c€/kWh higher specific cost of electricity. The specific costs in Tampere and Strasbourg were close to Barcelona only during the best months of solar radiation, and during the rest of the year, the costs were 16% to 43% lower in Barcelona than in two other locations. Barcelona, there was no space heating demand from July to September and the specific cost was zero. Figure 6-14 shows that the specific cost reached the highest values in Barcelona and lowest in Tampere over the year. This was caused by the higher space heating demand and cooler reference temperatures in Tampere which leads to higher heat exergy production.

Figure 6-14 presents the specific cost of space heating per kWh of exergy, not energy.

Based on the monthly energy levels of the heat exergy flows, the cost transfer coefficient of thermal exergy to energy varied from 0.143 to 0.068 in Tampere, from 0.115 to 0.061 and 0.095 to 0.054 in Strasbourg and Barcelona, respectively. The energy levels of the exergy flows were highest during the cooler months. The annual average specific cost of space heating was the highest in Barcelona with 0.399 €/kWh ex which resulted in 0.036 €/kWh. In Tampere and Strasbourg, the costs were slightly lower in terms of exergy resulting in 0.341 €/kWh ex (0.044 €/kWh) and 0.319 €/kWh ex (0.034 €/kWh), respectively.

In Fig. 15 is presented the exergo-economic cost of DHW in each location on monthly and yearly basis. The DHW profile was assumed to be the same in each location but the specific 186 186 cost of DHW were influenced also by the current space heating demand. Due to that, the specific cost reached a value as high as 11.9 €/kWh ex in Barcelona in August when the space heating demand was zero and all costs were allocated only to the DHW. At the same time, the specific costs were 60% lower in Strasbourg and 74% lower in Tampere. In this study, the exergo-economic calculation took into account the energy level of the exergy flows in order to allocate more production costs to an energy product with the higher energy level. Due to this, the specific cost of DHW were higher than the specific cost of space heating which had the lower temperature and energy level than the DHW. On the other hand, the specific cost of electricity was the highest among the energy products of the system because of the highest energy level of 1 as electricity is seen as pure exergy. It should be also noted that this study was conducted not taken into account any renewable energy based support or incentive mechanism. However, when comparing different countries, this study took into account the country specific tax and prices in The economic indicators in Table 6-6 show that the retrofitting of the old system with the considered HRES had economic viability under given circumstances in each location. The NPV was positive in each location after 25 years period. The longest simple payback time was indicated for the case 1a in Tampere resulting in 19.3 years with the NPV of only 508 €. This case took into account the dynamic behavior of the electricity production and demand which is rarely matched with each other without energy storage. In this case, the surplus electricity was sold to the grid with the country-specific feed-in-tariff. The SPT was decreased by 3.4 years if the produced electricity was assumed to be used totally in the building. Additionally, the NPV was increased by 7546 €. In the case 1a, the SPT was 1.3 and 1.6 years shorter in Strasbourg and Barcelona, respectively, than in Tampere due to more favorable economic conditions, such as the feed-in-tariff and VAT. In Figure 7-17, the gateway optimized the battery operation by maximizing the selfconsumption of PV electricity. Due to the low SOC level, the morning consumption peak was satisfied by the grid and produced PV electricity. When the consumption decreased, the battery was immediately charged fully by the produced PV electricity to maximize the self-consumption.

During the evening peak, the battery was discharged almost totally due to the high consumption.

The main difference between the results in Figure 7-16 and Figure 7-17 was that the low demand profile allowed discharging the battery next morning during the high price period. The high electricity demand resulted in the empty battery at the end of the day. This could be solved by increasing the battery capacity.

Results of the optimization-based EMS simulation

In Figure 7 

where c is the specific cost of electricity (€/kWh) to buy and sell to the grid, P is the power (W),

Δt is a time step (s), w f is a final weighting factor and E B is the battery energy at the last time step N. The optimization problem is solved subject to the following constraints:

𝑃 𝑔𝑟𝑖𝑑_𝑏𝑢𝑦 (𝑘), 𝑃 𝑔𝑟𝑖𝑑_𝑠𝑒𝑙𝑙 (𝑘) ≤ 𝑃 𝑙𝑖𝑚,𝑔𝑟𝑖𝑑 

To perform the optimization, the MPC requires forecasted information of the PV production and local load. However, as the first step, a perfect forecast of these variables was assumed and the measured profiles in Figure 7-17 were used as forecasts for the MPC.

Additionally, the target was to have same battery SOC at the beginning and end of the day. Due to this the final weighting factor w f was set to be 0.1. This allowed comparing the different EMS strategies and daily costs between the measured and simulated day. The TOU scheme in Figure 7-15 was used in the optimization for c buy , and the selling price c sell of 0.06 €/kWh was applied for the surplus PV production. Additionally, the battery storage was able to sell the stored energy to the grid if necessary. When comparing the results of the optimal control based EMS strategy to the rule-based strategy in Figure 7-17, the optimal control enabled to charge the battery during the off-peak period just before the high peak period started at 7:00. At the same time, the local load was satisfied by the grid electricity. During the high peak period, the battery was discharged and the high electricity price was avoided. This was allowed because the MPC used the future 218 218 information of upcoming high price period from 7:00 to 10:00 o'clock. The rule-based strategy was able to use only the grid electricity to satisfy the morning consumption peak because the battery was almost empty after the previous day. During the day in Figure 7-18, the PV electricity was used later to charge the battery fully again. However, this happened later than in Figure 7-17 because the MPC used the future information of the PV production. Due to this, the prediction of the PV production should be accurate as possible to avoid failing control commands of the battery charge and discharge. Normally, the optimal control signal of the first step is applied to the system and the optimization is performed again with updated forecasts and moving time horizon. The daily operation cost of the system under the MPC strategy was 0.32 € due to the need of buying electricity from the grid at the morning and evening peaks. During the same day, the self-consumption strategy resulted in the cost of 0.39 € which means that the MPC strategy was able to reduce costs.
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The number of inputs to the ANN model indicates the "neurons" in the input layer presented in Figure 8-2. The layer structure includes the input layer, a certain number of hidden layers with hidden neurons and the output layer. In the case of PV power prediction, the input layer includes the selected weather variables (x 1 , x 2 , x 3 …, x n ), and the output is the power prediction. Generally, the ANN model can include any number of hidden layers and neurons.

However, the accuracy of the model depends on the right number of layers and neurons. In this study, the Multi-Layer-Feed-Forward Neural Network (MLFFNN) structure is used in which the information flows only in one direction from the input to the output layer. The outputs of the previous layer are the inputs for each neuron on the next layer. The inputs of each neuron are multiplied by weights (w 1 , w 2 , w 3 …, w n ) and combined using a weighted linear combination [START_REF] Balakrishnan | Review on home energy management system[END_REF].

Before the outputs of the neurons are ready, a nonlinear activation function f ac , such as Hyperbolic tangent or Sigmoid function, is applied to the results of the layer. In this study, the Rectified linear unit function is used to perform a threshold operation on the input values to set the values less than zero to be zero [START_REF]Matlab. Regression Neural Network[END_REF]. After training, the ANN is a quick method to provide predictions for complex non-linear problems and it can reach good accuracy also with smaller data set used in the training and validation [START_REF] Alshafeey | Evaluating neural network and linear regression photovoltaic power forecasting models based on different input methods[END_REF].

Model performance indicators

To conduct a comparative study between different models, certain performance indicators are used to evaluate the accuracy of the prediction models. In addition to a simple absolute error 226 226 between the actual and predicted value, the following commonly used performance indicators for the forecasting models are used in this study: Mean Absolute Error (MAE), Mean Squared Error (MSE), Root Mean Square Error (RMSE) and Coefficient of Determination (COD) [START_REF] Alshafeey | Evaluating neural network and linear regression photovoltaic power forecasting models based on different input methods[END_REF][START_REF] Nageem | Predicting the Power Output of a Grid-Connected Solar Panel Using Multi-Input Support Vector Regression[END_REF].

where n is the number of observations, ȳ is the mean value of the observations, y and ŷ are the actual and predicted values of the PV power, respectively.

In the regression analysis, the COD is used to present how close the prediction model output is compared to the observed data and it results in values between zero and 1. To evaluate the overfitting of the prediction model, the COD requires the other indicators alongside it. In the evaluating process, the COD should be closer to 1 and the other indicators closer to zero [START_REF] Alshafeey | Evaluating neural network and linear regression photovoltaic power forecasting models based on different input methods[END_REF].

Results and discussion

In this section, the performance results of the MLR and ANN model are presented. The training data was collected from the PV installation between September 2021 and March 2022.

In addition to the performance indicators, a representative day in April was selected and the prediction was computed and compared to the actual power output of the system.

Correlation coefficient analysis

To evaluate the significance of the individual weather variables to the PV power, a correlation coefficient analysis was conducted. The results of the analysis were used to select the most relevant weather variables for the modelling. The weather variables under the investigation 228

First, the regression model was trained with the weather data and the aggregated PV power output of the system. Next, the PV power output data of each micro-inverter was used to predict the output of each panel. The predictions of each panel were summed up to have a prediction of the whole system. The performance of the prediction models generated by the aggregated PV output data and by the individual micro-inverter data was compared.

The overall performance results in up to have PV power prediction for the whole system. This method can help to predict more accurately the PV power of the system if all the panels are not positioned equally to the sun during the day, for example, if some shading occurs.

The MLR model based on the micro-inverter data was used to predict the PV power for the representative day in April, shown in Figure 8-3a. This day was not used in the training dataset.